AUTHENTICATED
U.S. GOVERNMENT
INFORMATION

GPO

Environmental Protection Agency

§140.5 Analytical procedures.

In determining the composition and
quality of effluent discharge from ma-
rine sanitation devices, the procedures
contained in 40 CFR part 136, ‘‘Guide-
lines Hstablishing Test Procedures for
the Analysis of Pollutants,”” or subse-
quent revisions or amendments there-
to, shall be employed.

PART 141—NATIONAL PRIMARY
DRINKING WATER REGULATIONS

Subpart A—General

Sec.

141.1 Applicability.

141.2 Definitions.

141.3 Coverage.

141.4 Variances and exemptions.
141.5 Siting requirements.

141.6 Effective dates.

Subpart B—Maximum Contaminant Levels

141.11 Maximum contaminant levels for in-
organic chemicals.

141.12 [Reserved]

141.13 Maximum contaminant levels for tur-
bidity.

Subpart C—Monitoring and Analytical
Requirements

141.21 Coliform sampling.

141.22 Turbidity sampling and analytical re-
quirements.

141.23 Inorganic chemical sampling and ana-
lytical requirements.

141.24 Organic chemicals, sampling and ana-
lytical requirements.

141.25 Analytical methods for radioactivity.

141.26 Monitoring frequency and compliance
requirements for radionuclides in com-
munity water systems

141.27 Alternate analytical techniques.

141.28 Certified laboratories.

141.29 Monitoring of consecutive public
water systems.

APPENDIX A TO SUBPART C OF PART 141—AL-
TERNATIVE TESTING METHODS APPROVED
FOR ANALYSES UNDER THE SAFE DRINKING
WATER ACT

Subpart D—Reporting and Recordkeeping

141.31 Reporting requirements.
141.32 [Reserved]

141.33 Record maintenance.
141.34 [Reserved]
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141.35 Reporting for unregulated contami-
nant monitoring results.

Subpart E—Special Regulations, Including
Monitoring Regulations and Prohibition
on Lead Use

141.40 Monitoring requirements for unregu-
lated contaminants.

141.41 Special monitoring for sodium.

141.42 Special monitoring for corrosivity
characteristics.

141.43 Prohibition on use of lead pipes, sol-
der, and flux.

Subpart F—Maximum Contaminant Level
Goals and Maximum Residual Dis-
infectant Level Goals

141.50 Maximum contaminant level goals
for organic contaminants.

141.51 Maximum contaminant level goals
for inorganic contaminants.

141.52 Maximum contaminant level goals
for microbiological contaminants.

141.563 Maximum contaminant level goals
for disinfection byproducts.

141.54 Maximum residual disinfectant level
goals for disinfectants.

141.55 Maximum contaminant level goals
for radionuclides.

Subpart G—National Primary Drinking
Water Regulations: Maximum Con-
taminant Levels and Maximum Resid-
ual Disinfectant Levels

141.60 Effective dates.

141.61 Maximum contaminant levels for or-
ganic contaminants.

141.62 Maximum contaminant levels for in-
organic contaminants.

141.63 Maximum contaminant levels (MCLs)
for microbiological contaminants.

141.64 Maximum contaminant levels for dis-
infection byproducts.

141.656 Maximum residual disinfectant lev-
els.

141.66 Maximum contaminant levels for
radionuclides.

Subpart H—Filtration and Disinfection

141.70 General requirements.

141.71 Criteria for avoiding filtration.

141.72 Disinfection.

141.73 Filtration.

141.74 Analytical and monitoring require-
ments.

141.75 Reporting and recordkeeping require-
ments.

141.76 Recycle provisions.

Subpart I—Control of Lead and Copper

141.80 General requirements.
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141.81 Applicability of corrosion control
treatment steps to small, medium-size
and large water systems.

141.82 Description of corrosion control
treatment requirements.

141.83 Source water treatment require-
ments.

141.84 Lead service line replacement re-
quirements.

141.85 Public education and supplemental
monitoring requirements.

141.86 Monitoring requirements for lead and
copper in tap water.

141.87 Monitoring requirements for water
quality parameters.

141.88 Monitoring requirements for lead and
copper in source water.

141.89 Analytical methods.

141.90 Reporting requirements.

141.91 Recordkeeping requirements.

Subpart J—Use of Non-Centralized
Treatment Devices

141.100 Criteria and procedures for public
water systems using point-of-entry de-
vices.

141.101 Use of bottled water.

Subpart K—Treatment Techniques

141.110 General requirements.
141.111 Treatment techniques for
amide and epichlorohydrin.

acryl-

Subpart L—Disinfectant Residuals, Disinfec-
tion Byproducts, and Disinfection By-
product Precursors

141.130
141.131
141.132

General requirements.

Analytical requirements.

Monitoring requirements.

141.133 Compliance requirements.

141.134 Reporting and recordkeeping re-
quirements.

141.135 Treatment technique for control of
disinfection byproduct (DBP) precursors.

Subparts M-N [Reserved]

Subpart O—Consumer Confidence Reports

141.1561 Purpose and applicability of this
subpart.

141.152 Effective dates.

141.153 Content of the reports.

141.154 Required additional health informa-
tion.

141.155 Report delivery and recordkeeping.

APPENDIX A TO SUBPART O OF PART 141—REG-
ULATED CONTAMINANTS

Subpart P—Enhanced Filiration and Dis-
infection—Systems Serving 10,000 or
More People

141.170 General requirements.
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141.171 Criteria for avoiding filtration.

141.172 Disinfection profiling
benchmarking.

141.173 Filtration.

141.174 Filtration sampling requirements.

141.175 Reporting and recordkeeping re-
quirements.

and

Subpart @—Public Notification of Drinking
Water Violations

141.201 General public notification require-
ments.

141.202 Tier 1 Public Notice—Form, manner,
and frequency of notice.

141.203 Tier 2 Public Notice—Form, manner,
and frequency of notice.

141.204 Tier 3 Public Notice—Form, manner,
and frequency of notice.

141.205 Content of the public notice.

141.206 Notice to new billing units or new
customers.

141.207 Special notice of the availability of
unregulated contaminant monitoring re-
sults.

141.208 Special notice for exceedance of the
SMCL for fluoride.

141.209 Special notice for nitrate
exceedances above MCL by non-commu-
nity water systems (NCWS), where grant-
ed permission by the primacy agency
under §141.11(d).

141.210 Notice by primacy agency on behalf
of the public water system.

141.211 Special notice for repeated failure to
conduct monitoring of the source water
for Cryptosporidium and for failure to de-
termine bin classification or mean
Cryptosporidium level.

APPENDIX A TO SUBPART Q OF PART 141—
NPDWR VIOLATIONS AND SITUATIONS RE-
QUIRING PUBLIC NOTICE

APPENDIX B TO SUBPART Q OF PART 141—
STANDARD HEALTH EFFECTS LANGUAGE
FOR PUBLIC NOTIFICATION

APPENDIX C TO SUBPART Q OF PART 141—LIST
OF ACRONYMS USED IN PUBLIC NOTIFICA-
TION REGULATION

Subpart R [Reserved]
Subpart S—Ground Water Rule

141.400 General requirements and applica-
bility.

141.401 Sanitary surveys for ground water
systems.

141.402 Ground water source microbial mon-
itoring and analytical methods.

141.403 Treatment technique requirements
for ground water systems.

141.404 Treatment technique violations for
ground water systems.
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141.405 Reporting and
ground water systems.

recordkeeping for

Subpart T—Enhanced Filtration and Dis-
infection—Systems Serving Fewer Than
10,000 People

GENERAL REQUIREMENTS

141.500 General requirements.

141.501 Who is subject to the requirements
of subpart T?

141.502 When must my system comply with
these requirements?

141.503 What does subpart T require?

FINISHED WATER RESERVOIRS

141.510 Is my system subject to the new fin-
ished water reservoir requirements?

141.511 What is required of new finished
water reservoirs?

ADDITIONAL WATERSHED CONTROL
REQUIREMENTS FOR UNFILTERED SYSTEMS

141.520 Is my system subject to the updated
watershed control requirements?

141.521 What updated watershed control re-
quirements must my unfiltered system
implement to continue to avoid filtra-
tion?

141.522 How does the State determine
whether my system’s watershed control
requirements are adequate?

DISINFECTION PROFILE

141.530 What is a disinfection profile and
who must develop one?

141.531 What criteria must a State use to
determine that a profile is unnecessary?

141.532 How does my system develop a dis-
infection profile and when must it begin?

141.5633 What data must my system collect
to calculate a disinfection profile?

141.534 How does my system use this data to
calculate an inactivation ratio?

141.535 What if my system uses
chloramines, ozone, or chlorine dioxide
for primary disinfection?

141.536 My system has developed an inac-
tivation ratio; what must we do now?

DISINFECTION BENCHMARK

141.540 Who has to develop a disinfection
benchmark?

141.5641 What are significant changes to dis-
infection practice?

141.542 What must my system do if we are
considering a significant change to dis-
infection practices?

141.543 How is the disinfection benchmark
calculated?

141.544 What if my system uses
chloramines, ozone, or chlorine dioxide
for primary disinfection?
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COMBINED FILTER EFFLUENT REQUIREMENTS

141.550 Is my system required to meet sub-
part T combined filter effluent turbidity
limits?

141.551 What strengthened combined filter
effluent turbidity limits must my system
meet?

141.552 My system consists of ‘‘alternative
filtration” and is required to conduct a
demonstration—what is required of my
system and how does the State establish
my turbidity limits?

141.553 My system practices lime soft-
ening—is there any special provision re-
garding my combined filter effluent?

INDIVIDUAL FILTER TURBIDITY REQUIREMENTS

141.560 Is my system subject to individual
filter turbidity requirements?

141.561 What happens if my system’s tur-
bidity monitoring equipment fails?

141.562 My system only has two or fewer fil-
ters—is there any special provision re-
garding individual filter turbidity moni-
toring?

141.563 What follow-up action is my system
required to take based on continuous
turbidity monitoring?

141.564 My system practices lime soft-
ening—is there any special provision re-
garding my individual filter turbidity
monitoring?

REPORTING AND RECORDKEEPING
REQUIREMENTS

141.570 What does subpart T require that my
system report to the State?

141.571 What records does subpart T require
my system to keep?

Subpart U—lInitial Distribution System
Evaluations

141.600
141.601
141.602
141.603

General requirements.

Standard monitoring.

System specific studies.

40/30 certification.

141.604 Very small system waivers.

141.605 Subpart V compliance monitoring
location recommendations.

Subpart V—Stage 2 Disinfection
Byproducts Requirements

141.620
141.621
141.622

General requirements.

Routine monitoring.

Subpart V monitoring plan.

141.623 Reduced monitoring.

141.624 Additional requirements for con-
secutive systems.

141.625 Conditions requiring increased moni-
toring.

141.626 Operational evaluation levels.

141.627 Requirements for remaining on re-
duced TTHM and HAAb5 monitoring based
on subpart L results.
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141.628 Requirements for remaining on in-
creased TTHM and HAA5 monitoring
based on subpart L results.

141.629 Reporting and recordkeeping re-
quirements.

Subpart W—Enhanced Treatment for
Cryptosporidium
GENERAL REQUIREMENTS

141.700 General requirements.

SOURCE WATER MONITORING REQUIREMENTS

141.701
141.702
141.703
141.704

Source water monitoring.

Sampling schedules.

Sampling locations.

Analytical methods.

141.705 Approved laboratories.

141.706 Reporting source water monitoring
results.

141.707 Grandfathering previously collected
data.

DISINFECTION PROFILING AND BENCHMARKING
REQUIREMENTS

141.708 Requirements when making a sig-
nificant change in disinfection practice.

141.709 Developing the disinfection profile
and benchmark.

TREATMENT TECHNIQUE REQUIREMENTS

141.710 Bin classification for filtered sys-
tems.

141.711 Filtered system additional
Cryptosporidium treatment requirements.

141.712 Unfiltered system Cryptosporidium
treatment requirements.

141.713 Schedule for compliance with
Cryptosporidium treatment requirements.

141.714 Requirements for uncovered finished
water storage facilities.

REQUIREMENTS FOR MICROBIAL TOOLBOX
COMPONENTS

141.715 Microbial toolbox options for meet-
ing Cryptosporidium treatment require-
ments.

141.716 Source toolbox components.

141.717 Pre-filtration treatment toolbox
components.

141.718 Treatment  performance toolbox
components.

141.719 Additional filtration toolbox compo-
nents.

141.720 Inactivation toolbox components.

REPORTING AND RECORDKEEPING
REQUIREMENTS

141.721 Reporting requirements.
141.722 Recordkeeping requirements.
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REQUIREMENTS FOR SANITARY SURVEYS
PERFORMED BY EPA

141.723 Requirements to respond to signifi-
cant deficiencies identified in sanitary
surveys performed by EPA.

Subpart X—Aircraft Drinking Water Rule

141.800
141.801
141.802

Applicability and compliance date.

Definitions.

Coliform sampling plan.

141.803 Coliform sampling.

141.804 Aircraft water system operations
and maintenance plan.

141.805 Notification to passengers and crew.

141.806 Reporting requirements.

141.807 Recordkeeping requirements.

141.808 Audits and inspections.

141.809 Supplemental treatment.

141.810 Violations.

AUTHORITY: 42 U.S.C. 300f, 300g-1, 300g-2,
300g-3, 300g—4, 300g-5, 300g-6, 300j—4, 300j-9,
and 300j-11.

SOURCE: 40 FR 59570, Dec. 24, 1975, unless
otherwise noted.

EDITORIAL NOTE: Nomenclature changes to
part 141 appear at 69 FR 18803, Apr. 9, 2004.

NoOTE: For community water systems serv-
ing 75,000 or more persons, monitoring must
begin 1 year following promulation and the
effective date of the MCL is 2 years following
promulgation. For community water sys-
tems serving 10,000 to 75,000 persons, moni-
toring must begin within 3 years from the
date of promulgation and the effective date
of the MCL is 4 years from the date of pro-
mulgation. Effective immediately, systems
that plan to make significant modifications
to their treatment processes for the purpose
of complying with the TTHM MCL are re-
quired to seek and obtain State approval of
their treatment modification plans. This
note affects §§141.2, 141.6, 141.12, 141.24 and
141.30. For additional information see 44 FR
68641, Nov. 29, 1979.

Subpart A—General

§141.1 Applicability.

This part establishes primary drink-
ing water regulations pursuant to sec-
tion 1412 of the Public Health Service
Act, as amended by the Safe Drinking
Water Act (Pub. L. 93-523); and related
regulations applicable to public water
systems.

§141.2 Definitions.

As used in this part, the term:

Act means the Public Health Service
Act, as amended by the Safe Drinking
Water Act, Public Law 93-523.
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Action level, is the concentration of
lead or copper in water specified in
§141.80(c) which determines, in some
cases, the treatment requirements con-
tained in subpart I of this part that a
water system is required to complete.

Bayg filters are pressure-driven separa-
tion devices that remove particulate
matter larger than 1 micrometer using
an engineered porous filtration media.
They are typically constructed of a
non-rigid, fabric filtration media
housed in a pressure vessel in which
the direction of flow is from the inside
of the bag to outside.

Bank filtration is a water treatment
process that uses a well to recover sur-
face water that has naturally infil-
trated into ground water through a
river bed or bank(s). Infiltration is
typically enhanced by the hydraulic
gradient imposed by a nearby pumping
water supply or other well(s).

Best available technology or BAT
means the best technology, treatment
techniques, or other means which the
Administrator finds, after examination
for efficacy under field conditions and
not solely under laboratory conditions,
are available (taking cost into consid-
eration). For the purposes of setting
MCLs for synthetic organic chemicals,
any BAT must be at least as effective
as granular activated carbon.

Cartridge filters are pressure-driven
separation devices that remove partic-
ulate matter larger than 1 micrometer
using an engineered porous filtration
media. They are typically constructed
as rigid or semi-rigid, self-supporting
filter elements housed in pressure ves-
sels in which flow is from the outside
of the cartridge to the inside.

Coagulation means a process using co-
agulant chemicals and mixing by which
colloidal and suspended materials are
destabilized and agglomerated into
flocs.

Combined distribution system is the
interconnected distribution system
consisting of the distribution systems
of wholesale systems and of the con-
secutive systems that receive finished
water.

Community water system means a pub-
lic water system which serves at least
15 service connections used by year-
round residents or regularly serves at
least 25 year-round residents.

§141.2

Compliance cycle means the nine-year
calendar year cycle during which pub-
lic water systems must monitor. Each
compliance cycle consists of three
three-year compliance periods. The
first calendar year cycle begins Janu-
ary 1, 1993 and ends December 31, 2001;
the second begins January 1, 2002 and
ends December 31, 2010; the third begins
January 1, 2011 and ends December 31,
2019.

Compliance period means a three-year
calendar year period within a compli-
ance cycle. Each compliance cycle has
three three-year compliance periods.
Within the first compliance cycle, the
first compliance period runs from Jan-
uary 1, 1993 to December 31, 1995; the
second from January 1, 1996 to Decem-
ber 31, 1998; the third from January 1,
1999 to December 31, 2001.

Comprehensive performance evaluation
(CPE) is a thorough review and anal-
ysis of a treatment plant’s perform-
ance-based capabilities and associated
administrative, operation and mainte-
nance practices. It is conducted to
identify factors that may be adversely
impacting a plant’s capability to
achieve compliance and emphasizes ap-
proaches that can be implemented
without significant capital improve-
ments. For purpose of compliance with
subparts P and T of this part, the com-
prehensive performance evaluation
must consist of at least the following
components: Assessment of plant per-
formance; evaluation of major unit
processes; identification and
prioritization of performance limiting
factors; assessment of the applicability
of comprehensive technical assistance;
and preparation of a CPE report.

Confluent growth means a continuous
bacterial growth covering the entire
filtration area of a membrane filter, or
a portion thereof, in which bacterial
colonies are not discrete.

Consecutive system is a public water
system that receives some or all of its
finished water from one or more whole-
sale systems. Delivery may be through
a direct connection or through the dis-
tribution system of one or more con-
secutive systems.

Contaminant means any physical,
chemical, biological, or radiological
substance or matter in water.

371



§141.2

Conventional filtration treatment
means a series of processes including
coagulation, flocculation, sedimenta-
tion, and filtration resulting in sub-
stantial particulate removal.

Corrosion inhibitor means a substance
capable of reducing the corrosivity of
water toward metal plumbing mate-
rials, especially lead and copper, by
forming a protective film on the inte-
rior surface of those materials.

CT or CTcalc is the product of ‘‘resid-
ual disinfectant concentration’” (C) in
mg/l determined before or at the first
customer, and the corresponding ‘‘dis-
infectant contact time”’ (T) in minutes,
i.e., “C” x “T”. If a public water sys-
tem applies disinfectants at more than
one point prior to the first customer, it
must determine the CT of each dis-
infectant sequence before or at the
first customer to determine the total

percent inactivation or ‘‘total inac-
tivation ratio.” In determining the
total inactivation ratio, the public

water system must determine the re-
sidual disinfectant concentration of
each disinfection sequence and cor-
responding contact time before any
subsequent disinfection application
point(s). ““CTeo’’ is the CT value re-
quired for 99.9 percent (3-1log) inactiva-
tion of Giardia lamblia cysts. CTego for a
variety of disinfectants and conditions
appear in tables 1.1-1.6, 2.1, and 3.1 of
§141.74(b)(3).

CTcalc
CTyg

is the inactivation ratio. The sum of
the inactivation ratios, or total inac-
tivation ratio shown as

(CTcalc)

(CT99.9)

is calculated by adding together the in-
activation ratio for each disinfection
sequence. A total inactivation ratio
equal to or greater than 1.0 is assumed
to provide a 3-log inactivation of
Giardia lamblia cysts.

Diatomaceous earth filtration means a
process resulting in substantial partic-
ulate removal in which (1) a precoat
cake of diatomaceous earth filter
media is deposited on a support
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membrance (septum), and (2) while the
water is filtered by passing through the
cake on the septum, additional filter
media known as body feed is continu-
ously added to the feed water to main-
tain the permeability of the filter
cake.

Direct filtration means a series of
processes including coagulation and fil-
tration but excluding sedimentation
resulting in substantial particulate re-
moval.

Disinfectant means any oxidant, in-
cluding but not limited to chlorine,
chlorine dioxide, chloramines, and
ozone added to water in any part of the
treatment or distribution process, that
is intended to kill or inactivate patho-
genic microorganisms.

Disinfectant contact time (‘‘T”’ in CT
calculations) means the time in min-
utes that it takes for water to move
from the point of disinfectant applica-
tion or the previous point of disinfect-
ant residual measurement to a point
before or at the point where residual
disinfectant concentration (“‘C”’) is
measured. Where only one “C’’ is meas-
ured, “T” is the time in minutes that
it takes for water to move from the
point of disinfectant application to a
point before or at where residual dis-
infectant concentration (‘‘C’’) is meas-
ured. Where more than one “C” is
measured, ‘“T” is (a) for the first meas-
urement of ‘““C”’, the time in minutes
that it takes for water to move from
the first or only point of disinfectant
application to a point before or at the
point where the first “C”’ is measured
and (b) for subsequent measurements of
“C”, the time in minutes that it takes
for water to move from the previous
“C” measurement point to the “C”
measurement point for which the par-
ticular ““T” is being calculated. Dis-
infectant contact time in pipelines
must be calculated based on ‘‘plug
flow” by dividing the internal volume
of the pipe by the maximum hourly
flow rate through that pipe. Disinfect-
ant contact time within mixing basins
and storage reservoirs must be deter-
mined by tracer studies or an equiva-
lent demonstration.

Disinfection means a process which
inactivates pathogenic organisms in
water by chemical oxidants or equiva-
lent agents.

372



Environmental Protection Agency

Disinfection profile is a summary of
Giardia lamblia inactivation through
the treatment plant. The procedure for
developing a disinfection profile is con-
tained in §141.172 (Disinfection
profiling and benchmarking) in subpart
P and §§141.5630-141.5636 (Disinfection
profile) in subpart T of this part.

Domestic or other mon-distribution sys-
tem plumbing problem means a coliform
contamination problem in a public
water system with more than one serv-
ice connection that is limited to the
specific service connection from which
the coliform-positive sample was
taken.

Dose equivalent means the product of
the absorbed dose from ionizing radi-
ation and such factors as account for
differences in biological effectiveness
due to the type of radiation and its dis-
tribution in the body as specified by
the International Commission on Radi-
ological Units and Measurements
(ICRU).

Dual sample set is a set of two samples
collected at the same time and same
location, with one sample analyzed for
TTHM and the other sample analyzed
for HAA5. Dual sample sets are col-
lected for the purposes of conducting
an IDSE under subpart U of this part
and determining compliance with the
TTHM and HAA5 MCLs under subpart
V of this part.

Effective corrosion inhibitor residual,
for the purpose of subpart I of this part
only, means a concentration sufficient
to form a passivating film on the inte-
rior walls of a pipe.

Enhanced coagulation means the addi-
tion of sufficient coagulant for im-
proved removal of disinfection byprod-
uct precursors by conventional filtra-
tion treatment.

Enhanced softening means the im-
proved removal of disinfection byprod-
uct precursors by precipitative soft-
ening.

Filter profile is a graphical represen-
tation of individual filter performance,
based on continuous turbidity meas-
urements or total particle counts
versus time for an entire filter run,
from startup to backwash inclusively,
that includes an assessment of filter
performance while another filter is
being backwashed.

§141.2

Filtration means a process for remov-
ing particulate matter from water by
passage through porous media.

Finished water is water that is intro-
duced into the distribution system of a
public water system and is intended for
distribution and consumption without
further treatment, except as treatment
necessary to maintain water quality in
the distribution system (e.g., booster
disinfection, addition of corrosion con-
trol chemicals).

First draw sample means a one-liter
sample of tap water, collected in ac-
cordance with §141.86(b)(2), that has
been standing in plumbing pipes at
least 6 hours and is collected without
flushing the tap.

Flocculation means a process to en-
hance agglomeration or collection of
smaller floc particles into larger, more
easily settleable particles through
gentle stirring by hydraulic or mechan-
ical means.

Flowing stream is a course of running
water flowing in a definite channel.

GACI0 means granular activated car-
bon filter beds with an empty-bed con-
tact time of 10 minutes based on aver-
age daily flow and a carbon reactiva-
tion frequency of every 180 days, except
that the reactivation frequency for
GAC10 used as a best available tech-
nology for compliance with subpart V
MCLs under §141.64(b)(2) shall be 120
days.

GAC20 means granular activated car-
bon filter beds with an empty-bed con-
tact time of 20 minutes based on aver-
age daily flow and a carbon reactiva-
tion frequency of every 240 days.

Ground water under the direct influence
of surface water (GWUDI) means any
water beneath the surface of the
ground with significant occurrence of

insects or other macroorganisms,
algae, or large-diameter pathogens
such as Giardia lamblia or

Cryptosporidium, or significant and rel-
atively rapid shifts in water character-
istics such as turbidity, temperature,
conductivity, or pH which closely cor-
relate to climatological or surface
water conditions. Direct influence
must be determined for individual
sources in accordance with criteria es-
tablished by the State. The State de-
termination of direct influence may be
based on site-specific measurements of
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water quality and/or documentation of
well construction characteristics and
geology with field evaluation.

Gross alpha particle activity means the
total radioactivity due to alpha par-
ticle emission as inferred from meas-
urements on a dry sample.

Gross beta particle activity means the
total radioactivity due to beta particle
emission as inferred from measure-
ments on a dry sample.

Haloacetic acids (five) (HAA5) mean
the sum of the concentrations in milli-
grams per liter of the haloacetic acid
compounds (monochloroacetic acid,
dichloroacetic acid, trichloroacetic
acid, monobromoacetic acid, and dibro-
moacetic acid), rounded to two signifi-
cant figures after addition.

Halogen means one of the chemical
elements chlorine, bromine or iodine.

Initial compliance period means the
first full three-year compliance period
which begins at least 18 months after
promulgation, except for contaminants
listed at §141.61(a) (19)—(21), (c) (19)—(33),
and §141.62(b) (11)-(15), initial compli-
ance period means the first full three-
year compliance period after promulga-
tion for systems with 150 or more serv-
ice connections (January 1993-Decem-
ber 1995), and first full three-year com-
pliance period after the effective date
of the regulation (January 1996-Decem-
ber 1998) for systems having fewer than
150 service connections.

Lake/reservoir refers to a natural or
man made basin or hollow on the
Earth’s surface in which water collects
or is stored that may or may not have
a current or single direction of flow.

Large water system, for the purpose of
subpart I of this part only, means a
water system that serves more than
50,000 persons.

Lead service line means a service line
made of lead which connects the water
main to the building inlet and any lead
pigtail, gooseneck or other fitting
which is connected to such lead line.

Legionella means a genus of bacteria,
some species of which have caused a
type of pneumonia called Legionnaires
Disease.

Locational running annual average
(LRAA) is the average of sample ana-
lytical results for samples taken at a
particular monitoring location during
the previous four calendar quarters.
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Man-made beta particle and photon
emitters means all radionuclides emit-
ting beta particles and/or photons list-
ed in Maximum Permissible Body Bur-
dens and Maximum Permissible Con-
centration of Radionuclides in Air or
Water for Occupational Exposure, NBS
Handbook 69, except the daughter prod-
ucts of thorium-232, uranium-235 and
uranium-238.

Mazximum contaminant level means the
maximum permissable level of a con-
taminant in water which is delivered to
any user of a public water system.

Mazximum contaminant level goal or
MCLG means the maximum level of a
contaminant in drinking water at
which no known or anticipated adverse
effect on the health of persons would
occur, and which allows an adequate
margin of safety. Maximum contami-
nant level goals are nonenforceable
health goals.

Maximum residual disinfectant level
(MRDL) means a level of a disinfectant
added for water treatment that may
not be exceeded at the consumer’s tap
without an unacceptable possibility of
adverse health effects. For chlorine and
chloramines, a PWS is in compliance
with the MRDL when the running an-
nual average of monthly averages of
samples taken in the distribution sys-
tem, computed quarterly, is less than
or equal to the MRDL. For chlorine di-
oxide, a PWS is in compliance with the
MRDL when daily samples are taken at
the entrance to the distribution system
and no two consecutive daily samples
exceed the MRDL. MRDLs are enforce-
able in the same manner as maximum
contaminant levels under Section 1412
of the Safe Drinking Water Act. There
is convincing evidence that addition of
a disinfectant is necessary for control
of waterborne microbial contaminants.
Notwithstanding the MRDLs listed in
§141.65, operators may increase resid-
ual disinfectant levels of chlorine or
chloramines (but not chlorine dioxide)
in the distribution system to a level
and for a time necessary to protect
public health to address specific micro-
biological contamination problems
caused by circumstances such as dis-
tribution line breaks, storm runoff
events, source water contamination, or
cross-connections.
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Maximum residual disinfectant level
goal (MRDLG) means the maximum
level of a disinfectant added for water
treatment at which no known or an-
ticipated adverse effect on the health
of persons would occur, and which al-
lows an adequate margin of safety.
MRDLGs are nonenforceable health
goals and do not reflect the benefit of
the addition of the chemical for con-
trol of waterborne microbial contami-
nants.

Mazximum Total Trihalomethane Poten-
tial (MTP) means the maximum con-
centration of total trihalomethanes
produced in a given water containing a
disinfectant residual after 7 days at a
temperature of 25 °C or above.

Medium-size water system, for the pur-
pose of subpart I of this part only,
means a water system that serves
greater than 3,300 and less than or
equal to 50,000 persons.

Membrane filtration is a pressure or
vacuum driven separation process in
which particulate matter larger than 1
micrometer is rejected by an engi-
neered barrier, primarily through a
size-exclusion mechanism, and which
has a measurable removal efficiency of
a target organism that can be verified
through the application of a direct in-
tegrity test. This definition includes
the common membrane technologies of
microfiltration, ultrafiltration, nano-
filtration, and reverse osmosis.

Near the first service connection means
at one of the 20 percent of all service
connections in the entire system that
are nearest the water supply treatment
facility, as measured by water trans-
port time within the distribution sys-
tem.

Non-community water system means a
public water system that is not a com-
munity water system. A non-commu-
nity water system is either a ‘‘tran-
sient non-community water system
(TWS)” or a ‘‘non-transient non-com-
munity water system (NTNCWS).”

Non-transient non-community water
system or NTNCWS means a public
water system that is not a community
water system and that regularly serves
at least 25 of the same persons over 6
months per year.

Optimal corrosion control treatment, for
the purpose of subpart I of this part
only, means the corrosion control

§141.2

treatment that minimizes the lead and
copper concentrations at users’ taps
while insuring that the treatment does
not cause the water system to violate
any national primary drinking water
regulations.

Performance evaluation sample means
a reference sample provided to a lab-
oratory for the purpose of dem-
onstrating that the laboratory can suc-
cessfully analyze the sample within
limits of performance specified by the
Agency. The true value of the con-
centration of the reference material is
unknown to the laboratory at the time
of the analysis.

Person means an individual; corpora-
tion; company; association; partner-
ship; municipality; or State, Federal,
or tribal agency.

Picocurie (pCi) means the quantity of
radioactive material producing 2.22 nu-
clear transformations per minute.

Plant intake refers to the works or
structures at the head of a conduit
through which water is diverted from a
source (e.g., river or lake) into the
treatment plant.

Point of disinfectant application is the
point where the disinfectant is applied
and water downstream of that point is
not subject to recontamination by sur-
face water runoff.

Point-of-entry treatment device (POE)
is a treatment device applied to the
drinking water entering a house or
building for the purpose of reducing
contaminants in the drinking water
distributed throughout the house or
building.

Point-of-use treatment device (POU) is
a treatment device applied to a single
tap used for the purpose of reducing
contaminants in drinking water at
that one tap.

Presedimentation 1is a preliminary
treatment process used to remove grav-
el, sand and other particulate material
from the source water through settling
before the water enters the primary
clarification and filtration processes in
a treatment plant.

Public water system means a system
for the provision to the public of water
for human consumption through pipes
or, after August 5, 1998, other con-
structed conveyances, if such system
has at least fifteen service connections
or regularly serves an average of at
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least twenty-five individuals daily at
least 60 days out of the year. Such term
includes: any collection, treatment,
storage, and distribution facilities
under control of the operator of such
system and used primarily in connec-
tion with such system; and any collec-
tion or pretreatment storage facilities
not under such control which are used
primarily in connection with such sys-
tem. Such term does not include any
‘“‘special irrigation district.”” A public
water system is either a ‘‘community
water system’ or a ‘‘noncommunity
water system.”

Rem means the unit of dose equiva-
lent from ionizing radiation to the
total body or any internal organ or
organ system. A ‘“‘millirem (mrem)”’ is
1/1000 of a rem.

Repeat compliance period means any
subsequent compliance period after the
initial compliance period.

Residual  disinfectant  concentration
(‘“‘C” in CT calculations) means the
concentration of disinfectant measured
in mg/l in a representative sample of
water.

Sanitary survey means an onsite re-
view of the water source, facilities,
equipment, operation and maintenance
of a public water system for the pur-
pose of evaluating the adequacy of such
source, facilities, equipment, operation
and maintenance for producing and dis-
tributing safe drinking water.

Sedimentation means a process for re-
moval of solids before filtration by
gravity or separation.

Service connection, as used in the defi-
nition of public water system, does not
include a connection to a system that
delivers water by a constructed con-
veyance other than a pipe if:

(1) The water is used exclusively for
purposes other than residential uses
(consisting of drinking, bathing, and
cooking, or other similar uses);

(2) The State determines that alter-
native water to achieve the equivalent
level of public health protection pro-
vided by the applicable national pri-
mary drinking water regulation is pro-
vided for residential or similar uses for
drinking and cooking; or

(3) The State determines that the
water provided for residential or simi-
lar uses for drinking, cooking, and
bathing is centrally treated or treated
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at the point of entry by the provider, a
pass-through entity, or the user to
achieve the equivalent level of protec-
tion provided by the applicable na-
tional primary drinking water regula-
tions.

Service line sample means a one-liter
sample of water collected in accord-
ance with §141.86(b)(3), that has been
standing for at least 6 hours in a serv-
ice line.

Single family structure, for the purpose
of subpart I of this part only, means a
building constructed as a single-family
residence that is currently used as ei-
ther a residence or a place of business.

Slow sand filtration means a process
involving passage of raw water through
a bed of sand at low velocity (generally
less than 0.4 m/h) resulting in substan-
tial particulate removal by physical
and biological mechanisms.

Small water system, for the purpose of
subpart I of this part only, means a
water system that serves 3,300 persons
or fewer.

Special irrigation district means an ir-
rigation district in existence prior to
May 18, 1994 that provides primarily
agricultural service through a piped
water system with only incidental resi-
dential or similar use where the system
or the residential or similar users of
the system comply with the exclusion
provisions in section 1401(4)(B)(i)(II) or
(I11).

Standard sample means the aliquot of
finished drinking water that is exam-
ined for the presence of coliform bac-
teria.

State means the agency of the State
or Tribal government which has juris-
diction over public water systems. Dur-
ing any period when a State or Tribal
government does not have primary en-
forcement responsibility pursuant to
section 1413 of the Act, the term
‘“State’” means the Regional Adminis-
trator, U.S. Environmental Protection
Agency.

Subpart H systems means public water
systems using surface water or ground
water under the direct influence of sur-
face water as a source that are subject
to the requirements of subpart H of
this part.

Supplier of water means any person
who owns or operates a public water
system.
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Surface water means all water which
is open to the atmosphere and subject
to surface runoff.

SUVA means Specific Ultraviolet Ab-
sorption at 254 nanometers (nm), an in-
dicator of the humic content of water.
It is a calculated parameter obtained
by dividing a sample’s ultraviolet ab-
sorption at a wavelength of 254 nm
(UVs4) (in m=1) by its concentration of
dissolved organic carbon (DOC) (in mg/
L).

System with a single service connection
means a system which supplies drink-
ing water to consumers via a single
service line.

Too numerous to count means that the
total number of bacterial colonies ex-
ceeds 200 on a 47-mm diameter mem-
brane filter used for coliform detec-
tion.

Total Organic Carbon (TOC) means
total organic carbon in mg/Li measured
using heat, oxygen, ultraviolet irradia-
tion, chemical oxidants, or combina-
tions of these oxidants that convert or-
ganic carbon to carbon dioxide, round-
ed to two significant figures.

Total trihalomethanes (TTHM) means
the sum of the concentration in milli-
grams per liter of the trihalomethane
compounds (trichloromethane [chloro-
form], dibromochloromethane,
bromodichloromethane and
tribromomethane [bromoform]), round-
ed to two significant figures.

Transient non-community water system
or TWS means a non-community water
system that does not regularly serve at
least 25 of the same persons over six
months per year.

Trihalomethane (THM) means one of
the family of organic compounds,
named as derivatives of methane,
wherein three of the four hydrogen
atoms in methane are each substituted
by a halogen atom in the molecular
structure.

Two-stage lime softening is a process in
which chemical addition and hardness
precipitation occur in each of two dis-
tinct unit clarification processes in se-
ries prior to filtration.

Uncovered finished water storage facil-
ity is a tank, reservoir, or other facility
used to store water that will undergo
no further treatment to reduce micro-
bial pathogens except residual disinfec-
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tion and is directly open to the atmos-
phere.

Virus means a virus of fecal origin
which is infectious to humans by wa-
terborne transmission.

Waterborne disease outbreak means the
significant occurrence of acute infec-
tious illness, epidemiologically associ-
ated with the ingestion of water from a
public water system which is deficient
in treatment, as determined by the ap-
propriate local or State agency.

Wholesale system is a public water
system that treats source water as nec-
essary to produce finished water and
then delivers some or all of that fin-
ished water to another public water
system. Delivery may be through a di-
rect connection or through the dis-
tribution system of one or more con-
secutive systems.

[40 FR 59570, Dec. 24, 1975]

EDITORIAL NOTE: For FEDERAL REGISTER ci-
tations affecting §141.2, see the List of CFR
Sections Affected, which appears in the
Finding Aids section of the printed volume
and at www.fdsys.gov.

§141.3 Coverage.

This part shall apply to each public
water system, unless the public water
system meets all of the following con-
ditions:

(a) Consists only of distribution and
storage facilities (and does not have
any collection and treatment facili-
ties);

(b) Obtains all of its water from, but
is not owned or operated by, a public
water system to which such regula-
tions apply:

(c) Does not sell water to any person;
and

(d) Is not a carrier which conveys
passengers in interstate commerce.

§141.4 Variances and exemptions.

(a) Variances or exemptions from
certain provisions of these regulations
may be granted pursuant to sections
1415 and 1416 of the Act and subpart K
of part 142 of this chapter (for small
system variances) by the entity with
primary enforcement responsibility,
except that variances or exemptions
from the MCL for total coliforms and
variances from any of the treatment
technique requirements of subpart H of
this part may not be granted.
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(b) EPA has stayed the effective date
of this section relating to the total
coliform MCL of §141.63(a) for systems
that demonstrate to the State that the
violation of the total coliform MCL is
due to a persistent growth of total coli-
forms in the distribution system rather
than fecal or pathogenic contamina-
tion, a treatment lapse or deficiency,
or a problem in the operation or main-
tenance of the distribution system.

[564 FR 27562, June 29, 1989, as amended at 56
FR 1557, Jan. 15, 1991; 63 FR 43846, Aug. 14,
1998]

§141.5 Siting requirements.

Before a person may enter into a fi-
nancial commitment for or initiate
construction of a new public water sys-
tem or increase the capacity of an ex-
isting public water system, he shall no-
tify the State and, to the extent prac-
ticable, avoid locating part or all of the
new or expanded facility at a site
which:

(a) Is subject to a significant risk
from earthquakes, floods, fires or other
disasters which could cause a break-
down of the public water system or a
portion thereof; or

(b) Except for intake structures, is
within the floodplain of a 100-year
flood or is lower than any recorded
high tide where appropriate records
exist. The U.S. Environmental Protec-
tion Agency will not seek to override
land wuse decisions affecting public
water systems siting which are made
at the State or local government lev-
els.

§141.6 Effective dates.

(a) Except as provided in paragraphs
(b) through (k) of this section, and in
§141.80(a)(2), the regulations set forth
in this part shall take effect on June
24, 19717.

(b) The regulations for total
trihalomethanes set forth in §141.12(c)
shall take effect 2 years after the date
of promulgation of these regulations
for community water systems serving
75,000 or more individuals, and 4 years
after the date of promulgation for com-
munities serving 10,000 to 74,999 indi-
viduals.

(c) The regulations set forth in
§§141.11(d); 141.21(a), (c) and (i); 141.22(a)
and (e); 141.23(a)(3) and (a)(4); 141.23(f);
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141.24(e) and (f); 141.25(e); 141.27(a);
141.28(a) and (b); 141.31(a), (d) and (e);
141.32(b)(3); and 141.32(d) shall take ef-
fect immediately upon promulgation.

(d) The regulations set forth in
§141.41 shall take effect 18 months from
the date of promulgation. Suppliers
must complete the first round of sam-
pling and reporting within 12 months
following the effective date.

(e) The regulations set forth in
§141.42 shall take effect 18 months from
the date of promulgation. All require-
ments in §141.42 must be completed
within 12 months following the effec-
tive date.

(f) The regulations set forth in
§141.11(c) and §141.23(g) are effective
May 2, 1986. Section 141.23(g)(4) is effec-
tive October 2, 1987.

(g) The regulations contained in
§141.6, paragraph (c) of the table in
141.12, and 141.62(b)(1) are effective July
1, 1991. The regulations contained in
§§141.11(b), 141.23, 141.24, 142.57(b),
143.4(b)(12) and (b)(13), are effective
July 30, 1992. The regulations contained
in the revisions to §§141.32(e) (16), (25)
through (27) and (46); 141.61(c)(16); and
141.62(b)(3) are effective January 1, 1993.
The effective date of regulations con-
tained in §141.61(c) (2), (3), and (4) is
postponed.

(h) Regulations for the analytic
methods listed at §141.23(k)(4) for
measuring antimony, beryllium, cya-
nide, nickel, and thallium are effective
August 17, 1992. Regulations for the
analytic methods listed at §141.24(f)(16)
for dichloromethane, 1,2,4-
trichlorobenzene, and 1,1,2-trichloro-
ethane are effective August 17, 1992.
Regulations for the analytic methods
listed at §141.24(h)(12) for measuring

dalapon, dinoseb, diquat, endothall,
endrin, glyphosate, oxamyl, picloram,
simazine, benzo(a)pyrene, di(2-
ethylhexyl)adipate, di(2-
ethylhexyl)phthalate,
hexachlorobenzene,

hexachlorocyclopentadiene, and 2,3,7,8-
TCDD are effective August 17, 1992. The
revision to §141.12(a) promulgated on
July 17, 1992 is effective on August 17,
1992.

(1) [Reserved]

(j) The arsenic maximum contami-
nant levels (MCL) listed in §141.62 is ef-
fective for the purpose of compliance
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on January 23, 2006. Requirements re-
lating to arsenic set forth in
§§141.23(i)(4), 141.23(k)(3) introductory
text, 141.23(k)(3)(ii), 141.51(b), 141.62(b),
141.62(b)(16), 141.62(c), 141.62(d), and
142.62(b) revisions in Appendix A of sub-
part O for the consumer confidence
rule, and Appendices A and B of sub-
part Q for the public notification rule
are effective for the purpose of compli-
ance on January 23, 2006. However, the
consumer confidence rule reporting re-
quirements relating to arsenic listed in
§141.154(b) and (f) are effective for the
purpose of compliance on February 22,
2002.

(k) Regulations set
§§141.23(i)(1), 141.23(1)(2), 141.24(f)(156),
141.24(£)(22), 141.24(h)(11), 141.24(h)(20),
142.16(e), 142.16(j), and 142.16(k) are ef-
fective for the purpose of compliance
on January 22, 2004.

[44 FR 68641, Nov. 29, 1979, as amended at 45
FR 57342, Aug. 27, 1980; 47 FR 10998, Mar. 12,
1982; 51 FR 11410, Apr. 2, 1986; 56 FR 30274,
July 1, 1991; 57 FR 22178, May 27, 1992; 57 FR
31838, July 17, 1992; 59 FR 34322, July 1, 1994;
61 FR 24368, May 14, 1996; 66 FR 7061, Jan. 22,
2001; 66 FR 28350, May 22, 2001]

forth in

Subpart B—Maximum
Contaminant Levels

§141.11 Maximum contaminant levels
for inorganic chemicals.

(a) The maximum contaminant level
for arsenic applies only to community
water systems. The analyses and deter-
mination of compliance with the 0.05
milligrams per liter maximum con-
taminant level for arsenic use the re-
quirements of §141.23.

(b) The maximum contaminant level
for arsenic is 0.05 milligrams per liter
for community water systems until
January 23, 2006.

(c) [Reserved]

(d) At the discretion of the State, ni-
trate levels not to exceed 20 mg/l may
be allowed in a non-community water
system if the supplier of water dem-
onstrates to the satisfaction of the
State that:

(1) Such water will not be available
to children under 6 months of age; and

(2) The non-community water system
is meeting the public notification re-
quirements under §141.209, including
continuous posting of the fact that ni-
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trate levels exceed 10 mg/l and the po-
tential health effects of exposure; and
(3) Local and State public health au-
thorities will be notified annually of
nitrate levels that exceed 10 mg/l; and
(4) No adverse health effects shall re-
sult.

[40 FR 59570, Dec. 24, 1975, as amended at 45
FR 57342, Aug. 27, 1980; 47 FR 10998, Mar. 12,
1982; 51 FR 11410, Apr. 2, 1986; 56 FR 3578, Jan.
30, 1991; 56 FR 265648, June 7, 1991; 56 FR 30274,
July 1, 1991; 56 FR 32113, July 15, 1991; 60 FR
33932, June 29, 1995; 65 FR 26022, May 4, 2000;
66 FR 7061, Jan. 22, 2001]

§141.12 [Reserved]

§141.13 Maximum contaminant levels
for turbidity.

The maximum contaminant levels
for turbidity are applicable to both
community water systems and non-
community water systems using sur-
face water sources in whole or in part.
The maximum contaminant levels for
turbidity in drinking water, measured
at a representative entry point(s) to
the distribution system, are:

EDITORIAL NOTE: At 54 FR 27527, June 29,
1989, §141.13 was amended by adding intro-
ductory text, effective December 31, 1990.
However, introductory text already exists.
The added text follows.

The requirements in this section
apply to unfiltered systems until De-
cember 30, 1991, unless the State has
determined prior to that date, in writ-
ing pursuant to §1412(b)(7)(C)(iii), that
filtration is required. The requirements
in this section apply to filtered sys-
tems until June 29, 1993. The require-
ments in this section apply to
unfiltered systems that the State has
determined, in writing pursuant to
§1412(b)(7)(C)(iii), must install filtra-
tion, until June 29, 1993, or until filtra-
tion is installed, whichever is later.

(a) One turbidity unit (TU), as deter-
mined by a monthly average pursuant
to §141.22, except that five or fewer tur-
bidity units may be allowed if the sup-
plier of water can demonstrate to the
State that the higher turbidity does
not do any of the following:

(1) Interfere with disinfection;

(2) Prevent maintenance of an effec-
tive disinfectant agent throughout the
distribution system; or

(3) Interfere with microbiological de-
terminations.
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(b) Five turbidity units based on an
average for two consecutive days pur-
suant to §141.22.

[40 FR 59570, Dec. 24, 1975]

Subpart C—Monitoring and
Analytical Requirements

§141.21 Coliform sampling.

(a) Routine monitoring. (1) Public
water systems must collect total coli-
form samples at sites which are rep-
resentative of water throughout the
distribution system according to a
written sample siting plan. These plans
are subject to State review and revi-
sion.

(2) The monitoring frequency for
total coliforms for community water
systems is based on the population
served by the system, as follows:

TOTAL COLIFORM MONITORING FREQUENCY FOR
COMMUNITY WATER SYSTEMS

Minimum

number

Population served of sam-

ples per

month
25to0 1,000 e 1
1,001 to 2,500 2
2,501 to 3,300 3
3,301 to 4,100 4
4,101 to 4,900 5
4,901 to 5,800 6
5,801 to 6,700 7
6,701 to 7,600 8
7,601 to 8,500 9
8,501 to 12,900 ...... 10
12,901 to 17,200 15
17,201 to 21,500 20
21,501 to 25,000 25
25,001 to 33,000 30
33,001 to 41,000 40
41,001 to 50,000 50
50,001 to 59,000 60
59,001 to 70,000 70
70,001 to 83,000 80
83,001 to 96,000 ... 90
96,001 to 130,000 .. 100
130,001 to 220,000 120
220,001 to 320,000 150
320,001 to 450,000 180
450,001 to 600,000 210
600,001 to 780,000 240
780,001 to 970,000 270
970,001 to 1,230,000 . 300
1,230,001 to 1,520,000 .. 330
1,520,001 to 1,850,000 .. 360
1,850,001 to 2,270,000 .. 390
2,270,001 to 3,020,000 .. 420
3,020,001 to 3,960,000 .. 450
3,960,001 or more .. 480

TIncludes public water systems which have at least 15
service connections, but serve fewer than 25 persons.
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If a community water system serving
25 to 1,000 persons has no history of
total coliform contamination in its
current configuration and a sanitary
survey conducted in the past five years
shows that the system is supplied sole-
ly by a protected groundwater source
and is free of sanitary defects, the
State may reduce the monitoring fre-
quency specified above, except that in
no case may the State reduce the mon-
itoring frequency to less than one sam-
ple per quarter. The State must ap-
prove the reduced monitoring fre-
quency in writing.

(3) The monitoring frequency for
total coliforms for mnon-community
water systems is as follows:

(i) A non-community water system
using only ground water (except
ground water under the direct influ-
ence of surface water, as defined in
§141.2) and serving 1,000 persons or
fewer must monitor each calendar
quarter that the system provides water
to the public, except that the State
may reduce this monitoring frequency,
in writing, if a sanitary survey shows
that the system is free of sanitary de-
fects. Beginning June 29, 1994, the
State cannot reduce the monitoring
frequency for a non-community water
system using only ground water (ex-
cept ground water under the direct in-
fluence of surface water, as defined in
§141.2) and serving 1,000 persons or
fewer to less than once/year.

(ii) A non-community water system
using only ground water (except
ground water under the direct influ-
ence of surface water, as defined in
§141.2) and serving more than 1,000 per-
sons during any month must monitor
at the same frequency as a like-sized
community water system, as specified
in paragraph (a)(2) of this section, ex-
cept the State may reduce this moni-
toring frequency, in writing, for any
month the system serves 1,000 persons
or fewer. The State cannot reduce the
monitoring frequency to less than
once/year. For systems using ground
water under the direct influence of sur-
face water, paragraph (a)(3)(iv) of this
section applies.

(iii) A non-community water system
using surface water, in total or in part,
must monitor at the same frequency as
a like-sized community water system,
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as specified in paragraph (a)(2) of this
section, regardless of the number of
persons it serves.

(iv) A non-community water system
using ground water under the direct in-
fluence of surface water, as defined in
§141.2, must monitor at the same fre-
quency as a like-sized community
water system, as specified in paragraph
(a)(2) of this section. The system must
begin monitoring at this frequency be-
ginning six months after the State de-
termines that the ground water is
under the direct influence of surface
water.

(4) The public water system must col-
lect samples at regular time intervals
throughout the month, except that a
system which uses only ground water
(except ground water under the direct
influence of surface water, as defined
in §141.2), and serves 4,900 persons or
fewer, may collect all required samples
on a single day if they are taken from
different sites.

(6) A public water system that uses
surface water or ground water under
the direct influence of surface water, as
defined in §141.2, and does not practice
filtration in compliance with Subpart
H must collect at least one sample near
the first service connection each day
the turbidity level of the source water,
measured as specified in §141.74(b)(2),
exceeds 1 NTU. This sample must be
analyzed for the presence of total coli-
forms. When one or more turbidity
measurements in any day exceed 1
NTU, the system must collect this coli-
form sample within 24 hours of the first
exceedance, unless the State deter-
mines that the system, for logistical
reasons outside the system’s control,
cannot have the sample analyzed with-
in 30 hours of collection. Sample re-
sults from this coliform monitoring
must be included in determining com-
pliance with the MCL for total coli-
forms in §141.63.

(6) Special purpose samples, such as
those taken to determine whether dis-
infection practices are sufficient fol-
lowing pipe placement, replacement, or
repair, shall not be used to determine
compliance with the MCL for total
coliforms in §141.63. Repeat samples
taken pursuant to paragraph (b) of this
section are not considered special pur-
pose samples, and must be used to de-
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termine compliance with the MCL for
total coliforms in §141.63.

(b) Repeat monitoring. (1) If a routine
sample is total coliform-positive, the
public water system must collect a set
of repeat samples within 24 hours of
being notified of the positive result. A
system which collects more than one
routine sample/month must collect no
fewer than three repeat samples for
each total coliform-positive sample
found. A system which collects one
routine sample/month or fewer must
collect no fewer than four repeat sam-
ples for each total coliform-positive
sample found. The State may extend
the 24-hour limit on a case-by-case
basis if the system has a logistical
problem in collecting the repeat sam-
ples within 24 hours that is beyond its
control. In the case of an extension,
the State must specify how much time
the system has to collect the repeat
samples.

(2) The system must collect at least
one repeat sample from the sampling
tap where the original total coliform-
positive sample was taken, and at least
one repeat sample at a tap within five
service connections upstream and at
least one repeat sample at a tap within
five service connections downstream of
the original sampling site. If a total
coliform-positive sample is at the end
of the distribution system, or one away
from the end of the distribution sys-
tem, the State may waive the require-
ment to collect at least one repeat
sample upstream or downstream of the
original sampling site.

(3) The system must collect all re-
peat samples on the same day, except
that the State may allow a system
with a single service connection to col-
lect the required set of repeat samples
over a four-day period or to collect a
larger volume repeat sample(s) in one
or more sample containers of any size,
as long as the total volume collected is
at least 400 ml (300 ml for systems
which collect more than one routine
sample/month).

(4) If one or more repeat samples in
the set is total coliform-positive, the
public water system must collect an
additional set of repeat samples in the
manner specified in paragraphs (b) (1)-
(3) of this section. The additional sam-
ples must be collected within 24 hours
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of being notified of the positive result,
unless the State extends the limit as
provided in paragraph (b)(1) of this sec-
tion. The system must repeat this
process until either total coliforms are
not detected in one complete set of re-
peat samples or the system determines
that the MCL for total coliforms in
§141.63 has been exceeded and notifies
the State.

(5) If a system collecting fewer than
five routine samples/month has one or
more total coliform-positive samples
and the State does not invalidate the
sample(s) under paragraph (c) of this
section, it must collect at least five
routine samples during the next month
the system provides water to the pub-
lic, except that the State may waive
this requirement if the conditions of
paragraph (b)) (i) or (ii) of this sec-
tion are met. The State cannot waive
the requirement for a system to collect
repeat samples in paragraphs (b) (1)-(4)
of this section.

(i) The State may waive the require-
ment to collect five routine samples
the next month the system provides
water to the public if the State, or an
agent approved by the State, performs
a site visit before the end of the next
month the system provides water to
the public. Although a sanitary survey
need not be performed, the site visit
must be sufficiently detailed to allow
the State to determine whether addi-
tional monitoring and/or any correc-
tive action is needed. The State cannot
approve an employee of the system to
perform this site visit, even if the em-
ployee is an agent approved by the
State to perform sanitary surveys.

(ii) The State may waive the require-
ment to collect five routine samples
the next month the system provides
water to the public if the State has de-
termined why the sample was total
coliform-positive and establishes that
the system has corrected the problem
or will correct the problem before the
end of the next month the system
serves water to the public. In this case,
the State must document this decision
to waive the following month’s addi-
tional monitoring requirement in writ-
ing, have it approved and signed by the
supervisor of the State official who
recommends such a decision, and make
this document available to the EPA
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and public. The written documentation
must describe the specific cause of the
total coliform-positive sample and
what action the system has taken and/
or will take to correct this problem.
The State cannot waive the require-
ment to collect five routine samples
the next month the system provides
water to the public solely on the
grounds that all repeat samples are
total coliform-negative. Under this
paragraph, a system must still take at
least one routine sample before the end
of the next month it serves water to
the public and use it to determine com-
pliance with the MCL for total coli-
forms in §141.63, unless the State has
determined that the system has cor-
rected the contamination problem be-
fore the system took the set of repeat
samples required in paragraphs (b) (1)-
(4) of this section, and all repeat sam-
ples were total coliform-negative.

(6) After a system collects a routine
sample and before it learns the results
of the analysis of that sample, if it col-
lects another routine sample(s) from
within five adjacent service connec-
tions of the initial sample, and the ini-
tial sample, after analysis, is found to
contain total coliforms, then the sys-
tem may count the subsequent sam-
ple(s) as a repeat sample instead of as
a routine sample.

(7) Results of all routine and repeat
samples not invalidated by the State
must be included in determining com-
pliance with the MCL for total coli-
forms in §141.63.

(c) Invalidation of total coliform sam-
ples. A total coliform-positive sample
invalidated under this paragraph (c)
does not count towards meeting the
minimum monitoring requirements of
this section.

(1) The State may invalidate a total
coliform-positive sample only if the
conditions of paragraph (c)(1) (i), (ii),
or (iii) of this section are met.

(i) The laboratory establishes that
improper sample analysis caused the
total coliform-positive result.

(ii) The State, on the basis of the re-
sults of repeat samples collected as re-
quired by paragraphs (b) (1) through (4)
of this section, determines that the
total coliform-positive sample resulted
from a domestic or other non-distribu-
tion system plumbing problem. The
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State cannot invalidate a sample on
the basis of repeat sample results un-
less all repeat sample(s) collected at
the same tap as the original total coli-
form-positive sample are also total
coliform-positive, and all repeat sam-
ples collected within five service con-
nections of the original tap are total
coliform-negative (e.g., a State cannot
invalidate a total coliform-positive
sample on the basis of repeat samples if
all the repeat samples are total coli-
form-negative, or if the public water
system has only one service connec-
tion).

(iii) The State has substantial
grounds to believe that a total coli-
form-positive result is due to a cir-
cumstance or condition which does not
reflect water quality in the distribu-
tion system. In this case, the system
must still collect all repeat samples re-
quired under paragraphs (b) (1)-(4) of
this section, and use them to deter-
mine compliance with the MCL for
total coliforms in §141.63. To invalidate
a total coliform-positive sample under
this paragraph, the decision with the
rationale for the decision must be doc-
umented in writing, and approved and
signed by the supervisor of the State
official who recommended the decision.
The State must make this document
available to EPA and the public. The
written documentation must state the
specific cause of the total coliform-
positive sample, and what action the
system has taken, or will take, to cor-
rect this problem. The State may not
invalidate a total coliform-positive
sample solely on the grounds that all
repeat samples are total coliform-nega-
tive.

(2) A laboratory must invalidate a
total coliform sample (unless total
coliforms are detected) if the sample
produces a turbid culture in the ab-
sence of gas production using an ana-
lytical method where gas formation is
examined (e.g., the Multiple-Tube Fer-
mentation Technique), produces a
turbid culture in the absence of an acid
reaction in the Presence-Absence (P-A)
Coliform Test, or exhibits confluent
growth or produces colonies too numer-
ous to count with an analytical method
using a membrane filter (e.g., Mem-
brane Filter Technique). If a labora-
tory invalidates a sample because of

§141.21

such interference, the system must col-
lect another sample from the same lo-
cation as the original sample within 24
hours of being notified of the inter-
ference problem, and have it analyzed
for the presence of total coliforms. The
system must continue to re-sample
within 24 hours and have the samples
analyzed until it obtains a valid result.
The State may waive the 24-hour time
limit on a case-by-case basis.

(d) Sanitary surveys. (1)(i) Public
water systems which do not collect five
or more routine samples/month must
undergo an initial sanitary survey by
June 29, 1994, for community public
water systems and June 29, 1999, for
non-community water systems. There-
after, systems must undergo another
sanitary survey every five years, ex-
cept that non-community water sys-
tems using only protected and dis-
infected ground water, as defined by
the State, must undergo subsequent
sanitary surveys at least every ten
years after the initial sanitary survey.
The State must review the results of
each sanitary survey to determine
whether the existing monitoring fre-
quency is adequate and what additional
measures, if any, the system needs to
undertake to improve drinking water
quality.

(ii) In conducting a sanitary survey
of a system using ground water in a
State having an EPA-approved well-
head protection program under section
1428 of the Safe Drinking Water Act,
information on sources of contamina-
tion within the delineated wellhead
protection area that was collected in
the course of developing and imple-
menting the program should be consid-
ered instead of collecting new informa-
tion, if the information was collected
since the last time the system was sub-
ject to a sanitary survey.

(2) Sanitary surveys must be per-
formed by the State or an agent ap-
proved by the State. The system is re-
sponsible for ensuring the survey takes
place.

(3) Sanitary surveys conducted by
the State under the provisions of
§142.16(0)(2) of this chapter may be
used to meet the sanitary survey re-
quirements of this section.

(e) Fecal coliforms/Escherichia coli (E.
coli) testing. (1) If any routine or repeat
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sample is total coliform-positive, the
system must analyze that total coli-
form-positive culture medium to deter-
mine if fecal coliforms are present, ex-
cept that the system may test for E.
coli in lieu of fecal coliforms. If fecal
coliforms or E. coli are present, the sys-
tem must notify the State by the end
of the day when the system is notified
of the test result, unless the system is
notified of the result after the State of-
fice is closed, in which case the system
must notify the State before the end of
the next business day.

(2) The State has the discretion to
allow a public water system, on a case-
by-case basis, to forgo fecal coliform or
E. coli testing on a total coliform-posi-
tive sample if that system assumes
that the total coliform-positive sample
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is fecal coliform-positive or E. coli-posi-
tive. Accordingly, the system must no-
tify the State as specified in paragraph
(e)(1) of this section and the provisions
of §141.63(b) apply.

(f) Analytical methodology. (1) The
standard sample volume required for
total coliform analysis, regardless of
analytical method used, is 100 ml.

(2) Public water systems need only
determine the presence or absence of
total coliforms; a determination of
total coliform density is not required.

(3) Public water systems must con-
duct total coliform analyses in accord-
ance with one of the analytical meth-
ods in the following table or one of the
alternative methods listed in appendix
A to subpart C of this part.

Organism Methodology 12 Citation !
Total Coliforms2 .............. Total Coliform Fermentation Technique 345 .. 9221A, B.
Total Coliform Membrane Filter Technique® .. 9222A, B, C.
Presence-Absence (P-A) Coliform Test57 9221D.

ONPG-MUG Test?® ............
Colisure Test.®

E*Colite ® Test. 10
m-ColiBlue24 ® Test. 11
Readycult® Coliforms 100 Presence/Absence Test. 13
Membrane Filter Technique using Chromocult® Coliform Agar. 14
Colitag® Test. 15

9223.

The procedures shall be done in accordance with the documents listed below. The incorporation by reference of the following
documents listed in footnotes 1, 6, 8, 9, 10, 11, 13, 14 and 15 was approved by the Director of the Federal Register in accord-
ance with 5 U.S.C. 552(a) and 1 CFR part 51. Copies of the documents may be obtained from the sources listed below. Informa-
tion regarding obtaining these documents can be obtained from the Safe Drinking Water Hotline at 800-426—4791. Documents
may be inspected at EPA’s Drinking Water Docket, EPA West, 1301 Constitution Avenue, NW., EPA West, Room B102, Wash-
ington DC 20460 (Telephone: 202-566—-2426); or at the National Archives and Records Administration (NARA). For information
on the availability of this material at NARA, call 202-741-6030, or go to: http://www.archives.gov/federal _register/
code of federal regulations/ibr _locations.html.

1 Standard Methods for the Examination of Water and Wastewater, 18th edition (1992), 19th edition (1995), or 20th edition
(1998). American Public Health Association, 1015 Fifteenth Street, NW., Washington, DC 20005. The cited methods published in
any of these three editions may be used. In addition, the following online versions may also be used: 9221 A, B, D-99, 9222 A,
B, C-97, and 9223 B-97. Standard Methods Online are available at http.//www.standardmethods.org. The year in which each
method was approved by the Standard Methods Committee is designated by the last two digits in the method number. The
methods listed are the only Online versions that may be used.

2The time from sample collection to initiation of analysis may not exceed 30 hours. Systems are encouraged but not required
to hold samples below 10 deg. C during transit.

3Lactose broth, as commercially available, may be used in lieu of lauryl tryptose broth, if the system conducts at least 25 par-
allel tests between this medium and lauryl tryptose broth using the water normally tested, and this comparison demonstrates that
the false-positive rate and false-negative rate for total coliform, using lactose broth, is less than 10 percent.

41f inverted tubes are used to detect gas production, the media should cover these tubes at least one-half to two-thirds after
the sample is added.

5No requirement exists to run the completed phase on 10 percent of all total coliform-positive confirmed tubes.

6MI agar also may be used. Preparation and use of Ml agar is set forth in the article, “New medium for the simultaneous de-
tection of total coliform and Escherichia coli in water” by Brenner, K.P., et. al., 1993, Appl. Environ. Microbiol. 59:3534—3544.
Also available from the Office of Water Resource Center (RC—-4100T), 1200 Pennsylvania Avenue, NW., Washington, DC 20460,
EPA/600/J-99/225. Verification of colonies is not required.

7 Six-times formulation strength may be used if the medium is filter-sterilized rather than autoclaved.

8The ONPG-MUG Test is also known as the Autoanalysis Collect System.

9A description of the Colisure Test, Feb 28, 1994, may be obtained from IDEXX Laboratories, Inc., One IDEXX Drive,
Westbrook, Maine 04092. The Colisure Test may be read after an incubation time of 24 hours.

10 A description of the E*Colite ® Test, “Presence/Absence for Coliforms and E. Coli in Water,” Dec 21, 1997, is available from
Charm Sciences, Inc., 36 Franklin Street, Malden, MA 02148-4120.

11 A description of the m-ColiBlue24 ® Test, Aug 17, 1999, is available from the Hach Company, 100 Dayton Avenue, Ames, I1A
50010.

12EPA strongly recommends that laboratories evaluate the false-positive and negative rates for the method(s) they use for
monitoring total coliforms. EPA also encourages laboratories to establish false-positive and false-negative rates within their own
laboratory and sample matrix (drinking water or source water) with the intent that if the method they choose has an unacceptable
false-positive or negative rate, another method can be used. The Agency suggests that laboratories perform these studies on a
minimum of 5% of all total coliform-positive samples, except for those methods where verification/confirmation is already re-
quired, e.g., the M-Endo and LES Endo Membrane Filter Tests, Standard Total Coliform Fermentation Technique, and Presence-
Absence Coliform Test. Methods for establishing false-positive and negative-rates may be based on lactose fermentation, the
rapid test for B-galactosidase and cytochrome oxidase, multi-test identification systems, or equivalent confirmation tests. False-
positive and false-negative information is often available in published studies and/or from the manufacturer(s).
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13The Readycult® Coliforms 100 Presence/Absence Test is described in the document, “Readycult® Coliforms 100 Presence/
Absence Test for Detection and Identification of Coliform Bacteria and Escherichla coli in Finished Waters”, November 2000,
Version 1.0, available from EM Science (an affiliate of Merck KGgA, Darmstadt Germany), 480 S. Democrat Road, Gibbstown,
NJ 08027-1297. Telephone number is (800) 222—-0342, e-mail address is: adellenbusch@emscience.com.

14Membrane Filter Technique using Chromocult® Coliform Agar is described in the document, “Chromocult® Coliform Agar
Presence/Absence Membrane Filter Test Method for Detection and Identification of Coliform Bacteria and Escherichla coli in Fin-
ished Waters”, November 2000, Version 1.0, available from EM Science (an affiliate of Merck KGgA, Darmstadt Germany), 480
S. Democrat Road, Gibbstown, NJ 08027-1297. Telephone number is (800) 222-0342, e-mail address is:
adellenbusch @ emscience.com.

15 Colitag ® product for the determination of the presence/absence of total coliforms and E. coli is described in “Colitag® Prod-
uct as a Test for Detection and Identification of Coliforms and E. coli Bacteria in Drinking Water and Source Water as Required
in National Primary Drinking Water Regulations,” August 2001, available from CPI International, Inc., 5580 Skylane Blvd., Santa
Rosa, CA, 95403, telephone (800) 878-7654, Fax (707) 545-7901, Internet address http://www.cpiinternational.com.

(4) [Reserved]

(5) Public water systems must con-
duct fecal coliform analysis in accord-
ance with the following procedure.
When the MTF Technique or Presence-
Absence (PA) Coliform Test is used to
test for total coliforms, shake the lac-
tose-positive presumptive tube or P-A
vigorously and transfer the growth
with a sterile 3-mm loop or sterile ap-
plicator stick into brilliant green lac-
tose bile broth and EC medium to de-
termine the presence of total and fecal
coliforms, respectively. For EPA-ap-
proved analytical methods which use a
membrane filter, transfer the total
coliform-positive culture by one of the
following methods: remove the mem-
brane containing the total coliform
colonies from the substrate with a ster-
ile forceps and carefully curl and insert
the membrane into a tube of EC me-
dium (the laboratory may first remove
a small portion of selected colonies for
verification), swab the entire mem-
brane filter surface with a sterile cot-
ton swab and transfer the inoculum to
EC medium (do not leave the cotton
swab in the EC medium), or inoculate
individual total coliform-positive colo-
nies into EC Medium. Gently shake the
inoculated tubes of EC medium to in-
sure adequate mixing and incubate in a
waterbath at 44.5 £0.2 °C for 24 +2 hours.
Gas production of any amount in the
inner fermentation tube of the EC me-
dium indicates a positive fecal coliform
test. The preparation of EC medium is
described in Method 9221E (paragraph
la) in Standard Methods for the Exam-
ination of Water and Wastewater, 18th
edition (1992), 19th edition (1995), and
20th edition (1998); the cited method in
any one of these three editions may be
used. Public water systems need only
determine the presence or absence of
fecal coliforms; a determination of
fecal coliform density is not required.

(6) Public water systems must con-
duct analysis of Escherichia coli in ac-
cordance with one of the following ana-
lytical methods or one of the alter-
native methods listed in appendix A to
subpart C of this part.

(i) EC medium supplemented with 50
pug/mL of 4-methylumbelliferyl-beta-D-
glucuronide (MUG) (final concentra-
tion), as described in Method 9222G in
Standard Methods for the Examination
of Water and Wastewater, 19th edition
(1995) and 20th edition (1998). Either
edition may be used. Alternatively, the
18th edition (1992) may be used if at
least 10 mL of EC medium, as described
in paragraph (f)(6) of this section, is
supplemented with 50 ug/mL of MUG
before autoclaving. The inner inverted
fermentation tube may be omitted. If
the 18th edition is used, apply the pro-
cedure in paragraph (f)(5) of this sec-
tion for transferring a total coliform-
positive culture to EC medium supple-
mented with MUG, incubate the tube
at 44.5 0.2 °C for 24 +2 hours, and then
observe fluorescence with an ultra-
violet light (366 nm) in the dark. If flu-
orescence is visible, E. coli are present.

(ii) Nutrient agar supplemented with
100 pg/mLi of 4-methylumbelliferyl-
beta-D-glucuronide (MUG) (final con-
centration), as described in Method
9222G in Standard Methods for the Ex-
amination of Water and Wastewater,
19th edition (1995) and 20th edition
(1998). Either edition may be used for
determining if a total coliform-positive
sample, as determined by a membrane
filter technique, contains E. coli. Al-
ternatively, the 18th edition (1992) may
be used if the membrane filter con-
taining a total coliform-positive col-
ony(ies) is transferred to nutrient agar,
as described in Method 9221B (para-
graph 3) of Standard Methods (18th edi-
tion), supplemented with 100 pg/mI. of
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MUG. If the 18th edition is used, incu-
bate the agar plate at 35 °C for 4 hours
and then observe the colony(ies) under
ultraviolet light (366 nm) in the dark
for fluorescence. If fluorescence is visi-
ble, E. coli are present.

(iii) Minimal Medium ONPG-MUG
(MMO-MUG) Test, as set forth in the
article ‘“National Field Evaluation of a
Defined Substrate Method for the Si-
multaneous Detection of Total Coli-
forms and Escherichia coli from Drink-
ing Water: Comparison with Presence-
Absence Techniques’” (Edberg et al.),
Applied and Environmental Microbi-
ology, Volume 55, pp. 1003-1008, April
1989. (Note: The Autoanalysis Colilert
System is an MMO-MUG test). If the
MMO-MUG test is total coliform-posi-
tive after a 24-hour incubation, test the
medium for fluorescence with a 366-nm
ultraviolet light (preferably with a 6-
watt lamp) in the dark. If fluorescence
is observed, the sample is E. coli-posi-
tive. If fluorescence is questionable
(cannot be definitively read) after 24
hours incubation, incubate the culture
for an additional four hours (but not to
exceed 28 hours total), and again test
the medium for fluorescence. The
MMO-MUG Test with hepes buffer in
lieu of phosphate buffer is the only ap-
proved formulation for the detection of
E. coli.

(iv) The Colisure Test. A description of
the Colisure Test may be obtained from
the Millipore Corporation, Technical
Services Department, 80 Ashby Road,
Bedford, MA 01730.

(v) The membrane filter method with
MI agar, a description of which is cited
in footnote 6 to the table in paragraph
(£)(3) of this section.

(vi) E*Colite® Test, a description of
which is cited in footnote 10 to the
table at paragraph (f)(3) of this section.

(vii) m-ColiBlue24® Test, a descrip-
tion of which is cited in footnote 11 to
the table in paragraph (f)(3) of this sec-
tion.

(viii) Readycult® Coliforms 100 Pres-
ence/Absence Test, a description of
which is cited in footnote 13 to the
table at paragraph (f)(3) of this section.

(ix) Membrane Filter Technique
using Chromocult® Coliform Agar, a
description of which is cited in foot-
note 14 to the table at paragraph (f)(3)
of this section.
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(x) Colitag ®, a description of which is
cited in footnote 15 to the table at
paragraph (f)(3) of this section.

(7) As an option to paragraph
(£)(6)(iii) of this section, a system with
a total coliform-positive, MUG-nega-
tive, MMO-MUG test may further ana-
lyze the culture for the presence of E.
coli by transferring a 0.1 ml, 28-hour
MMO-MUG culture to EC Medium +
MUG with a pipet. The formulation and
incubation conditions of EC Medium +
MUG, and observation of the results
are described in paragraph (f)(6)(i) of
this section.

(8) The following materials are incor-
porated by reference in this section
with the approval of the Director of the
Federal Register in accordance with 5
U.S.C. 552(a) and 1 CFR part 51. Copies
of the analytical methods cited in
Standard Methods for the Examination
of Water and Wastewater (18th, 19th,
and 20th editions) may be obtained
from the American Public Health Asso-
ciation et al.; 1015 Fifteenth Street,
NW., Washington, DC 20005-2605. Copies
of the MMO-MUG Test, as set forth in
the article ‘“National Field Evaluation
of a Defined Substrate Method for the
Simultaneous Enumeration of Total
Coliforms and Escherichia coli from
Drinking Water: Comparison with the
Standard Multiple Tube Fermentation
Method” (Edberg et al.) may be ob-
tained from the American Water Works
Association Research Foundation, 6666
West Quincy Avenue, Denver, CO 80235.
Copies of the MMO-MUG Test as set
forth in the article ‘‘National Field
Evaluation of a Defined Substrate
Method for the Simultaneous Enu-
meration of Total Coliforms and Esch-
erichia coli from Drinking Water: Com-
parison with the Standard Multiple
Tube Fermentation Method”’ (Edberg et
al.) may be obtained from the Amer-
ican Water Works Association Re-
search Foundation, 6666 West Quincy
Avenue, Denver, CO 80235. A descrip-
tion of the Colisure Test may be ob-
tained from the Millipore Corp., Tech-
nical Services Department, 80 Ashby
Road, Bedford, MA 01730. Copies may be
inspected at EPA’s Drinking Water
Docket; 401 M St., SW.; Washington,
DC 20460, or at the National Archives
and Records Administration (NARA).
For information on the availability of
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this material at NARA, call 202-741-
6030, or go to: Atip:/www.archives.gov/
federal register/

code of federal regulations/
ibr__locations.html.

(g) Response to violation. (1) A public
water system which has exceeded the
MCL for total coliforms in §141.63 must
report the violation to the State no
later than the end of the next business
day after it learns of the violation, and
notify the public in accordance with
subpart Q.

(2) A public water system which has
failed to comply with a coliform moni-
toring requirement, including the sani-
tary survey requirement, must report
the monitoring violation to the State
within ten days after the system dis-
covers the violation, and notify the
public in accordance with subpart Q.

[564 FR 27562, June 29, 1989]

EDITORIAL NOTE: For FEDERAL REGISTER ci-
tations affecting §141.21, see the List of CFR
Sections Affected, which appears in the
Finding Aids section of the printed volume
and at www.fdsys.gov.

§141.22 Turbidity sampling and ana-
lytical requirements.

The requirements in this section
apply to unfiltered systems until De-
cember 30, 1991, unless the State has
determined prior to that date, in writ-
ing pursuant to section 1412(b)(7)(iii),
that filtration is required. The require-
ments in this section apply to filtered
systems until June 29, 1993. The re-
quirements in this section apply to
unfiltered systems that the State has
determined, in writing pursuant to sec-
tion 1412(b)(7)(C)(iii), must install fil-
tration, until June 29, 1993, or until fil-
tration is installed, whichever is later.

(a) Samples shall be taken by sup-
pliers of water for both community and
non-community water systems at a
representative entry point(s) to the
water distribution system at least once
per day, for the purposes of making
turbidity measurements to determine
compliance with §141.13. If the State
determines that a reduced sampling
frequency in a non-community will not
pose a risk to public health, it can re-
duce the required sampling frequency.
The option of reducing the turbidity
frequency shall be permitted only in
those public water systems that prac-

§141.23

tice disinfection and which maintain
an active residual disinfectant in the
distribution system, and in those cases
where the State has indicated in writ-
ing that no unreasonable risk to health
existed under the circumstances of this
option. Turbidity measurements shall
be made as directed in §141.74(a)(1).

(b) If the result of a turbidity anal-
ysis indicates that the maximum al-
lowable limit has been exceeded, the
sampling and measurement shall be
confirmed by resampling as soon as
practicable and preferably within one
hour. If the repeat sample confirms
that the maximum allowable limit has
been exceeded, the supplier of water
shall report to the State within 48
hours. The repeat sample shall be the
sample used for the purpose of calcu-
lating the monthly average. If the
monthly average of the daily samples
exceeds the maximum allowable limit,
or if the average of two samples taken
on consecutive days exceeds 5 TU, the
supplier of water shall report to the
State and notify the public as directed
in §141.31 and subpart Q.

(c) Sampling for non-community
water systems shall begin within two
years after the effective date of this
part.

(d) The requirements of this §141.22
shall apply only to public water sys-
tems which use water obtained in
whole or in part from surface sources.

(e) The State has the authority to de-
termine compliance or initiate enforce-
ment action based upon analytical re-
sults or other information compiled by
their sanctioned representatives and
agencies.

[40 FR 59570, Dec. 24, 1975, as amended at 45
FR 57344, Aug. 27, 1980; 47 FR 8998, Mar. 3,
1982; 47 FR 10998, Mar. 12, 1982; 54 FR 27527,
June 29, 1989; 59 FR 62466, Dec. 5, 1994; 65 FR
26022, May 4, 2000]

§141.23 Inorganic chemical sampling
and analytical requirements.

Community water systems shall con-
duct monitoring to determine compli-
ance with the maximum contaminant
levels specified in §141.62 in accordance
with this section. Non-transient, non-
community water systems shall con-
duct monitoring to determine compli-
ance with the maximum contaminant
levels specified in §141.62 in accordance
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with this section. Transient, non-com-
munity water systems shall conduct
monitoring to determine compliance
with the nitrate and nitrite maximum
contaminant levels in §§141.11 and
141.62 (as appropriate) in accordance
with this section.

(a) Monitoring shall be conducted as
follows:

(1) Groundwater systems shall take a
minimum of one sample at every entry
point to the distribution system which
is representative of each well after
treatment (hereafter called a sampling
point) beginning in the initial compli-
ance period. The system shall take
each sample at the same sampling
point unless conditions make another
sampling point more representative of
each source or treatment plant.

(2) Surface water systems shall take
a minimum of one sample at every
entry point to the distribution system
after any application of treatment or
in the distribution system at a point
which is representative of each source
after treatment (hereafter called a
sampling point) beginning in the ini-
tial compliance period. The system
shall take each sample at the same
sampling point unless conditions make
another sampling point more rep-
resentative of each source or treatment
plant.

40 CFR Ch. | (7-1-11 Edition)

NoOTE: For purposes of this paragraph, sur-
face water systems include systems with a
combination of surface and ground sources.

3) If a system draws water from
more than one source and the sources
are combined before distribution, the
system must sample at an entry point
to the distribution system during peri-
ods of normal operating conditions
(i.e., when water is representative of all
sources being used).

(4) The State may reduce the total
number of samples which must be ana-
lyzed by allowing the use of
compositing. Composite samples from
a maximum of five samples are al-
lowed, provided that the detection
limit of the method used for analysis is
less than one-fifth of the MCL.
Compositing of samples must be done
in the laboratory.

(i) If the concentration in the com-
posite sample is greater than or equal
to one-fifth of the MCL of any inor-
ganic chemical, then a follow-up sam-
ple must be taken within 14 days at
each sampling point included in the
composite. These samples must be ana-
lyzed for the contaminants which ex-
ceeded one-fifth of the MCL in the
composite sample. Detection limits for
each analytical method and MCLs for
each inorganic contaminant are the
following:

DETECTION LIMITS FOR INORGANIC CONTAMINANTS

Contaminant MCL (mg/l) Methodology Dete(cmtlg/r;) limit
Antimony ... Atomic Absorption; Furnace .... 0.003
Atomic Absorption; Platform 0.00085
ICP-Mass Spectrometry .. 0.0004
Hydride-Atomic Absorption . 0.001
ArSeniC ....coocceveiniiiicis 0.0106 ..... Atomic Absorption; Furnace ............cccceceveiiiiiiiciiiicns 0.001
Atomic Absorption; Platform—Stabilized Temperature 0.00057
Atomic Absorption; Gaseous Hydride .. 0.001
ICP-Mass Spectrometry .. . 0.00148
Asbestos . Transmission Electron Microscopy ... 0.01 MFL
Barium ... Atomic Absorption; furnace technique . 0.002
Atomic Absorption; direct aspiration . 0.1
Inductively Coupled Plasma 0.002 (0.001)
Beryllium ..o 0.004 ........ Atomic Absorption; Furnace .... 0.0002
Atomic Absorption; Platform 0.000025
Inductively Coupled Plasma? ........ 0.0003
ICP-Mass Spectrometry .. 0.0003
Cadmium ... Atomic Absorption; furnace technique . 0.0001
Inductively Coupled Plasma .............. 0.001
Chromium ......cccoevriininnnes 0.1 s Atomic Absorption; furnace technique . 0.001
Inductively Coupled Plasma .............. 0.007 (0.001)
Cyanide Distillation, Spectrophotometric?3 ... . 0.02
Distillation, Automated, Spectrophotometric3 . 0.005
Distillation, Amenable, Spectrophotometric 4 0.02
Distillation, Selective Electrode3: 4 .............. 0.05
UV, Distillation, Spectrophotometric @ 0.0005
Micro Distillation, Flow Injection, Spectrophotometric 3 0.0006
Ligand Exchange with Amperometry4 ..... 0.0005
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DETECTION LIMITS FOR INORGANIC CONTAMINANTS—Continued

Contaminant MCL (mg/l) Methodology Deti‘mgﬂ) limit
MErcury .....ccoceverereeecinenees 0.002 ........ Manual Cold Vapor Technique 0.0002
Automated Cold Vapor Technique 0.0002
Nickel .....ccoooiiiiiiiiiiis Xl Atomic Absorption; Furnace ........... 0.001
Atomic Absorption; Platform 0.0006 5
Inductively Coupled Plasma2 0.005
ICP-Mass Spectrometry .. 0.0005
Nitrate .....coceoevereneiinceies 10 (as N) Manual Cadmium Reduction ...... 0.01
Automated Hydrazine Reduction 0.01
Automated Cadmium Reduction .... 0.05
lon Selective Electrode .. 1
lon Chromatography ...... 0.01
Capillary lon Electrophoresis 0.076
NItrite oo 1 (as N) ... | Spectrophotometric ...... 0.01
Automated Cadmium Reduction 0.05
Manual Cadmium Reduction ...... 0.01
lon Chromatography ...... 0.004
Capillary lon Electrophoresis .. 0.103
Selenium ......ccoeeeneencinens 0.05 .......... Atomic Absorption; furnace 0.002
Atomic Absorption; gaseous hydride 0.002
Thallium ..o 0.002 ........ Atomic Absorption; Furnace 0.001
Atomic Absorption; Platform 0.0007 5
ICP-Mass Spectrometry .. 0.0003

1MFL = million fibers per liter >10 um.

2Using a 2X preconcentration step as noted in Method 200.7. Lower MDLs may be achieved when using a 4X

preconcentration.
3 Screening method for total cyanides.

4 Measures “free” cyanides when distillation, digestion, or ligand exchange is omitted.

5Lower MDLs are reported using stabilized temperature graphite furnace atomic absorption.

6The value for arsenic is effective January 23, 2006. Unit then, the MCL is 0.05 mg/L.

7The MDL reported for EPA method 200.9 (Atomic Absorption; Platform—Stablized Temperature) was determined using a 2x
concentration step during sample digestion. The MDL determined for samples analyzed using direct analyses (i.e., no sample di-
gestion) will be higher. Using multiple depositions, EPA 200.9 is capable of obtaining MDL of 0.0001 mg/L.

8Using selective ion monitoring, EPA Method 200.8 (ICP-MS) is capable of obtaining a MDL of 0.0001 mg/L.

9 Measures total cyanides when UV-digestor is used, and “free” cyanides when UV-digestor is bypassed.

(ii) If the population served by the
system is >3,300 persons, then
compositing may only be permitted by
the State at sampling points within a
single system. In systems serving <3,300
persons, the State may permit
compositing among different systems
provided the 5-sample limit is main-
tained.

(iii) If duplicates of the original sam-
ple taken from each sampling point
used in the composite sample are avail-
able, the system may use these instead
of resampling. The duplicates must be
analyzed and the results reported to
the State within 14 days after com-
pleting analysis of the composite sam-
ple, provided the holding time of the
sample is not exceeded.

(5) The frequency of monitoring for
asbestos shall be in accordance with
paragraph (b) of this section: the fre-
quency of monitoring for antimony, ar-
senic, barium, beryllium, cadmium,
chromium, cyanide, fluoride, mercury,
nickel, selenium and thallium shall be
in accordance with paragraph (c) of

this section; the frequency of moni-
toring for nitrate shall be in accord-
ance with paragraph (d) of this section;
and the frequency of monitoring for ni-
trite shall be in accordance with para-
graph (e) of this section.

(b) The frequency of monitoring con-
ducted to determine compliance with
the maximum contaminant level for
asbestos specified in §141.62(b) shall be
conducted as follows:

(1) Each community and non-tran-
sient, non-community water system is
required to monitor for asbestos during
the first three-year compliance period
of each nine-year compliance cycle be-
ginning in the compliance period start-
ing January 1, 1993.

(2) If the system believes it is not
vulnerable to either asbestos contami-
nation in its source water or due to
corrosion of asbestos-cement pipe, or
both, it may apply to the State for a
waiver of the monitoring requirement
in paragraph (b)(1) of this section. If
the State grants the waiver, the sys-
tem is not required to monitor.
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(3) The State may grant a waiver
based on a consideration of the fol-
lowing factors:

(i) Potential asbestos contamination
of the water source, and

(ii) The use of asbestos-cement pipe
for finished water distribution and the
corrosive nature of the water.

(4) A waiver remains in effect until
the completion of the three-year com-
pliance period. Systems not receiving a
waiver must monitor in accordance
with the provisions of paragraph (b)(1)
of this section.

(6) A system vulnerable to asbestos
contamination due solely to corrosion
of asbestos-cement pipe shall take one
sample at a tap served by asbestos-ce-
ment pipe and under conditions where
asbestos contamination is most likely
to occur.

(6) A system vulnerable to asbestos
contamination due solely to source
water shall monitor in accordance with
the provision of paragraph (a) of this
section.

(7 A system vulnerable to asbestos
contamination due both to its source
water supply and corrosion of asbestos-
cement pipe shall take one sample at a
tap served by asbestos-cement pipe and
under conditions where asbestos con-
tamination is most likely to occur.

(8) A system which exceeds the max-
imum contaminant levels as deter-
mined in §141.23(i) of this section shall
monitor quarterly beginning in the
next quarter after the violation oc-
curred.

(9) The State may decrease the quar-
terly monitoring requirement to the
frequency specified in paragraph (b)(1)
of this section provided the State has
determined that the system is reliably
and consistently below the maximum
contaminant level. In no case can a
State make this determination unless
a groundwater system takes a min-
imum of two quarterly samples and a
surface (or combined surface/ground)
water system takes a minimum of four
quarterly samples.

(10) If monitoring data collected after
January 1, 1990 are generally con-
sistent with the requirements of
§141.23(b), then the State may allow
systems to use that data to satisfy the
monitoring requirement for the initial

40 CFR Ch. | (7-1-11 Edition)

compliance period beginning January
1, 1993.

(c) The frequency of monitoring con-
ducted to determine compliance with
the maximum contaminant levels in
§141.62 for antimony, arsenic, barium,
beryllium, cadmium, chromium, cya-
nide, fluoride, mercury, nickel, sele-
nium and thallium shall be as follows:

(1) Groundwater systems shall take
one sample at each sampling point dur-
ing each compliance period. Surface
water systems (or combined surface/
ground) shall take one sample annually
at each sampling point.

(2) The system may apply to the
State for a waiver from the monitoring
frequencies specified in paragraph (c)(1)
of this section. States may grant a
public water system a waiver for moni-
toring of cyanide, provided that the
State determines that the system is
not vulnerable due to lack of any in-
dustrial source of cyanide.

(3) A condition of the waiver shall re-
quire that a system shall take a min-
imum of one sample while the waiver is
effective. The term during which the
waiver is effective shall not exceed one
compliance cycle (i.e., nine years).

(4) The State may grant a waiver pro-
vided surface water systems have mon-
itored annually for at least three years
and groundwater systems have con-
ducted a minimum of three rounds of
monitoring. (At least one sample shall
have been taken since January 1, 1990).
Both surface and groundwater systems
shall demonstrate that all previous an-
alytical results were less than the max-
imum contaminant level. Systems that
use a new water source are not eligible
for a waiver until three rounds of mon-
itoring from the new source have been
completed.

(5) In determining the appropriate re-
duced monitoring frequency, the State
shall consider:

(i) Reported concentrations from all
previous monitoring;

(ii) The degree of variation in re-
ported concentrations; and

(iii) Other factors which may affect
contaminant concentrations such as
changes in groundwater pumping rates,
changes in the system’s configuration,
changes in the system’s operating pro-
cedures, or changes in stream flows or
characteristics.
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(6) A decision by the State to grant a
waiver shall be made in writing and
shall set forth the basis for the deter-
mination. The determination may be
initiated by the State or upon an appli-
cation by the public water system. The
public water system shall specify the
basis for its request. The State shall
review and, where appropriate, revise
its determination of the appropriate
monitoring frequency when the system
submits new monitoring data or when
other data relevant to the system’s ap-
propriate monitoring frequency be-
come available.

(7) Systems which exceed the max-
imum contaminant levels as calculated
in §141.23(i) of this section shall mon-
itor quarterly beginning in the next
quarter after the violation occurred.

(8) The State may decrease the quar-
terly monitoring requirement to the
frequencies specified in paragraphs
(c)(1) and (c)(2) of this section provided
it has determined that the system is
reliably and consistently below the
maximum contaminant level. In no
case can a State make this determina-
tion unless a groundwater system
takes a minimum of two quarterly
samples and a surface water system
takes a minimum of four quarterly
samples.

(9) All new systems or systems that
use a new source of water that begin
operation after January 22, 2004 must
demonstrate compliance with the MCL
within a period of time specified by the
State. The system must also comply
with the initial sampling frequencies
specified by the State to ensure a sys-
tem can demonstrate compliance with
the MCL. Routine and increased moni-
toring frequencies shall be conducted
in accordance with the requirements in
this section.

(d) All public water systems (commu-
nity; non-transient, non-community;
and transient, non-community sys-
tems) shall monitor to determine com-
pliance with the maximum contami-
nant level for nitrate in §141.62.

(1) Community and non-transient,
non-community water systems served
by groundwater systems shall monitor
annually beginning January 1, 1993;
systems served by surface water shall
monitor quarterly beginning January
1, 1993.

§141.23

(2) For community and non-tran-
sient, non-community water systems,
the repeat monitoring frequency for
groundwater systems shall be quar-
terly for at least one year following
any one sample in which the con-
centration is >50 percent of the MCL.
The State may allow a groundwater
system to reduce the sampling fre-
quency to annually after four consecu-
tive quarterly samples are reliably and
consistently less than the MCL.

(3) For community and non-tran-
sient, non-community water systems,
the State may allow a surface water
system to reduce the sampling fre-
quency to annually if all analytical re-
sults from four consecutive quarters
are <b0 percent of the MCL. A surface
water system shall return to quarterly
monitoring if any one sample is =50
percent of the MCL.

(4) Each transient non-community
water system shall monitor annually
beginning January 1, 1993.

(5) After the initial round of quar-
terly sampling is completed, each com-
munity and non-transient non-commu-
nity system which is monitoring annu-
ally shall take subsequent samples dur-
ing the quarter(s) which previously re-
sulted in the highest analytical result.

(e) All public water systems (commu-
nity; non-transient, non-community;
and transient, non-community sys-
tems) shall monitor to determine com-
pliance with the maximum contami-
nant level for nitrite in §141.62(b).

(1) All public water systems shall
take one sample at each sampling
point in the compliance period begin-
ning January 1, 1993 and ending Decem-
ber 31, 1995.

(2) After the initial sample, systems
where an analytical result for nitrite is
<50 percent of the MCL shall monitor
at the frequency specified by the State.

(3) For community, non-transient,
non-community, and transient non-
community water systems, the repeat
monitoring frequency for any water
system shall be quarterly for at least
one year following any one sample in
which the concentration is >50 percent
of the MCL. The State may allow a sys-
tem to reduce the sampling frequency
to annually after determining the sys-
tem is reliably and consistently less
than the MCL.
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(4) Systems which are monitoring an-
nually shall take each subsequent sam-
ple during the quarter(s) which pre-
viously resulted in the highest analyt-
ical result.

(f) Confirmation samples:

(1) Where the results of sampling for
antimony, arsenic, asbestos, barium,
beryllium, cadmium, chromium, cya-
nide, fluoride, mercury, nickel, sele-
nium or thallium indicate an exceed-
ance of the maximum contaminant
level, the State may require that one
additional sample be collected as soon
as possible after the initial sample was
taken (but not to exceed two weeks) at
the same sampling point.

(2) Where nitrate or nitrite sampling
results indicate an exceedance of the
maximum contaminant level, the sys-
tem shall take a confirmation sample
within 24 hours of the system’s receipt
of notification of the analytical results
of the first sample. Systems unable to
comply with the 24-hour sampling re-
quirement must immediately notify
persons served by the public water sys-
tem in accordance with §141.202 and
meet other Tier 1 public notification
requirements under Subpart Q of this
part. Systems exercising this option
must take and analyze a confirmation
sample within two weeks of notifica-
tion of the analytical results of the
first sample.

(3) If a State-required confirmation
sample is taken for any contaminant,
then the results of the initial and con-
firmation sample shall be averaged.
The resulting average shall be used to
determine the system’s compliance in
accordance with paragraph (i) of this
section. States have the discretion to
delete results of obvious sampling er-
rors.

(g) The State may require more fre-
quent monitoring than specified in
paragraphs (b), (c¢), (d) and (e) of this
section or may require confirmation
samples for positive and negative re-
sults at its discretion.

(h) Systems may apply to the State
to conduct more frequent monitoring
than the minimum monitoring fre-
quencies specified in this section.

(i) Compliance with §§141.11 or
141.62(b) (as appropriate) shall be deter-
mined based on the analytical result(s)
obtained at each sampling point.

40 CFR Ch. | (7-1-11 Edition)

(1) For systems which are conducting
monitoring at a frequency greater than
annual, compliance with the maximum
contaminant levels for antimony, ar-
senic, asbestos, barium, beryllium, cad-
mium, chromium, cyanide, fluoride,
mercury, nickel, selenium or thallium
is determined by a running annual av-
erage at any sampling point. If the av-
erage at any sampling point is greater
than the MCL, then the system is out
of compliance. If any one sample would
cause the annual average to be exceed-
ed, then the system is out of compli-
ance immediately. Any sample below
the method detection limit shall be
calculated at zero for the purpose of de-
termining the annual average. If a sys-
tem fails to collect the required num-
ber of samples, compliance (average
concentration) will be based on the
total number of samples collected.

(2) For systems which are monitoring
annually, or less frequently, the sys-
tem is out of compliance with the max-
imum contaminant levels for anti-
mony, arsenic, asbestos, barium, beryl-
lium, cadmium, chromium, cyanide,
fluoride, mercury, nickel, selenium or
thallium if the level of a contaminant
is greater than the MCL. If confirma-
tion samples are required by the State,
the determination of compliance will
be based on the annual average of the
initial MCL exceedance and any State-
required confirmation samples. If a
system fails to collect the required
number of samples, compliance (aver-
age concentration) will be based on the
total number of samples collected.

(3) Compliance with the maximum
contaminant levels for nitrate and ni-
trate is determined based on one sam-
ple if the levels of these contaminants
are below the MCLs. If the levels of ni-
trate and/or nitrite exceed the MCLs in
the initial sample, a confirmation sam-
ple is required in accordance with para-
graph (f)(2) of this section, and compli-
ance shall be determined based on the
average of the initial and confirmation
samples.

(4) Arsenic sampling results will be
reported to the nearest 0.001 mg/L.

(j) Each public water system shall
monitor at the time designated by the
State during each compliance period.

(k) Inorganic analysis:
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(1) Analysis for the following con-
taminants shall be conducted in ac-
cordance with the methods in the fol-
lowing table, or the alternative meth-
ods listed in appendix A to subpart C of
this part, or their equivalent as deter-
mined by EPA. Criteria for analyzing
arsenic, barium, beryllium, cadmium,
calcium, chromium, copper, lead, nick-
el, selenium, sodium, and thallium

§141.23

with digestion or directly without di-
gestion, and other analytical test pro-
cedures are contained in Technical
Notes on Drinking Water Methods, EPA-
600/R-94-173, October 1994. This docu-
ment is available from the National
Service Center for Environmental Pub-
lications (NSCEP), P.O. Box 42419, Cin-
cinnati, OH 45242-0419 or http:/
www.epa.gov/nscep/.
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(2) Sample collection for antimony,
arsenic, asbestos, barium, beryllium,
cadmium, chromium, cyanide, fluoride,
mercury, nickel, nitrate, nitrite, sele-
nium, and thallium under this section
shall be conducted using the sample
preservation, container, and maximum
holding time procedures specified in
the table below:

Contaminant Preservative 1 tasi:r?gr-z Time3
Antimony ... HNOS ............. PorG ... 6 months
Arsenic Conc HNOsto |[PorG ... 6 months

pH <2.
Asbestos ........ |4 °C .....c.coee... [POrG ... 48 hours 4
Barium ........... |HNO3 ..........|PorG ... 6 months
Beryllium ........ | HNO3 .........|PorG ... 6 months
Cadmium ........ | HNO® ... |PorG ... 6 months
Chromium ........ | HNO® .......... [PorG .... 6 months
Cyanide .......... | 4°C,NaOH ... [PorG ... 14 days
Fluoride ........... | None ............ | PorG ... 1 month
Mercury ........... | HNO® ... |PorG ... 28 days
Nickel .| PorG... 6 months
Nitrate .............. .| PorG ... 48 hours s
Nitrate-Nitrite® | H2SO4 ........... | Por G ..... 28 days
Nitrite .......c...... [ 4°C e | Por G ... 48 hours
Selenium ......... | HNO® ... |PorG .... 6 months
Thallium .......... | HNO® .......... [PorG ... 6 months

1For cyanide determinations samples must be adjusted with
sodium hydroxide to pH 12 at the time off collection. When
chilling is indicated the sample must be shipped and stored at
4 °C or less. Acidification of nitrate or metals samples may be
with a concentrated acid or a dilute (50% by volume) solution
of the applicable concentrated acid. Acidification of samples
for metals analysis is encouraged and allowed at the labora-
tory rather than at the time of sampling provided the shipping
time and other instructions in Section 8.3 of EPA Methods
200.7 or 200.8 or 200.9 are followed.

2P=plastic, hard or soft; G=glass, hard or soft.

3|n all cases samples should be analyzed as soon after col-
lection as possible. Follow additional (if any) information on
preservation, containers or holding times that is specified in
method.

4|Instructions for containers, preservation procedures and
holding times as specified in Method 100.2 must be adhered
to for all compliance analyses including those conducted with
Method 100.1.

51f the sample is chlorinated, the holding time for an
unacidified sample kept at 4 °C is extended to 14 days.

6 Nitrate-Nitrite refers to a measurement of total nitrate.

(3) Analysis under this section shall
only be conducted by laboratories that
have been certified by EPA or the
State. Laboratories may conduct sam-
ple analysis under provisional certifi-
cation until January 1, 1996. To receive
certification to conduct analyses for
antimony, arsenic, asbestos, barium,
beryllium, cadmium, chromium, cya-
nide, fluoride, mercury, nickel, nitrate,
nitrite and selenium and thallium, the
laboratory must:

(i) Analyze Performance Evaluation
(PE) samples provided by EPA, the
State or by a third party (with the ap-
proval of the State or EPA) at least
once a year.

40 CFR Ch. | (7-1-11 Edition)

(ii) For each contaminant that has
been included in the PE sample and for
each method for which the laboratory
desires certification achieve quan-
titative results on the analyses that
are within the following acceptance

limits:

Contaminant Acceptance limit
Antimony .. +30 at 20.006 mg/1
Arsenic . +30 at 20.003 mg/L
Asbestos .. 2 standard deviations based

on study statistics.
Barium ..o +15% at >0.15 mg/1
Beryllium .. +15% at >0.001 mg/1
Cadmium . +20% at >0.002 mg/1
Chromium +15% at >0.01 mg/1
Cyanide +25% at 0.1 mg/1
Fluoride +10% at >1 to 10 mg/1
Mercury +30% at >0.0005 mg/1
Nickel ... +15% at 20.01 mg/1
Nitrate .. +10% at >0.4 mg/1
Nitrite ... +15% at 0.4 mg/1
Selenium .. +20% at >0.01 mg/1
Thallium ... +30% at 20.002 mg/1

(1) Analyses for the purpose of deter-
mining compliance with §141.11 shall be
conducted using the requirements spec-
ified in paragraphs (1) through (q) of
this section.

(1) Analyses for all community water
systems utilizing surface water sources
shall be completed by June 24, 1978.
These analyses shall be repeated at
yearly intervals.

(2) Analyses for all community water
systems utilizing only ground water
sources shall be completed by June 24,
1979. These analyses shall be repeated
at three-year intervals.

(3) For non-community water sys-
tems, whether supplied by surface or
ground sources, analyses for nitrate
shall be completed by December 24,
1980. These analyses shall be repeated
at intervals determined by the State.

(4) The State has the authority to de-
termine compliance or initiate enforce-
ment action based upon analytical re-
sults and other information compiled
by their sanctioned representatives and
agencies.

(m) If the result of an analysis made
under paragraph (1) of this section indi-
cates that the level of any contami-
nant listed in §141.11 exceeds the max-
imum contaminant level, the supplier
of the water shall report to the State
within 7 days and initiate three addi-
tional analyses at the same sampling
point within one month.
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(n) When the average of four analyses
made pursuant to paragraph (m) of this
section, rounded to the same number of
significant figures as the maximum
contaminant level for the substance in
question, exceeds the maximum con-
taminant level, the supplier of water
shall notify the State pursuant to
§141.31 and give notice to the public
pursuant to subpart Q. Monitoring
after public notification shall be at a
frequency designated by the State and
shall continue until the maximum con-
taminant level has not been exceeded
in two successive samples or until a
monitoring schedule as a condition to a
variance, exemption or enforcement
action shall become effective.

(0) The provisions of paragraphs (m)
and (n) of this section notwithstanding,
compliance with the maximum con-
taminant level for nitrate shall be de-
termined on the basis of the mean of
two analyses. When a level exceeding
the maximum contaminant level for
nitrate is found, a second analysis shall
be initiated within 24 hours, and if the
mean of the two analyses exceeds the
maximum contaminant level, the sup-
plier of water shall report his findings
to the State pursuant to §141.31 and
shall notify the public pursuant to sub-
part Q.

(p) For the initial analyses required
by paragraph (1) (1), (2) or (3) of this
section, data for surface waters ac-
quired within one year prior to the ef-
fective date and data for ground waters
acquired within 3 years prior to the ef-
fective date of this part may be sub-
stituted at the discretion of the State.

(q) [Reserved]

[56 FR 3579, Jan. 30, 1991]

EDITORIAL NOTE: For FEDERAL REGISTER ci-
tations affecting §141.23, see the List of CFR
Sections Affected, which appears in the
Finding Aids section of the printed volume
and at www.fdsys.gov.

§141.24 Organic chemicals, sampling
and analytical requirements.

(a)-(d) [Reserved]

(e) Analyses for the contaminants in
this section shall be conducted using
the methods listed in the following
table, or the alternative methods listed
in appendix A to subpart C of this part,
or their equivalent as determined by
EPA.

§141.24

(1) The following documents are in-
corporated by reference. This incorpo-
ration by reference was approved by
the Director of the Federal Register in
accordance with 5 U.S.C. 552(a) and 1
CFR part 51. Copies may be inspected
at EPA’s Drinking Water Docket, 1301
Constitution Avenue, NW., EPA West,
Room 3334, Washington, DC 20460 (Tele-
phone: 202-566-2426); or at the National
Archives and Records Administration
(NARA). For information on the avail-
ability of this material at NARA, call
202-741-6030, or go to: http:/
www.archives.gov/federal register/
code of federal regulations/
ibr _locations.html. Method 508A and
515.1 are in Methods for the Determina-
tion of Organic Compounds in Drinking
Water, EPA/600/4-88-039, December 1988,
Revised, July 1991. Methods 547, 550 and
5560.1 are in Methods for the Determina-
tion of Organic Compounds in Drinking
Water—Supplement I, EPA/600-4-90-020,
July 1990. Methods 548.1, 549.1, 552.1 and
565 are in Methods for the Determination
of Organic Compounds in Drinking
Water—Supplement 11, EPA/600/R-92-129,
August 1992. Methods 502.2, 504.1, 505,
506, 507, 508, 508.1, 515.2, 524.2 525.2, 531.1,
551.1 and 552.2 are in Methods for the De-
termination of Organic Compounds in
Drinking Water—Supplement III, EPA/
600/R-95-131, August 1995. Method 1613
is titled “Tetra-through Octa-
Chlorinated Dioxins and Furans by Iso-
tope-Dilution HRGC/HRMS,” EPA/821-
B-94-005, October 1994. These docu-
ments are available from the National
Technical Information Service, NTIS
PB91-231480, PB91-146027, PB92-207703,
PB95-261616 and PB95-104774, U.S. De-
partment of Commerce, 5285 Port
Royal Road, Springfield, Virginia 22161.
The toll free number is: 800-553-6847.
Method 6651 shall be followed in ac-
cordance with Standard Methods for the
Examination of Water and Wastewater,
18th edition (1992), 19th edition (1995),
or 20th edition (1998), American Public
Health Association (APHA); any of
these three editions may be used.
Method 6610 shall be followed in ac-
cordance with Standard Methods for the
Examination of Water and Wastewater,
(18th Edition Supplement) (1994), or
with the 19th edition (1995) or 20th edi-
tion (1998) of Standard Methods for the
Examination of Water and Wastewater;
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any of these publications may be used.
The APHA documents are available
from APHA, 1015 Fifteenth Street NW.,
Washington, DC 20005. Other required
analytical test procedures germane to
the conduct of these analyses are con-
tained in Technical Notes on Drinking
Water Methods, EPA/600/R-94-173, Octo-
ber 1994, NTIS PB95-104766. EPA Meth-
ods 515.3 and 549.2 are available from
U.S. Environmental Protection Agen-
cy, National Exposure Research Lab-
oratory (NERL)-Cincinnati, 26 West
Martin Luther King Drive, Cincinnati,
OH 45268. ASTM Method D 5317-93, 98
(Reapproved 2003) is available in the
Annual Book of ASTM Standards, (1999),
Vol. 11.02, ASTM International, 100
Barr Harbor Drive, West
Conshohocken, PA 19428, any edition
containing the cited version of the
method may be used. EPA Method
515.4, ‘“‘Determination of Chlorinated
Acids in Drinking Water by Liquid-Liq-
uid Microextraction, Derivatization
and Fast Gas Chromatography with
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Electron Capture Detection,” Revision
1.0, April 2000, EPA/815/B-00/001 and
EPA Method 552.3, ‘“‘Determination of

Haloacetic Acids and Dalapon in
Drinking Water by Liquid-Liquid
Microextraction, Derivatization, and

Gas Chromatography with Electron
Capture Detection,” Revision 1.0, July
2003, EPA 815-B-03-002, can be accessed
and downloaded directly online at
hitp://www.epa.gov/safewater/methods/
sourcalt.html. Syngenta Method AG-625,
““Atrazine in Drinking Water by
Immunoassay,’”’ February 2001, is avail-
able from Syngenta Crop Protection,
Inc., 410 Swing Road, P.O. Box 18300,
Greensboro, NC 27419. Telephone: 336—
632-6000. Method 531.2 ‘“Measurement of
N-methylcarbamoyloximes and N-
methylcarbamates in Water by Direct
Aqueous Injection HPLC with
Postcolumn Derivatization,”” Revision
1.0, September 2001, EPA 815-B-01-002,
can be accessed and downloaded di-
rectly online at http:/www.epa.gov/
safewater/methods/sourcalt.html.

. Standard
Contaminant EPA method methods ASTM Other

1. Benzene 502.2, 524.2.

2. Carbon tetrachloride ... | 502.2, 524.2, 551.1.

3. Chlorobenzene ....... ... | 502.2, 524.2.

4. 1,2-Dichlorobenzene ... | 502.2, 524.2.

5. 1,4-Dichlorobenzene ... | 502.2, 524.2.

6. 1,2-Dichloroethane . ... | 502.2, 524.2.

7. cis-Dichloroethylene ... ... | 502.2, 524.2.

8. trans-Dichloroethylene .| 502.2, 524.2.

9. Dichloromethane ........ ... | 502.2, 524.2.

10. 1,2-Dichloropropane . . | 502.2, 524.2.

11. Ethylbenzene ... ... | 502.2, 524.2.

12. Styrene ............. .| 502.2, 524.2.

13. Tetrachloroethylene .. ... | 502.2, 524.2, 551.1.

14. 1,1,1-Trichloroethane ... | 502.2, 524.2, 551.1.

15. Trichloroethylene .. ... | 502.2, 524.2, 551.1.

16. Toluene ................ ... | 502.2, 524.2.

17. 1,2,4-Trichlorobenzene . ... | 502.2, 524.2.

18. 1,1-Dichloroethylene ..... ... | 502.2, 524.2.

19. 1,1,2-Trichloroethane . | 602.2, 524.2, 551.1.

20. Vinyl chloride .... ... | 502.2, 524.2.

21. Xylenes (total) .. . | 502.2, 524.2.

22.2,3,7,8-TCDD (dioxin) ... 1613.

23. 2,4-D* (as acids, salts, and esters) 515.2, 555, 515.1, 515.3, 515.4 oovvvvves | o D5317-93,
98 (Re-
ap-
proved
2003).

24.2,45-TP4 (SilveX) ...cccoeovvivrrurricnns 515.2, 555, 515.1, 515.3, 515.4 ....ccccccoes | cvviciiiiiiiis D5317-93,

98 (Re-
ap-
proved
2003).
25. Alachlor2 507, 525.2, 508.1, 505, 551.1.
26. Atrazine 2 507, 525.2, 508.1, 505, 551.1 ..occeiiieviies | cvreeeieeieeeieeeias Syngenta s
AG-625

27. Benzo(a)pyrene .... 525.2, 550, 550.1.

28. Carbofuran ... L 1531.1,531.2 e 6610.

29. Chlordane . 508, 525.2, 508.1, 505.

30. Dalapon 552.1 515.1, 552.2, 515.3, 515.4, 552.3.
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. Standard
Contaminant EPA method methods ASTM Other

31. Di(2-ethylhexyl)adipate .. 506, 525.2.

32. Di(2-ethylhexyl)phthalate 506, 525.2.

33. Dibromochloropropane (DBCP) 504.1, 551.1.

34. Dinoseb 4 515.2, 555, 515.1, 515.3, 515.4.

35. Diquat ..... 549.2.

36. Endothall 548.1.

37. Endrin .. 508, 525.2, 508.1, 505, 551.1.

38. Ethylene dibromide ( 504.1, 551.1.

39. Glyphosate BAT e 6651.

40. Heptachlor . 508, 525.2, 508.1, 505, 551.1.

41. Heptachlor Epoxide . 508, 525.2, 508.1, 505, 551.1.

42. Hexachlorobenzene ... 508, 525.2, 508.1, 505, 551.1.

43. Hexachlorocyclopentadiene . 508, 525.2, 508.1, 505, 551.1.

44. Lindane 508, 525.2, 508.1, 505, 551.1.

45. Methoxychlor . 508, 525.2, 508.1, 505, 551.1.

46. Oxamyl 531.1,531.2 .o 6610.

47. PCBs?2 (as decachlorobiphenyl) 508A.

48. PCBs?3 (as Aroclors) 508.1, 508, 525.2, 505.

49. Pentachlorophenol ............c.cccoccoeueeene 515.2, 525.2, 555, 515.1, 515.3, 515.4 ... | ..ccoceiiciinnne D5317-93,
98 (Re-
ap-
proved
2003).

50. PICIOramM 4 .....oveeeeveeeeeeeeeeeeeseeeseeesnns 515.2, 555, 515.1, 515.3, 515.4 wovvvvvveeve | ceereereeseeereens D5317-93,
98 (Re-
ap-
proved
2003).

51. Simazine 2 507, 525.2, 508.1, 505, 551.1.

52. Toxaphene 508, 508.1, 525.2, 505.

53. Total Trihalomethanes 502.2, 524.2, 551.1.

1[Reserved]

2 Substitution of the detector specified in Method 505, 507, 508 or 508.1 for the purpose of achieving lower detection limits is
allowed as follows. Either an electron capture or nitrogen phosphorous detector may be used provided all regulatory require-

ments and quality control criteria are met.

3PCBs are qualitatively identified as Aroclors and measured for compliance purposes as decachlorobiphenyl. Users of Method
505 may have more difficulty in achieving the required detection limits than users of Methods 508.1, 525.2 or 508.
4 Accurate determination of the chlorinated esters requires hydrolysis of the sample as described in EPA Methods 515.1,

515.2, 515.3, 515.4 and 555 and ASTM Method D5317-93.

5This method may not be used for the analysis of atrazine in any system where chlorine dioxide is used for drinking water
treatment. In samples from all other systems, any result for atrazine generated by Method AG—625 that is greater than one-half
the maximum contaminant level (MCL) (in other words, greater than 0.0015mg/L or 1.5 ug/L) must be confirmed using another
approved method for this contaminant and should use additional volume of the original sample collected for compliance moni-
toring. In instances where a result from Method AG—-625 triggers such confirmatory testing, the confirmatory result is to be used

to determine compliance.

(2) [Reserved]

(f) Beginning with the initial compli-
ance period, analysis of the contami-
nants listed in §141.61(a) (1) through
(21) for the purpose of determining
compliance with the maximum con-
taminant level shall be conducted as
follows:

(1) Groundwater systems shall take a
minimum of one sample at every entry
point to the distribution system which
is representative of each well after
treatment (hereafter called a sampling
point). Each sample must be taken at
the same sampling point unless condi-
tions make another sampling point
more representative of each source,
treatment plant, or within the dis-
tribution system.

(2) Surface water systems (or com-
bined surface/ground) shall take a min-
imum of one sample at points in the
distribution system that are represent-
ative of each source or at each entry
point to the distribution system after
treatment (hereafter called a sampling
point). Each sample must be taken at
the same sampling point unless condi-
tions make another sampling point
more representative of each source,
treatment plant, or within the dis-
tribution system.

(3) If the system draws water from
more than one source and the sources
are combined before distribution, the
system must sample at an entry point
to the distribution system during peri-
ods of normal operating conditions
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(i.e., when water representative of all
sources is being used).

(4) Bach community and non-tran-
sient non-community water system
shall take four consecutive quarterly
samples for each contaminant listed in
§141.61(a) (2) through (21) during each
compliance period, beginning in the
initial compliance period.

(5) If the initial monitoring for con-
taminants listed in §141.61(a) (1)
through (8) and the monitoring for the
contaminants listed in §141.61(a) (9)
through (21) as allowed in paragraph
(£)(18) has been completed by December
31, 1992, and the system did not detect
any contaminant listed in §141.61(a) (1)
through (21), then each ground and sur-
face water system shall take one sam-
ple annually beginning with the initial
compliance period.

(6) After a minimum of three years of
annual sampling, the State may allow
groundwater systems with no previous
detection of any contaiminant listed in
§141.61(a) to take one sample during
each compliance period.

(7) Bach community and non-tran-
sient non-community ground water
system which does not detect a con-
taminant listed in §141.61(a) (1)
through (21) may apply to the State for
a waiver from the requirements of
paragraphs (f)(6) and (f)(6) of this sec-
tion after completing the initial moni-
toring. (For purposes of this section,
detection is defined as >0.0005 mg/l.) A
waiver shall be effective for no more
than six years (two compliance peri-
ods). States may also issue waivers to
small systems for the initial round of
monitoring for 1,2,4-trichlorobenzene.

(8) A State may grant a waiver after
evaluating the following factor(s):

(i) Knowledge of previous use (includ-
ing transport, storage, or disposal) of
the contaminant within the watershed
or zone of influence of the system. If a
determination by the State reveals no
previous use of the contaminant within
the watershed or zone of influence, a
waiver may be granted.

(ii) If previous use of the contami-
nant is unknown or it has been used
previously, then the following factors
shall be used to determine whether a
waiver is granted.

(A) Previous analytical results.
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(B) The proximity of the system to a
potential point or non-point source of
contamination. Point sources include
spills and leaks of chemicals at or near
a water treatment facility or at manu-
facturing, distribution, or storage fa-
cilities, or from hazardous and munic-
ipal waste landfills and other waste
handling or treatment facilities.

(C) The environmental persistence
and transport of the contaminants.

(D) The number of persons served by
the public water system and the prox-
imity of a smaller system to a larger
system.

(E) How well the water source is pro-
tected against contamination, such as
whether it is a surface or groundwater
system. Groundwater systems must
consider factors such as depth of the
well, the type of soil, and wellhead pro-
tection. Surface water systems must
consider watershed protection.

(9) As a condition of the waiver a
groundwater system must take one
sample at each sampling point during
the time the waiver is effective (i.e.,
one sample during two compliance pe-
riods or six years) and update its vul-
nerability assessment considering the
factors listed in paragraph (f)(8) of this
section. Based on this vulnerability as-
sessment the State must reconfirm
that the system is non-vulnerable. If
the State does not make this recon-
firmation within three years of the ini-
tial determination, then the waiver is
invalidated and the system is required
to sample annually as specified in
paragraph (5) of this section.

(10) Bach community and non-tran-
sient non-community surface water
system which does not detect a con-
taminant listed in §141.61(a) (1)
through (21) may apply to the State for
a waiver from the requirements of (f)(5)
of this section after completing the ini-
tial monitoring. Composite samples
from a maximum of five sampling
points are allowed, provided that the
detection limit of the method used for
analysis is less than one-fifth of the
MCL. Systems meeting this criterion
must be determined by the State to be
non-vulnerable based on a vulner-
ability assessment during each compli-
ance period. Each system receiving a
waiver shall sample at the frequency
specified by the State (if any).
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(11) If a contaminant listed in
§141.61(a) (2) through (21) is detected at
a level exceeding 0.0006 mg/l in any
sample, then:

(i) The system must monitor quar-
terly at each sampling point which re-
sulted in a detection.

(i1) The State may decrease the quar-
terly monitoring requirement speci
fied in paragraph (f)(11)(i) of this sec-
tion provided it has determined that
the system is reliably and consistently
below the maximum contaminant
level. In no case shall the State make
this determination unless a ground-
water system takes a minimum of two
quarterly samples and a surface water
system takes a minimum of four quar-
terly samples.

(iii) If the State determines that the
system is reliably and consistently
below the MCL, the State may allow
the system to monitor annually. Sys-
tems which monitor annually must
monitor during the quarter(s) which
previously yielded the highest analyt-
ical result.

(iv) Systems which have three con-
secutive annual samples with no detec-
tion of a contaminant may apply to the
State for a waiver as specified in para-
graph (f)(7) of this section.

(v) Groundwater systems which have
detected one or more of the following
two-carbon organic compounds: tri-
chloroethylene, tetrachloroethylene,
1,2-dichloroethane, 1,1,1-trichloro-
ethane, cis-1,2-dichloroethylene, trans-
1,2-dichloroethylene, or 1,1-
dichloroethylene shall monitor quar-
terly for vinyl chloride. A vinyl chlo-
ride sample shall be taken at each sam-
pling point at which one or more of the
two-carbon organic compounds was de-
tected. If the results of the first anal-
ysis do not detect vinyl chloride, the
State may reduce the quarterly moni-
toring frequency of vinyl chloride mon-
itoring to one sample during each com-
pliance period. Surface water systems
are required to monitor for vinyl chlo-
ride as specified by the State.

(12) Systems which violate the re-
quirements of §141.61(a) (1) through
(21), as determined by paragraph (f)(15)
of this section, must monitor quar-
terly. After a minimum of four con-
secutive quarterly samples which show
the system is in compliance as speci-
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fied in paragraph (f)(15) of this section
the system and the State determines
that the system is reliably and consist-
ently below the maximum contaminant
level, the system may monitor at the
frequency and times specified in para-
graph (f)(11)(iii) of this section.

(13) The State may require a con-
firmation sample for positive or nega-
tive results. If a confirmation sample is
required by the State, the result must
be averaged with the first sampling re-
sult and the average is used for the
compliance determination as specified
by paragraph (f)(15). States have discre-
tion to delete results of obvious sam-
pling errors from this calculation.

(14) The State may reduce the total
number of samples a system must ana-
lyze by allowing the use of
compositing. Composite samples from
a maximum of five sampling points are
allowed, provided that the detection
limit of the method used for analysis is
less than one-fifth of the MCL.
Compositing of samples must be done
in the laboratory and analyzed within
14 days of sample collection.

(i) If the concentration in the com-
posite sample is greater than or equal
to 0.0005 mg/1 for any contaminant list-
ed in §141.61(a), then a follow-up sam-
ple must be taken within 14 days at
each sampling point included in the
composite, and be analyzed for that
contaminant.

(ii) If duplicates of the original sam-
ple taken from each sampling point
used in the composite sample are avail-
able, the system may use these instead
of resampling. The duplicates must be
analyzed and the results reported to
the State within 14 days after com-
pleting analysis of the composite sam-
ple, provided the holding time of the
sample is not exceeded.

(iii) If the population served by the
system is > 3,300 persons, then
compositing may only be permitted by
the State at sampling points within a
single system. In systems serving <
3,300 persons, the State may permit
compositing among different systems
provided the 5-sample limit is main-
tained.

(iv) Compositing samples prior to GC
analysis.
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(A) Add 5 ml or equal larger amounts
of each sample (up to 5 samples are al-
lowed) to a 25 ml glass syringe. Special
precautions must be made to maintain
zero headspace in the syringe.

(B) The samples must be cooled at 4
°C during this step to minimize vola-
tilization losses.

(C) Mix well and draw out a 5-ml ali-
quot for analysis.

(D) Follow sample introduction,
purging, and desorption steps described
in the method.

(E) If less than five samples are used
for compositing, a proportionately
small syringe may be used.

(v) Compositing samples prior to GC/
MS analysis.

(A) Inject 5-ml or equal Ilarger
amounts of each aqueous sample (up to
5 samples are allowed) into a 25-ml
purging device using the sample intro-
duction technique described in the
method.

(B) The total volume of the sample in
the purging device must be 25 ml.

(C) Purge and desorb as described in
the method.

(15) Compliance with §141.61(a) (1)
through (21) shall be determined based
on the analytical results obtained at
each sampling point. If one sampling
point is in violation of an MCL, the
system is in violation of the MCL.

(i) For systems monitoring more
than once per year, compliance with
the MCL is determined by a running
annual average at each sampling point.

(ii) Systems monitoring annually or
less frequently whose sample result ex-
ceeds the MCL must begin quarterly
sampling. The system will not be con-
sidered in violation of the MCL until it
has completed one year of quarterly
sampling.

(iii) If any sample result will cause
the running annual average to exceed
the MCL at any sampling point, the
system is out of compliance with the
MCL immediately.

(iv) If a system fails to collect the re-
quired number of samples, compliance
will be based on the total number of
samples collected.

(v) If a sample result is less than the
detection limit, zero will be used to
calculate the annual average.

(16) [Reserved]
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(17) Analysis under this section shall
only be conducted by laboratories that
are certified by EPA or the State ac-
cording to the following conditions
(laboratories may conduct sample
analysis under provisional certification
until January 1, 1996):

(i) To receive certification to conduct
analyses for the contaminants in
§141.61(a) (2) through (21) the labora-
tory must:

(A) Analyze Performance Evaluation
(PE) samples provided by EPA, the
State, or by a third party (with the ap-
proval of the State or EPA) at least
once a year by each method for which
the laboratory desires certification.

(B) Achieve the quantitative accept-
ance limits under paragraphs
(HATH(E)C) and (D) of this section for
at least 80 percent of the regulated or-
ganic contaminants included in the PE
sample.

(C) Achieve quantitative results on
the analyses performed under para-
graph (H)(17)(i)(A) of this section that
are within +20% of the actual amount
of the substances in the Performance
Evaluation sample when the actual
amount is greater than or equal to 0.010
mg/l.

(D) Achieve quantitative results on
the analyses performed under para-
graph (H)(17)(i)(A) of this section that
are within #40 percent of the actual
amount of the substances in the Per-
formance Evaluation sample when the
actual amount is less than 0.010 mg/1.

(E) Achieve a method detection limit
of 0.0005 mg/l, according to the proce-
dures in appendix B of part 136.

(ii) To receive certification to con-
duct analyses for vinyl chloride, the
laboratory must:

(A) Analyze Performance Evaluation
(PE) samples provided by EPA, the
State, or by a third party (with the ap-
proval of the State or EPA) at least
once a year by each method for which
the laboratory desires certification.

(B) Achieve quantitative results on
the analyses performed under para-
graph (£)(17)(ii)(A) of this section that
are within #40 percent of the actual
amount of vinyl chloride in the Per-
formance Evaluation sample.

(C) Achieve a method detection limit
of 0.0005 mg/l, according to the proce-
dures in appendix B of part 136.
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(D) Obtain certification for the con-
taminants listed in §141.61(a)(2)
through (21).

(18) States may allow the use of mon-
itoring data collected after January 1,
1988, required under section 1445 of the
Act for purposes of initial monitoring
compliance. If the data are generally
consistent with the other requirements
of this section, the State may use these
data (i.e., a single sample rather than
four quarterly samples) to satisfy the
initial monitoring requirement of para-
graph (f)(4) of this section. Systems
which use grandfathered samples and
did not detect any contaminant listed
§141.61(a)(2) through (21) shall begin
monitoring annually in accordance
with paragraph (f)(6) of this section be-
ginning with the initial compliance pe-
riod.

(19) States may increase required
monitoring where necessary to detect
variations within the system.

(20) Each certified laboratory must
determine the method detection limit
(MDL), as defined in appendix B to part
136, at which it is capable of detecting
VOCs. The acceptable MDL is 0.0005
mg/l. This concentration is the detec-
tion concentration for purposes of this
section.

(21) Each public water system shall
monitor at the time designated by the
State within each compliance period.

(22) All new systems or systems that
use a new source of water that begin
operation after January 22, 2004 must
demonstrate compliance with the MCL
within a period of time specified by the
State. The system must also comply
with the initial sampling frequencies
specified by the State to ensure a sys-
tem can demonstrate compliance with
the MCL. Routine and increased moni-
toring frequencies shall be conducted
in accordance with the requirements in
this section.

(g) [Reserved]

(h) Analysis of the contaminants list-
ed in §141.61(c) for the purposes of de-
termining compliance with the max-
imum contaminant level shall be con-
ducted as follows, with the exception
that no monitoring is required for
aldicarb, aldicarb sulfoxide or aldicarb
sulfone:

(1) Groundwater systems shall take a
minimum of one sample at every entry
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point to the distribution system which
is representative of each well after
treatment (hereafter called a sampling
point). Each sample must be taken at
the same sampling point unless condi-
tions make another sampling point
more representative of each source or
treatment plant.

(2) Surface water systems shall take
a minimum of one sample at points in
the distribution system that are rep-
resentative of each source or at each
entry point to the distribution system
after treatment (hereafter called a
sampling point). Each sample must be
taken at the same sampling point un-
less conditions make another sampling
point more representative of each
source or treatment plant.

NoOTE: For purposes of this paragraph, sur-
face water systems include systems with a
combination of surface and ground sources.

(3) If the system draws water from
more than one source and the sources
are combined before distribution, the
system must sample at an entry point
to the distribution system during peri-
ods of normal operating conditions
(i.e., when water representative of all
sources is being used).

(4) Monitoring frequency: (i) Each
community and non-transient non-
community water system shall take
four consecutive quarterly samples for
each contaminant listed in §141.61(c)
during each compliance period begin-
ning with the initial compliance pe-
riod.

(ii) Systems serving more than 3,300
persons which do not detect a contami-
nant in the initial compliance period
may reduce the sampling frequency to
a minimum of two quarterly samples in
one year during each repeat compli-
ance period.

(iii) Systems serving less than or
equal to 3,300 persons which do not de-
tect a contaminant in the initial com-
pliance period may reduce the sam-
pling frequency to a minimum of one
sample during each repeat compliance
period.

(56) BEach community and non-tran-
sient water system may apply to the
State for a waiver from the require-
ment of paragraph (h)(4) of this sec-
tion. A system must reapply for a
waiver for each compliance period.
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(6) A State may grant a waiver after
evaluating the following factor(s):
Knowledge of previous use (including
transport, storage, or disposal) of the
contaminant within the watershed or
zone of influence of the system. If a de-
termination by the State reveals no
previous use of the contaminant within
the watershed or zone of influence, a
waiver may be granted. If previous use
of the contaminant is unknown or it
has been used previously, then the fol-
lowing factors shall be used to deter-
mine whether a waiver is granted.

(i) Previous analytical results.

(ii) The proximity of the system to a
potential point or non-point source of
contamination. Point sources include
spills and leaks of chemicals at or near
a water treatment facility or at manu-
facturing, distribution, or storage fa-
cilities, or from hazardous and munic-
ipal waste landfills and other waste
handling or treatment facilities. Non-
point sources include the use of pes-
ticides to control insect and weed pests
on agricultural areas, forest lands,
home and gardens, and other land ap-
plication uses.

(iii) The environmental persistence
and transport of the pesticide or PCBs.

(iv) How well the water source is pro-
tected against contamination due to
such factors as depth of the well and
the type of soil and the integrity of the
well casing.

(v) Elevated nitrate levels at the
water supply source.

(vi) Use of PCBs in equipment used in
the production, storage, or distribution
of water (i.e., PCBs used in pumps,
transformers, etc.).

(7) If an organic contaminant listed
in §141.61(c) is detected (as defined by
paragraph (h)(18) of this section) in any
sample, then:

(i) Each system must monitor quar-
terly at each sampling point which re-
sulted in a detection.

(i1) The State may decrease the quar-
terly monitoring requirement specified
in paragraph (h)(7)(i) of this section
provided it has determined that the
system is reliably and consistently
below the maximum contaminant
level. In no case shall the State make
this determination unless a ground-
water system takes a minimum of two
quarterly samples and a surface water
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system takes a minimum of four quar-
terly samples.

(iii) After the State determines the
system is reliably and consistently
below the maximum contaminant level
the State may allow the system to
monitor annually. Systems which mon-
itor annually must monitor during the
quarter that previously yielded the
highest analytical result.

(iv) Systems which have 3 consecu-
tive annual samples with no detection
of a contaminant may apply to the
State for a waiver as specified in para-
graph (h)(6) of this section.

(v) If the monitoring results in detec-
tion of one or more of certain related
contaminants (heptachlor and hepta-
chlor epoxide), then subsequent moni-
toring shall analyze for all related con-
taminants.

(8) Systems which violate the re-
quirements of §141.61(c) as determined
by paragraph (h)(11) of this section
must monitor quarterly. After a min-
imum of four quarterly samples show
the system is in compliance and the
State determines the system is reliably
and consistently below the MCL, as
specified in paragraph (h)(11) of this
section, the system shall monitor at
the frequency specified in paragraph
(h)(7)(iii) of this section.

(9) The State may require a con-
firmation sample for positive or nega-
tive results. If a confirmation sample is
required by the State, the result must
be averaged with the first sampling re-
sult and the average used for the com-
pliance determination as specified by
paragraph (h)(11) of this section. States
have discretion to delete results of ob-
vious sampling errors from this cal-
culation.

(10) The State may reduce the total
number of samples a system must ana-
lyze by allowing the use of
compositing. Composite samples from
a maximum of five sampling points are
allowed, provided that the detection
limit of the method used for analysis is
less than one-fifth of the MCL.
Compositing of samples must be done
in the laboratory and analyzed within
14 days of sample collection.

(i) If the concentration in the com-
posite sample detects one or more con-
taminants listed in §141.61(c), then a
follow-up sample must be taken within
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14 days at each sampling point included
in the composite, and be analyzed for
that contaminant.

(ii) If duplicates of the original sam-
ple taken from each sampling point
used in the composite sample are avail-
able, the system may use these instead
of resampling. The duplicates must be
analyzed and the results reported to
the State within 14 days after comple-
tion of the composite analysis or before
the holding time for the initial sample
is exceeded whichever is sooner.

(iii) If the population served by the
system  is >3,300 persons, then
compositing may only be permitted by
the State at sampling points within a
single system. In systems serving <
3,300 persons, the State may permit
compositing among different systems
provided the 5-sample limit is main-
tained.

(11) Compliance with §141.61(c) shall
be determined based on the analytical
results obtained at each sampling
point. If one sampling point is in viola-
tion of an MCL, the system is in viola-
tion of the MCL.

(i) For systems monitoring more
than once per year, compliance with
the MCL is determined by a running
annual average at each sampling point.

(ii) Systems monitoring annually or
less frequently whose sample result ex-
ceeds the regulatory detection level as
defined by paragraph (h)(18) of this sec-
tion must begin quarterly sampling.
The system will not be considered in
violation of the MCL until it has com-
pleted one year of quarterly sampling.

(iii) If any sample result will cause
the running annual average to exceed
the MCL at any sampling point, the
system is out of compliance with the
MCL immediately.

(iv) If a system fails to collect the re-
quired number of samples, compliance
will be based on the total number of
samples collected.

(v) If a sample result is less than the
detection limit, zero will be used to
calculate the annual average.

(12) [Reserved]

(13) Analysis for PCBs shall be con-
ducted as follows using the methods in
paragraph (e) of this section:

(i) Bach system which monitors for
PCBs shall analyze each sample using
either Method 508.1, 525.2, 508 or 505.

§141.24

Users of Method 505 may have more dif-
ficulty in achieving the required
Aroclor detection limits than users of
Methods 508.1, 525.2 or 508.

(ii) If PCBs (as one of seven Aroclors)
are detected (as designated in this
paragraph) in any sample analyzed
using Method 505 or 508, the system
shall reanalyze the sample using Meth-

od b08A to quantitate PCBs (as
decachlorobiphenyl).

Aroclor Detectionl)limit (mg/
1016 ... 0.00008
1221 0.02
1232 0.0005
1242 0.0003
1248 0.0001
1254 0.0001
1260 0.0002

(iii) Compliance with the PCB MCL
shall be determined based upon the
quantitative results of analyses using
Method 508A.

(14) If monitoring data collected after
January 1, 1990, are generally con-
sistent with the requirements of
§141.24(h), then the State may allow
systems to use that data to satisfy the
monitoring requirement for the initial
compliance period beginning January
1, 1993.

(15) The State may increase the re-
quired monitoring frequency, where
necessary, to detect variations within
the system (e.g., fluctuations in con-
centration due to seasonal use, changes
in water source).

(16) The State has the authority to
determine compliance or initiate en-
forcement action based upon analytical
results and other information compiled
by their sanctioned representatives and
agencies.

(17) Each public water system shall
monitor at the time designated by the
State within each compliance period.

(18) Detection as used in this para-
graph shall be defined as greater than
or equal to the following concentra-
tions for each contaminant.

: Detection
Contaminant limit (mg/l)
Alachlor ........ .0002
Aldicarb ........ .0005
Aldicarb sulfoxide ...........ccccovvniniiiiiiiiis .0005
Aldicarb sulfone .0008
Atrazine ....... .0001
Benzo[a]pyrene .00002
Carbofuran ... .0009
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. Detection
Contaminant limit (mg/l)

Chlordane ... .0002
Dalapon .. .001
1,2—Dibromo—3—-chloropropane (DBCP) . .00002
Di (2-ethylhexyl) adipate ..... .0006
Di (2-ethylhexyl) phthalate .. .0006
Dinoseb .0002
Diquat .0004
2,4-D .. .0001
Endothall ...... .009
Endrin ......... .00001
Ethylene dibromide (EDB) ........c.cccceeivvecieneenns .00001
Glyphosate .. .006
Heptachlor . .00004
Heptachlor epo: . .00002
Hexachlorobenzene . .0001
Hexachlorocyclopentadiene .0001
Lindane .......... .00002
Methoxychlor . .0001
Oxamy! . .002
Picloram .0001
Polychlorinated  biphenyls  (PCBs) (as

decachlorobiphenyl) . . .0001
Pentachlorophenol .00004
Simazine ...... .00007
Toxaphene ... .001
2,3,7,8-TCDD (Dioxin) . .000000005
2,4,5-TP (Silvex) .0002

(19) Anaylsis under this section shall
only be conducted by laboratories that
have received certification by EPA or
the State and have met the following
conditions:

(i) To receive certification to conduct
analyses for the contaminants in
§141.61(c) the laboratory must:

(A) Analyze Performance Evaluation
(PE) samples provided by EPA, the
State, or by a third party (with the ap-
proval of the State or EPA) at least
once a year by each method for which
the laboratory desires certification.

(B) For each contaminant that has
been included in the PE sample achieve
quantitative results on the analyses
that are within the following accept-
ance limits:

Contaminant Acceptance limits (percent)

DBCP .. +40
EDB . +40.
Alachlor +45.
Atrazine ... +45.
Benzo[a]pyrene . 2 standard deviations.
Carbofuran +45.
Chlordane +45.
Dalapon ..... 2 standard deviations.

2 standard deviations.
2 standard deviations.
2 standard deviations.
2 standard deviations.

Di(2-ethylhexyl)adipate
Di(2-ethylhexyl)phthalate
Dinoseb
Diquat

Contaminant Acceptance limits (percent)

Endothall 2 standard deviations.

Endrin . +30.
Glyphosate 2 standard deviations.
Heptachlor ... +45.
Heptachlor epoxide . +45.

2 standard deviations.
2 standard deviations.

Hexachlorobenzene ...
Hexachloro- cyclopentadiene

Lindane +45.

Methoxychlor +45.

Oxamyl ... 2 standard deviations.
PCBs (as 0-200.

Decachlorobiphenyl)

Picloram ... 2 standard deviations.
Simazine ... 2 standard deviations.
Toxaphene +45.

Aldicarb ..... 2 standard deviations.

2 standard deviations.
2 standard deviations.

Aldicarb sulfoxide
Aldicarb sulfone ...

Pentachlorophenol .. +50.
2,3,7,8-TCDD (Dioxin) 2 standard deviations.
24D i +50.
2,4,5-TP (Silvex) .. +50.

(ii) [Reserved]

(20) All new systems or systems that
use a new source of water that begin
operation after January 22, 2004 must
demonstrate compliance with the MCL
within a period of time specified by the
State. The system must also comply
with the initial sampling frequencies
specified by the State to ensure a sys-
tem can demonstrate compliance with
the MCL. Routine and increased moni-
toring frequencies shall be conducted
in accordance with the requirements in
this section.

(Approved by the Office of Management and
Budget under control number 2040-0090)

[40 FR 59570, Dec. 24, 1975]

EDITORIAL NOTE: For FEDERAL REGISTER ci-
tations affecting §141.24, see the List of CFR
Sections Affected, which appears in the
Finding Aids section of the printed volume
and at www.fdsys.gov.

§141.25 Analytical methods for radio-
activity.

(a) Analysis for the following con-
taminants shall be conducted to deter-
mine compliance with §141.66 (radioac-
tivity) in accordance with the methods
in the following table, or the alter-
native methods listed in appendix A to
subpart C this part, or their equivalent
determined by EPA in accordance with
§141.27.
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(b) When the identification and meas-
urement of radionuclides other than
those listed in paragraph (a) of this
section is required, the following ref-
erences are to be used, except in cases
where alternative methods have been
approved in accordance with §141.27.

(1) Procedures for Radiochemical Anal-
ysis of Nuclear Reactor Aqueous Solu-
tions, H. L. Krieger and S. Gold, EPA-
R4-73-014. USEPA, Cincinnati, Ohio,
May 1973.

(2) HASL Procedure Manual, Edited by
John H. Harley. HASL 300, ERDA
Health and Safety Laboratory, New
York, NY., 1973.

(c) For the purpose of monitoring ra-
dioactivity concentrations in drinking
water, the required sensitivity of the
radioanalysis is defined in terms of a
detection limit. The detection limit
shall be that concentration which can
be counted with a precision of plus or
minus 100 percent at the 95 percent
confidence level (1.966 where o is the
standard deviation of the net counting
rate of the sample).

(1) To determine compliance with
§141.66(b), (c), and (e) the detection
limit shall not exceed the concentra-
tions in Table B to this paragraph.

TABLE B—DETECTION LIMITS FOR GROSS ALPHA
PARTICLE ACTIVITY, RADIUM 226, RADIUM
228, AND URANIUM

f Detection
Contaminant Jimit
Gross alpha particle activity 3 pCilL.
Radium 226 1 pCi/L.
Radium 228 1 pCi/L.
Uranium . 1 pg/L

(2) To determine compliance with
§141.66(d) the detection limits shall not
exceed the concentrations listed in
Table C to this paragraph.

TABLE C—DETECTION LIMITS FOR MAN-MADE
BETA PARTICLE AND PHOTON EMITTERS

Radionuclide Detection limit

Tritium 1,000 pCi/t.
Strontium—-89 .. ... | 10 pCi/t.
Strontium-90 .. .| 2 pCint.
lodine-131 . 1 pCit.
Cesium-134 ... | 10 pCi/t.
Gross beta ...... . | 4 pCi/t.

Other radionuclides ............... 410 of the applicable limit.

(d) To judge compliance with the
maximum contaminant levels listed in

40 CFR Ch. | (7-1-11 Edition)

§141.66, averages of data shall be used
and shall be rounded to the same num-
ber of significant figures as the max-
imum contaminant level for the sub-
stance in question.

(e) The State has the authority to de-
termine compliance or initiate enforce-
ment action based upon analytical re-
sults or other information compiled by
their sanctioned representatives and
agencies.

[41 FR 28404, July 9, 1976, as amended at 45
FR 57345, Aug. 27, 1980; 62 FR 10173, Mar. 5,
1997; 65 FR 76745, Dec. 7, 2000; 67 FR 65250,
Oct. 23, 2002; 69 FR 38855, June 29, 2004; 69 FR
52180, Aug. 25, 2004; 72 FR 11245, Mar. 12, 2007;
74 FR 30958, June 29, 2009]

§141.26 Monitoring frequency and
compliance requirements for radio-
nuclides in community water sys-
tems.

(a) Monitoring and compliance require-
ments for gross alpha particle activity, ra-
dium-226, radium-228, and uranium. (1)
Community water systems (CWSs)
must conduct initial monitoring to de-
termine compliance with §141.66(b), (c),
and (e) by December 31, 2007. For the
purposes of monitoring for gross alpha
particle activity, radium-226, radium-
228, uranium, and beta particle and
photon radioactivity in drinking water,
“‘detection limit’’ is defined as in
§141.25(c).

(i) Applicability and sampling location
for existing community water systems or
sources. All existing CWSs using ground
water, surface water or systems using
both ground and surface water (for the
purpose of this section hereafter re-
ferred to as systems) must sample at
every entry point to the distribution
system that is representative of all
sources being used (hereafter called a
sampling point) under normal oper-
ating conditions. The system must
take each sample at the same sampling
point unless conditions make another
sampling point more representative of
each source or the State has designated
a distribution system location, in ac-
cordance with paragraph (a)(2)(ii)(C) of
this section.

(ii) Applicability and sampling location
for mew community water systems or
sources. All new CWSs or CWSs that use
a new source of water must begin to
conduct initial monitoring for the new
source within the first quarter after
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initiating use of the source. CWSs must
conduct more frequent monitoring
when ordered by the State in the event
of possible contamination or when
changes in the distribution system or
treatment processes occur which may
increase the concentration of radioac-
tivity in finished water.

(2) Initial monitoring: Systems must
conduct initial monitoring for gross
alpha particle activity, radium-226, ra-
dium-228, and uranium as follows:

(i) Systems without acceptable his-
torical data, as defined below, must
collect four consecutive quarterly sam-
ples at all sampling points before De-
cember 31, 2007.

(ii) Grandfathering of data: States
may allow historical monitoring data
collected at a sampling point to satisfy
the initial monitoring requirements for
that sampling point, for the following
situations.

(A) To satisfy initial monitoring re-
quirements, a community water sys-
tem having only one entry point to the
distribution system may use the moni-
toring data from the last compliance
monitoring period that began between
June 2000 and December 8, 2003.

(B) To satisfy initial monitoring re-
quirements, a community water sys-
tem with multiple entry points and
having appropriate historical moni-
toring data for each entry point to the
distribution system may use the moni-
toring data from the last compliance
monitoring period that began between
June 2000 and December 8, 2003.

(C) To satisfy initial monitoring re-
quirements, a community water sys-
tem with appropriate historical data
for a representative point in the dis-
tribution system may use the moni-
toring data from the last compliance
monitoring period that began between
June 2000 and December 8, 2003, pro-
vided that the State finds that the his-
torical data satisfactorily demonstrate
that each entry point to the distribu-
tion system is expected to be in com-
pliance based upon the historical data
and reasonable assumptions about the
variability of contaminant levels be-
tween entry points. The State must
make a written finding indicating how
the data conforms to the these require-
ments.

§141.26

(iii) For gross alpha particle activity,
uranium, radium-226, and radium-228
monitoring, the State may waive the
final two quarters of initial monitoring
for a sampling point if the results of
the samples from the previous two
quarters are below the detection limit.

(iv) If the average of the initial moni-
toring results for a sampling point is
above the MCL, the system must col-
lect and analyze quarterly samples at
that sampling point until the system
has results from four consecutive quar-
ters that are at or below the MCL, un-
less the system enters into another
schedule as part of a formal compli-
ance agreement with the State.

(3) Reduced monitoring: States may
allow community water systems to re-
duce the future frequency of moni-
toring from once every three years to
once every six or nine years at each
sampling point, based on the following
criteria.

(i) If the average of the initial moni-
toring results for each contaminant
(i.e., gross alpha particle activity, ura-
nium, radium-226, or radium-228) is
below the detection limit specified in
Table B, in §141.25(c)(1), the system
must collect and analyze for that con-
taminant using at least one sample at
that sampling point every nine years.

(ii) For gross alpha particle activity
and uranium, if the average of the ini-
tial monitoring results for each con-
taminant is at or above the detection
limit but at or below %2 the MCL, the
system must collect and analyze for
that contaminant using at least one
sample at that sampling point every
six years. For combined radium-226 and
radium-228, the analytical results must
be combined. If the average of the com-
bined initial monitoring results for ra-
dium-226 and radium-228 is at or above
the detection limit but at or below V2
the MCL, the system must collect and
analyze for that contaminant using at
least one sample at that sampling
point every six years.

(iii) For gross alpha particle activity
and uranium, if the average of the ini-
tial monitoring results for each con-
taminant is above %2 the MCL but at or
below the MCL, the system must col-
lect and analyze at least one sample at
that sampling point every three years.
For combined radium-226 and radium-
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228, the analytical results must be
combined. If the average of the com-
bined initial monitoring results for ra-
dium-226 and radium-228 is above ¥ the
MCL but at or below the MCL, the sys-
tem must collect and analyze at least
one sample at that sampling point
every three years.

(iv) Systems must use the samples
collected during the reduced moni-
toring period to determine the moni-
toring frequency for subsequent moni-
toring periods (e.g., if a system’s sam-
pling point is on a nine year moni-
toring period, and the sample result is
above 12 MCL, then the next moni-
toring period for that sampling point is
three years).

(v) If a system has a monitoring re-
sult that exceeds the MCL while on re-
duced monitoring, the system must
collect and analyze quarterly samples
at that sampling point until the sys-
tem has results from four consecutive
quarters that are below the MCL, un-
less the system enters into another
schedule as part of a formal compli-
ance agreement with the State.

(4) Compositing: To fulfill quarterly
monitoring requirements for gross
alpha particle activity, radium-226, ra-
dium-228, or uranium, a system may
composite up to four consecutive quar-
terly samples from a single entry point
if analysis is done within a year of the
first sample. States will treat analyt-
ical results from the composited as the
average analytical result to determine
compliance with the MCLs and the fu-
ture monitoring frequency. If the ana-
lytical result from the composited
sample is greater than 12 MCL, the
State may direct the system to take
additional quarterly samples before al-
lowing the system to sample under a
reduced monitoring schedule.

(6) A gross alpha particle activity
measurement may be substituted for
the required radium-226 measurement
provided that the measured gross alpha
particle activity does not exceed 5 pCi/
1. A gross alpha particle activity meas-
urement may be substituted for the re-
quired uranium measurement provided
that the measured gross alpha particle
activity does not exceed 15 pCi/l. The
gross alpha measurement shall have a
confidence interval of 95% (1.650, where
o is the standard deviation of the net

40 CFR Ch. | (7-1-11 Edition)

counting rate of the sample) for ra-
dium-226 and uranium. When a system
uses a gross alpha particle activity
measurement in lieu of a radium-226
and/or uranium measurement, the
gross alpha particle activity analytical
result will be used to determine the fu-
ture monitoring frequency for radium-
226 and/or uranium. If the gross alpha
particle activity result is less than de-
tection, Y2 the detection limit will be
used to determine compliance and the
future monitoring frequency.

(b) Monitoring and compliance require-
ments for beta particle and photon radio-
activity. To determine compliance with
the maximum contaminant levels in
§141.66(d) for beta particle and photon
radioactivity, a system must monitor
at a frequency as follows:

(1) Community water systems (both
surface and ground water) designated
by the State as vulnerable must sample
for beta particle and photon radioac-
tivity. Systems must collect quarterly
samples for beta emitters and annual
samples for tritium and strontium-90
at each entry point to the distribution
system (hereafter called a sampling
point), beginning within one quarter
after being notified by the State. Sys-
tems already designated by the State
must continue to sample until the
State reviews and either reaffirms or
removes the designation.

(i) If the gross beta particle activity
minus the naturally occurring potas-
sium-40 beta particle activity at a sam-
pling point has a running annual aver-
age (computed quarterly) less than or
equal to 50 pCi/L (screening level), the
State may reduce the frequency of
monitoring at that sampling point to
once every 3 years. Systems must col-
lect all samples required in paragraph
(b)(1) of this section during the reduced
monitoring period.

(ii) For systems in the vicinity of a
nuclear facility, the State may allow
the CWS to utilize environmental sur-
veillance data collected by the nuclear
facility in lieu of monitoring at the
system’s entry point(s), where the
State determines if such data is appli-
cable to a particular water system. In
the event that there is a release from a
nuclear facility, systems which are
using surveillance data must begin
monitoring at the community water
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system’s entry point(s) in accordance
with paragraph (b)(1) of this section.

(2) Community water systems (both
surface and ground water) designated
by the State as utilizing waters con-
taminated by effluents from nuclear fa-
cilities must sample for beta particle
and photon radioactivity. Systems
must collect quarterly samples for beta
emitters and iodine-131 and annual
samples for tritium and strontium-90
at each entry point to the distribution
system (hereafter called a sampling
point), beginning within one quarter
after being notified by the State. Sys-
tems already designated by the State
as systems using waters contaminated
by effluents from nuclear facilities
must continue to sample until the
State reviews and either reaffirms or
removes the designation.

(i) Quarterly monitoring for gross
beta particle activity shall be based on
the analysis of monthly samples or the
analysis of a composite of three month-
ly samples. The former 1is rec-
ommended.

(ii) For iodine-131, a composite of five
consecutive daily samples shall be ana-
lyzed once each quarter. As ordered by
the State, more frequent monitoring
shall be conducted when iodine-131 is
identified in the finished water.

(iii) Annual monitoring for stron-
tium-90 and tritium shall be conducted
by means of the analysis of a com-
posite of four consecutive quarterly
samples or analysis of four quarterly
samples. The latter procedure is rec-
ommended.

(iv) If the gross beta particle activity
minus the naturally occurring potas-
sium-40 beta particle activity at a sam-
pling point has a running annual aver-
age (computed quarterly) less than or
equal to 15 pCi/Li (screening level), the
State may reduce the frequency of
monitoring at that sampling point to
every 3 years. Systems must collect
the same type of samples required in
paragraph (b)(2) of this section during
the reduced monitoring period.

(v) For systems in the vicinity of a
nuclear facility, the State may allow
the CWS to utilize environmental sur-
veillance data collected by the nuclear
facility in lieu of monitoring at the
system’s entry point(s), where the
State determines if such data is appli-

§141.26

cable to a particular water system. In
the event that there is a release from a
nuclear facility, systems which are
using surveillance data must begin
monitoring at the community water
system’s entry point(s) in accordance
with paragraph (b)(2) of this section.

(3) Community water systems des-
ignated by the State to monitor for
beta particle and photon radioactivity
can not apply to the State for a waiver
from the monitoring frequencies speci-
fied in paragraph (b)(1) or (b)(2) of this
section.

(4) Community water systems may
analyze for naturally occurring potas-
sium-40 beta particle activity from the
same or equivalent sample used for the
gross beta particle activity analysis.
Systems are allowed to subtract the
potassium-40 beta particle activity
value from the total gross beta particle
activity value to determine if the
screening level is exceeded. The potas-
sium-40 beta particle activity must be
calculated by multiplying elemental
potassium concentrations (in mg/L) by
a factor of 0.82.

(5) If the gross beta particle activity
minus the naturally occurring potas-
sium-40 beta particle activity exceeds
the appropriate screening level, an
analysis of the sample must be per-
formed to identify the major radio-
active constituents present in the sam-
ple and the appropriate doses must be
calculated and summed to determine
compliance with §141.66(d)(1), using the
formula in §141.66(d)(2). Doses must
also be calculated and combined for
measured levels of tritium and stron-
tium to determine compliance.

(6) Systems must monitor monthly
at the sampling point(s) which exceed
the maximum contaminant level in
§141.66(d) beginning the month after
the exceedance occurs. Systems must
continue monthly monitoring until the
system has established, by a rolling av-
erage of 3 monthly samples, that the
MCL is being met. Systems who estab-
lish that the MCL is being met must
return to quarterly monitoring until
they meet the requirements set forth
in paragraph (b)(1)(i) or (b)(2)(iv) of this
section.

(c) General monitoring and compliance
requirements for radionuclides. (1) The
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State may require more frequent moni-
toring than specified in paragraphs (a)
and (b) of this section, or may require
confirmation samples at its discretion.
The results of the initial and confirma-
tion samples will be averaged for use in
compliance determinations.

(2) Each public water systems shall
monitor at the time designated by the
State during each compliance period.

(3) Compliance: Compliance with
§141.66 (b) through (e) will be deter-
mined based on the analytical result(s)
obtained at each sampling point. If one
sampling point is in violation of an
MCL, the system is in violation of the
MCL.

(i) For systems monitoring more
than once per year, compliance with
the MCL is determined by a running
annual average at each sampling point.
If the average of any sampling point is
greater than the MCL, then the system
is out of compliance with the MCL.

(ii) For systems monitoring more
than once per year, if any sample re-
sult will cause the running average to
exceed the MCL at any sample point,
the system is out of compliance with
the MCL immediately.

(iii) Systems must include all sam-
ples taken and analyzed under the pro-
visions of this section in determining
compliance, even if that number is
greater than the minimum required.

(iv) If a system does not collect all
required samples when compliance is
based on a running annual average of
quarterly samples, compliance will be
based on the running average of the
samples collected.

(v) If a sample result is less than the
detection limit, zero will be used to
calculate the annual average, unless a
gross alpha particle activity is being
used in lieu of radium-226 and/or ura-
nium. If the gross alpha particle activ-
ity result is less than detection, %2 the
detection limit will be used to cal-
culate the annual average.

(4) States have the discretion to de-
lete results of obvious sampling or ana-
lytic errors.

(5) If the MCL for radioactivity set
forth in §141.66 (b) through (e) is ex-
ceeded, the operator of a community
water system must give notice to the
State pursuant to §141.31 and to the

40 CFR Ch. | (7-1-11 Edition)
public as required by subpart Q of this
part.

[66 FR 76745, Dec. 7, 2000, as amended at 69
FR 38855, June 29, 2004]

§141.27 Alternate
niques.

analytical tech-

(a) With the written permission of
the State, concurred in by the Admin-
istrator of the U.S. EPA, an alternate
analytical technique may be employed.
An alternate technique shall be accept-
ed only if it is substantially equivalent
to the prescribed test in both precision
and accuracy as it relates to the deter-
mination of compliance with any MCL.
The use of the alternate analytical
technique shall not decrease the fre-
quency of monitoring required by this
part.

[45 FR 57345, Aug. 27, 1980]

§141.28 Certified laboratories.

(a) For the purpose of determining
compliance with §141.21 through 141.27,
141.30, 141.40, 141.74, 141.89 and 141.402,
samples may be considered only if they
have been analyzed by a laboratory
certified by the State except that
measurements of alkalinity, calcium,
conductivity, disinfectant residual,
orthophosphate, pH, silica, tempera-
ture and turbidity may be performed
by any person acceptable to the State.

(b) Nothing in this part shall be con-
strued to preclude the State or any
duly designated representative of the
State from taking samples or from
using the results from such samples to
determine compliance by a supplier of
water with the applicable requirements
of this part.

[45 FR 57345, Aug. 27, 1980; 47 FR 10999, Mar.
12, 1982, as amended at 59 FR 34323, July 1,
1994; 64 FR 67465, Dec. 1, 1999; 71 FR 65651,
Nov. 8, 2006]

§141.29 Monitoring of
public water systems.

consecutive

When a public water system supplies
water to one or more other public
water systems, the State may modify
the monitoring requirements imposed
by this part to the extent that the
interconnection of the systems justi-
fies treating them as a single system
for monitoring purposes. Any modified
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monitoring shall be conducted pursu- of the U.S. Environmental Protection
ant to a schedule specified by the State Agency.
and concurred in by the Administrator

APPENDIX A TO SUBPART C OF PART 141 —ALTERNATIVE TESTING METHODS
APPROVED FOR ANALYSES UNDER THE SAFE DRINKING WATER ACT

Only the editions stated in the following table are approved.

ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.21(f)(3)

Organism Methodology SM 21st edition Other

Total Coliforms .........ccccceurennne Total Coliform Fermenta- 9221 A, B
tion Technique.
Total Coliform Membrane 9222 A, B, C
Filter Technique.
Presence-Absence (P-A) 9221 D
Coliform Test.
ONPG-MUG Test .
Colitag™

9223

Modified Colitag ™ 13

ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.21(f)(6)

Organism Methodology gmti%?]tg ‘Z’mﬁ%:ﬁt Slli\g eoan- Other
ONPG-MUG Test .| 9223 B 9223 B 9223 B-97
Modified
Colitag ™ 13

ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.23(k)(1)

Contaminant Methodology EPA method gg/iltiﬂs‘t SM online3 ASTM4 Other
Alkalinity ........ TitrmMetric ......oooeeece | 2320 B D 1067-06 B
Antimony ........ Hydride—Atomic Absorption ..... | ... D 3697-07

Atomic Absorption; Furnace ...... | ....cccccveininens 3113 B 3113 B-04
Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
Arsenic ... Atomic Absorption; Furnace ...... 3113 B 3113 B-04 D 2972-08 C
Hydride Atomic Absorption ....... 3114 B 3114 B-09 D 2972-08 B
Axially viewed inductively cou- .
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
Barium ... Inductively Coupled Plasma ...... 3120 B
Atomic Absorption; Direct . . 3111 D
Atomic Absorption; Furnace ...... . .| 3113B 3113 B-04
Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
Beryllium ........ Inductively Coupled Plasma ...... 3120 B
Atomic Absorption; Furnace ...... 3113 B 3113 B-04 D 3645-08 B

Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).

Cadmium ....... Atomic Absorption; Furnace ...... | ..o 3113 B 3113 B-04

Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).

EDTA titrimetric ...

Atomic Absorption; Direct Aspi-
ration.

Inductively Coupled Plasma ...... | cccoveeenennnne 3120 B

Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).

lon Chromatography .................

Chromium ...... Inductively Coupled Plasma ......

Atomic Absorption; Furnace ......

3500-Ca B D 511-09 A
3111 B D 511-09 B

Calcium ...

D 6919-09

3120 B
3113 B 3113 B-04
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ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.23(k)(1)—Continued

Contaminant Methodology EPA method gg’il“%:ﬁ SM online3 ASTM4 Other
Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
Copper ........... Atomic Absorption; Furnace ...... 3113 B 3113 B-04 D 1688-07 C
Atomic Absorption; Direct Aspi- 3111 B D 1688-07 A
ration.
Inductively Coupled Plasma ...... | ..cccovciiienne 3120 B
Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
Conductivity ... | Conductance .............ccoccceeueunene 2510B
Cyanide ......... Manual Distillation followed by .. D2036-06 A
Spectrophotometric, 4500-CN— D2036-06 B
Amenable. G
Spectrophotometric Manual ... 4500-CN- E D2036-06 A
Selective Electrode ................... 4500-CN~ F
Gas Chromatography/Mass ME355.017
Spectrometry Headspace.
Fluoride .......... lon Chromatography ................. 4110 B
Manual Distillation; Colorimetric 4500-F
SPADNS. B, D
Manual Electrode ............c.c...... 4500-F-C D 1179-04 B
Automated Alizarin 4500-F-E
Arsenite-Free Colorimetric | ..o Hach
SPADNS. SPADNS 2
Method
10225.22
Lead ....cccoveeenes Atomic Absorption; Furnace ...... | ..o 3113 B 3113 B-04 D 3559-08 D
Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
Magnesium .... | Atomic Absorption; Direct ........ | .ccccooervrinienns 3111 B D 511-09 B
Inductively Coupled Plasma ...... 3120 B
Complexation Titrimetric Meth- 3500-Mg B D 511-09 A
ods.
Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
lon Chromatography B I, D 6919-09
Mercury Manual, Cold Vapor . 3112 B
Nickel Inductively Coupled Plasma 3120 B
Atomic Absorption; Direct .. 3111 B
Atomic Absorption; Furnace ...... | . 3113 B 3113 B-04
Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
Nitrate ........... lon Chromatography .........ccccee | covvvevvecinennne 4110 B
Automated Cadmium Reduction 4500-NOs-F
Manual Cadmium Reduction ..... 4500-NOs-E
lon Selective Electrode .. 4500-NOs-D
Reduction/Colorimetric Systea Easy
(1-Rea-
gent).8
Colorimetric; Direct .......ccovens | e Hach
TNTplus™
835/836
Method
10206.23
Nitrite ............. lon Chromatography ................. 4110 B
Automated Cadmium Reduction 4500-NO;—
F
Manual Cadmium Reduction ..... 4500-NO;—
E
Spectrophotometric ............c.... 4500-NO>~
B
Reduction/Colorimetric ... Systea Easy
(1-Reagent) 8
Orthophospha- | lon Chromatography ................. 4110 B
te.
Colorimetric, ascorbic acid, sin- 4500-P E 4500-P E-
gle reagent. 929
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ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.23(k)(1)—Continued

Contaminant Methodology EPA method gmﬁ%:ﬁt SM online 3 ASTM4 Other
Colorimetric, Automated, Ascor- 4500-P F 4500-P F-99
bic Acid.
Electrometric 4500-H+ B
Selenium Hydride—Atomic Absorption . 3114 B 3114 B-09 D 3859-08 A
Atomic Absorption; Furnace ...... 3113 B 3113 B-04 D 3859-08 B
Axially viewed inductively cou- .5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
Silica ...ccccoveee Colorimetric ........ D859-05
Molybdosilicate .... 4500-Si0, C
Heteropoly blue ..... 4500-Si0, D
Automated for Molybdate-reac- | ........c.ccccoeuee. 4500-Si0, E
tive Silica.
Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
Inductively Coupled Plasma ...... 3120 B
Sodium .......... Atomic Absorption; Direct Aspi- 3111 B
ration.
Axially viewed inductively cou- | 200.5, Revi-
pled plasma-atomic emission sion 4.2.2
spectrometry (AVICP-AES).
lon Chromatography ........ccccce | coeveeeneeneniennnns D 6919-09
Temperature .. | Thermometric .........cccceceverennene 2550

ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.24(e)(1)

Contaminant Methodology EPA method gglilti%:ﬁt SM online3
Benzene ......ccccc...... Purge & Trap/Gas Chromatography/ | 524.3°
Mass Spectrometry.
Carbon tetrachloride | Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
Chlorobenzene ........ Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
1,2-Dichlorobenzene | Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
1,4-Dichlorobenzene | Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
1,2-Dichloroethane .. | Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
cis-Dichloroethylene | Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
Trans- Purge & Trap/Gas Chromatography/ | 524.3
Dichloroethylene. Mass Spectrometry.
Dichloromethane ..... Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
1,2-Dichloropropane | Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
Ethylbenzene .......... Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
Styrene .....ccoveveeeee Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
Tetrachloroethylene | Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
1,1,1-Trichloro- Purge & Trap/Gas Chromatography/ | 524.3
ethane. Mass Spectrometry.
Trichloroethylene ..... Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
Toluene ......ccccveenne Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
1,2,4- Purge & Trap/Gas Chromatography/ | 524.3
Trichlorobenzene. Mass Spectrometry.
1,1-Dichloroethylene | Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
1,1,2-Trichlorethane | Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
Vinyl chloride Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.

421



Pt. 141, Subpt. C, App. A

ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.24(e)(1)—Continued
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Contaminant Methodology EPA method gmﬂilﬁt SM online 3
Xylenes (total) ......... Purge & Trap/Gas Chromatography/ | 524.3
Mass Spectrometry.
24D e Gas Chromatography/Electron Capture 6640 B 6640 B-01
Detection (GC/ECD).
2,4,5-TP (Silvex) ..... Gas Chromatography/Electron Capture 6640 B 6640 B-01
Detection (GC/ECD).
Carbofuran .............. High-performance liquid chroma- 6610 B 6610 B—-04
tography (HPLC) with post-column
derivatization and fluorescence detec-
tion.
Dalapon ........ccccueueee lon Chromatography Electrospray lon- | 557 14
ization Tandem Mass Spectrometry
(IC-ESI-MS/MS).
Gas Chromatography/Electron Capture 6640 B 6640 B-01
Detection (GC/ECD).
Dibromochloro- Purge & Trap/Gas Chromatography/ | 524.3
propane (DBCP). Mass Spectrometry.
DinoSeDb ......cccveennes Gas Chromatography/Electron Capture 6640 B 6640 B—01
Detection (GC/ECD).
Ethyl dibromide Purge & Trap/Gas Chromatography/ | 524.3
(EDB). Mass Spectrometry.
Glyphosate .............. High-Performance  Liquid = Chroma- 6651 B 6651 B-00
tography (HPLC) with Post-Column
Derivatization and Fluorescence De-
tection.
Oxamy!l .....ccoeverenenne High-performance liquid chroma- 6610 B 6610 B-04
tography (HPLC) with post-column
derivatization and fluorescence detec-
tion.
Pentachlorophenol .. | Gas Chromatography/Electron Capture 6640 B 6640 B-01
Detection (GC/ECD).
Picloram ........cccce.c. Gas Chromatography/Electron Capture 6640 B 6640 B-01
Detection (GC/ECD).
Total Purge & Trap/Gas Chromatography/ | 524.3
Trihalomethanes. Mass Spectrometry.

ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.25(a)

SM 21st

Contaminant Methodology edition ! ASTM 4
Naturally Occurring:
Gross alpha and beta .. Evaporation 7110 B
Gross alpha Coprecipitation . 7110 C
Radium 226 Radon emanation 7500-Ra C D3454-05
Radiochemical . 7500-Ra B D2460-07
Radium 228 Radiochemical . 7500-Ra D
Uranium Radiochemical . 7500-U B
ICP-MS .. D5673-05
Alpha spectrometry 7500-U C D3972-09
Laser Phosphorimetry D5174-07
Man-Made:
Radioactive Cesium .. Radiochemical .... 7500-Cs B
Gamma Ray Spectrometry . 7120 D3649-06
Radioactive lodine .................... Radiochemical .............. 7500-1 B D3649-06
75001 C
7500-1 D
Gamma Ray Spectrometry . 7120 D4785-08
Radioactive Strontium 89, 90 ... | Radiochemical .... 7500-Sr B
Tritium Liquid Scintillation 7500-3H B D4107-08
Gamma Emitters ... Gamma Ray Spectrometry . 7120 D3649-06
7500-Cs B D4785-08
..... 7500-1 B

ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.74(a)(1)

Organism Methodology gg/iltii:ﬁt Other
Total Coliform ...... ‘ Total Coliform Fermentation Technique ...........ccccccceveuene ‘ 9221 A, B, C
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ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.74(a)(1)—Continued

. SM 21st
Organism Methodology edition ! Other

Total Coliform Membrane Filter Technique .................... 9222 A, B, C
ONPG-MUG Test 9223

Fecal Coliforms .... | Fecal Coliform Procedure ......... 9221 E
Fecal Coliform Filter Procedure 9222 D

Heterotrophic bac- | Pour Plate Method 9215 B

teria.

Turbidity ......ccce.. Nephelometric Method 2130 B
Laser Nephelometry (on-line) Mitchell M5271 10
LED Nephelometry (on-line) .. Mitchell M5331 11
LED Nephelometry (on-line) .. AMI Turbiwell 15
LED Nephelometry (portable) ... Orion AQ4500 2

ALTERNATIVE TESTING METHODS FOR DISINFECTANT RESIDUALS LISTED AT 40 CFR 141.74(a)(2)

Residual Methodology SM 21st Edition ! ASTM4 Other
Free Chlorine .........cccoevvunnee Amperometric Titration ... 4500-CI D ........... D 1253-08.
DPD Ferrous Titrimetric . 4500-ClI F.
DPD Colorimetric ......... 4500-Cl G.
Syringaldazine (FACTS) . 4500-Cl H.
On-line Chlorine Analyzer .. EPA 334.0.7¢
Amperometric Sensor .. ChloroSense.”
Total Chloring ........cccccveneenes Amperometric Titration ... ... | 4500-CI D D 1253-08.
Amperometric Titration (Low level | 4500—Cl E.
measurement).
DPD Ferrous Titrimetric . 4500-Cl F.
DPD Colorimetric ..... 4500-Cl G.
lodometric Electrode 4500-Cl I.
On-line Chlorine Analyzer .. EPA 334.0.16
Amperometric Sensor .. ChloroSense. 17
Chlorine Dioxide .........c.cccce.. Amperometric Titration 45 > C.
Amperometric Titration 4500-CIO, E.
OZONE ..o Indigo Method 4500-0; B.
ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.131 (b)(1)
Contaminant Methodology EPA Method ASTM4 SM ﬁgﬁn Edi-
TTHM .. P&T/GC/MS ...t 9524.3
HAAS ... LLE (diazomethane)/GC/ECD | e | e 6251 B.
lon Chromatography Electrospray lon- 14557
ization Tandem Mass Spectrometry
(IC-ESI-MS/MS).
Bromate .......cccccooiiiiininene Two-Dimensional lon Chromatography 18302.0
(IC).
lon Chromatography Electrospray lon- 14557
ization Tandem Mass Spectrometry
(IC-ESI-MS/MS).
Chemically Suppressed lon Chroma- | ......cccccceeenenene D 6581-08 A.
tography.
Electrolytically Suppressed lon Chroma- | .......ccccceveerennes D 6581-08 B.
tography.
ChlOFte ..ooveeeeeiciieeireeeces Chemically Suppressed lon Chroma- | ......cccccceeenenene D 6581-08 A.
tography.
Electrolytically Suppressed lon Chroma- | .......cccccevenenes D 6581-08 B.
tography.
Chlorite—daily monitoring as Amperometric TIration .........ccccccveeniiins | vevverieeneieneienes | ceeeeeeseneneeseees 4500-CIO; E.
prescribed in 40 CFR
141.132(b)(2)(i)(A)..

ALTERNATIVE TESTING METHODS FOR DISINFECTANT RESIDUALS LISTED AT 40 CFR 141.131(c)(1)

Residual Methodology SM 21st Edition ! ASTM4 Other
Free Chlorine .........ccccevvennee Amperometric Titration ... 4500-CI D ........... D 1253-08
DPD Ferrous Titrimetric . 4500-ClI F.
DPD Colorimetric ......... 4500-Cl G.
Syringaldazine (FACTS) . 4500-Cl H.

423



Pt. 141, Subpt. C, App. A

40 CFR Ch. | (7-1-11 Edition)

ALTERNATIVE TESTING METHODS FOR DISINFECTANT RESIDUALS LISTED AT 40 CFR 141.131(c)(1)—
Continued

Residual

Methodology

SM 21st Edition !

Other

Combined Chlorine

Total Chlorine

Chlorine Dioxide

Amperometric Sensor
On-line Chlorine Analyzer ..
Amperometric Titration ...
DPD Ferrous Titrimetric .
DPD Colorimetric
Amperometric Titration
Low level Amperometric Titration
DPD Ferrous Titrimetric .
DPD Colorimetric
lodometric Electrode

Amperometric Sensor
On-line Chlorine Analyzer ..
Amperometric Method Il

4500-CI D
4500-Cl F.
4500-Cl G.
4500-CI D
4500-CI E.
4500-CI F.
4500-Cl G.
4500-Cl I.

4500-CIO; E.

D 1253-08.

D 1253-08.

ChloroSense.7
EPA 334.0.16

ChloroSense.”
EPA 334.0.76

ALTERNATIVE TESTING METHODS FOR DISINFECTANT RESIDUALS LISTED AT 40 CFR 141.131(c)(2), IF

APPROVED BY

THE STATE

Residual

Methodology

Method

Free Chlorine Test

Strips

Method D99-003 5

ALTERNATIVE TESTING METHODS FOR PARAMETERS LISTED AT 40 CFR 141.131(d)

Parameter Methodology g%i%:ﬁt EPA
Total Organic Carbon (TOC) ........ High Temperature Combustion .... | 5310 B 415.3, Rev 1.219
Persulfate-Ultraviolet or Heated | 5310 C 415.3, Rev 1.2
Persulfate Oxidation.
Wet Oxidation ........cccecvevevreerieenns 5310 D 415.3, Rev 1.2
Specific Ultraviolet Absorbance | Calculation using DOC and UVas4 415.3, Rev 1.2
(SUVA). data.
Dissolved Organic Car- | High Temperature Combustion .... | 5310 B 415.3, Rev 1.2
bon (DOC).
Persulfate-Ultraviolet or Heated | 5310 C 415.3, Rev 1.2
Persulfate Oxidation.
Wet Oxidation 5310 D 415.3, Rev 1.2
Ultraviolet absorption at | Spectrophotometry .. 5910 B 415.3, Rev 1.2
254 nm (UVas4).

ALTERNATIVE TESTING METHODS WITH MRL > 0.0010 MG/L FOR MONITORING LISTED AT 40 CFR

141.132(b)(3)(ii)(B)
Contaminant Methodology EPA method
Bromate ...........cccce.. Two-Dimensional lon Chromatography (IC) .| 302.018
lon Chromatography Electrospray lonization Tandem Mass Spectrometry (IC— | 557 14
ESI-MS/MS).

ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.402(c)(2)

Organism Methodology SM 20th edition® SM 21st edition SM online3 Other
E.coli ..ccoviiinnins Colilert .... 9223 B-97.
Colisure . 9223 B-97.
Colilert-18 . 9223 B-97.
Readycult® Readycult®.20
Colitag ... Modified
Colitag™.13
ChromOCUE® ..o | o | e | oo Chromocult®.21
Enterococgi ............ Multiple-Tube 9230 B-04.
Technique.
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ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 141.704(b)

Organism

Methodology

SM 20th edition®

Membrane Filtration, Two Step

9222 D/9222 G

ALTERNATIVE TESTING METHODS FOR CONTAMINANTS LISTED AT 40 CFR 143.4(b)

Contami- Methodology e ASTM# oM 21st SM online3
Aluminum | Axially viewed inductively 200.5,
coupled plasma-atomic Revi-
emission spectrometry sion
(AVICP-AES). 4.2.2
Atomic Absorption; Direct .... 3111D
Atomic Absorption; Furnace 3113 B 3113 B-04
Inductively Coupled Plasma | .............. 3120 B
Chloride .. | Silver Nitrate Titration .. D 512-04 B 4500-Cl- B
lon Chromatography . 4110B
Potentiometric Titration . 4500-ClI- D
Color ...... Visual Comparison ............... 2120 B
Foaming | Methylene Blue Active Sub- 5540 C
Agents. stances (MBAS).
Iron ......... | Axially viewed inductively 200.5,
coupled plasma-atomic Revi-
emission spectrometry sion
(AVICP-AES). 4.2.2
Atomic Absorption; Direct .... 3111 B
Atomic Absorption; Furnace 3113 B 3113 B-04
Inductively Coupled Plasma 3120 B
Man- Axially viewed inductively
ganese. coupled plasma-atomic Revi-
emission spectrometry sion
(AVICP-AES). 4.2.2
Atomic Absorption; Direct ... 3111 B
Atomic Absorption; Furnace 3113 B 3113 B-04
Inductively Coupled Plasma 3120 B
Odor ....... Threshold Odor Test ............ 2150 B
Silver ...... Axially viewed inductively 200.5,
coupled plasma-atomic Revi-
emission spectrometry sion
(AVICP-AES). 4.2.2
Atomic Absorption; Direct .... 3111 B
Atomic Absorption; Furnace 3113 B 3113 B-04
Inductively Coupled Plasma 3120 B
Sulfate ... | lon Chromatography ............ 4110B
Gravimetric with ignition of | ............... 4500-S0,4~2 4500-S04~2 C-97
residue.
Gravimetric with drying of | ... 4500-S04—2D 4500-S04~2 D-97
residue.
Turbidimetric method ........... D 516-07 4500-S0, 2 E 4500-S0, 2 E-97
Automated methylthymol 4500-S0,~2 4500-S04~2 F-97
blue method.
Total Dis- | Total Dissolved Solids Dried 2540 C
solved at 180 deg C.
Solids.
Zinc ........ Axially viewed inductively 200.5,
coupled plasma-atomic Revi-
emission spectrometry sion
(AVICP-AES). 4.2
Atomic Absorption; Direct 3111 B
Aspiration.
Inductively Coupled Plasma 3120 B
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[74 FR 38353, Aug. 3, 2009, as amended at 74
FR 57914, Nov. 10, 2009; 74 FR 63069, Dec. 2,
2009; 75 FR 32299, June 8, 2010; 76 FR 37018,
June 24, 2011]

1Standard Methods for the Examination of
Water and Wastewater, 21st edition (2005).
Available from American Public Health As-
sociation, 800 I Street, NW., Washington, DC
20001-3710.

2EPA Method 200.5, Revision 4.2. ‘“‘Deter-
mination of Trace Elements in Drinking
Water by Axially Viewed Inductively Cou-
pled Plasma-Atomic Emission Spectrom-
etry.” 2003. EPA/600/R-06/115. (Available at
hitp:/www.epa.gov/nerlcwww/ordmeth.hitm.)

3Standard Methods Online are available at
hitp://www.standardmethods.org. The year in
which each method was approved by the
Standard Methods Committee is designated
by the last two digits in the method number.
The methods listed are the only online
versions that may be used.

4Available from ASTM International, 100
Barr Harbor Drive, West Conshohocken, PA
19428-2959 or http:/astm.org. The methods list-
ed are the only alternative versions that
may be used.

5Method D99-003, Revision 3.0. ‘‘Free Chlo-
rine Species (HOCl1- and OCl-) by Test
Strip,”” November 21, 2003. Available from In-
dustrial Test Systems, Inc., 1875 Langston
St., Rock Hill, SC 29730.

6 Standard Methods for the Examination of
Water and Wastewater, 20th edition (1998).
Available from American Public Health As-
sociation, 800 I Street, NW., Washington, DC
20001-3710.

"Method MES355.01, Revision 1.0. ‘“‘Deter-
mination of Cyanide in Drinking Water by
GC/MS Headspace,”” May 26, 2009. Available
at http://www.nemi.gov or from James Eaton,
H & E Testing Laboratory, 221 State Street,
Augusta, ME 04333. (207) 287-27217.

8 Systea Easy (1-Reagent). ‘‘Systea Easy (1-
Reagent) Nitrate Method,” February 4, 2009.
Available at http:/www.nemi.gov or from
Systea Scientific, LLC., 900 Jorie Blvd.,
Suite 35, Oak Brook, IL 60523.

9EPA Method 524.3, Version 1.0. ‘‘Measure-
ment of Purgeable Organic Compounds in
Water by Capillary Column Gas Chroma-
tography/Mass Spectrometry,” June 2009.
EPA 815-B-09-009. Available at http:/epa.gov/
safewater/methods/
analyticalmethods ogwdw.html.

10Mitchell Method M5271, Revision 1.1.
“Determination of Turbidity by Laser
Nephelometry,” March 5, 2009. Available at
hitp:/www.nemi.gov or from Leck Mitchell,
PhD, PE, 656 Independence Valley Dr., Grand
Junction, CO 81507.

11Mitchell Method M5331, Revision 1.1.
“Determination of Turbidity by LED
Nephelometry,” March 5, 2009. Available at

40 CFR Ch. | (7-1-11 Edition)

hitp://www.nemi.gov or from Leck Mitchell,

PhD, PE, 656 Independence Valley Dr., Grand
Junction, CO 81507.

120rion Method AQ4500, Revision 1.0. “‘De-
termination of Turbidity by LED
Nephelometry,” May 8, 2009. Available at
http://www.nemi.gov or from Thermo Sci-
entific, 166 Cummings Center, Beverly, MA
01915, http:/www.thermo.com.

13Modified Colitag™ Method, ‘‘Modified
Colitag™ Test Method for the Simultaneous
Detection of E. coli and other Total Coli-
forms in Water (ATP D05-0035),” August 28,
2009. Available at http:/www.nemi.gov or from
CPI, International, 580 Skylane Boulevard,
Santa Rosa, CA 95403.

14EPA Method 557. ‘“Determination of
Haloacetic Acids, Bromate, and Dalapon in
Drinking Water by Ion Chromatography
Electrospray Ionization Tandem Mass Spec-
trometry (IC-ESI-MS/MS),” September 2009.
EPA 815-B-09-012. Available at http:/
water.epa.gov/scitech/drinkingwater/labcert/
analyticalmethods _expedited.cfm.

15AMI Turbiwell, ‘“Continuous Measure-
ment of Turbidity Using a SWAN AMI
Turbiwell Turbidimeter,” August 2009. Avail-
able at http:/www.nemi.gov or from Markus
Bernasconi, SWAN Analytische Instrumente
AG, Studbachstrasse 13, CH-8340 Hinwil,
Switzerland.

16EPA Method 334.0. “Determination of Re-
sidual Chlorine in Drinking Water Using an
On-line Chlorine Analyzer,”” August 2009.
EPA 815-B-09-013. Available at http:/epa.gov/
safewater/methods/
analyticalmethods ogwdw.html.

17ChloroSense. ‘‘Measurement of Free and
Total Chlorine in Drinking Water by
Palintest ChloroSense,” September 2009.
Available at http:/www.nemi.gov or from
Palintest Ltd, 21 Kenton Lands Road, PO
Box 18395, Erlanger, KY 41018.

18BEPA Method 302.0. ‘“‘Determination of
Bromate in Drinking Waters using Two-Di-
mensional Ion Chromatography with Sup-
pressed Conductivity Detection,” September
2009. EPA 815-B-09-014. Available at http:/
epa.gov/safewater/methods/
analyticalmethods ogwdw.html.

19EPA 415.3, Revision 1.2. “‘Determination
of Total Organic Carbon and Specific UV Ab-
sorbance at 254 nm in Source Water and
Drinking Water,” August 2009. EPA/600/R-09/
122. Available at hitp://www.epa.gov/
nerlcwww/ordmeth.htm.

20 Readycult® Method, ‘‘Readycult® Coli-
forms 100 Presence/Absence Test for Detec-
tion and Identification of Coliform Bacteria
and Escherichia coli in Finished Waters,”
January, 2007. Version 1.1. Available from
EMD Chemicals (affiliate of Merck KGaA,
Darmstadt, Germany), 480 S. Democrat
Road, Gibbstown, NJ 08027-1297.

21 Chromocult® Method, ‘‘Chromocult®
Coliform Agar Presence/Absence Membrane
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§141.31 Reporting requirements.

(a) Except where a shorter period is
specified in this part, the supplier of
water shall report to the State the re-
sults of any test measurement or anal-
ysis required by this part within (1)
The first ten days following the month
in which the result is received, or (2)
the first ten days following the end of
the required monitoring period as stip-
ulated by the State, whichever of these
is shortest.

(b) Except where a different reporting
period is specified in this part, the sup-
plier of water must report to the State
within 48 hours the failure to comply
with any national primary drinking
water regulation (including failure to
comply with monitoring requirements)
set forth in this part.

(c) The supplier of water is not re-
quired to report analytical results to
the State in cases where a State lab-
oratory performs the analysis and re-
ports the results to the State office
which would normally receive such no-
tification from the supplier.

(d) The public water system, within
10 days of completing the public notifi-
cation requirements under Subpart Q
of this part for the initial public notice
and any repeat notices, must submit to
the primacy agency a certification that
it has fully complied with the public
notification regulations. The public
water system must include with this
certification a representative copy of

Filter Test Method for Detection and Identi-
fication of Coliform Bacteria and Escherichia
coli in Finished Waters,” November, 2000.
Version 1.0. EMD Chemicals (affiliate of
Merck KGaA, Darmstadt, Germany), 480 S.
Democrat Road, Gibbstown, NJ 08027-1297.

22Hach Company Method, ‘‘Hach Company
SPADNS 2 (Arsenic-free) Fluoride Method
102256—Spectrophotometric Measurement of
Fluoride in Water and Wastewater,”” January
2011. 5600 Lindbergh Drive, P.O. Box 389,
Loveland, Colorado 80539. (Available at http:/
www.hach.com.)

28Hach Company Method, ‘‘Hach Company
TNTplus™ 835/836 Nitrate Method 10206—
Spectrophotometric Measurement of Nitrate
in Water and Wastewater,” January 2011.
5600 Lindbergh Drive, P.O. Box 389, Lioveland,
Colorado 80539. (Available at hittp:/
www.hach.com.)

§141.33

each type of notice distributed, pub-
lished, posted, and made available to
the persons served by the system and
to the media.

(e) The water supply system shall
submit to the State within the time
stated in the request copies of any
records required to be maintained
under §141.33 hereof or copies of any
documents then in existence which the
State or the Administrator is entitled
to inspect pursuant to the authority of
section 1445 of the Safe Drinking Water
Act or the equivalent provisions of
State law.

[40 FR 59570, Dec. 24, 1975, as amended at 45
FR 57345, Aug. 27, 1980; 66 FR 26022, May 4,
2000]

§141.32 [Reserved]

§141.33 Record maintenance.

Any owner or operator of a public
water system subject to the provisions
of this part shall retain on its premises
or at a convenient location near its
premises the following records:

(a) Records of microbiological anal-
yses and turbidity analyses made pur-
suant to this part shall be kept for not
less than 5 years. Records of chemical
analyses made pursuant to this part
shall be kept for not less than 10 years.
Actual laboratory reports may be kept,
or data may be transferred to tabular
summaries, provided that the following
information is included:

(1) The date, place, and time of sam-
pling, and the name of the person who
collected the sample;

(2) Identification of the sample as to
whether it was a routine distribution
system sample, check sample, raw or
process water sample or other special
purpose sample;

(3) Date of analysis;

(4) Laboratory and person responsible
for performing analysis;

(5) The analytical technique/method
used; and

(6) The results of the analysis.

(b) Records of action taken by the
system to correct violations of primary
drinking water regulations shall be
kept for a period not less than 3 years
after the last action taken with respect
to the particular violation involved.

(c) Copies of any written reports,
summaries or communications relating
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§141.34

to sanitary surveys of the system con-
ducted by the system itself, by a pri-
vate consultant, or by any local, State
or Federal agency, shall be kept for a
period not less than 10 years after com-
pletion of the sanitary survey involved.

(d) Records concerning a variance or
exemption granted to the system shall
be kept for a period ending not less
than 5 years following the expiration of
such variance or exemption.

(e) Copies of public notices issued
pursuant to Subpart Q of this part and
certifications made to the primacy
agency pursuant to §141.31 must be
kept for three years after issuance.

(f) Copies of monitoring plans devel-
oped pursuant to this part shall be
kept for the same period of time as the
records of analyses taken under the
plan are required to be kept under
paragraph (a) of this section, except as
specified elsewhere in this part.

[40 FR 59570, Dec. 24, 1975, as amended at 65
FR 26022, May 4, 2000; 71 FR 478, Jan. 4, 2006]

§141.34 [Reserved]

§141.35 Reporting for unregulated
contaminant monitoring results.

(a) General applicability. This section
applies to any owner or operator of a
public water system (PWS) required to
monitor for unregulated contaminants
under §141.40(a); such owner or oper-
ator is referred to as ‘‘you.” This sec-
tion specifies the information that
must be reported to EPA prior to the
commencement of monitoring and de-
scribes the process for reporting moni-
toring results to EPA. For the purposes
of this section, PWS ‘‘population
served” includes the sum of the retail
population served directly by the PWS
plus the population served by any con-
secutive system(s) receiving all or part
of its finished water from that PWS.
For purposes of this section, the term
“finished’”’ means water that is intro-
duced into the distribution system of a
PWS and is intended for distribution
and consumption without further
treatment, except the treatment nec-
essary to maintain water quality in the
distribution system (e.g., booster dis-
infection, addition of corrosion control
chemicals). For purposes of this sec-
tion, the term ‘‘State” refers to the
State or Tribal government entity that

40 CFR Ch. | (7-1-11 Edition)

has jurisdiction over your PWS even if
that government does not have pri-
mary enforcement responsibility for
PWSs under the Safe Drinking Water
Act. For purposes of this section, the
term ‘“PWS Official’”’ refers to the per-
son at your PWS who is able to func-
tion as the official spokesperson for the
system’s Unregulated Contaminant
Monitoring Regulation (UCMR) activi-
ties; and the term ‘“‘PWS Technical
Contact” refers to the person at your
PWS who is responsible for the tech-
nical aspects of your UCMR activities,
such as details concerning sampling
and reporting.

(b) Reporting by all systems. You must
meet the reporting requirements of
this paragraph if you meet the applica-
bility criteria in §141.40(a)(2).

(1) Where to submit UCMR reporting re-
quirement information. Some of your re-
porting requirements are to be fulfilled
electronically, and others by mail. In-
formation that must be submitted
using EPA’s electronic data reporting
system must be submitted through:
http://www.epa.gov/safewater/ucmr/ucmr2/
reporting.himl. Documentation that is
required to be mailed can be submitted
either: To UCMR Sampling Coordi-
nator, USEPA, Technical Support Cen-
ter, 26 West Martin Luther King Drive
(MS 140), Cincinnati, OH 45268; or by e-
mail at
UCMR Sampling Coordinator@epa.gov;
or by fax at (513) 569-7191. In addition,
you must notify the public of the avail-
ability of unregulated contaminant
monitoring data as provided in Subpart
Q (Public Notification) of this part (40
CFR 141.207). Community Water Sys-
tems that detect unregulated contami-
nants under this monitoring must also
address such detections as part of their
Consumer Confidence Reports, as pro-
vided in Subpart O of this part (40 CFR
141.151).

(2) Contacting EPA if your system does
not meet applicabdility criteria or has a
status change. If you have received a
letter from EPA concerning your re-
quired monitoring and your system
does not meet the applicability criteria
for UCMR established in §141.40(a)(2),
or if a change occurs at your system
that may affect your requirements
under UCMR as defined in §141.40(a)(3)
through (5), you must fax, mail, or e-
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mail a letter to EPA, as specified in
paragraph (b)(1) of this section. The
letter must be from your PWS Official
and must include an explanation as to
why the UCMR requirements are not
applicable to your PWS, or have
changed for your PWS, along with the
appropriate contact information. EPA
will make an applicability determina-
tion based on your letter and in con-
sultation with the State when nec-
essary. You are subject to UCMR re-
quirements unless and until you re-
ceive a letter from EPA agreeing that
you do not meet the applicability cri-
teria.

(c) Reporting by large systems. If you
serve a population of more than 10,000
people, and meet the applicability cri-
teria in §141.40(a)(2)(i), you must meet
the reporting requirements in para-
graphs (c)(1) through (8) of this section.

(1) Contact information. You must pro-
vide contact information by April 4,
2007, and provide updates within 30
days if this information changes. The
contact information must be submitted
using EPA’s electronic data reporting
system, as specified in paragraph (b)(1)
of this section, and include the name,
affiliation, mailing address, phone
number, fax number, and e-mail ad-
dress for your PWS Technical Contact
and your PWS Official.

(2) Sampling location and inventory in-
formation. You must provide your sam-
pling location and inventory informa-
tion by August 2, 2007 using EPA’s elec-
tronic data reporting system. You
must submit the following information
for each sampling location, or for each
approved representative sampling loca-
tion (as specified in paragraph (c)(3) of
this section regarding representative
sampling locations): PWS identifica-
tion (PWSID) code; PWS facility iden-
tification code; water source type, sam-
pling point identification code; and
sampling point type code; ( as defined
in Table 1, paragraph (e) of this sec-
tion). If this information changes, you
must report updates to EPA’s elec-
tronic data reporting system within 30
days of the change.

(3) Proposed ground water representa-
tive sampling locations. Some systems
that use ground water as a source and
have multiple entry points to the dis-
tribution system (EPTDSs) may pro-
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pose monitoring at representative
entry point(s), rather than monitor at
every EPTDS, as follows:

(1) Qualifications. Large PWSs that
have EPA- or State-approved alternate
EPTDS sampling locations from a pre-
vious UCMR cycle, or as provided for
under §§141.23(a)(1), 141.24(f)(1), or
141.24(h)(1), may submit a copy of docu-
mentation from their State or EPA
that approves their alternative sam-
pling plan for EPTDSs. PWSs that do
not have an approved alternative
EPTDS sampling plan may submit a
proposal to sample at representative
EPTDS(s) rather than at each indi-
vidual EPTDS if: They use ground
water as a source; all of their well
sources have either the same treat-
ment or no treatment; and they have
multiple EPTDSs from the same
source, such as an aquifer. You must
submit a copy of the existing alternate
EPTDS sampling plan or your rep-
resentative well proposal, as appro-
priate, by May 4, 2007, as specified in
paragraph (b)(1) of this section.

(i1) Demonstration. If you are submit-
ting a proposal to sample at represent-
ative EPTDS(s) rather than at each in-
dividual EPTDS, you must dem-
onstrate that any EPTDS that you se-
lect as representative of the ground
water you supply from multiple wells
is associated with a well that draws
from the same aquifer as the wells it
will represent. You must submit the
following information for each pro-
posed representative sampling loca-
tion: PWSID Code, PWS Facility Iden-
tification Code, and Sampling Point
Identification Code (as defined in Table
1, paragraph (e) of this section). You
must also include documentation to
support your proposal that the speci-
fied wells are representative of other
wells. This documentation can include
system-maintained well logs or con-
struction drawings indicating that the
representative well(s) is/are at a rep-
resentative depth, and details of well
casings and grouting; data dem-
onstrating relative homogeneity of
water quality constituents (e.g., pH,
dissolved oxygen, conductivity, iron,
manganese) in samples drawn from
each well; and data showing that your
wells are located in a limited geo-
graphic area (e.g., all wells within a 0.5
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mile radius) and/or, if available, the
hydrogeologic data indicating the time
of travel separating the representative
well from each of the individual wells
it represents (e.g., all wells within a
five-year time of travel delineation).
Your proposal must be sent in writing
to EPA, as specified in paragraph (b)(1)
of this section. You must also provide
a copy of this information to the State,
unless otherwise directed by the State.
Information about the actual or poten-
tial occurrence or non-occurrence of
contaminants in an individual well, or
a well’s vulnerability to contamina-
tion, must not be used as a basis for se-
lecting a representative well.

(iii) Approval. EPA or the State (as
specified in the Partnership Agreement
reached between the State and EPA)
will review your proposal, coordinate
any necessary changes with you, and
approve the final list of EPTDSs where
you will be required to monitor. Your
plan will not be final until you receive
written approval from EPA or the
State.

(4) Contacting EPA if your PWS has not
been notified of requirements. If you be-
lieve you are subject to UCMR require-
ments, as defined in §141.40(a)(1) and
(2)(i), and you have not been notified
by either EPA or your State by June 4,
2007, you must send a letter to EPA, as
specified in paragraph (b)(1) of this sec-
tion. The letter must be from your
PWS Official and must include an ex-
planation as to why the UCMR require-
ments are applicable to your system
along with the appropriate contact in-
formation. A copy of the letter must
also be submitted to the State, as di-
rected by the State. EPA will make an
applicability determination based on
your letter, and in consultation with
the State when necessary, and will no-
tify you regarding your applicability
status and required sampling schedule.
However, if your PWS meets the appli-
cability criteria specified in
§141.40(a)(2)(i), you are subject to the
UCMR monitoring and reporting re-
quirements, regardless of whether you
have been notified by the State or
EPA.

(5) Notifying EPA if your PWS cannot
sample according to schedule.

(1) General rescheduling notification re-
quirements. Large systems may change
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their Assessment Monitoring (List 1) or
Screening Survey (List 2) schedule up
to August 2, 2007 using EPA’s elec-
tronic data reporting system, as speci-
fied in paragraph (b)(1) of this section.
After these dates have passed, if your
PWS cannot sample according to your
assigned sampling schedule (e.g., be-
cause of budget constraints, or if a
sampling location will be closed during
the scheduled month of monitoring),
you must fax, mail, or e-mail a letter
to EPA, as specified in paragraph (b)(1)
of this section, prior to the scheduled
sampling date. You must include an ex-
planation of why the samples cannot be
taken according to the assigned sched-
ule and the alternative schedule you
are requesting. You are subject to your
assigned UCMR sampling schedule or
the schedule that you revised on or be-
fore August 2, 2007, unless and until
you receive a letter from EPA speci-
fying a new schedule.

(ii) Ezxceptions to the rescheduling noti-
fication requirements. For ground water
sampling, if the second round of sam-
pling will be completed five to seven
months after the first sampling event,
as specified in Table 2 of
§141.40(a)(4)(1)(B), no notification to
EPA is required. If any ground water
sampling location will be non-oper-
ational for more than one month before
and one month after the month in
which the second sampling event is
scheduled (i.e., it is not possible for you
to sample within the five to seven
month window), you must notify EPA,
as specified in paragraph (b)(1) of this
section, explaining why the schedule
cannot be met. You must comply with
any modified schedule provided by
EPA.

(6) Reporting monitoring results. For
each sample, you must report the in-
formation specified in Table 1 of para-
graph (e) of this section, using EPA’s
electronic data reporting system, as
follows. If you are conducting Assess-
ment Monitoring, you must include
data elements 1 through 5, and 7
through 15 in paragraph (e) of this sec-
tion; and if you are conducting Screen-
ing Survey monitoring, you must in-
clude elements 1 through 15. You also
must report any changes made to data
elements 1 through 6 to EPA, in writ-
ing, explaining the nature and purpose
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of the proposed change, as specified in
paragraph (b)(1) of this section.

(i) Electronic reporting system. You are
responsible for ensuring that the lab-
oratory conducting the analysis of
your unregulated contaminant moni-
toring samples (your laboratory) posts
the analytical results to EPA’s elec-
tronic reporting system. You are also
responsible for reviewing, approving,
and submitting those results to EPA.

(i1) Reporting schedule. You must en-
sure that your laboratory posts the
data to EPA’s electronic data reporting
system within 120 days from the sam-
ple collection date (sample collection
must occur as specified in §141.40(a)(4)).
You have 60 days from when the lab-
oratory posts the data in EPA’s elec-
tronic data reporting system to review,
approve, and submit the data to the
State and EPA, at the Web address
specified in paragraph (b)(1) of this sec-
tion. If you do not take action on the
data within 60 days of the laboratory’s
posting to the electronic reporting sys-
tem, the data will be considered ap-
proved by you, and available for EPA
and State review.

() Only one set of results accepted. If
you report more than one set of valid
results for the same sampling location
and the same sampling event (for ex-
ample, because you have had more
than one laboratory analyze replicate
samples collected under §141.40(a)(5), or
because you have collected multiple
samples during a single monitoring
event at the same sampling location),
EPA will use the highest of the re-
ported values as the official result.

(8) No reporting of previously collected
data. You cannot report previously col-
lected data to meet the testing and re-
porting requirements for the contami-
nants listed in §141.40(a)(3). All anal-
yses must be performed by laboratories
approved by EPA to perform UCMR
analyses using the analytical methods
specified in Table 1 of §141.40(a)(3) and
using samples collected according to
§141.40(a)(4). Such requirements pre-
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clude the possibility of
“grandfathering’” previously collected
data.

(d) Reporting by small systems. If you
serve a population of 10,000 or fewer
people, and you are notified that you
have been selected for UCMR moni-
toring, your reporting requirements
will be specified within the materials
that EPA sends you, including a re-
quest for contact information, and a
request for information associated with
the sampling kit.

(1) Contact information. EPA will send
you a notice requesting contact infor-
mation for key individuals at your sys-
tem, including name, affiliation, mail-
ing address, phone number, fax num-
ber, and e-mail address. These individ-
uals include your PWS Technical Con-
tact and your PWS Official. You are re-
quired to provide this information
within 90 days of receiving the notice
from EPA as specified in paragraph
(b)(1) of this section. If this informa-
tion changes, you also must provide
updates within 30 days of the change,
as specified in paragraph (b)(1) of this
section.

(2) Reporting sampling information.
You must record data elements listed
in Table 1 of paragraph (e) of this sec-
tion on each sample form and sample
bottle provided to you by the UCMR
Sampling Coordinator, as follows: If
you are conducting Assessment Moni-
toring, you must include elements 1
through 5, and 7; if you are conducting
Screening Survey, you must include
elements 1 through 7. You must send
this information as specified in the in-
structions of your sampling kit, which
will include the due date and return ad-
dress. You must report any changes
made in data elements 1 through 6 by
mailing or e-mailing an explanation of
the nature and purpose of the proposed
change to EPA, as specified in para-
graph (b)(1) of this section.

(e) Data elements. Table 1 defines the
data elements that must be provided
with UCMR sample results.
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TABLE 1—UNREGULATED CONTAMINANT MONITORING REPORTING REQUIREMENTS

Data element

Definition

1. Public Water System Identification (PWSID)
Code.

2. Public Water System Facility Identification Code

3. Water Source Type .......cccccevviiiiiiiiciiicines

4. Sampling Point Identification Code ..........c..cc......

5. Sampling Point Type Code ........cccccoveviviiiininunnns

6. Disinfectant Residual Type

7. Sample Collection Date

8. Sample Identification Code ..........ccccevvviiiiinnnns

9. Contaminant .
10. Analytical Method Code .
11. Sample Analysis Type ...

12. Analytical Results—Sign

13. Analytical Result—Value

14. Laboratory Identification Code .

The code used to identify each PWS. The code begins with the standard 2-
character postal State abbreviation or Region code; the remaining 7 num-
bers are unique to each PWS in the State. The same identification code
must be used to represent the PWS identification for all current and future
UCMR monitoring.
An identification code established by the State or, at the State’s discretion,
by the PWS, following the format of a 5-digit number unique within each
PWS for each applicable facility (i.e., for each source of water, treatment
plant, distribution system, or any other facility associated with water treat-
ment or delivery). The same identification code must be used to represent
the facility for all current and future UCMR monitoring.
The type of source water that supplies a water system facility. Systems
must report one of the following codes for each sampling location:
SW = surface water (to be reported for water facilities that are served
all or in part by a surface water source at any time during the twelve-
month period).
GW = ground water (to be reported for water facilities that are served
entirely by a ground water source).
GU = ground water under the direct influence of surface water (to be
reported for water facilities that are served all or in part by ground
water under the direct influence of surface water at any time during the
twelve-month sampling period), and are not served at all by surface
water during this period.
An identification code established by the State, or at the State’s discretion,
by the PWS, that uniquely identifies each sampling point. Each sampling
code must be unique within each applicable facility, for each applicable
sampling location (i.e., entry point to the distribution system or distribution
system sample at maximum residence time). The same identification code
must be used to represent the sampling location for all current and future
UCMR monitoring.
A code that identifies the location of the sampling point as either:
EP = entry point to the distribution system.
MR = distribution system sample at maximum residence time.
The type of disinfectant in use at the time of UCMR sampling to maintain a
residual in the distribution system for each Screening Survey sampling
point. To be reported by systems required to conduct Screening Survey
monitoring. Systems must report using the following codes for each Screen-
ing Survey sampling location (i.e., EP, MR):
CL = chlorine
CA = chloramine
OT = all other types of disinfectant (e.g., chlorine dioxide)
ND = no disinfectant used.
The date the sample is collected, reported as 4-digit year, 2-digit month,
and 2-digit day.
An alphanumeric value up to 30 characters assigned by the laboratory to
uniquely identify containers, or groups of containers, containing water sam-
ples collected at the same sampling location for the same sampling date.
The unregulated contaminant for which the sample is being analyzed.
The identification code of the analytical method used.
The type of sample collected and/or prepared, as well as the fortification
level. Permitted values include:
FS = field sample; sample collected and submitted for analysis under
this rule.
LFSM = laboratory fortified sample matrix; a UCMR field sample with a
known amount of the contaminant of interest added.
LFSMD = laboratory fortified sample matrix duplicate; duplicate of the
laboratory fortified sample matrix.
CF = concentration fortified; reported with sample analysis types LFSM
and LFSMD, the concentration of a known contaminant added to a
field sample.
A value indicating whether the sample analysis result was:
(<) “less than” means the contaminant was not detected, or was de-
tected at a level below the Minimum Reporting Level.
(=) “equal to” means the contaminant was detected at the level re-
ported in “Analytical Result—Value.”
The actual numeric value of the analytical results for: field samples; labora-
tory fortified matrix samples; laboratory fortified sample matrix duplicates;
and concentration fortified.
The code, assigned by EPA, used to identify each laboratory. The code be-
gins with the standard two-character State postal abbreviation; the remain-
ing five numbers are unique to each laboratory in the State.
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TABLE 1—UNREGULATED CONTAMINANT MONITORING REPORTING REQUIREMENTS—Continued

Data element

Definition

15. Sample Event Code ........cccoerrenicenicenieeneee

A code assigned by the PWS for each sample event. This will associate
samples with the PWS monitoring plan to allow EPA to track compliance
and completeness. Systems must assign the following codes:
SE1 = represents samples collected to meet the UCMR monitoring re-
quirement for the first sampling period (all source types).
SE2 = represents samples collected to meet the UCMR monitoring re-
quirement for the second sampling period (all source types).
SE3 = represents samples collected to meet the UCMR monitoring re-
quirement for the third sampling period (surface water and ground
water under the direct influence of surface water (GWUDI) sources
only).
SE4 = represents samples collected to meet the UCMR monitoring re-
quirement for the fourth sampling period (surface water and GWUDI
sources only).

[72 FR 389, Jan. 4, 2007]

Subpart E—Special Regulations,
Including Monitoring Regula-
tions and Prohibition on Lead
Use

§141.40 Monitoring requirements for
unregulated contaminants.

(a) General applicability. This section
specifies the monitoring and quality
control requirements that must be fol-
lowed if you own or operate a public
water system (PWS) that is subject to
the Unregulated Contaminant Moni-
toring Regulation (UCMR), as specified
in paragraphs (a)(1) and (2) of this sec-
tion. In addition, this section specifies
the UCMR requirements for State and
Tribal participation. For the purposes
of this section, PWS ‘‘population
served,” ‘‘State,” ‘ PWS Official,”
“PWS Technical Contact,” and ‘‘fin-
ished water’” apply as defined in
§141.35(a). The determination of wheth-
er a PWS is required to monitor under
this rule is based on the type of system
(e.g., community water system, non-
transient non-community water sys-
tem, etc.); whether the system pur-
chases all of its water, as finished
water, from another system; and its
population served as of June 30, 2005.

(1) Applicabdility to transient non-com-
munity systems. If you own or operate a
transient non-community water sys-
tem, you do not have to monitor that
system for unregulated contaminants.

(2) Applicability to communily water
systems and mnon-transient mnon-commu-
nity water systems.

(i) Large systems. If you own or oper-
ate a wholesale or retail PWS (other
than a transient non-community sys-
tem) that serves more than 10,000 peo-
ple, and do not purchase your entire
water supply as finished water from an-
other PWS, you must monitor accord-
ing to the specifications in this para-
graph (a)(2)(i). If you believe that your
applicability status is different than
EPA has specified in the notification
letter that you received, or if you are
subject to UCMR requirements and you
have not been notified by either EPA
or your State, you must report to EPA,
as specified in §141.35(b)(2) or (c)(4).

(A) Assessment Monitoring. You must
monitor for the unregulated contami-
nants on List 1 of Table 1, UCMR Con-
taminant List, in paragraph (a)(3) of
this section. If you serve a population
of more than 10,000 people, you are re-
quired to perform this monitoring re-
gardless of whether you have been noti-
fied by the State or EPA.

(B) Screening Survey. You must mon-
itor for the unregulated contaminants
on List 2 (Screening Survey) of Table 1,
as specified in paragraph (a)(3) of this
section, if your system serves 10,001 to
100,000 people and you are notified by
EPA or your State that you are part of
the State Monitoring Plan for Screen-
ing Survey testing. If your system
serves more than 100,000 people, you
are required to conduct this Screening
Survey testing regardless of whether
you have been notified by the State or
EPA.

(C) Pre-Screen Testing. You must mon-
itor for the unregulated contaminants
on List 3 of Table 1, in paragraph (a)(3)
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of this section, if notified by your
State or EPA that you are part of the
Pre-Screen Testing.

(ii) Small systems. Small PWSs, as de-
fined in this paragraph, will not be se-
lected to monitor for any more than
one of the three monitoring lists pro-
vided in Table 1, UCMR Contaminant
List, in paragraph (a)(3) of this section.
EPA will provide sample containers,
provide pre-paid air bills for shipping
the sampling materials, conduct the
laboratory analysis, and report and re-
view monitoring results for all small
systems selected to conduct moni-
toring under paragraphs (a)(2)(ii)(A)
through (C) of this section. If you own
or operate a PWS (other than a tran-
sient system) that serves 10,000 or
fewer people and do not purchase your
entire water supply from another PWS,
you must monitor as follows:

(A) Assessment Monitoring. You must
monitor for the unregulated contami-
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nants on List 1 of Table 1, in paragraph
(a)(3) of this section, if you are notified
by your State or EPA that you are part
of the State Monitoring Plan for As-
sessment Monitoring.

(B) Screening Survey. You must mon-
itor for the unregulated contaminants
on List 2 of Table 1, in paragraph (a)(3)
of this section, if notified by your
State or EPA that you are part of the
State Monitoring Plan for the Screen-
ing Survey.

(C) Pre-Screen Testing. You must mon-
itor for the unregulated contaminants
on List 3 of Table 1, in paragraph (a)(3)
of this section, if you are notified by
your State or EPA that you are part of
the State Monitoring plan for Pre-
Screen Testing.

(3) Analytes to be monitored. Lists 1, 2,
and 3 of unregulated contaminants are
provided in the following table:

TABLE 1—UCMR CONTAMINANT LIST

[List 1: Assessment Monitorin:

g Chemical Contaminants]

. 4—Minimum : 6—Period durin
1—Contaminant ?St_rfﬁfmrgg; 3;&?@52?' reporting 5—Sartr;grl1|rlg loca- which monitoringgto
levelb be completed
Dimethoate 60-51-5 | EPA 52749 ... 0.7 uglL ........ EPTDS ... 1/1/2008-12/31/2010
Terbufos sulfone 56070-16-7 | EPA 5274 ... 0.4 ug/L ........ EPTDS ... 1/1/2008-12/31/2010
2,2,4,4’-tetrabromodiphenyl 5436-43-1 | EPA 5274 ... 0.3 uglL ........ EPTDS ....ccoiiiiee 1/1/2008-12/31/2010
ether (BDE-47).
2,2',4,4’ 5-pentabromodiphenyl 60348-60-9 | EPA 5274 ... 0.9 uglL ........ EPTDS ... 1/1/2008-12/31/2010
ether (BDE-99).
2,2',44 55 59080-40-9 | EPA 5274 ... 0.7 uglL ........ EPTDS ... 1/1/2008-12/31/2010
hexabromobiphenyl (HBB).
2,2',44 55 68631-49-2 | EPA 5274 ... 0.8 uglL ....... EPTDS ... 1/1/2008-12/31/2010
hexabromodiphenyl ether
(BDE-153).
2,2',4,4' 6-pentabromodiphenyl | 189084-64-8 | EPA 527¢ ..... EPTDS ... 1/1/2008-12/31/2010
ether (BDE-100).
1,3-dinitrobenzene .................. 99-65-0 | EPA 529¢ ... EPTDS ... 1/1/2008-12/31/2010
2,4 6-trinitrotoluene (TNT) . 118-96-7 | EPA 529¢ ... EPTDS 1/1/2008-12/31/2010
Hexahydro-1,3,5-trinitro-1,3,5- 121-82-4 | EPA 529¢ ..... EPTDS ... 1/1/2008-12/31/2010
triazine (RDX).
TABLE 1—UCMR CONTAMINANT LIST
[List 2: Screening Survey Chemical Contaminants
. 4—Minimum " 6—Period durin
1—Contaminant |2st_r)5: ﬁjsn,]rgg; 3;@&%2?' reporting 5_53'}?5:1"29 loca- which monitoring%o
levelb be completed
Acetanilide Pesticide Degradation Products
Acetochlor ESA . 187022-11-3 | EPA 5351 ...... 1ugll .. EPTDS ... 1/1/2008-12/31/2010
Acetochlor OA 184992-44-4 2 ug/L EPTDS 1/1/2008-12/31/2010
Alachlor ESA . 142363-53-9 1 ug/lL EPTDS 1/1/2008-12/31/2010
Alachlor OA ... 171262-17-2 2 ug/L EPTDS 1/1/2008-12/31/2010
Metolachlor ESA 171118-09-5 . 1 ug/ll EPTDS 1/1/2008-12/31/2010
Metolachlor OA ... 152019-73-3 | EPA 535f ...... 2ugll ... EPTDS ... 1/1/2008-12/31/2010

Acetanilide Pesticide Parent Compounds

Acetochlor

34256-82-1

EPA 52529 . | 2 ng/L
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TABLE 1—UCMR CONTAMINANT LIST—Continued
[List 2: Screening Survey Chemical Contaminants

- ~ - : 4—Minimum - " ~ 6—Period during
1—Contaminant izst Cﬁusn:ggr 3m§t?fg£°aal reporting 5 Sar{;gr'{fgg loca which monitoring to
i level b be completed
Alachlor 15972-60-8 | EPA 525.29 .. | 2 ug/L .. ... | EPTDS ... 1/1/2008-12/31/2010
Metolachlor ... 51218-45-2 | EPA 525.29 .. | 1 ug/L .. EPTDS ... 1/1/2008-12/31/2010
Nitrosamines

N-nitrosodiethylamine (NDEA) 55-18-5 | EPA 521h ... 0.005 pg/L .... | DSMRT and 1/1/2008-12/31/2010
EPTDS.

N-nitroso-dimethylamine 62-75-9 | EPA 521h ... 0.002 pg/L .... | DSMRT and 1/1/2008-12/31/2010
(NDMA). EPTDS.

N-nitroso-di-n-butylamine 924-16-3 | EPA 521N ... 0.004 pg/L .... | DSMRT and 1/1/2008-12/31/2010
(NDBA). EPTDS.

N-nitroso-di-n-propylamine 621-64—7 | EPA 521" ... 0.007 pg/L .... | DSMRT and 1/1/2008-12/31/2010
(NDPA). EPTDS.

N-nitroso-methylethylamine 10595-95-6 | EPA 521h ... 0.003 pg/L .... | DSMRT and 1/1/2008-12/31/2010
(NMEA). EPTDS.

N-nitrosopyrrolidine (NPYR) ... 930-55-2 | EPA 521h ... 0.002 pg/L .... | DSMRT and 1/1/2008-12/31/2010
EPTDS.

TABLE 1—UCMR CONTAMINANT LIST
[List 3: Pre-Screen Testing to be Sampled After Notice of Analytical Methods Availability]

6—Period during
which monitoring to
be completed

2—CAS reg- | 3—Analytical 4—Minimum 5—Sampling loca-

istry number methods 2 'ﬁg\‘jgl'[)g tione

1—Contaminant

Reservedi ..o Reserved' | Reserved' ..... Reservedi ..... Reservedi ............... Reserved!

Column headings are:

1—Contaminant: The name of the contaminant to be analyzed.

2—CAS (Chemical Abstract Service) Registry Number or Identification Number: A unique number identifying the chemical con-
taminants.

3—Analytical Methods: method numbers identifying the methods that must be used to test the contaminants.

4—Minimum Reporting Level: The value and unit of measure at or above which the concentration of the contaminant must be
measured using the approved analytical methods.

5—Sampling Location: The locations within a PWS at which samples must be collected.

6—Period During Which Monitoring To Be Completed: The dates during which the sampling and testing are to occur for the in-
dicated contaminant.

The analytical procedures shall be performed in accordance with the documents associated with each method (per the fol-
lowing footnotes). The incorporation by reference of the following documents listed in footnotes d—h was approved by the Direc-
tor of the Federal Register in accordance with 5 U.S.C. 552(a) and 1 CFR part 51. Information on how to obtain these docu-
ments can be provided by the Safe Drinking Water Hotline at (800) 426—4791. Documents may be inspected at EPA’s Drinking
Water Docket, 1301 Constitution Avenue, NW., EPA West, Room B102, Washington, DC 20460, Telephone: (202) 566—-2426; or
at the National Archives and Records Administration (NARA). For information on availability of this material at NARA, call 202—
741-6030, or go to:http://www.archives.gov/federal-register/index.html.

aThe version of the EPA methods which you must follow for this Regulation are listed in d—h as follows.

bThe Minimum Reporting Level (MRL) was established by EPA by adding the mean of the Lowest Concentration Minimum Re-
porting Levels (LCMRL) determined according to the procedure detailed in “Statistical Protocol for the Determination of The Sin-
gle-Laboratory Lowest Concentration Minimum Reporting Level (LCMRL) and Validation of the Minimum Reporting Level (MRL)”
by the primary and secondary laboratories conducting the development and validation of the analytical method to three times the
difference of the LCMRLs. If LCMRL data from three or more laboratories were available, the MRL was established by EPA by
adding three times the standard deviation of the LCMRLs to the mean of the LCMRLs. Note that EPA Method 525.2 was devel-
oped prior to UCMR 2, hence the LCMRLs were not determined for analytes determined by this method.

¢Sampling must occur at entry points to the distribution system (EPTDSs) after treatment is applied that represent each non-
emergency water source in routine use over the 12-month period of monitoring. See 40 CFR 141.35(c)(3) for an explanation of
the requirements related to use of representative EPTDSs. Sampling for nitrosamines on List 2 must also occur at the disinfec-
tion byproduct distribution system maximum residence time (DSMRT) sampling locations as defined in 40 CFR 141.132(b)(1)(i)
and at EPTDS sampling locations. If a treatment plant/water source is not subject to the sampling required in 40 CFR
141.132(b)(1), then the samples for nitrosamines must be collected only at the EPTDS location(s).

dEPA Method 527 “Determination of Selected Pesticides and Flame Retardants in Drinking Water by Solid Phase Extraction
and Capillary Column Gas Chromatography/Mass Spectrometry (GC/MS),” Revision 1.0, April 2005 is available at http://
www.epa.gov/safewater/methods/sourcalt.html.

eEPA Method 529 “Determination of Explosives and Related Compounds in Drinking Water by Solid Phase Extraction and
Capillary Column Gas Chromatography/Mass Spectrometry (GC/MS),” Revision 1.0, September 2002 is available at http://
www.epa.gov/nerlcwww/ordmeth.htm.

TEPA Method 535 “ Measurement of Chloroacetanilide and Other Acetamide Herbicide Degradates in Drinking Water by Solid
Phase Extraction and Liquid Chromatography/Tandem Mass Spectrometry (LC/MS/MS),” Version 1.1, April 2005 is available at
http://www.epa.gov/nerlcwww/ordmeth. htm.

9EPA Method 525.2 “Determination of Organic Compounds in Drinking Water by Liquid-Solid Extraction and Capillary Column
Gas Chromatography/Mass Spectrometry,” Revision 2.0, 1995 is available at http://www.NEMI.gov.

hEPA Method 521 “Determination of Nitrosamines in Drinking Water by Solid Phase Extraction and Capillary Column Gas
Chromatography with Large Volume Injection and Chemical lonization Tandem Mass Spectrometry (MS/MS),” Version 1.0, Sep-
tember 2004 is available at http.//www.epa.gov/nerlcwww/ordmeth.htm.

iTo be determined at a later time.
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(4) Sampling requirements—(i) Large
systems. If you serve more than 10,000
people and meet the UCMR applica-
bility criteria specified in paragraph
(a)(2)(i) of this section, you must com-
ply with the requirements specified in
paragraphs (a)(4)(i)(A) through (I) of
this section. Your samples must be col-
lected according to the schedule that
you are assigned by EPA or your State,
or the schedule that you revised using
EPA’s electronic data reporting system
on or before August 2, 2007. Your sched-
ule must follow both the timing and
frequency of monitoring specified in
Tables 1 and 2 of this section.

(A) Monitoring period. You must col-
lect the samples in one continuous 12-
month period for List 1 Assessment
Monitoring, and, if applicable, for List
2 Screening Survey, or List 3 Pre-
Screen Testing, during the time frame
indicated in column 6 of Table 1, in
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paragraph (a)(3) of this section. EPA or
your State will specify the month(s)
and year(s) in which your monitoring
must occur. As specified in §141.35(c)(5),
you must contact EPA if you believe
you cannot conduct monitoring accord-
ing to your schedule.

(B) Frequency. You must collect the
samples within the time frame and ac-
cording to the frequency specified by
contaminant type and water source
type for each sampling location, as
specified in Table 2, in this paragraph,
with the following exception. For the
second round of ground water sam-
pling, if a sample location is non-oper-
ational for more than one month before
and one month after the scheduled
sampling month (i.e., it is not possible
for you to sample within the five to
seven month window specified the
Table 2, in this paragraph), you must
notify EPA as specified in §141.35(c)(5).

TABLE 2—MONITORING FREQUENCY BY CONTAMINANT AND WATER SOURCE TYPES

Contaminant type

Water source type

Time frame Frequency

Chemical

riod).

Surface water or ground water under the di-
rect influence of surface water (GWUDI)
(includes all sampling locations for which
some or all of the water comes from a
surface water or GWUDI source at any
time during the 12 month monitoring pe-

Ground water .........cccccueeus

You must monitor for
4 consecutive quar-
ters. Sample
events must occur
3 months apart.

12 months

You must monitor
twice in a consecu-
tive 12-month pe-
riod. Sample
events must occur
5-7 months apart.

12 months .......ccoeueeee

(C) Location. You must collect sam-
ples for each List 1 Assessment Moni-
toring contaminant, and, if applicable,
for each List 2 Screening Survey, or
List 3 Pre-Screen Testing contaminant,
as specified in Table 1, in paragraph
(a)(3) of this section. Samples must be
collected at each sample point that is
specified in column 5 of Table 1, in
paragraph (a)(3) of this section. If you
are a ground water system with mul-
tiple EPTDSs, and you request and re-
ceive approval from EPA or the State
for sampling at representative
EPTDS(s), as specified in §141.35(c)(3),
you must collect your samples from
the approved representative sampling
location(s). Systems conducting
Screening Survey monitoring must

also sample for nitrosamines at the dis-
infection byproduct distribution sys-
tem maximum residence time
(DSMRT) sampling location(s) if they
are subject to sampling requirements
in §141.132(b)(1).

(D) Sampling instructions. For each
List 1 Assessment Monitoring contami-
nant, and, if applicable, for each List 2
Screening Survey, or List 3 Pre-Screen
Testing contaminant, you must follow
the sampling procedure for the method
specified in column 3 of Table 1, in
paragraph (a)(3) of this section. In addi-
tion, you must not composite (that is,
combine, mix, or blend) the samples;
you must collect and preserve each
sample separately. Samples collected
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for the analysis of Acetanilide ‘‘par-
ent’’ pesticides and their degradation
products (Methods 525.2 and 535) must
be collected at the same sampling
point, at the same time.

(E) Sample collection and shipping time.
If you must ship the samples for anal-
ysis, you must collect the samples
early enough in the day to allow ade-
quate time to send the samples for
overnight delivery to the laboratory.
You should not collect samples on Fri-
day, Saturday, or Sunday because sam-
pling on these days may not allow sam-
ples to be shipped and received at the
laboratory at the required tempera-
ture, unless you have made special ar-
rangements with your laboratory to re-
ceive the samples.

(F) Analytical methods. For each con-
taminant, you must use the respective
analytical methods for List 1, and, if
applicable, for List 2, or List 3 that are
specified in column 3 of Table 1, in
paragraph (a)(3) of this section; report
values at or above the minimum re-
porting levels for List 1, and, if applica-
ble, for List 2 Screening Survey, or
List 3 Pre-Screen Testing, that are
specified in column 4 of Table 1, in
paragraph (a)(3) of this section; and
conduct the quality control procedures
specified in paragraph (a)(b) of this sec-
tion.

(G) Laboratory errors or sampling devi-
ations. If the laboratory data do not
meet the required QC criteria, as speci-
fied in paragraph (a)(5) of this section,
or you do not follow the required sam-
pling procedures, as specified in para-
graphs (a)(4) of this section, you must
resample within 30 days of being in-
formed or becoming aware of these
facts. This resampling is not for the
purpose of confirming previous results,
but to correct the sampling or labora-
tory error. All systems must report the
results obtained from the first sam-
pling for each sampling period, except
for cases of sampling or laboratory er-
rors. For the purposes of this rule, no
samples are to be recollected for the
purposes of confirming the results ob-
served in a previous sampling.

(H) Analysis. For the List 1 contami-
nants, and, if applicable, List 2 Screen-
ing Survey, or List 3 Pre-Screen Test-
ing contaminants, identified in Table 1,
paragraph (a)(3) of this section, you
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must arrange for testing by a labora-
tory that has been approved by EPA
according to requirements in para-
graph (a)(5)(ii) of this section.

(I) Review and reporting of results.
After you have received the laboratory
results, you must review, approve, and
submit the system information, and
sample collection data and test results.
You must report the results as pro-
vided in §141.35(c)(6).

(i1) Small systems. If you serve 10,000
or fewer people and are notified that
you are part of the State Monitoring
Plan for Assessment Monitoring,
Screening Survey or Pre-Screen moni-
toring, you must comply with the re-
quirements specified in paragraphs
(a)(4)(1)(A) through (H) of this section.
If EPA or the State informs you that
they will be collecting your UCMR
samples, you must assist them in iden-
tifying the appropriate sampling loca-
tions and in collecting the samples.

(A) Monitoring period and frequency.
You must collect samples at the times
specified for you by the State or EPA.
Your schedule must follow both the
timing of monitoring specified in Table
1, List 1, and, if applicable, List 2, or
List 3, and the frequency of monitoring
in Table 2 of this section.

(B) Location. You must collect sam-
ples at the locations specified for you
by the State or EPA.

(C) Sample kits. You must store and
maintain the sample collection Kkits
sent to you by the UCMR Sampling Co-
ordinator in accordance with the kit’s
instructions. The sample kit will in-
clude all necessary containers, packing
materials and cold packs, instructions
for collecting the sample and sample
treatment (such as dechlorination or
preservation), report forms for each
sample, contact name and telephone
number for the laboratory, and a pre-
paid return shipping docket and return
address label. If any of the materials
listed in the kit’s instructions are not
included in the kit or arrive damaged,
you must notify the UCMR Sampling
Coordinator who sent you the sample
collection kits.

(D) Sampling instructions. You must
comply with the instructions sent to
you by the State or EPA concerning
the use of containers, collection (how
to fill the sample bottle),
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dechlorination and/or preservation, and
sealing and preparation of sample and
shipping containers for shipment. You
must not composite (that is, combine,
mix, or blend) the samples. You also
must collect, preserve, and test each
sample separately. You must also com-
ply with the instructions sent to you
by the UCMR Sampling Coordinator
concerning the handling of sample con-
tainers for specific contaminants.

(E) Sampling deviations. If you do not
collect a sample according to the in-
structions provided to you for a listed
contaminant, you must report the de-
viation within 7 days of the scheduled
monitoring on the sample reporting
form, as specified in §141.35(d)(2). You
must resample following instructions
that you will be sent from the UCMR
Sampling Coordinator or State. A copy
of the form must be sent to the labora-
tory with the recollected samples, and
to the UCMR Sampling Coordinator.

(F) Duplicate samples. EPA will select
a subset of systems in the State Moni-
toring Plan that must collect duplicate
samples for quality control. If your
system is selected, you will receive two
sample kits for an individual sampling
location that you must use. You must
use the same sampling protocols for
both sets of samples, following the in-
structions in the duplicate sample kit.

(G) Sampling forms. You must com-
pletely fill out each of the sampling
forms and bottles sent to you by the
UCMR Sampling Coordinator, includ-
ing data elements listed in §141.35(e)
for each sample. If you are conducting
Assessment Monitoring, you must in-
clude elements 1 through 5, and 7; and
if you are conducting Screening Sur-
vey, you must include elements 1
through 7. You must sign and date the
sampling forms.

(H) Sample collection and shipping.
You must collect the samples early
enough in the day to allow adequate
time to send the samples for overnight
delivery to the laboratory. You should
not collect samples on Friday, Satur-
day, or Sunday because sampling on
these days may not allow samples to be
shipped and received at the laboratory
at the required temperature unless you
have made special arrangements with
EPA for the laboratory to receive the
samples. Once you have collected the
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samples and completely filled in the
sampling forms, you must send the
samples and the sampling forms to the
laboratory designated on the air bill.

(5) Quality control requirements. If
your system serves more than 10,000
people, you must ensure that the qual-
ity control requirements listed below
are met during your sampling proce-
dures and by the laboratory conducting
your analyses. You must also ensure
that all method quality control proce-
dures and all UCMR quality control
procedures are followed.

(i) Sample collection/preservation. You
must follow the sample collection and
preservation requirements for the spec-
ified method for each of the contami-
nants in Table 1, in paragraph (a)(3) of
this section. These requirements speci-
fy sample containers, collection,
dechlorination, preservation, storage,
sample holding time, and extract stor-
age and/or holding time that you must
assure that the laboratory follow.

(i1) Laboratory approval for Lists 1, List
2 and List 3. To be approved to conduct
UCMR testing, the laboratory must be
certified under §141.28 for one or more
compliance analyses; demonstrate for
each analytical method it plans to use
for UCMR testing that it can meet the
Initial Demonstration of Capability
(IDC) requirements detailed in the ana-
lytical methods specified in column 3
of Table 1, in paragraph (a)(3) of this
section; and successfully participate in
the UCMR Proficiency Testing (PT)
Program administered by EPA for each
analytical method it plans to use for
UCMR testing. UCMR laboratory ap-
proval decisions will be granted on an
individual method basis for the meth-
ods listed in column 3 of Table 1 in
paragraph (a)(3) of this section for List
1, List 2, and List 3 contaminants. Lab-
oratory approval is contingent upon
the capability of the laboratory to post
monitoring data to the EPA electronic
data reporting system. To participate
in the UCMR Laboratory Approval Pro-
gram, the laboratory must complete
and submit the necessary registration
forms by April 4, 2007. Correspondence
must be addressed to: UCMR 2 Labora-
tory Approval Coordinator, USEPA,
Technical Support Center, 26 West
Martin Luther King Drive (MS 140),
Cincinnati, OH 45268; or e-mailed to
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EPA at
UCMR Sampling Coordinator@epa.gov.

(iii) Minimum Reporting Level. The
MRL is the lowest analyte concentra-
tion for which future recovery is pre-
dicted to fall, with high confidence (at
least 99%), between 50% and 150% re-
covery.

(A) Validation of laboratory perform-
ance. Your laboratory must be capable
of quantifying each contaminant listed
in Table 1, at or below the MRL speci-
fied in column 4 of Table 1, in para-
graph (a)(3) of this section. You must
ensure that the laboratory completes
and has on file and available for your
inspection, records of two distinct pro-
cedures. First, your laboratory must
have conducted an IDC involving rep-
licate analyses at or below the MRL as
described in this paragraph. Second, for
each day that UCMR analyses are con-
ducted by your laboratory, a validation
of its ability to quantify each contami-
nant, at or below the MRL specified in
column 4 of Table 1, in paragraph (a)(3)
of this section, following the procedure
listed in paragraph (a)(5)(iii)(B) of this
section, must be performed. The proce-
dure for initial validation of laboratory
performance at or below the MRL is as
follows:

(I) All laboratories using EPA drink-
ing water methods under UCMR must
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demonstrate that they are capable of
meeting data quality objectives (DQOs)
at or below the MRL listed in Table 1,
column 4, in paragraph (a)(3) of this
section.

(2) The MRL, or any concentration
below the MRL, at which performance
is being evaluated, must be contained
within the range of calibration. The
calibration curve regression model and
the range of calibration levels that are
used in these performance validation
steps must be used in all routine sam-
ple analyses used to comply with this
regulation. Only straight line or quad-
ratic regression models are allowed.
The use of either weighted or
unweighted models is permitted. The
use of cubic regression models is not
permitted.

(3) Replicate analyses of at least
seven (7) fortified samples in reagent
water must be performed at or below
the MRL for each analyte, and must be
processed through the entire method
procedure (i.e., including extraction,
where applicable, and with all preserv-
atives).

(4) A prediction interval of results
(PIR), which is based on the estimated
arithmetic mean of analytical results
and the estimated sample standard de-
viation of measurement results, must
be determined by Equation 1:

. / 1
Equation 1 PIR =Mean & sXt | /o X4 /1+—
n

Where:

t is the Student’s ¢t value with df degrees of
freedom and confidence level (1-o),

s is the sample standard deviation of n rep-
licate samples fortified at the MRL,

n is the number of replicates.

(5) The values needed to calculate the
PIR using Equation 1 are: Number of
replicates (n); Student’s ¢ value with a
two-sided 99% confidence level for n
number of replicates; the average
(mean) of at least seven replicates; and
the sample standard deviation. Factor
1 is referred to as the Half Range PIR
(HRpir).

/ 1
HRpp = Xty g2 X 1+;

For a certain number of replicates and
for a certain confidence level in Stu-
dent’s t, this factor

/ 1
C= L, 1mas2) X I+—
n

is constant, and can be tabulated ac-
cording to replicate number and con-
fidence level for the Student’s ¢t. Table
3 in this paragraph lists the constant
factor (C) for replicate sample numbers
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7 through 10 with a confidence level of
99% for Student’s t.

(6) The HRPIR is calculated by Equa-
tion 2:

Equation 2 HR,, = sxC

PIR
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(7) The PIR is calculated by Equation
3:

Equation 3 PIR = Mean £ HR

PIR

TABLE 3—THE CONSTANT FACTOR (C) TO BE MULTIPLIED BY THE STANDARD DEVIATION TO
DETERMINE THE HALF RANGE INTERVAL OF THE PIR (STUDENT’S t 99% CONFIDENCE LEVEL)=

Replicates

Degrees of freedom

Constant factor (C) to be multiplied by
the standard
deviation

7

6

3.963

7

3.711

9

8

3.536

10

9

3.409

aThe critical t-value for a two-sided 99% confidence interval is equivalent to the critical t-value for a one-sided 99.5% con-
fidence interval, due to the symmetry of the t-distribution. PIR = Prediction Interval of Results.

(8) The lower and upper result limits
of the PIR must be converted to per-
cent recovery of the concentration
being tested. To pass criteria at a cer-
tain level, the PIR lower recovery lim-
its cannot be lower than the lower re-
covery limits of the QC interval (50%),
and the PIR upper recovery limits can-
not be greater than the upper recovery
limits of the QC interval (150%). When
either of the PIR recovery limits falls
outside of either bound of the QC inter-
val of recovery (higher than 150% or
less than 50%), laboratory performance
is not validated at the concentration
evaluated. If the PIR limits are con-
tained within both bounds of the QC in-
terval, laboratory performance is vali-
dated for that analyte.

(B) Quality control requirements for
validation of laboratory performance
at or below the MRL.

(I) You must ensure that the calibra-
tion curve regression model and that
the range of calibration levels that are
used in these performance validation
steps are used in future routine sample
analysis. Only straight line or quad-
ratic regression models are allowed.
The use of either weighted or
unweighted models is permitted. The
use of cubic regression models is not
permitted.

(2) You must ensure, once your lab-
oratory has performed an IDC as speci-
fied in each analytical method (dem-
onstrating that DQOs are met at or

below an MRL), that a daily perform-
ance check is performed for each
analyte and method. A single labora-
tory blank, fortified at or below the
MRL for each analyte, must be proc-
essed through the entire method proce-
dure. The measured concentration for
each analyte must be converted to a
percent recovery, and if the recovery is
within 50%-150% (inclusive), the daily
performance of the laboratory has been
validated. The results for any analyte
for which 50%-150% recovery cannot be
demonstrated during the daily check
are not valid. Laboratories may elect
to re-run the daily performance check
sample if the performance for any
analyte or analytes cannot be vali-
dated. If performance is validated for
these analytes, the laboratory perform-
ance is considered validated. Alter-
natively, the laboratory may re-cali-
brate and repeat the performance vali-
dation process for all analytes.

(iv) Laboratory fortified sample matrix
and laboratory fortified sample matrix du-
plicate. You must ensure that your lab-
oratory prepares and analyzes the Lab-
oratory Fortified Sample Matrix
(LFSM) sample for accuracy and Lab-
oratory Fortified Sample Matrix Dupli-
cate (LFSMD) samples for precision to
determine method accuracy and preci-
sion for all contaminants in Table 1, in
paragraph (a)(3) of this section. LESM/
LFSMD samples must be prepared
using a sample collected and analyzed
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in accordance with UCMR 2 require-
ments and analyzed at a frequency of
5% (or 1 LFSM/LFSMD set per every 20
samples) or with each sample batch,
whichever is more frequent. In addi-
tion, the LFSM/LFSMD fortification
concentrations must be alternated be-
tween a low-level fortification and
mid-level fortification approximately
50% of the time. (For example: A set of
40 samples will require preparation and
analysis of 2 LFESM/LFSMD sets. The
first set must be fortified at either the
low-level or mid-level, and the second
set must be fortified with the other
standard, either the low-level or mid-
level, whichever was not used for the
initial LFSM/LFSMD set.) The low-
level LEFSM/LFSMD fortification con-
centration must be within +50% of the
MRL for each contaminant (e.g., for an
MRL of 1 pg/L the acceptable fortifica-
tion levels must be between 0.5 pg/L
and 1.5 ug/L). The mid-level LFSM/
LFSMD fortification concentration
must be within #20% of the mid-level
calibration standard for each contami-
nant, and should represent, where pos-
sible and where the laboratory has data
from previously analyzed samples, an
approximate average concentration ob-
served in previous analyses of that
analyte. There are no acceptance cri-
teria specified for LESM/LFSMD anal-
yses. All LESM/LFSMD data are to be
reported.

(v) Method defined quality control. You
must ensure that your laboratory per-
forms Laboratory Fortified Blanks and
Laboratory Performance Checks, as ap-
propriate to the method’s require-
ments, for those methods listed in
Table 1, column 3, in paragraph (a)(3) of
this section. Each method specifies ac-
ceptance criteria for these QC checks.

(vi) Reporting. You must ensure that
your laboratory reports the analytical
results and other data, with the re-
quired data listed in Table 1, in
§141.35(e). You must require your lab-
oratory to submit these data electroni-
cally to the State and EPA using
EPA’s electronic data reporting sys-
tem, accessible at (http:/www.epa.gov/
safewater/ucmr/ucmr2/reporting.html),
within 120 days from the sample collec-
tion date. You then have 60 days from
when the laboratory posts the data to
review, approve, and submit the data

§141.40

to the State and EPA, via EPA’s elec-
tronic data reporting system. If you do
not electronically approve and submit
the laboratory data to EPA within 60
days of the laboratory’s posting to
EPA’s electronic reporting system, the
data will be considered approved and
final for State and EPA review.

(6) Violation of this rule—(i) Monitoring
violations. Any failure to monitor in ac-
cordance with §141.40(a)(3)-(b) is a mon-
itoring violation.

(ii) Reporting violations. Any failure
to report in accordance with §141.35 is
a reporting violation.

(b) Petitions and waivers by States—(1)
Governors’ petition for additional con-
taminants. The Safe Drinking Water
Act allows Governors of seven (7) or
more States to petition the EPA Ad-
ministrator to add one or more con-
taminants to the UCMR Contaminant
List in paragraph (a)(3) of this section.
The petition must clearly identify the
reason(s) for adding the contaminant(s)
to the monitoring list, including the
potential risk to public health, particu-
larly any information that might be
available regarding disproportional
risks to the health and safety of chil-
dren, the expected occurrence docu-
mented by any available data, any ana-
lytical methods known or proposed to
be used to test for the contaminant(s),
and any other information that could
assist the Administrator in deter-
mining which contaminants present
the greatest public health concern and
should, therefore, be included on the
UCMR Contaminant List in paragraph
(a)(3) of this section.

(2) State-wide waivers. A State can
waive monitoring requirements only
with EPA approval and under very lim-
ited conditions. Conditions and proce-
dures for obtaining a waiver are as fol-
lows:

(i) Application. A State may apply to
EPA for a State-wide waiver from the
unregulated contaminant monitoring
requirements for PWSs serving more
than 10,000 people. To apply for such a
waiver, the State must submit an ap-
plication to EPA that includes the fol-
lowing information: The list of con-
taminants on the UCMR Contaminant
List for which a waiver is requested,
along with documentation for each
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contaminant in the request dem-
onstrating that the contaminants or
their parent compounds do not occur
naturally in the State, and certifying
that during the past 15 years they have
not been used, applied, stored, disposed
of, released, or detected in the source
waters or distribution systems in the
State.

(ii) Approval. EPA will review State
applications and notify the State
whether it accepts or rejects the re-
quest. The State must receive written
approval from EPA before issuing a
State-wide waiver.

[72 FR 393, Jan. 4, 2007; 72 FR 3916, Jan. 26,
2007]

§141.41 Special
dium.

monitoring for so-

(a) Suppliers of water for community
public water systems shall collect and
analyze one sample per plant at the
entry point of the distribution system
for the determination of sodium con-
centration levels; samples must be col-
lected and analyzed annually for sys-
tems utilizing surface water sources in
whole or in part, and at least every
three years for systems utilizing solely
ground water sources. The minimum
number of samples required to be taken
by the system shall be based on the
number of treatment plants used by
the system, except that multiple wells
drawing raw water from a single aqui-
fer may, with the State approval, be
considered one treatment plant for de-
termining the minimum number of
samples. The supplier of water may be
required by the State to collect and
analyze water samples for sodium more
frequently in locations where the so-
dium content is variable.

(b) The supplier of water shall report
to EPA and/or the State the results of
the analyses for sodium within the
first 10 days of the month following the
month in which the sample results
were received or within the first 10
days following the end of the required
monitoring period as stipulated by the
State, whichever of these is first. If
more than annual sampling is required
the supplier shall report the average
sodium concentration within 10 days of
the month following the month in
which the analytical results of the last
sample used for the annual average was
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received. The supplier of water shall
not be required to report the results to
EPA where the State has adopted this
regulation and results are reported to
the State. The supplier shall report the
results to EPA where the State has not
adopted this regulation.

(c) The supplier of water shall notify
appropriate local and State public
health officials of the sodium levels by
written notice by direct mail within
three months. A copy of each notice re-
quired to be provided by this paragraph
shall be sent to EPA and/or the State
within 10 days of its issuance. The sup-
plier of water is not required to notify
appropriate local and State public
health officials of the sodium levels
where the State provides such notices
in lieu of the supplier.

(d) Analyses for sodium shall be con-
ducted as directed in §141.23(k)(1).

[45 FR 57345, Aug. 27, 1980, as amended at 59
FR 62470, Dec. 5, 1994]

§141.42 Special monitoring
corrosivity characteristics.

(a)—(c) [Reserved]

(d) Community water supply systems
shall identify whether the following
construction materials are present in
their distribution system and report to
the State:

Lead from piping, solder, caulking, interior
lining of distribution mains, alloys and
home plumbing.

Copper from piping and alloys, service lines,
and home plumbing.

Galvanized piping, service lines, and home
plumbing.

Ferrous piping materials such as cast iron
and steel.

Asbestos cement pipe.

for

In addition, States may require identi-
fication and reporting of other mate-
rials of construction present in dis-
tribution systems that may contribute
contaminants to the drinking water,
such as:

Vinyl lined asbestos cement pipe.
Coal tar lined pipes and tanks.

[45 FR 57346, Aug. 27, 1980; 47 FR 10999, Mar.
12, 1982, as amended at 59 FR 62470, Dec. 5,
1994]

§141.43 Prohibition on use of lead
pipes, solder, and flux.

(a) In general—(1) Prohibition. Any
pipe, solder, or flux, which is used after
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June 19, 1986, in the installation or re-
pair of—

(i) Any public water system, or

(ii) Any plumbing in a residential or
nonresidential facility providing water
for human consumption which is con-
nected to a public water system shall
be lead free as defined by paragraph (d)
of this section. This paragraph (a)(1)
shall not apply to leaded joints nec-
essary for the repair of cast iron pipes.

(2) [Reserved]

(b) State enforcement—(1) Enforcement
of prohibition. The requirements of
paragraph (a)(1) of this section shall be
enforced in all States effective June 19,
1988. States shall enforce such require-
ments through State or local plumbing
codes, or such other means of enforce-
ment as the State may determine to be
appropriate.

(2) [Reserved]

(c) Penalties. If the Administrator de-
termines that a State is not enforcing
the requirements of paragraph (a) of
this section, as required pursuant to
paragraph (b) of this section, the Ad-
ministrator may withhold up to 5 per-
cent of Federal funds available to that
State for State program grants under
section 1443(a) of the Act.

(d) Definition of lead free. For pur-
poses of this section, the term lead
free:

(1) When used with respect to solders
and flux refers to solders and flux con-
taining not more than 0.2 percent lead;

(2) When used with respect to pipes
and pipe fittings refers to pipes and
pipe fittings containing not more than
8.0 percent lead; and

(3) When used with respect to plumb-
ing fittings and fixtures intended by
the manufacturer to dispense water for
human ingestion refers to fittings and
fixtures that are in compliance with
standards established in accordance
with 42 U.S.C. 300g-6(e).

[62 FR 20674, June 2, 1987, as amended at 65
FR 2003, Jan. 12, 2000]

§141.50

Subpart F—Maximum Contami-
nant Level Goals and Max-
imum Residual Disinfectant
Level Goals

§141.50 Maximum contaminant level
goals for organic contaminants.

(a) MCLGs are zero for the following
contaminants:

(1) Benzene

(2) Vinyl chloride

(3) Carbon tetrachloride

(4) 1,2-dichloroethane

(5) Trichloroethylene

(6) Acrylamide

(7) Alachlor

(8) Chlordane

(9) Dibromochloropropane

(10) 1,2-Dichloropropane

(11) Epichlorohydrin

(12) Ethylene dibromide

(13) Heptachlor

(14) Heptachlor epoxide

(15) Pentachlorophenol

(16) Polychlorinated
(PCBs)

(17) Tetrachloroethylene

(18) Toxaphene

(19) Benzo[a]lpyrene

(20) Dichloromethane
chloride)

(21) Di(2-ethylhexyl)phthalate

(22) Hexachlorobenzene

(23) 2,3,7,8-TCDD (Dioxin)

(b) MCLGs for the following contami-
nants are as indicated:

biphenyls

(methylene

Contaminant M?nl‘f/l n
(1) 1,1-Dichloroethylene 0.007
(2) 1,1,1-Trichloroethane . 0.20
(3) para-Dichlorobenzene 0.075
(4) Aldicarb ... 0.001
(5) Aldicarb sulfoxide ............cccovviiiiiiiiiiiiiis 0.001
(6) Aldicarb sulfone ............ccccciviiiiciniiiiie 0.001
(7) Atrazine .. . 0.003
(8) Carbofuran . 0.04
(9) o-Dichlorobenzene ................. 0.6
(10) cis-1,2-Dichloroethylene ... 0.07
(11) trans-1,2-Dichloroethylene ... 0.1
(12) 2,4-D . 0.07
(13) Ethylbenzene 0.7
(14) Lindane . 0.0002
(15) MethOXyChIOr ......c.ooeiiiiiieiieecceeee 0.04
(16) Monochlorobenzene ............cccceveeeeieienenienns 0.1
(17) Styrene 0.1
(18) Toluene . 1
(19) 2,4,5-TP . 0.05
(20) Xylenes (total) ........cccceerrerreenreincinieenees 10
(21) Dalapon . 0.2
(22) Di(2- ethylhexyl)adlpate .................................. 4
(23) Dinoseb .007
(24) Diquat .. . .02
(25) Endothall . A
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Contaminant M(EnLgG/I n
(26) Endrin ... . .002
(27) Glyphosate ..........cccceeverennns . 7
(28) Hexachlorocyclopentadiene . .05
(29) Oxamyl (Vydate) ........ccooevuenen . 2
(30) Picloram . . 5
(31) Simazine . .004
(32) 1,2,4-Trichlorobenzene .. .07
(33) 1,1,2-Trichloroethane .003

[60 FR 46901, Nov. 13, 1985, as amended at 52
FR 20674, June 2, 1987; 52 FR 25716, July 8,
1987; 56 FR 3592, Jan. 30, 1991; 56 FR 30280,
July 1, 1991; 57 FR 31846, July 17, 1992]

§141.51 Maximum contaminant level
goals for inorganic contaminants.
(a) [Reserved]
(b) MCLGs for the following contami-
nants are as indicated:

Contaminant MCLG (mg/l)

Antimony ..... 0.006
Arsenic ... zero!
Asbestos 7 Million fibers/liter

(longer than 10 um).
Barium 2
Beryllium . .004
Cadmium 0.005
Chromium 0.1
Copper ........ 1.3
Cyanide (as free Cyanide) . 2
Fluoride ... 4.0
Lead .... zero
Mercury 0.002
Nitrate . 10 (as Nitrogen).
Nitrite ...... 1 (as Nitrogen).
Total Nitrate+Nitrite . 10 (as Nitrogen).
Selenium ..... . 0.05
Thallium .0005

1This value for arsenic is effective January 23, 2006. Until
then, there is no MCLG.

[60 FR 47155, Nov. 14, 1985, as amended at 52
FR 20674, June 2, 1987; 56 FR 3593, Jan. 30,
1991; 56 FR 26548, June 7, 1991; 56 FR 30280,
July 1, 1991; 57 FR 31846, July 17, 1992; 60 FR
33932, June 29, 1995; 66 FR 7063, Jan. 22, 2001]

§141.52 Maximum contaminant level
goals for microbiological contami-
nants.

MCLGs for the following contami-
nants are as indicated:

Contaminant MCLG
zero
zero
zero
zero.
and Escherichia coli).
(5) Cryptosporidium ............cccccccervviciiiunnnns zero.

[564 FR 27527, 27566, June 29, 1989; 55 FR 25064,
June 19, 1990; 63 FR 69515, Dec. 16, 1998]
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§141.53 Maximum contaminant level
goals for disinfection byproducts.
MCLGs for the following disinfection
byproducts are as indicated:

Disinfection byproduct '(\:ln%I/‘S
Bromodichloromethane ............ccocccevcviiiiniiiinicns zero
Bromoform ... ... | zero
Bromate ........ .. | zero
Chlorite ........ 0.8
Chloroform ... 0.07
Dibromochloromethane . 0.06
Dichloroacetic acid ...... .| zero
Monochloroacetic acid . 0.07
Trichloroacetic acid 0.02

[63 FR 69465, Dec. 16, 1998, as amended at 65
FR 34405, May 30, 2000; 71 FR 478, Jan. 4, 2006]

§141.54 Maximum residual disinfect-
ant level goals for disinfectants.

MRDLGs for disinfectants are as fol-
lows:

Disinfectant residual MRDLG(mg/L)

Chlorine
Chloramines .
Chlorine dioxide ..

[63 FR 69465, Dec. 16, 1998]
§141.55 Maximum contaminant level
goals for radionuclides.

MCLGs for radionuclides are as indi-
cated in the following table:

Contaminant MCLG
1. Combined radium-226 and radium-228 .............. Zero.
2. Gross alpha particle activity (excluding radon | Zero.
and uranium).

3. Beta particle and photon radioactivity ................ Zero.
4. Uranium ....... Zero.
[65 FR 76748, Dec. 7, 2000]
Subpart G—National  Primary

Drinking Water Regulations:

Maximum Contaminant Levels
and Maximum Residual Dis-
infectant Levels

§141.60 Effective dates.

(a) The effective dates for §141.61 are
as follows:

(1) The effective date for paragraphs
(a)(1) through (a)(8) of §141.61 is Janu-
ary 9, 1989.

(2) The effective date for paragraphs
(a)(9) through (a)(18) and (c)(1) through
(c)(18) of §141.61 is July 30, 1992.
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(3) The effective date for paragraphs
(a)(19) through (a)(21), (c)(19) through
(c)(25), and (c)(27) through (c)(33) of
§141.61 is January 17, 1994. The effective
date of §141.61(c)(26) is August 17, 1992.

(b) The effective dates for §141.62 are
as follows:

(1) The effective date of paragraph
(b)(1) of §141.62 is October 2, 1987.

(2) The effective date for paragraphs
(b)(2) and (b)(4) through (b)(10) of
§141.62 is July 30, 1992.

(3) The effective date for paragraphs
(b)(11) through (b)(15) of §141.62 is Janu-
ary 17, 1994.

§141.61

(4) The effective date for §141.62(b)(16)
is January 23, 2006.

[66 FR 3593, Jan. 30, 1991, as amended at 57
FR 31846, July 17, 1992; 59 FR 34324, July 1,
1994; 66FR 7063, Jan. 22, 2001]

§141.61 Maximum contaminant levels
for organic contaminants.

(a) The following maximum contami-
nant levels for organic contaminants
apply to community and non-transient,
non-community water systems.

CAS No. Contaminant MCL (mg/l)

(1) 75-01-4 . Vinyl chloride s 0.002
(2) 71-43-2 . Benzene ..... e 0.005
(3) 56-23-5 ... Carbon tetrachloride . R . 0.005
(4) 107-06-2 . | 1,2-Dichloroethane .. . 0.005
(5) 79-01-6 ... Trichloroethylene ..... . 0.005
(6) 106—-46-7 . | para-Dichlorobenzene . 0.075
(7) 75-35—4 ... 1,1-Dichloroethylene ... 0.007
(8) 71-55-6 .... 1,1,1-Trichloroethane .. 0.2
(9) 156-59-2 . | cis-1,2-Dichloroethylene .. 0.07
(10) 78-87-5 . | 1,2-Dichloropropane 0.005
(11) 100-41-4 . | Ethylbenzene . 0.7
(12) 108-90-7 . | Monochlorobenzene ... 0.1
(13) 95-50-1 . | o-Dichlorobenzene .. 0.6
(14) 100-42-5 . | Styrene ....... . 0.1
(15) 127-18-4 . | Tetrachloroethylene ..........ccociiniiiiiiiiniiiie 0.005
(16) 108-88-3 . | Toluene ...... 1
(17) 156-60-5 . | trans-1,2- chhloroethylene 0.1
(18) 1330-20-7 . | Xylenes (total) 10
(19) 75-09-2 . | Dichloromethane 0.005
(20) 120-82-1 . | 1,2,4-Trichloro- benzene . . .07
(21) 79-00-5 . | 1,1,2-Trichloro- ethane ..........ccccceveeiveecieciieeceeenns .005

(b) The Administrator, pursuant to
section 1412 of the Act, hereby identi-
fies as indicated in the Table below
granular activated carbon (GACQC),
packed tower aeration (PTA), or oxida-
tion (OX) as the best technology treat-

ment technique, or other means avail-
able for achieving compliance with the
maximum contaminant level for or-
ganic contaminants identified in para-
graphs (a) and (c) of this section:

BAT FOR ORGANIC CONTAMINANTS LISTED IN § 141.61 (a) AND (c)

CAS No. Contaminant GAC PTA (0),¢

15972-60-8 ... Alachlor

116-06-3 ... Aldicarb

1646-88-4 . Aldicarb sulfone
1646-87-3 . Aldicarb sulfoxide
1912-24-9 . Atrazine

71-43-2 ... Benzene ....

50-32-8 ..... Benzo[a]pyrene .
1563-66—-2 . Carbofuran .........
56-23-5 ... Carbon tetrachloride
57-74-9 . Chlordane .........

75-99-0 . Dalapon .

94-75-7 . 2,4-D
103-23-1 Di (2- ethylhexyl) adipate ...
117-81-7 Di (2-ethylhexyl) phthalate
96-12-8 . Dibromochloropropane (DB
95-50-1 o-Dichlorobenzene
106-46-7 para-Dichlorobenzene .....

XXX XXXXXXXXXXXXXX
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BAT FOR ORGANIC CONTAMINANTS LISTED IN § 141.61 (a) AND (c)—Continued
CAS No. Contaminant GAC PTA (0),4
107-06-2 .. 1,2-Dichloroethane e ——————
75-35—4 . 1,1-Dichloroethylene ...
156-59-2 cis-1,2-Dichloroethylene

156-60-5
75-09-2 ...
78-87-5 ...
88-85-7 .
85-00-7 .
145-73-3 ..
72-20-8 ...
100-41-4
106-93-4 ..
1071-83-6
76-44-8 ...
1024-57-3
118-74-1
77-47-3 ...
58-89-9 .
72-43-5 .
108-90-7 ..

23135-22-0 .
87-86-5 ...
1918-02-1
1336-36-3
122-34-9 ..
100-42-5 ..
1746-01-6
127-18-4 ..
108-88-3 ..
8001-35-2
93-72-1 ...
120-82-1 ..
71-55-6 .
79-00-5 .
79-01-6 ...
75-01-4 ...
1330-20-7

trans-1,2-Dichloroethylene
Dichloromethane

1,2-Dichloropropane
Dinoseb ............
Diquat .
Endothall ...........
Endrin e ————————
Ethylbenzene ..
Ethylene Dibromide (EDB)
Gylphosate ........

Heptachlor ..
Heptachlor epox1de . . "
Hexachlorobenzene ...
Hexachlorocyclopentadiene

Lindane ............
Methoxychlor ...
Monochlorobenzene
Oxamyl (Vydate)
Pentachlorophenol
Picloram ............
Polychlorinated blphenyls (PCB)
Simazine . .

Styrene ...
2,3,7,8-TCDD (Dloxm)
Tetrachloroethylene ..
Toluene .
Toxaphene .
2,4,5-TP (Sllvex)
1,2,4-Trichlorobenzene ..
1,1,1-Trichloroethane .
1,1,2-Trichloroethane .
Trichloroethylene
Vinyl chloride ...

Xylene ...............

Xi XXXXXXXXXXXXXXXXXXXXXX: XXXXXXX: XXXX

XXX XXX

(c) The following maximum contami-
nant levels for synthetic organic con-

taminants apply to community water

systems and non-transient, non-com-
munity water systems:

CAS No. Contaminant MCL (mg/l)
(1) 15972-60-8 Alachlor ... 0.002
(2) 116-06-3 . Aldicarb .. 0.003
(3) 1646-87— 3 Aldicarb sulfo><|de . 0.004
(4) 1646-87—-4 Aldicarb sulfone ... 0.002
(5) 1912-24-9 Atrazine ....... 0.003
(6) 1563-66—-2 Carbofuran 0.04
(7) 57-74-9 . Chlordane ... 0.002
(8) 96-12-8 . leromochloropropane 0.0002
(9) 94-75-7 2,4-D ... . 0.07
(10) 106-93—4 . Ethylene dibromide .. 0.00005
(11) 76-44-8 ... Heptachlor .. 0.0004
(12) 1024-57-3 Heptachlor epoxide 0.0002
(13) 58-89-9 ..... Lindane ..... 0.0002
(14) 72-43-5 ..... Methoxychlor 0.04
(15) 1336-36-3 Polychlorinated b|phenyls 0.0005
(16) 87-86-5 ..... Pentachlorophenol 0.001
(17) 8001-35-2 Toxaphene ........ccccciiiiiiiiiiicie 0.003
(18) 93-72-1 ... 2,45TP ... 0.05
(19) 50-32-8 ..... Benzo[a]pyrene 0.0002
(20) 75-99-0 ..... Dalapon ..... 0.2
(21) 103-23-1 . Di(2-ethylhexyl) adlpate . 0.4
(22) 117-81-7 . Di(2-ethylhexyl) phthalate 0.006
(23) 88-85—7 ..... Dinoseb ..... 0.007
(24) 85-00-7 ..... DIQUAL eoveoveeieeeeesesse e 0.02
(25) 145-73-3 . ENOtNAIl ...vvoveeeeeveciee et 0.1
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CAS No. Contaminant MCL (mg/l)

(26) 72-20-8 ..... ENdrin ..o 0.002
(27) 1071-53-6 Glyphosate .. 0.7
(28) 118-74-1 . Hexacholorbenzene ................ 0.001
(29) 77474 ... Hexachlorocyclopentadiene . 0.05
(30) 23135-22-0 Oxamyl (Vydate) ..................... . 0.2
(31) 1918-02-1 Picloram .... . 0.5
(32) 122-34-9 . Simazine .... . 0.004
(33) 1746-01-6 2,3,7,8-TCDD (DIiOXiN) ...cvcvrerriiiiieicicecceseeeeecea 3x10~8

[66 FR 3593, Jan. 30, 1991, as amended at 56 FR 30280, July 1, 1991; 57 FR 31846, July 17, 1992;

59 FR 34324, July 1, 1994]

§141.62 Maximum contaminant levels
for inorganic contaminants.

(a) [Reserved]

(b) The maximum contaminant levels
for inorganic contaminants specified in
paragraphs (b) (2)-(6), (b)(10), and (b)
(11)-(16) of this section apply to com-
munity water systems and non-tran-
sient, non-community water systems.
The maximum contaminant level spec-
ified in paragraph (b)(1) of this section
only applies to community water sys-
tems. The maximum contaminant lev-
els specified in (b)(7), (b)(8), and (b)(9)
of this section apply to community
water systems; non-transient, non-
community water systems; and tran-
sient non-community water systems.

Contaminant MCL (mg/l)

(1) Fluoride 4.0

(2) Asbestos ... 7 Million Fibers/liter (longer
than 10 um).

(3) 2

(4) 0.005

(5) 0.1

(6) Mercury . 0.002

(7) Nitrate 10 (as Nitrogen)

(8) Nitrite ..... 1 (as Nitrogen)

(9) Total Nitrate and Nitrite .... | 10 (as Nitrogen)

(10) Selenium 0.05

(11) Antimony . 0.006

(12) Beryllium .... | 0.004

(13) Cyanide (as free Cya- 0.2
nide).

(14) [Reserved).

(15) Thallium ... 0.002

(16) Arsenic ... 0.010

(¢c) The Administrator, pursuant to
section 1412 of the Act, hereby identi-
fies the following as the best tech-
nology, treatment technique, or other
means available for achieving compli-
ance with the maximum contaminant
levels for inorganic contaminants iden-
tified in paragraph (b) of this section,
except fluoride:

BAT FOR INORGANIC COMPOUNDS LISTED IN
SECTION 141.62(b)

Chemical Name BAT(s)

ANtIMONY ..ot 2,7
Arsenic4 .. 1,2,5,6,7,9,

125
Asbestos .. 2,38
Barium ..... 5,6,7,9
Beryllium .. 1,2,5,6,7
Cadmium . 2,56,7
Chromium 2,5,62,7
Cyanide .... 57,13
Mercury 2146171
Nickel ... 56,7
Nitrate .. 57,9
Nitrite ... 5,7
Selenium .. 1,2%,6,7,9
Thallium ... 1,5

1BAT only if influent Hg concentrations <10pg/1.

2BAT for Chromium Il only.

3BAT for Selenium IV only.

4BATSs for Arsenic V. Pre-oxidation may be required to con-
vert Arsenic lll to Arsenic V.

5To obtain high removals, iron to arsenic ratio must be at
least 20:1.

Key to BATS in Table

1 = Activated Alumina

2 = Coagulation/Filtration (not BAT for sys-
tems < 500 service connections)

3 = Direct and Diatomite Filtration

4 = Granular Activated Carbon

5 = Ion Exchange

6 = Lime Softening (not BAT for systems
<500 service connections)

7 = Reverse Osmosis

8 = Corrosion Control

9 = Electrodialysis

10 = Chlorine

11 = Ultraviolet

12 = Oxidation/Filtration

13 = Alkaline Chlorination (pH 28.5)

(d) The Administrator, pursuant to
section 1412 of the Act, hereby identi-
fies in the following table the afford-
able technology, treatment technique,
or other means available to systems
serving 10,000 persons or fewer for
achieving compliance with the max-
imum contaminant level for arsenic:

447



§141.63

SMALL SYSTEM COMPLIANCE TECHNOLOGIES
(SSCTS) ' FOR ARSENIC 2

Small system compliance Affordable for listed small

technology system categories 3
Activated Alumina (central- All size categories.
ized).
Activated Alumina (Point-of- All size categories.
Use) 4.

501-3,300, 3,301-10,000.
501-3,300, 3,301-10,000.

Coagulation/Filtrations ...........

Coagulation-assisted Micro-
filtration.

Electrodialysis reversal® ........

Enhanced coagulation/filtra-
tion.

Enhanced lime softening
(pH> 10.5).

lon Exchange

Lime Softening® .

Oxidation/Filtration7 ...

Reverse Osmosis (central-
ized) 6.

Reverse Osmosis (Point-of-
Use) 4.

1Section 1412(b)(4)(E)(ii) of SDWA specifies that SSCTs
must be affordable and technically feasible for small systems.

28SCTs for Arsenic V. Pre-oxidation may be required to
convert Arsenic Ill to Arsenic V.

3The Act (ibid.) specifies three categories of small systems:
(i) those serving 25 or more, but fewer than 501, (ii) those
serving more than 500, but fewer than 3,301, and (iii) those
serving more than 3,300, but fewer than 10,001.

4When POU or POE devices are used for compliance, pro-

501-3,300, 3,301-10,000.
All size categories

All size categories.

All size categories.
501-3,300, 3,301-10,000.
All size categories.
501-3,300, 3,301-10,000.

All size categories.

grams to ensure proper long-term operation, maintenance,
and monitoring must be provided by the water system to en-
sure adequate performance.

5Unlikely to be installed solely for arsenic removal. May re-
quire pH adjustment to optimal range if high removals are
needed.

6Technologies reject a large volume of water—may not be
appropriate for areas where water quantity may be an issue.

7To obtain high removals, iron to arsenic ratio must be at
least 20:1.

[66 FR 3594, Jan. 30, 1991, as amended at 56
FR 30280, July 1, 1991; 57 FR 31847, July 17,
1992; 59 FR 34325, July 1, 1994; 60 FR 33932,
June 29, 1995; 66 FR 7063, Jan. 22, 2001; 68 FR
14506, Mar. 25, 2003; 69 FR 38855, June 29, 2004]

§141.63 Maximum contaminant levels
(MCLs) for microbiological contami-
nants.

(a) The MCL is based on the presence
or absence of total coliforms in a sam-
ple, rather than coliform density.

(1) For a system which collects at
least 40 samples per month, if no more
than 5.0 percent of the samples col-
lected during a month are total coli-
form-positive, the system is in compli-
ance with the MCL for total coliforms.

(2) For a system which collects fewer
than 40 samples/month, if no more than
one sample collected during a month is
total coliform-positive, the system is
in compliance with the MCL for total
coliforms.

(b) Any fecal coliform-positive repeat
sample or E. coli-positive repeat sam-

40 CFR Ch. | (7-1-11 Edition)

ple, or any total coliform-positive re-
peat sample following a fecal coliform-
positive or E. coli-positive routine sam-
ple constitutes a violation of the MCL
for total coliforms. For purposes of the
public notification requirements in
subpart Q, this is a violation that may
pose an acute risk to health.

(c) A public water system must deter-
mine compliance with the MCL for
total coliforms in paragraphs (a) and
(b) of this section for each month in
which it is required to monitor for
total coliforms.

(d) The Administrator, pursuant to
section 1412 of the Act, hereby identi-
fies the following as the best tech-
nology, treatment techniques, or other
means available for achieving compli-
ance with the maximum contaminant
level for total coliforms in paragraphs
(a) and (b) of this section:

(1) Protection of wells from contami-
nation by coliforms by appropriate
placement and construction;

(2) Maintenance of a disinfectant re-
sidual throughout the distribution sys-
tem;

(3) Proper maintenance of the dis-
tribution system including appropriate
pipe replacement and repair proce-
dures, main flushing programs, proper
operation and maintenance of storage
tanks and reservoirs, and continual
maintenance of positive water pressure
in all parts of the distribution system;

(4) Filtration and/or disinfection of
surface water, as described in subpart
H, or disinfection of ground water
using strong oxidants such as chlorine,
chlorine dioxide, or ozone; and

(5) For systems using ground water,
compliance with the requirements of
an EPA-approved State Wellhead Pro-
tection Program developed and imple-
mented under section 1428 of the
SDWA.

[64 FR 27566, June 29, 1989; 55 FR 25064, June
19, 1990, as amended at 65 FR 26022, May 4,
2000]

§141.64 Maximum contaminant levels
for disinfection byproducts.

(a) Bromate and chlorite. The max-
imum contaminant levels (MCLs) for
bromate and chlorite are as follows:

Disinfection byproduct MCL (mg/L)

Bromate ...... 0.010
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Disinfection byproduct MCL (mg/L)

Disinfection byproduct Best available technology

Chlorite ........ 1.0

(1) Compliance dates for CWSs and
NTNCWSs. Subpart H systems serving
10,000 or more persons must comply
with this paragraph (a) beginning Jan-
uary 1, 2002. Subpart H systems serving
fewer than 10,000 persons and systems
using only ground water not under the
direct influence of surface water must
comply with this paragraph (a) begin-
ning January 1, 2004.

(2) The Administrator, pursuant to
section 1412 of the Act, hereby identi-
fies the following as the best tech-
nology, treatment techniques, or other
means available for achieving compli-
ance with the maximum contaminant
levels for bromate and chlorite identi-
fied in this paragraph (a):

Disinfection :
byproduct Best available technology
Bromate .... | Control of ozone treatment process to reduce
production of bromate
Chlorite ...... Control of treatment processes to reduce dis-

infectant demand and control of disinfection
treatment processes to reduce disinfectant
levels

(b) TTHM and HAA5. (1) Subpart L—
RAA compliance. (i) Compliance dates.
Subpart H systems serving 10,000 or
more persons must comply with this
paragraph (b)(1) beginning January 1,
2002. Subpart H systems serving fewer
than 10,000 persons and systems using
only ground water not under the direct
influence of surface water must comply
with this paragraph (b)(1) beginning
January 1, 2004. All systems must com-
ply with these MCLs until the date
specified for subpart V compliance in
§141.620(c).

Disinfection byproduct MCL (mg/L)
Total trihalomethanes (TTHM) .......ccccveininnnne 0.080
Haloacetic acids (five) (HAAS) ........cccccccervnnnes 0.060

(ii) The Administrator, pursuant to
section 1412 of the Act, hereby identi-
fies the following as the best tech-
nology, treatment techniques, or other
means available for achieving compli-
ance with the maximum contaminant
levels for TTHM and HAAS identified in
this paragraph (b)(1):

Total trihalomethanes (TTHM)
and Haloacetic acids (five)
(HAAS5).

Enhanced coagulation or en-
hanced softening or
GAC10, with chlorine as
the primary and residual
disinfectant

(2) Subpart V—LRAA compliance. (i)
Compliance dates. The subpart V MCLs
for TTHM and HAAb must be complied
with as a locational running annual av-
erage at each monitoring location be-
ginning the date specified for subpart V
compliance in §141.620(c).

Disinfection byproduct MCL (mg/L)
Total trihalomethanes (TTHM) .......ccccveininnnne 0.080
Haloacetic acids (five) (HAAS) .......cccceeurviins 0.060

(ii) The Administrator, pursuant to
section 1412 of the Act, hereby identi-
fies the following as the best tech-
nology, treatment techniques, or other
means available for achieving compli-
ance with the maximum contaminant
levels for TTHM and HAAS identified in
this paragraph (b)(2) for all systems
that disinfect their source water:

Disinfecth::rI byprod- Best available technology

Total Enhanced coagulation or enhanced
trihalomethanes softening, plus GAC10; or nanofiltra-
(TTHM) and tion with a molecular weight cutoff
Haloacetic acids <1000 Daltons; or GAC20
(five) (HAA5).

(iii) The Administrator, pursuant to
section 1412 of the Act, hereby identi-
fies the following as the best tech-
nology, treatment techniques, or other
means available for achieving compli-
ance with the maximum contaminant
levels for TTHM and HAA5 identified in
this paragraph (b)(2) for consecutive
systems and applies only to the dis-
infected water that consecutive sys-
tems buy or otherwise receive:

DisinfectLocr: byprod- Best available technology

Total Systems serving >10,000: Improved
trihalomethanes distribution system and storage tank
(TTHM) and management to reduce residence
Haloacetic acids time, plus the use of chloramines for
(five) (HAAB). disinfectant residual maintenance

Systems serving <10,000: Improved
distribution system and storage tank
management to reduce residence
time

[71 FR 478, Jan. 4, 2006]
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§141.65 Maximum residual disinfect-
ant levels.

(a) Maximum residual disinfectant
levels (MRDLs) are as follows:

Disinfectant residual MRDL (mg/L)
Chlorine 4.0 (as Cl).
Chloramines ... 4.0 (as Cl).
Chlorine dioxide 0.8 (as CIO,).

(b) Compliance dates—(1) CWSs and
NTNCWSs. Subpart H systems serving
10,000 or more persons must comply
with this section beginning January 1,
2002. Subpart H systems serving fewer
than 10,000 persons and systems using
only ground water not under the direct
influence of surface water must comply
with this subpart beginning January 1,
2004.

(2) Transient NCWSs. Subpart H sys-
tems serving 10,000 or more persons and
using chlorine dioxide as a disinfectant
or oxidant must comply with the chlo-
rine dioxide MRDL beginning January
1, 2002. Subpart H systems serving
fewer than 10,000 persons and using
chlorine dioxide as a disinfectant or
oxidant and systems using only ground
water not under the direct influence of
surface water and using chlorine diox-
ide as a disinfectant or oxidant must
comply with the chlorine dioxide
MRDL beginning January 1, 2004.

(¢c) The Administrator, pursuant to
Section 1412 of the Act, hereby identi-
fies the following as the best tech-
nology, treatment techniques, or other
means available for achieving compli-
ance with the maximum residual dis-
infectant levels identified in paragraph
(a) of this section: control of treatment
processes to reduce disinfectant de-
mand and control of disinfection treat-
ment processes to reduce disinfectant
levels.

[63 FR 69465, Dec. 16, 1998, as amended at 66
FR 3776, Jan. 16, 2001]

§141.66 Maximum contaminant levels
for radionuclides.

(a) [Reserved]

(b) MCL for combined radium-226 and
-228. The maximum contaminant level
for combined radium-226 and radium-
228 is 5 pCi/Li. The combined radium-226
and radium-228 value is determined by
the addition of the results of the anal-
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ysis for radium-226 and the analysis for
radium-228.

(c) MCL for gross alpha particle activ-
ity (excluding radon and uranium). The
maximum contaminant level for gross
alpha particle activity (including ra-
dium-226 but excluding radon and ura-
nium) is 15 pCi/L.

(d) MCL for beta particle and photon
radioactivity. (1) The average annual
concentration of beta particle and pho-
ton radioactivity from man-made
radionuclides in drinking water must
not produce an annual dose equivalent
to the total body or any internal organ
greater than 4 millirem/year (mrem/
year).

(2) Except for the radionuclides listed
in table A, the concentration of man-
made radionuclides causing 4 mrem
total body or organ dose equivalents
must be calculated on the basis of 2
liter per day drinking water intake
using the 168 hour data list in ‘“‘Max-
imum Permissible Body Burdens and
Maximum Permissible Concentrations
of Radionuclides in Air and in Water
for Occupational Exposure,” NBS (Na-
tional Bureau of Standards) Handbook
69 as amended August 1963, U.S. De-
partment of Commerce. This incorpo-
ration by reference was approved by
the Director of the Federal Register in
accordance with 5 U.S.C. 552(a) and 1
CFR part b5l. Copies of this document
are available from the National Tech-
nical Information Service, NTIS ADA
280 282, U.S. Department of Commerce,
5285 Port Royal Road, Springfield, Vir-
ginia 22161. The toll-free number is 800-
5563-6847. Copies may be inspected at
EPA’s Drinking Water Docket, 401 M
Street, SW., Washington, DC 20460; or
at the National Archives and Records
Administration (NARA). For informa-
tion on the availability of this mate-
rial at NARA, call 202-741-6030, or go
to: hitp://www.archives.gov/
federal register/
code of federal regulations/
ibr _locations.html. If two or more
radionuclides are present, the sum of
their annual dose equivalent to the
total body or to any organ shall not ex-
ceed 4 mrem/year.
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TABLE A—AVERAGE ANNUAL CONCENTRATIONS
ASSUMED TO PRODUCE: A TOTAL BODY OR
ORGAN DOSE OF 4 MREM/YR

1. Radionuclide ..... Critical organ . pCi per liter
2. Tritium Total body . 20,000
3. Strontium-90 ..... Bone Marrow . 8

(e) MCL for uranium. The maximum
contaminant level for uranium is 30 pg/
L.

(f) Compliance dates. (1) Compliance
dates for combined radium-226 and -228,
gross alpha particle activity, gross
beta particle and photon radioactivity,
and uranium: Community water sys-
tems must comply with the MCLs list-
ed in paragraphs (b), (¢), (d), and (e) of
this section beginning December 8, 2003

§141.66

and compliance shall be determined in
accordance with the requirements of
§§141.25 and 141.26. Compliance with re-
porting requirements for the radio-
nuclides under appendix A to subpart O
and appendices A and B to subpart Q is
required on December 8, 2003.

(2) [Reserved]

(g) Best awvailable technologies (BATS)
for radionuclides. The Administrator,
pursuant to section 1412 of the Act,
hereby identifies as indicated in the
following table the best technology
available for achieving compliance
with the maximum contaminant levels
for combined radium-226 and -228, ura-
nium, gross alpha particle activity, and
beta particle and photon radioactivity.

TABLE B—BAT FOR COMBINED RADIUM-226 AND RADIUM-228, URANIUM, GROSS ALPHA PARTICLE
ACTIVITY, AND BETA PARTICLE AND PHOTON RADIOACTIVITY

Contaminant

BAT

. Combined radium-226 and radium-228
. Uranium

N =

Gross alpha particle activity (excluding Radon and Uranium)
Beta particle and photon radioactivity ..........c..ccceecieiiiininenns

Eal

lon exchange, reverse osmosis, lime softening.

lon exchange, reverse osmosis, lime softening, coagulation/fil-
tration.

Reverse osmosis.

lon exchange, reverse osmosis.

(h) Small systems compliance technologies list for radionuclides.

TABLE C—LIST OF SMALL SYSTEMS COMPLIANCE TECHNOLOGIES FOR RADIONUCLIDES AND
LIMITATIONS TO USE

Limitations .
Unit technologies (see foot- Operator skill level required ! Raw %%ﬁ;igg?;?%;gﬁge and
notes)

1. lon exchange (IE) .... @) Intermediate . All ground waters.

2. Point of use (POU?) IE .. () Basic ..... All ground waters.

3. Reverse osmosis (RO) ... ©) Advanced .. Surface waters usually require pre-
filtration.

4. POU2 RO (®) Basic .. Surface waters usually require pre-
filtration.

5. Lime softening (9) AdVanced ..o All waters.

6. Green sand filtration (©) Basic.

7. Co-precipitation with Barium sulfate () Intermediate to Advanced .............. Ground waters with suitable water
quality.

8. Electrodialysis/electrodialysis rever- | .........cccc.... Basic to Intermediate ..................... All ground waters.

sal.

9. Pre-formed hydrous Manganese 9) Intermediate ..........ccocceeiiiiiiiinns All ground waters.

oxide filtration.

10. Activated alumina .........cccccceeerenns @), () Advanced ... All  ground waters; competing
anion concentrations may affect
regeneration frequency.

11. Enhanced coagulationffiltration ...... () Advanced ... Can treat a wide range of water
qualities.

1National Research Council (NRC). Safe Water from Every Tap: Improving Water Service to Small Communities. National

Academy Press. Washington, D.C. 1997.

2A POU, or “point-of-use” technology is a treatment device installed at a single tap used for the purpose of reducing contami-
nants in drinking water at that one tap. POU devices are typically installed at the kitchen tap. See the April 21, 2000 NODA for

more details.
Limitations Footnotes: Technologies for Radionuclides:

aThe regeneration solution contains high concentrations of the contaminant ions. Disposal options should be carefully consid-

ered before choosing this technology.

bWhen POU devices are used for compliance, programs for long-term operation, maintenance, and monitoring must be pro-

vided by water utility to ensure proper performance.

cReject water disposal options should be carefully considered before choosing this technology. See other RO limitations de-

scribed in the SWTR Compliance Technologies Table.
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dThe combination of variable source water quality and the complexity of the water chemistry involved may make this tech-

nology too complex for small surface water systems.
e Removal efficiencies can vary depending on water quality.

fThis technology may be very limited in application to small systems. Since the process requires static mixing, detention ba-
sins, and filtration, it is most applicable to systems with sufficiently high sulfate levels that already have a suitable filtration treat-

ment train in place.

9This technology is most applicable to small systems that already have filtration in place.
hHandling of chemicals required during regeneration and pH adjustment may be too difficult for small systems without an ade-

quately trained operator.

i Assumes modification to a coagulation/filtration process already in place.

TABLE D—COMPLIANCE TECHNOLOGIES BY SYSTEM SIZE CATEGORY FOR RADIONUCLIDE NPDWR’s

Contaminant

Compliance technologies ! for system size categories
(population served)

3,300-10,000

25-500

501-3,300

1. Combined radium-226 and radium-228

2. Gross alpha particle activity ..................
3. Beta particle activity and photon activity
4. Uranium ...

[656 FR 76748, Dec. 7, 2000]

Subpart H—Filtration and
Disinfection

SOURCE: 54 FR 27527, June 29, 1989, unless
otherwise noted.

§141.70 General requirements.

(a) The requirements of this subpart
H constitute national primary drinking
water regulations. These regulations
establish criteria under which filtra-
tion is required as a treatment tech-
nique for public water systems supplied
by a surface water source and public
water systems supplied by a ground
water source under the direct influence
of surface water. In addition, these reg-
ulations establish treatment technique
requirements in lieu of maximum con-
taminant levels for the following con-
taminants: Giardia lamblia, viruses,
heterotrophic plate count bacteria,
Legionella, and turbidity. Each public
water system with a surface water
source or a ground water source under
the direct influence of surface water
must provide treatment of that source
water that complies with these treat-
ment technique requirements. The
treatment technique requirements con-
sist of installing and properly oper-
ating water treatment processes which
reliably achieve:

(1) At least 99.9 percent (3-log) re-
moval and/or inactivation of Giardia
lamblia cysts between a point where the
raw water is not subject to recontami-
nation by surface water runoff and a

point downstream before or at the first
customer; and

(2) At least 99.99 percent (4-log) re-
moval and/or inactivation of viruses
between a point where the raw water is
not subject to recontamination by sur-
face water runoff and a point down-
stream before or at the first customer.

(b) A public water system using a
surface water source or a ground water
source under the direct influence of
surface water is considered to be in
compliance with the requirements of
paragraph (a) of this section if:

(1) It meets the requirements for
avoiding filtration in §141.71 and the
disinfection requirements in §141.72(a);
or

(2) It meets the filtration require-
ments in §141.73 and the disinfection
requirements in §141.72(b).

(c) Bach public water system using a
surface water source or a ground water
source under the direct influence of
surface water must be operated by
qualified personnel who meet the re-
quirements specified by the State.

(d) Additional requirements for systems
serving at least 10,000 people. In addition
to complying with requirements in this
subpart, systems serving at least 10,000
people must also comply with the re-
quirements in subpart P of this part.

(e) Additional requirements for systems
serving fewer than 10,000 people. In addi-
tion to complying with requirements in
this subpart, systems serving fewer
than 10,000 people must also comply
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with the requirements in subpart T of
this part.

[64 FR 27527, June 29, 1989, as amended at 63
FR 69516, Dec. 16, 1998; 67 FR 1836, Jan. 14,
2002]

§141.71 Criteria for avoiding filtra-
tion.

A public water system that uses a
surface water source must meet all of
the conditions of paragraphs (a) and (b)
of this section, and is subject to para-
graph (c) of this section, beginning De-
cember 30, 1991, unless the State has
determined, in writing pursuant to
§1412(b)(7)(C)(iii), that filtration is re-
quired. A public water system that
uses a ground water source under the
direct influence of surface water must
meet all of the conditions of para-
graphs (a) and (b) of this section and is
subject to paragraph (c) of this section,
beginning 18 months after the State de-
termines that it is under the direct in-
fluence of surface water, or December
30, 1991, whichever is later, unless the
State has determined, in writing pursu-
ant to §1412(b)(7)(C)(iii), that filtration
is required. If the State determines in
writing pursuant to §1412(b)(7)(C)(iii)
before December 30, 1991, that filtra-
tion is required, the system must have
installed filtration and meet the cri-
teria for filtered systems specified in
§§141.72(b) and 141.73 by June 29, 1993.
Within 18 months of the failure of a
system using surface water or a ground
water source under the direct influence
of surface water to meet any one of the
requirements of paragraphs (a) and (b)
of this section or after June 29, 1993,
whichever is later, the system must
have installed filtration and meet the
criteria for filtered systems specified
in §§141.72(b) and 141.73.

(a) Source water quality conditions. (1)
The fecal coliform concentration must
be equal to or less than 20/100 ml, or the
total coliform concentration must be
equal to or less than 100/100 ml (meas-
ured as specified in §141.74 (a) (1) and
(2) and (b)(1)), in representative sam-
ples of the source water immediately
prior to the first or only point of dis-
infectant application in at least 90 per-
cent of the measurements made for the
6 previous months that the system
served water to the public on an ongo-
ing basis. If a system measures both

§141.71

fecal and total coliforms, the fecal coli-
form criterion, but not the total coli-
form criterion, in this paragraph must
be met.

(2) The turbidity level cannot exceed
5 NTU (measured as specified in §141.74
(a)(1) and (b)(2)) in representative sam-
ples of the source water immediately
prior to the first or only point of dis-
infectant application unless: (i) the
State determines that any such event
was caused by circumstances that were
unusual and unpredictable; and (ii) as a
result of any such event, there have
not been more than two events in the
past 12 months the system served
water to the public, or more than five
events in the past 120 months the sys-
tem served water to the public, in
which the turbidity level exceeded 5
NTU. An “‘event” is a series of consecu-
tive days during which at least one tur-
bidity measurement each day exceeds 5
NTU.

(b) Site-specific conditions. (1)(i) The
public water system must meet the re-
quirements of §141.72(a)(1) at least 11 of
the 12 previous months that the system
served water to the public, on an ongo-
ing basis, unless the system fails to
meet the requirements during 2 of the
12 previous months that the system
served water to the public, and the
State determines that at least one of
these failures was caused by cir-
cumstances that were unusual and un-
predictable.

(ii) The public water system must
meet the requirements of §141.72(a)(2)
at all times the system serves water to
the public.

(iii) The public water system must
meet the requirements of §141.72(a)(3)
at all times the system serves water to
the public unless the State determines
that any such failure was caused by
circumstances that were unusual and
unpredictable.

(iv) The public water system must
meet the requirements of §141.72(a)(4)
on an ongoing basis unless the State
determines that failure to meet these
requirements was not caused by a defi-
ciency in treatment of the source
water.

(2) The public water system must
maintain a watershed control program
which minimizes the potential for con-
tamination by Giardia lamblia cysts and
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viruses in the source water. The State
must determine whether the watershed
control program is adequate to meet
this goal. The adequacy of a program
to limit potential contamination by
Giardia lamblia cysts and viruses must
be based on: the comprehensiveness of
the watershed review; the effectiveness
of the system’s program to monitor
and control detrimental activities oc-
curring in the watershed; and the ex-
tent to which the water system has
maximized land ownership and/or con-
trolled land use within the watershed.
At a minimum, the watershed control
program must:

(i) Characterize the watershed hy-
drology and land ownership;

(ii) Identify watershed characteris-
tics and activities which may have an
adverse effect on source water quality;
and

(iii) Monitor the occurrence of activi-

ties which may have an adverse effect
on source water quality.
The public water system must dem-
onstrate through ownership and/or
written agreements with landowners
within the watershed that it can con-
trol all human activities which may
have an adverse impact on the micro-
biological quality of the source water.
The public water system must submit
an annual report to the State that
identifies any special concerns about
the watershed and how they are being
handled; describes activities in the wa-
tershed that affect water quality; and
projects what adverse activities are ex-
pected to occur in the future and de-
scribes how the public water system
expects to address them. For systems
using a ground water source under the
direct influence of surface water, an
approved wellhead protection program
developed under section 1428 of the Safe
Drinking Water Act may be used, if the
State deems it appropriate, to meet
these requirements.

(3) The public water system must be
subject to an annual on-site inspection
to assess the watershed control pro-
gram and disinfection treatment proc-
ess. Either the State or a party ap-
proved by the State must conduct the
on-site inspection. The inspection must
be conducted by competent individuals
such as sanitary and civil engineers,
sanitarians, or technicians who have

40 CFR Ch. | (7-1-11 Edition)

experience and knowledge about the
operation and maintenance of a public
water system, and who have a sound
understanding of public health prin-
ciples and waterborne diseases. A re-
port of the on-site inspection summa-
rizing all findings must be prepared
every year. The on-site inspection
must indicate to the State’s satisfac-
tion that the watershed control pro-
gram and disinfection treatment proc-
ess are adequately designed and main-
tained. The on-site inspection must in-
clude:

(i) A review of the effectiveness of
the watershed control program;

(ii) A review of the physical condi-
tion of the source intake and how well
it is protected;

(iii) A review of the system’s equip-
ment maintenance program to ensure
there is low probability for failure of
the disinfection process;

(iv) An inspection of the disinfection
equipment for physical deterioration;

(v) A review of operating procedures;

(vi) A review of data records to en-
sure that all required tests are being
conducted and recorded and disinfec-
tion is effectively practiced; and

(vii) Identification of any improve-
ments which are needed in the equip-
ment, system maintenance and oper-
ation, or data collection.

(4) The public water system must not
have been identified as a source of a
waterborne disease outbreak, or if it
has been so identified, the system must
have been modified sufficiently to pre-
vent another such occurrence, as deter-
mined by the State.

(6) The public water system must
comply with the maximum contami-
nant level (MCL) for total coliforms in
§141.63 at least 11 months of the 12 pre-
vious months that the system served
water to the public, on an ongoing
basis, unless the State determines that
failure to meet this requirement was
not caused by a deficiency in treat-
ment of the source water.

(6) The public water system must
comply with the requirements for
trihalomethanes in §§141.12 and 141.30
until December 31, 2001. After Decem-
ber 31, 2001, the system must comply

with the requirements for total
trihalomethanes, haloacetic acids
(five), bromate, chlorite, chlorine,
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chloramines, and chlorine dioxide in
subpart L of this part.

(c) Treatment technique violations. (1)
A system that (i) fails to meet any one
of the criteria in paragraphs (a) and (b)
of this section and/or which the State
has determined that filtration is re-
quired, in writing pursuant to
§1412(b)(7)(C)(iii), and (ii) fails to in-
stall filtration by the date specified in
the introductory paragraph of this sec-
tion is in violation of a treatment tech-
nique requirement.

(2) A system that has not installed
filtration is in violation of a treatment
technique requirement if:

(i) The turbidity level (measured as
specified in §141.74(a)(1) and (b)(2)) in a
representative sample of the source
water immediately prior to the first or
only point of disinfection application
exceeds 5 NTU; or

(ii) The system is identified as a
source of a waterborne disease out-
break.

[64 FR 27527, June 29, 1989, as amended at 63
FR 69516, Dec. 16, 1998; 66 FR 3776, Jan. 16,
2001; 69 FR 38855, June 29, 2004]

§141.72 Disinfection.

A public water system that uses a
surface water source and does not pro-
vide filtration treatment must provide
the disinfection treatment specified in
paragraph (a) of this section beginning
December 30, 1991, unless the State de-
termines that filtration is required in
writing pursuant to §1412 (b)(7)(C)(ii).
A public water system that uses a
ground water source under the direct
influence of surface water and does not
provide filtration treatment must pro-
vide disinfection treatment specified in
paragraph (a) of this section beginning
December 30, 1991, or 18 months after
the State determines that the ground
water source is under the influence of
surface water, whichever is later, un-
less the State has determined that fil-
tration is required in writing pursuant
to §1412(b)(7)(C)(iii). If the State has
determined that filtration is required,
the system must comply with any in-
terim disinfection requirements the
State deems necessary before filtration
is installed. A system that uses a sur-
face water source that provides filtra-
tion treatment must provide the dis-
infection treatment specified in para-
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graph (b) of this section beginnng June
29, 1993, or beginning when filtration is
installed, whichever is later. A system
that uses a ground water source under
the direct influence of surface water
and provides filtration treatment must
provide disinfection treatment as spec-
ified in paragraph (b) of this section by
June 29, 1993, or beginning when filtra-
tion is installed, whichever is later.
Failure to meet any requirement of
this section after the applicable date
specified in this introductory para-
graph is a treatment technique viola-
tion.

(a) Disinfection requirements for public
water systems that do mot provide filtra-
tion. Bach public water system that
does not provide filtration treatment
must provide disinfection treatment as
follows:

(1) The disinfection treatment must
be sufficient to ensure at least 99.9 per-
cent (3-log) inactivation of Giardia
lamblia cysts and 99.99 percent (4-log)
inactivation of viruses, every day the
system serves water to the public, ex-
cept any one day each month. Each day
a system serves water to the public,
the public water system must calculate
the CT value(s) from the system’s
treatment parameters, using the proce-
dure specified in §141.74(b)(3), and de-
termine whether this value(s) is suffi-
cient to achieve the specified inactiva-
tion rates for Giardia lamblia cysts and
viruses. If a system uses a disinfectant
other than chlorine, the system may
demonstrate to the State, through the
use of a State-approved protocol for on-
site disinfection challenge studies or
other information satisfactory to the
State, that CTeo values other than
those specified in tables 2.1 and 3.1 in
§141.74(b)(3) or other operational pa-
rameters are adequate to demonstrate
that the system is achieving minimum
inactivation rates required by para-
graph (a)(1) of this section.

(2) The disinfection system must
have either (i) redundant components,
including an auxiliary power supply
with automatic start-up and alarm to
ensure that disinfectant application is
maintained continuously while water
is being delivered to the distribution
system, or (ii) automatic shut-off of de-
livery of water to the distribution sys-
tem whenever there is less than 0.2 mg/

455



§141.72

1 of residual disinfectant concentration
in the water. If the State determines
that automatic shut-off would cause
unreasonable risk to health or inter-
fere with fire protection, the system
must comply with paragraph (a)(2)(i) of
this section.

(3) The residual disinfectant con-
centration in the water entering the
distribution system, measured as speci-
fied in §141.74 (a)(2) and (b)(5), cannot
be less than 0.2 mg/l1 for more than 4
hours.

(4)(i) The residual disinfectant con-
centration in the distribution system,
measured as total chlorine, combined
chlorine, or chlorine dioxide, as speci-
fied in §141.74 (a)(2) and (b)(6), cannot
be undetectable in more than 5 percent
of the samples each month, for any two
consecutive months that the system
serves water to the public. Water in the
distribution system with a
heterotrophic bacteria concentration
less than or equal to 500/ml, measured
as heterotrophic plate count (HPC) as
specified in §141.74(a)(1), is deemed to
have a detectable disinfectant residual
for purposes of determining compliance
with this requirement. Thus, the value
“V” in the following formula cannot
exceed 5 percent in one month, for any
two consecutive months.

V= c+d+e
a+b

x100

where:

a=number of instances where the residual
disinfectant concentration is measured;

b=number of instances where the residual
disinfectant concentration is not measured
but heterotrophic bacteria plate count
(HPC) is measured;

c=number of instances where the residual
disinfectant concentration is measured but
not detected and no HPC is measured;

d=number of instances where the residual
disinfectant concentration is measured but
not detected and where the HPC is >500/ml;
and

e=number of instances where the residual
disinfectant concentration is not measured
and HPC is >500/ml.

(ii) If the State determines, based on
site-specific considerations, that a sys-
tem has no means for having a sample
transported and analyzed for HPC by a
certified laboratory under the requisite
time and temperature conditions speci-
fied by §141.74(a)(1) and that the sys-
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tem is providing adequate disinfection
in the distribution system, the require-
ments of paragraph (a)(4)(i) of this sec-
tion do not apply to that system.

(b) Disinfection requirements for public
water systems which provide filtration.
Each public water system that provides
filtration treatment must provide dis-
infection treatment as follows.

(1) The disinfection treatment must
be sufficient to ensure that the total
treatment processes of that system
achieve at least 99.9 percent (3-log) in-
activation and/or removal of Giardia
lamblia cysts and at least 99.99 percent
(4-log) inactivation and/or removal of
viruses, as determined by the State.

(2) The residual disinfectant con-
centration in the water entering the
distribution system, measured as speci-
fied in §141.74 (a)(2) and (c)(2), cannot
be less than 0.2 mg/l for more than 4
hours.

(3)(1) The residual disinfectant con-
centration in the distribution system,
measured as total chlorine, combined
chlorine, or chlorine dioxide, as speci-
fied in §141.74 (a)(2) and (c)(3), cannot
be undetectable in more than 5 percent
of the samples each month, for any two
consecutive months that the system
serves water to the public. Water in the
distribution system with a
heterotrophic bacteria concentration
less than or equal to 500/ml, measured
as heterotrophic plate count (HPC) as
specified in §141.74(a)(1), is deemed to
have a detectable disinfectant residual
for purposes of determining compliance
with this requirement. Thus, the value
“V” in the following formula cannot
exceed 5 percent in one month, for any
two consecutive months.

V= c+d+e
a+b

%100

where:

a=number of instances where the residual
disinfectant concentration is measured;

b=number of instances where the residual
disinfectant concentration is not measured
but heterotrophic bacteria plate count
(HPC) is measured;

c=number of instances where the residual
disinfectant concentration is measured but
not detected and no HPC is measured;

d=number of instances where no residual dis-
infectant concentration is detected and
where the HPC is >500/ml; and
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e=number of instances where the residual
disinfectant concentration is not measured
and HPC is >500/m1.

(ii) If the State determines, based on
site-specific considerations, that a sys-
tem has no means for having a sample
transported and analyzed for HPC by a
certified laboratory under the requisite
time and temperature conditions speci-
fied in §141.74(a)(1) and that the system
is providing adequate disinfection in
the distribution system, the require-
ments of paragraph (b)(3)(i) of this sec-
tion do not apply.

[64 FR 27527, June 29, 1989, as amended at 69
FR 38855, June 29, 2004]

§141.73 Filtration.

A public water system that uses a
surface water source or a ground water
source under the direct influence of
surface water, and does not meet all of
the criteria in §141.71 (a) and (b) for
avoiding filtration, must provide treat-
ment consisting of both disinfection, as
specified in §141.72(b), and filtration
treatment which complies with the re-
quirements of paragraph (a), (b), (c),
(d), or (e) of this section by June 29,
1993, or within 18 months of the failure
to meet any one of the criteria for
avoiding filtration in §141.71 (a) and
(b), whichever is later. Failure to meet
any requirement of this section after
the date specified in this introductory
paragraph is a treatment technique
violation.

(a) Conventional filtration treatment or
direct filtration. (1) For systems using
conventional filtration or direct filtra-
tion, the turbidity level of representa-
tive samples of a system’s filtered
water must be less than or equal to 0.5
NTU in at least 95 percent of the meas-
urements taken each month, measured
as specified in §141.74 (a)(1) and (c)(1),
except that if the State determines
that the system is capable of achieving
at least 99.9 percent removal and/or in-
activation of Giardia lamblia cysts at
some turbidity level higher than 0.5
NTU in at least 95 percent of the meas-
urements taken each month, the State
may substitute this higher turbidity
limit for that system. However, in no
case may the State approve a turbidity
limit that allows more than 1 NTU in
more than 5 percent of the samples

§141.73

taken each month, measured as speci-
fied in §141.74 (a)(1) and (c)(1).

(2) The turbidity level of representa-
tive samples of a system’s filtered
water must at no time exceed 5 NTU,
measured as specified in §141.74 (a)(1)
and (c)(1).

(3) Beginning January 1, 2002, sys-
tems serving at least 10,000 people must
meet the turbidity requirements in
§141.173(a).

(4) Beginning January 1, 2005, sys-
tems serving fewer than 10,000 people
must meet the turbidity requirements
in §§141.550 through 141.553.

(b) Slow sand filtration. (1) For sys-
tems using slow sand filtration, the
turbidity level of representative sam-
ples of a system’s filtered water must
be less than or equal to 1 NTU in at
least 95 percent of the measurements
taken each month, measured as speci-
fied in §141.74 (a)(1) and (c)(1), except
that if the State determines there is no
significant interference with disinfec-
tion at a higher turbidity level, the
State may substitute this higher tur-
bidity limit for that system.

(2) The turbidity level of representa-
tive samples of a system’s filtered
water must at no time exceed 5 NTU,
measured as specified in §141.74 (a)(1)
and (c)(1).

(c) Diatomaceous earth filtration. (1)
For systems using diatomaceous earth
filtration, the turbidity level of rep-
resentative samples of a system’s fil-
tered water must be less than or equal
to 1 NTU in at least 95 percent of the
measurements taken each month,
measured as specified in §141.74 (a)(1)
and (c)(1).

(2) The turbidity level of representa-
tive samples of a system’s filtered
water must at no time exceed 5 NTU,
measured as specified in §141.74 (a)(1)
and (c)(1).

(d) Other filtration technologies. A pub-
lic water system may use a filtration
technology not listed in paragraphs (a)
through (c) of this section if it dem-
onstrates to the State, using pilot
plant studies or other means, that the
alternative filtration technology, in
combination with disinfection treat-
ment that meets the requirements of
§141.72(b), consistently achieves 99.9
percent removal and/or inactivation of
Giardia lamblia cysts and 99.99 percent
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removal and/or inactivation of viruses.
For a system that makes this dem-
onstration, the requirements of para-
graph (b) of this section apply. Begin-
ning January 1, 2002, systems serving
at least 10,000 people must meet the re-
quirements for other filtration tech-
nologies in §141.173(b). Beginning Janu-
ary 14, 2005, systems serving fewer than
10,000 people must meet the require-
ments for other filtration technologies
in §141.550 through 141.553.

[564 FR 27527, June 29, 1989, as amended at 63
FR 69516, Dec. 16, 1998; 66 FR 3776, Jan. 16,
2001; 67 FR 1836, Jan. 14, 2002; 69 FR 38855,
June 29, 2004]

§141.74 Analytical and monitoring re-
quirements.

(a) Analytical requirements. Only the
analytical method(s) specified in this
paragraph, or otherwise approved by
EPA, may be used to demonstrate com-
pliance with §§141.71, 141.72 and 141.73.
Measurements for pH, turbidity, tem-
perature and residual disinfectant con-
centrations must be conducted by a
person approved by the State. Measure-
ment for total coliforms, fecal coli-
forms and HPC must be conducted by a
laboratory certified by the State or
EPA to do such analysis. Until labora-
tory certification criteria are devel-
oped for the analysis of fecal coliforms
and HPC, any laboratory certified for
total coliforms analysis by the State or
EPA is deemed certified for fecal coli-
forms and HPC analysis. The following
procedures shall be conducted in ac-
cordance with the publications listed
in the following section. This incorpo-
ration by reference was approved by
the Director of the Federal Register in
accordance with 5 U.S.C. 552(a) and 1
CFR part 51. Copies of the methods
published in Standard Methods for the
Examination of Water and Wastewater
may be obtained from the American
Public Health Association et al., 1015
Fifteenth Street, NW., Washington, DC
20005; copies of the Minimal Medium
ONPG-MUG Method as set forth in the
article ‘“National Field Evaluation of a
Defined Substrate Method for the Si-
multaneous Enumeration of Total Coli-
forms and Esherichia coli from Drinking
Water: Comparison with the Standard
Multiple Tube Fermentation Method”
(Edberg et al.), Applied and Environ-
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mental Microbiology, Volume 54, pp.
1595-1601, June 1988 (as amended under
Erratum, Applied and Environmental
Microbiology, Volume 54, p. 3197, De-
cember, 1988), may be obtained from
the American Water Works Association
Research Foundation, 6666 West Quincy
Avenue, Denver, Colorado, 80235; and
copies of the Indigo Method as set forth
in the article ‘‘Determination of Ozone
in Water by the Indigo Method’ (Bader
and Hoigne), may be obtained from
Ozone Science & Engineering,
Pergamon Press Ltd., Fairview Park,
Elmsford, New York 10523. Copies may
be inspected at the U.S. Environmental
Protection Agency, Room EB15, 401 M
St., SW., Washington, DC 20460 or at
the National Archives and Records Ad-
ministration (NARA). For information
on the availability of this material at
NARA, call 202-741-6030, or go to: http:/
www.archives.gov/federal register/

code of federal regulations/

ibr locations.html.

(1) Public water systems must con-
duct analysis of pH and temperature in
accordance with one of the methods
listed at §141.23(k)(1). Public water sys-
tems must conduct analysis of total
coliforms, fecal coliforms,
heterotrophic bacteria, and turbidity
in accordance with one of the following
analytical methods or one of the alter-
native methods listed in appendix A to
subpart C of this part and by using ana-
lytical test procedures contained in
Technical Notes on Drinking Water Meth-
ods, EPA-600/R-94-173, October 1994.
This document is available from the
National Service Center for Environ-
mental Publications (NSCEP), P.O. Box
42419, Cincinnati, OH 45242-0419 or
hitp://www.epa.gov/nscep/.

Organism Methodology Citation !

Total Coliform Fer-
mentation Tech-
nique 345,

Total Coliform
Membrane Filter
Technique®.

ONPG-MUG Test?

Fecal Coliform
Procedure 8.

Fecal Coliform Fil-
ter Procedure.

Pour Plate Method

Total Coliform?2 ..... 9221 A, B, C

9222 A, B, C

9223
Fecal Coliforms2 ... 9221 E
9222 D
Heterotrophic bac- 9215 B
teria2.
SimPlate 11.

Nephelometric

Method.

Turbidity 13 ............ 2130 B
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Organism Methodology Citation !
Nephelometric 180.1°9
Method.
Great Lakes In- Method 2 10
struments.
Hach FilterTrak .... | 1013312

The procedures shall be done in accordance with the docu-
ments listed below. The incorporation by reference of the fol-
lowing documents listed in footnotes 1, 6, 7 and 9-12 was ap-
proved by the Director of the Federal Register in accordance
with 5 U.S.C. 552(a) and 1 CFR part 51. Copies of the docu-
ments may be obtained from the sources listed below. Infor-
mation regarding obtaining these documents can be obtained
from the Safe Drinking Water Hotline at 800-426-4791. Doc-
uments may be inspected at EPA’s Drinking Water Docket,
1301 Constitution Avenue, NW., EPA West, Room B102,
Washington DC 20460 (Telephone: 202-566-2426); or at the
National Archives and Records Administration (NARA). For in-
formation on the availability of this material at NARA, call
202-741-6030, or go to:  http://www.archives.gov/
federal _register/code of federal _regulations/
ibr__locations.html.

1Except where noted, all methods refer to Standard Meth-
ods for the Examination of Water and Wastewater, 18th edi-
tion (1992), 19th edition (1995), or 20th edition (1998), Amer-
ican Public Health Association, 1015 Fifteenth Street, NW.,
Washington, DC 20005. The cited methods published in any
of these three editions may be used. In addition, the following
online versions may also be used: 2130 B-01, 9215 B-00,
9221 A, B, C, E-99, 9222 A, B, C, D-97, and 9223 B-97.
Standard Methods Online are available at http:/
www.standardmethods.org. The year in which each method
was approved by the Standard Methods Committee is des-
ignated by the last two digits in the method number. The
methods listed are the only Online versions that may be used.

2The time from sample collection to initiation of analysis
may not exceed 8 hours. Systems must hold samples below
10 deg. C during transit.

3Lactose broth, as commercially available, may be used in
lieu of lauryl tryptose broth, if the system conducts at least 25
parallel tests between this medium and lauryl tryptose broth
using the water normally tested, and this comparison dem-
onstrates that the false-positive rate and false-negative rate
for total coliform, using lactose broth, is less than 10 percent.

“Media should cover inverted tubes at least one-half to two-
thirds after the sample is added.

5No requirement exists to run the completed phase on 10
percent of all total coliform-positive confirmed tubes.

6MI| agar also may be used. Preparation and use of MI
agar is set forth in the article, “New medium for the simulta-
neous detection of total coliform and Escherichia coli in water”
by Brenner, K.P., et. al., 1993, Appl. Environ. Microbiol.
59:3534-3544. Also available from the Office of Water Re-
source Center (RC—4100T), 1200 Pennsylvania Avenue, NW.,
Washington DC 20460, EPA/600/J-99/225. Verification of
colonies is not required.

7The ONPG-MUG Test is also known as the Autoanalysis
Colilert System.

8 A—1 broth may be held up to 7 days in a tightly closed
screw cap tube at 4 °C.

§141.74

9“Methods for the Determination of Inorganic Substances in
Environmental Samples”, EPA/600/R-93/100, August 1993.
Available at NTIS, PB94-121811.

10GLlI Method 2, “Turbidity,” November 2, 1992, Great
Lakes Instruments, Inc., 8855 North 55th Street, Milwaukee,
WI 53223,

11 A description of the SimPlate method, “IDEXX SimPlate
TM HPC Test Method for Heterotrophs in Water,” November
2000, can be obtained from IDEXX Laboratories, Inc., 1
IDEXX Drive, Westbrook, ME 04092, telephone (800) 321—
0207.

12 A description of the Hach FilterTrak Method 10133, “De-
termination of Turbidity by Laser Nephelometry,” January
2000, Revision 2.0, can be obtained from; Hach Co., P.O.
Box 389, Loveland, CO 80539-0389, telephone: 800-227—
4224,

13Styrene divinyl benzene beads (e.g., AMCO-AEPA-1 or
equivalent) and stabilized formazin (e.g., Hach StablCal™ or
equivalent) are acceptable substitutes for formazin.

(2) Public water systems must meas-
ure residual disinfectant concentra-
tions with one of the analytical meth-
ods in the following table or one of the
alternative methods listed in appendix
A to subpart C of this part. If approved
by the State, residual disinfectant con-
centrations for free chlorine and com-
bined chlorine also may be measured
by using DPD colorimetric test kits. In
addition States may approve the use of
the ITS free chlorine test strip for the
determination of free chlorine. Use of
the test strips is described in Method
D99-003, ‘“Free Chlorine Species (HOCI1~
and OCl1—) by Test Strip,”” Revision 3.0,
November 21, 2003, available from In-
dustrial Test Systems, Inc., 1875
Langston St., Rock Hill, SC 29730. Free
and total chlorine residuals may be
measured continuously by adapting a
specified chlorine residual method for
use with a continuous monitoring in-
strument provided the chemistry, accu-
racy, and precision remain the same.
Instruments used for continuous moni-
toring must be calibrated with a grab
sample measurement at least every
five days, or with a protocol approved
by the State.
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(b) Monitoring requirements for systems
that do mot provide filtration. A public
water system that uses a surface water
source and does not provide filtration
treatment must begin monitoring, as
specified in this paragraph (b), begin-
ning December 31, 1990, unless the
State has determined that filtration is
required in writing pursuant to
§1412(b)(7)(C)(iii), in which case the
State may specify alternative moni-
toring requirements, as appropriate,
until filtration is in place. A public
water system that uses a ground water
source under the direct influence of
surface water and does not provide fil-
tration treatment must begin moni-
toring as specified in this paragraph (b)
beginning December 31, 1990, or 6
months after the State determines that
the ground water source is under the
direct influence of surface water,
whichever is later, unless the State has
determined that filtration is required
in writing pursuant to
§1412(b)(7)(C)(iii), in which case the
State may specify alternative moni-
toring requirements, as appropriate,
until filtration is in place.

(1) Fecal coliform or total coliform
density measurements as required by
§141.71(a)(1) must be performed on rep-
resentative source water samples im-
mediately prior to the first or only
point of disinfectant application. The
system must sample for fecal or total
coliforms at the following minimum
frequency each week the system serves
water to the public:

System size (persons served) 832553/
<500 ..o 1
501 to 3,300 2
3,301 10 10,000 ...coovmiiiiriiieicicice s 3
10,001 10 25,000 ...c.cvvviiiiiciicicie e 4
>25,000 ........ 5

1Must be taken on separate days.

Also, one fecal or total coliform den-
sity measurement must be made every
day the system serves water to the
public and the turbidity of the source
water exceeds 1 NTU (these samples
count towards the weekly coliform
sampling requirement) unless the State
determines that the system, for
logistical reasons outside the system’s
control, cannot have the sample ana-
lyzed within 30 hours of collection.

§141.74

(2) Turbidity measurements as re-
quired by §141.71(a)(2) must be per-
formed on representative grab samples
of source water immediately prior to
the first or only point of disinfectant
application every four hours (or more
frequently) that the system serves
water to the public. A public water sys-
tem may substitute continuous tur-
bidity monitoring for grab sample
monitoring if it validates the contin-
uous measurement for accuracy on a
regular basis using a protocol approved
by the State.

(3) The total inactivation ratio for
each day that the system is in oper-
ation must be determined based on the
CTyo values in tables 1.1-1.6, 2.1, and
3.1 of this section, as appropriate. The
parameters necessary to determine the
total inactivation ratio must be mon-
itored as follows:

(i) The temperature of the disinfected
water must be measured at least once
per day at each residual disinfectant
concentration sampling point.

(ii) If the system uses chlorine, the
pH of the disinfected water must be
measured at least once per day at each
chlorine residual disinfectant con-
centration sampling point.

(iii) The disinfectant contact time(s)
(““T”’) must be determined for each day
during peak hourly flow.

(iv) The residual disinfectant con-
centration(s) (‘‘C”’) of the water before
or at the first customer must be meas-
ured each day during peak hourly flow.

(v) If a system uses a disinfectant
other than chlorine, the system may
demonstrate to the State, through the
use of a State-approved protocol for on-
site disinfection challenge studies or
other information satisfactory to the
State, that CTeo values other than
those specified in tables 2.1 and 3.1 in
this section other operational param-
eters are adequate to demonstrate that
the system is achieving the minimum
inactivation rates required by
§141.72(a)(1).
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TABLE 1.1—CT VALUES (CTo90) FOR 99.9 PER-
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TABLE 1.3—CT VALUES (CT 99.9) FOR 99.9

CENT INACTIVATION OF GIARDIA LAMBLIA PERCENT INACTIVATION OF GIARDIA LAMBLIA

CysTs BY FREE CHLORINE AT 0.5 °C OR CysTs BY FREE CHLORINE AT 10.0 °C1—

LOWER Continued
Resid- pH Free pH

ual resid-
(mg/l) <6.0 6.5 7.0 7.5 8.0 8.5 <9.0 (rﬁglll) <6.0 6.5 7.0 75 8.0 8.5 <9.0
<04 .. 137 | 163 | 195| 237 | 277 | 329 390
0.6 .. 141 168 | 200 | 239 | 286 | 342 407 12 .. 80 95 114 | 137 | 166 | 200 240
0.8 ... 145 | 172 | 205 | 246 | 295 | 354 422 14 .. 82 98 | 116 | 140 170 | 206 247
1.0 ... 148 | 176 | 210 | 253 | 304 | 365 437 1.6 .. 83 99 119 144 | 174 | 211 253
12 .. 152 180 | 215 | 259 | 313 | 376 451 1.8 .. 86 | 101 122 147 | 179 | 215 259
14 .. 155 | 184 | 221 266 | 321 387 464 2.0 .. 87| 104 | 124 | 150 | 182 | 221 265
16 ... 157 | 189 | 226 | 273 | 329 | 397 477 22 .. 89| 105 127 | 153 | 186 | 225 271
18 ... 162 193 | 231 279 | 338 | 407 489 24 .. 90 | 107 | 129 157 | 190 | 230 276
2.0 ... 165 | 197 | 236 | 286 | 346 | 417 500 26 .. 92 110 | 131 160 194 | 234 281
22 .. 169 | 201 242 297 | 353 426 511 2.8 .. 93 111 134 163 197 239 287
24 .. 172 | 205 | 247 | 298| 361 435 522 3.0 .. 95| 113 | 137 | 166 | 201 243 292
gg """ };2 g?g ggs g?g ggg igg gig 1These CT values achieve greater than a 99.99 percent in-
PO activation of viruses. CT values between the indicated pH val-
30 ... 181 217 261 316 | 382 | 460 552 ues may be determined by linear interpolation. CT values be-

1These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be
determined by linear interpolation. If no interpolation is used,
use |t_|he CTog.0 value at the lower temperature and at the high-
er pH.

TABLE 1.2—CT VALUES (CT 99.9) FOR 99.9
PERCENT INACTIVATION OF GIARDIA LAMBLIA
CYSTS BY FREE CHLORINE AT 5.0 °C1

Free pH

resid-

(mugl/l) <60 | 65 | 70 | 75 | 80 | 85 | <9.0
<04 ... 97 117 139 166 198 236 279

100 | 120 | 143 | 171 | 204 | 244 291
103 | 122 | 146 | 175| 210 | 252 301
105 | 125 | 149 | 179 | 216 | 260 312
107 | 127 | 152 | 183 | 221 | 267 320
109 | 130 | 155 | 187 | 227 | 274 329
11 132 | 158 | 192 | 232 | 281 337
114 | 135| 162 | 196 | 238 | 287 345
116 | 138 | 165| 200 | 243 | 294 353
118 | 140 | 169 | 204 | 248 | 300 361
120 | 143 | 172 | 209 | 253 | 306 368
122 | 146 | 175| 213 | 258 | 312 375
124 | 148 | 178 | 217 | 263 | 318 382
126 | 151 182 | 221 | 268 | 324 389

P22 200
comohrvVOoO®

W NN
comor

1These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be
determined by linear interpolation. If no interpolation is used,
use the CTgoo value at the lower temperature, and at the
higher pH.

TABLE 1.3—CT VALUES (CT 99.) FOR 99.9
PERCENT INACTIVATION OF GIARDIA LAMBLIA
CYSTS BY FREE CHLORINE AT 10.0 °C1

Free pH

resid-

(mugl/l) <6.0 6.5 7.0 75 8.0 8.5 <9.0

<04 .. 73 88 104 125 149 177 209
06 .. 75 90| 107 | 128 | 153 | 183 218
0.8 .. 78 92| 110 | 131 158 | 189 226
1.0 .. 79 941 1121 1341 1621 195 234

tween the indicated temperatures of different tables may be
determined by linear interpolation. If no interpolation is used,
use the CTooo value at the lower temperature, and at the
higher pH.

TABLE 1.4—CT VALUES (CT 999) FOR 99.9
PERCENT INACTIVATION OF GIARDIA LAMBLIA
CYsTS BY FREE CHLORINE AT 15.0 °C1

Free pH

resid-

(m“g'/l) <60 | 65 | 70 | 75 | 80 | 85 | <9.0
<04 ... 49| 59| 70| 83| 99| 118| 140

50 60 72 86| 102 | 122 146
52 61 73 88| 105| 126 151
53 63 75 90 | 108 | 130 156
54 64 76 92 | 111 134 160
55 65 78 94| 114 | 137 165
56 66 79 96 | 116 | 141 169
57 68 81 98 | 119 | 144 173
58 69 83| 100 | 122| 147 177
59 70 85| 102 | 124 | 150 181
60 72 86| 105| 127 | 153 184
61 73 88| 107 | 129 | 156 188
62 74 89| 109 | 132| 159 191
63 76 91| 111 134 | 162 195

N2 a2 aaa00

N e v
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1These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be
determined by linear interpolation. If no interpolation is used,
use the CTooo value at the lower temperature, and at the
higher pH.

TABLE 1.5—CT VALUES (CTo90) FOR 99.9 PER-

CENT INACTIVATION OF GIARDIA LAMBLIA
CYSTs BY FREE CHLORINE AT 20°C!
Free pH
resici'i-
ual
(mgfy | <60 | 65 | 70 | 75 | 80 | 85 | <9.0
<04 .. 36| 44| 52| 62| 74| 89| 105
0.6 ... 38| 45| 54| 64| 77| 92| 109
0.8 ..... 39| 46| 55| 66| 79| 95| 113
1.0 ... 39| 47| 56| 67| 81 98| 117
1.2 ... 40| 48| 57| 69| 83| 100| 120
14 .. 41 49| 58| 70| 85| 103| 123
1.6 ... 42| 501 591 721 871 1051 126
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TABLE 1.5—CT VALUES (CTo90) FOR 99.9 PER-
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TABLE 1.6—CT VALUES (CTo90) FOR 99.9 PER-

CENT INACTIVATION OF GIARDIA LAMBLIA CENT INACTIVATION OF GIARDIA LAMBLIA
CysTs BY FREE CHLORINE AT 20°C'—Con- CysTs BY FREE CHLORINE AT 25°C' AND
tinued HIGHER
Free pH Free pH
resid- resid-
ual ual
(mg/l) <6.0 6.5 7.0 7.5 8.0 8.5 <9.0 (mg/l) <6.0 6.5 7.0 7.5 8.0 8.5 <9.0
1.8 ... 43 51 61 74 89| 108 129 <04 .. 24 29 35 42 50 59 70
20 .. 44| 52 62| 75| 91| 110 132 06 ... 25| 30| 36| 43| 51 61 73
22 ... 44| 53| 63| 77| 93| 113| 135 ?-g ----- gg 31 37 14 53 23 7g
24 ... 45| 54| 65| 78| 95| 115 138 1O 7| 4515 51 7
26 46 55 66 80 o7l 117 141 12 .. 27 32 38 46 55 67 80
DO 14 ... 27 33 39 47 57 69 82
28 ... 47 56 67 81 99 119 143 16 ... 28 33 40 48 58 70 84
3.0 ... 47 57 68 83 101 122 146 18 ... 29 34 41 49 60 72 86
1These CT values achieve greater than a 99.99 percent in- gg """ gg gg i; 2(1) g; ;g gg
activation of viruses. CT values between the indicated pH val- e
ues may be determined by linear interpolation. CT values be- 2.4 ... 3| 3| 43| 52| 63| 77 92
tween the indicated temperatures of different tables may be 26 .. 31 37 44 53 65 78 94
determined by linear interpolation. If no interpolation is used, 28 ... 31 37 45 54 66 80 96
use the CTooo value at the lower temperature, and at the 30 ... 32 38 46 55 67 81 97

higher pH.

1These CT values achieve greater than a 99.99 percent in-
activation of viruses. CT values between the indicated pH val-
ues may be determined by linear interpolation. CT values be-
tween the indicated temperatures of different tables may be
determined by linear interpolation. If no interpolation is used,
use the CTgoo value at the lower temperature, and at the
higher pH.

TABLE 2.1—CT VALUES (CTo9.9) FOR 99.9 PERCENT INACTIVATION OF GIARDIA LAMBLIA CYSTS BY
CHLORINE DIOXIDE AND OZONE 1

Temperature
<1°C 5°C 10°C 15°C 20°C >25°C
Chlorine dioxide ............... 63 26 23 19 15 11
Ozone .......... 2.9 1.9 1.4 0.95 0.72 0.48

1These CT values achieve greater than 99.99 percent inactivation of viruses. CT values between the indicated temperatures
may be determined by linear interpolation. If no interpolation is used, use the CTooo value at the lower temperature for deter-

mining CTooo values between indicated temperatures.

TABLE 3.1—CT VALUES (CT 99.9) FOR 99.9
PERCENT INACTIVATION OF GIARDIA LAMBLIA
CYSTS BY CHLORAMINES

Temperature
<1°C 5°C 10 °C 15°C 20 °C 25°C
3,800 2,200 1,850 1,500 1,100 750

1These values are for pH values of 6 to 9. These CT val-
ues may be assumed to achieve greater than 99.99 percent
inactivation of viruses only if chlorine is added and mixed in
the water prior to the addition of ammonia. If this condition is
not met, the system must demonstrate, based on on-site stud-
ies or other information, as approved by the State, that the
system is achieving at least 99.99 percent inactivation of vi-
ruses. CT values between the indicated temperatures may be
determined by linear interpolation. If no interpolation is used,
use the CTooo value at the lower temperature for determining
CToo values between indicated temperatures.

(4) The total inactivation ratio must
be calculated as follows:

(i) If the system uses only one point
of disinfectant application, the system

may determine the total inactivation
ratio based on either of the following
two methods:

(A) One inactivation ratio (CTcalc/
CTgo9) is determined before or at the
first customer during peak hourly flow
and if the CTcalc/CToo = 1.0, the 99.9
percent Giardia lamblia inactivation re-
quirement has been achieved; or

(B) Successive CTcalc/CTeo values,
representing sequential inactivation
ratios, are determined between the
point of disinfectant application and a
point before or at the first customer
during peak hourly flow. Under this al-
ternative, the following method must
be used to calculate the total inactiva-
tion ratio:
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1 Determine

40 CFR Ch. | (7-1-11 Edition)

CTeale for each sequence.

Too
Tcal Tcal
2 Add the CTeale values together(zwj
Tog9 CTyg 9
Tcal
@ 1Y [mj > 1.0, the 99.9 percent Giardia
CTyg

lamblia inactivation requirement has
been achieved.

(ii) If the system uses more than one
point of disinfectant application before
or at the first customer, the system
must determine the CT value of each
disinfection sequence immediately
prior to the next point of disinfectant
application during peak hourly flow.
The CTcalc/CTyo value of each se-
quence and

CTcalc
CToyg

must be calculated using the method in
paragraph (b)(4)(i)(B) of this section to
determine if the system is in compli-
ance with §141.72(a).

(iii) Although not required, the total
percent inactivation for a system with
one or more points of residual dis-
infectant concentration monitoring
may be calculated by solving the fol-
lowing equation:

Percent inactivation = 100 — ig?
Tcal
where z =3 X ztwj
CTygo

(56) The residual disinfectant con-
centration of the water entering the
distribution system must be monitored
continuously, and the lowest value
must be recorded each day, except that
if there is a failure in the continuous
monitoring equipment, grab sampling
every 4 hours may be conducted in lieu
of continuous monitoring, but for no
more than 5 working days following
the failure of the equipment, and sys-
tems serving 3,300 or fewer persons may
take grab samples in lieu of providing

continuous monitoring on an ongoing
basis at the frequencies prescribed
below:

System size by population Sa(:ggl?s/
<500 .....cceee. 1
501 to 1,000 >
1,001 to 2,500 3
2,501 to 3,300 4

1The day’s samples cannot be taken at the same time. The
sampling intervals are subject to State review and approval.

If at any time the residual disinfectant
concentration falls below 0.2 mg/l in a
system using grab sampling in lieu of
continuous monitoring, the system
must take a grab sample every 4 hours
until the residual concentration is
equal to or greater than 0.2 mg/1.

(6)(i) The residual disinfectant con-
centration must be measured at least
at the same points in the distribution
system and at the same time as total
coliforms are sampled, as specified in
§141.21, except that the State may
allow a public water system which uses
both a surface water source or a ground
water source under direct influence of
surface water, and a ground water
source, to take disinfectant residual
samples at points other than the total
coliform sampling points if the State
determines that such points are more
representative of treated (disinfected)
water quality within the distribution
system. Heterotrophic bacteria, meas-
ured as heterotrophic plate count
(HPC) as specified in paragraph (a)(3) of
this section, may be measured in lieu
of residual disinfectant concentration.

(ii) If the State determines, based on
site-specific considerations, that a sys-
tem has no means for having a sample
transported and analyzed for HPC by a
certified laboratory under the requisite
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time and temperature conditions speci-
fied by paragraph (a)(1) of this section
and that the system is providing ade-
quate disinfection in the distribution
system, the requirements of paragraph
(b)(6)(1) of this section do not apply to
that system.

(c) Monitoring requirements for systems
using filtration treatment. A public water
system that uses a surface water
source or a ground water source under
the influence of surface water and pro-
vides filtration treatment must mon-
itor in accordance with this paragraph
(c) beginning June 29, 1993, or when fil-
tration is installed, whichever is later.

(1) Turbidity measurements as re-
quired by §141.73 must be performed on
representative samples of the system’s
filtered water every four hours (or
more frequently) that the system
serves water to the public. A public
water system may substitute contin-
uous turbidity monitoring for grab
sample monitoring if it validates the
continuous measurement for accuracy
on a regular basis using a protocol ap-
proved by the State. For any systems
using slow sand filtration or filtration
treatment other than conventional
treatment, direct filtration, or diato-
maceous earth filtration, the State
may reduce the sampling frequency to
once per day if it determines that less
frequent monitoring is sufficient to in-
dicate effective filtration performance.
For systems serving 500 or fewer per-
sons, the State may reduce the tur-
bidity sampling frequency to once per
day, regardless of the type of filtration
treatment used, if the State deter-
mines that less frequent monitoring is
sufficient to indicate effective filtra-
tion performance.

(2) The residual disinfectant con-
centration of the water entering the
distribution system must be monitored
continuously, and the lowest value
must be recorded each day, except that
if there is a failure in the continuous
monitoring equipment, grab sampling
every 4 hours may be conducted in lieu
of continuous monitoring, but for no
more than 5 working days following
the failure of the equipment, and sys-
tems serving 3,300 or fewer persons may
take grab samples in lieu of providing
continuous monitoring on an ongoing

§141.74

basis at the frequencies each day pre-
scribed below:

System size by population Saégglfs/
+500 ............ 1
501 to 1,000 2
1,001 to 2,500 . 3
2,501 to 3,300 4

1The day’s samples cannot be taken at the same time. The
sampling intervals are subject to State review and approval.

If at any time the residual disinfectant
concentration falls below 0.2 mg/l in a
system using grab sampling in lieu of
continuous monitoring, the system
must take a grab sample every 4 hours
until the residual disinfectant con-
centration is equal to or greater than
0.2 mg/1.

(3)(i) The residual disinfectant con-
centration must be measured at least
at the same points in the distribution
system and at the same time as total
coliforms are sampled, as specified in
§141.21, except that the State may
allow a public water system which uses
both a surface water source or a ground
water source under direct influence of
surface water, and a ground water
source to take disinfectant residual
samples at points other than the total
coliform sampling points if the State
determines that such points are more
representative of treated (disinfected)
water quality within the distribution
system. Heterotrophic bacteria, meas-
ured as heterotrophic plate count
(HPC) as specified in paragraph (a)(1) of
this section, may be measured in lieu
of residual disinfectant concentration.

(ii) If the State determines, based on
site-specific considerations, that a sys-
tem has no means for having a sample
transported and analyzed for HPC by a
certified laboratory under the requisite
time and temperature conditions speci-
fied by paragraph (a)(1) of this section
and that the system is providing ade-
quate disinfection in the distribution
system, the requirements of paragraph
(c)(3)(1) of this section do not apply to
that system.

[64 FR 27527, June 29, 1989, as amended at 59
FR 62470, Dec. 5, 1994; 60 FR 34086, June 29,
1995; 64 FR 67465, Dec. 1, 1999; 67 FR 65252,
Oct. 23, 2002; 67 FR 65901, Oct. 29, 2002; 69 FR
38856, June 29, 2004; 72 FR 11247, Mar. 12, 2007;
74 FR 30958, June 29, 2009]
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§141.75 Reporting and recordkeeping
requirements.

(a) A public water system that uses a
surface water source and does not pro-
vide filtration treatment must report
monthly to the State the information
specified in this paragraph (a) begin-
ning December 31, 1990, unless the
State has determined that filtration is
required in writing pursuant to section
1412(b)(7)(C)(iii), in which case the
State may specify alternative report-
ing requirements, as appropriate, until
filtration is in place. A public water
system that uses a ground water source
under the direct influence of surface
water and does not provide filtration
treatment must report monthly to the
State the information specified in this
paragraph (a) beginning December 31,
1990, or 6 months after the State deter-
mines that the ground water source is
under the direct influence of surface
water, whichever is later, unless the
State has determined that filtration is
required in writing pursuant to
§1412(b)(7)(C)(iii), in which case the
State may specify alternative report-
ing requirements, as appropriate, until
filtration is in place.

(1) Source water quality information
must be reported to the State within 10
days after the end of each month the
system serves water to the public. In-
formation that must be reported in-
cludes:

(i) The cumulative number of months
for which results are reported.

(ii) The number of fecal and/or total
coliform samples, whichever are ana-
lyzed during the month (if a system
monitors for both, only fecal coliforms
must be reported), the dates of sample
collection, and the dates when the tur-
bidity level exceeded 1 NTU.

(iii) The number of samples during
the month that had equal to or less
than 20/100 ml fecal coliforms and/or
equal to or less than 100/100 ml total
coliforms, whichever are analyzed.

(iv) The cumulative number of fecal
or total coliform samples, whichever
are analyzed, during the previous six
months the system served water to the
public.

(v) The cumulative number of sam-
ples that had equal to or less than 20/
100 ml fecal coliforms or equal to or
less than 100/100 ml total coliforms,

40 CFR Ch. | (7-1-11 Edition)

whichever are analyzed, during the pre-
vious six months the system served
water to the public.

(vi) The percentage of samples that
had equal to or less than 20/100 m1 fecal
coliforms or equal to or less than 100/
100 ml total coliforms, whichever are
analyzed, during the previous six
months the system served water to the
public.

(vii) The maximum turbidity level
measured during the month, the date(s)
of occurrence for any measurement(s)
which exceeded 5 NTU, and the date(s)
the occurrence(s) was reported to the
State.

(viii) For the first 12 months of rec-
ordkeeping, the dates and cumulative
number of events during which the tur-
bidity exceeded 5 NTU, and after one
year of recordkeeping for turbidity
measurements, the dates and cumu-
lative number of events during which
the turbidity exceeded 5 NTU in the
previous 12 months the system served
water to the public.

(ix) For the first 120 months of rec-
ordkeeping, the dates and cumulative
number of events during which the tur-
bidity exceeded 5 NTU, and after 10
yvears of recordkeeping for turbidity
measurements, the dates and cumu-
lative number of events during which
the turbidity exceeded 5 NTU in the
previous 120 months the system served
water to the public.

(2) Disinfection information specified
in §141.74(b) must be reported to the
State within 10 days after the end of
each month the system serves water to
the public. Information that must be
reported includes:

(i) For each day, the lowest measure-
ment of residual disinfectant con-
centration in mg/l in water entering
the distribution system.

(ii) The date and duration of each pe-
riod when the residual disinfectant
concentration in water entering the
distribution system fell below 0.2 mg/l
and when the State was notified of the
occurrence.

(iii) The daily residual disinfectant
concentration(s) (in mg/l) and dis-
infectant contact time(s) (in minutes)
used for calculating the CT value(s).

(iv) If chlorine is used, the daily
measurement(s) of pH of disinfected
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water following each point of chlorine
disinfection.

(v) The daily measurement(s) of
water temperature in °C following each
point of disinfection.

(vi) The daily CTcalc and CTcalc/
CTyo values for each disinfectant
measurement or sequence and the sum
of all CTcalc/CTyo values ((CTcalc/
CTy99)) before or at the first customer.

(vii) The daily determination of
whether disinfection achieves adequate
Giardia cyst and virus inactivation, i.e.,
whether (CTcalc/CToo) is at least 1.0
or, where disinfectants other than
chlorine are used, other indicator con-
ditions that the State determines are
appropriate, are met.

(viii) The following information on
the samples taken in the distribution
system in conjunction with total coli-
form monitoring pursuant to §141.72:

(A) Number of instances where the
residual disinfectant concentration is
measured;

(B) Number of instances where the
residual disinfectant concentration is
not measured but heterotrophic bac-
teria plate count (HPC) is measured;

(C) Number of instances where the re-
sidual disinfectant concentration is
measured but not detected and no HPC
is measured;

(D) Number of instances where the
residual disinfectant concentration is
detected and where HPC is >500/ml;

(E) Number of instances where the
residual disinfectant concentration is
not measured and HPC is >500/ml;

(F) For the current and previous
month the system served water to the
public, the value of “V” in the fol-
lowing formula:

_ct+d+e
a+b

v x100

where:

a=the value in paragraph (a)(2)(viii)(A) of
this section,

b=the value in
this section,

c=the value in
this section,

d=the value in paragraph (a)2)(viii)(D) of
this section, and

e=the value in paragraph (a)(2)(viii)(E) of
this section.

(G) If the State determines, based on
site-specific considerations, that a sys-

paragraph (a)(2)(viii)(B) of

paragraph (a)(2)(viii)(C) of
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tem has no means for having a sample
transported and analyzed for HPC by a
certified laboratory under the requisite
time and temperature conditions speci-
fied by §141.74(a)(1) and that the sys-
tem is providing adequate disinfection
in the distribution system, the require-
ments of paragraph (a)(2)(viii) (A)-(F)
of this section do not apply to that sys-
tem.

(ix) A system need not report the
data listed in paragraphs (a)(2) (i), and
(iii)—(vi) of this section if all data listed
in paragraphs (a)(2) (i)—(viii) of this sec-
tion remain on file at the system, and
the State determines that:

(A) The system has submitted to the
State all the information required by
paragraphs (a)(2) (i)—(viii) of this sec-
tion for at least 12 months; and

(B) The State has determined that
the system is not required to provide
filtration treatment.

(3) No later than ten days after the
end of each Federal fiscal year (Sep-
tember 30), each system must provide
to the State a report which summa-
rizes its compliance with all watershed
control program requirements specified
in §141.71(b)(2).

(4) No later than ten days after the
end of each Federal fiscal year (Sep-
tember 30), each system must provide
to the State a report on the on-site in-
spection conducted during that year
pursuant to §141.71(b)(3), unless the on-
site inspection was conducted by the
State. If the inspection was conducted
by the State, the State must provide a
copy of its report to the public water
system.

(5)(1) Each system, upon discovering
that a waterborne disease outbreak po-
tentially attributable to that water
system has occurred, must report that
occurrence to the State as soon as pos-
sible, but no later than by the end of
the next business day.

(ii) If at any time the turbidity ex-
ceeds 5 NTU, the system must consult
with the primacy agency as soon as
practical, but no later than 24 hours
after the exceedance is known, in ac-
cordance with the public notification
requirements under §141.203(b)(3).

(iii) If at any time the residual falls
below 0.2 mg/l in the water entering the
distribution system, the system must
notify the State as soon as possible,
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but no later than by the end of the next
business day. The system also must no-
tify the State by the end of the next
business day whether or not the resid-
ual was restored to at least 0.2 mg/l
within 4 hours.

(b) A public water system that uses a
surface water source or a ground water
source under the direct influence of
surface water and provides filtration
treatment must report monthly to the
State the information specified in this
paragraph (b) beginning June 29, 1993,
or when filtration is installed, which-
ever is later.

(1) Turbidity measurements as re-
quired by §141.74(c)(1) must be reported
within 10 days after the end of each
month the system serves water to the
public. Information that must be re-
ported includes:

(i) The total number of filtered water
turbidity measurements taken during
the month.

(ii) The number and percentage of fil-
tered water turbidity measurements
taken during the month which are less
than or equal to the turbidity limits
specified in §141.73 for the filtration
technology being used.

(iii) The date and value of any tur-
bidity measurements taken during the
month which exceed 5 NTU.

(2) Disinfection information specified
in §141.74(c) must be reported to the
State within 10 days after the end of
each month the system serves water to
the public. Information that must be
reported includes:

(i) For each day, the lowest measure-
ment of residual disinfectant con-
centration in mg/l in water entering
the distribution system.

(ii) The date and duration of each pe-
riod when the residual disinfectant
concentration in water entering the
distribution system fell below 0.2 mg/l
and when the State was notified of the
occurrence.

(iii) The following information on the
samples taken in the distribution sys-
tem in conjunction with total coliform
monitoring pursuant to §141.72:

(A) Number of instances where the
residual disinfectant concentration is
measured;

(B) Number of instances where the
residual disinfectant concentration is
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not measured but heterotrophic bac-
teria plate count (HPC) is measured;

(C) Number of instances where the re-
sidual disinfectant concentration is
measured but not detected and no HPC
is measured;

(D) Number of instances where no re-
sidual disinfectant concentration is de-
tected and where HPC is >500/ml;

(E) Number of instances where the
residual disinfectant concentration is
not measured and HPC is >500/ml;

(F) For the current and previous
month the system serves water to the
public, the value of “V” in the fol-
lowing formula:

V= c+d+e
a+b

x100

where:

a=the value in paragraph (b)(2)(iii)(A) of this
section,

b=the value in paragraph (b)(2)(iii)(B) of this
section,

c=the value in paragraph (b)(2)(iii)(C) of this
section,

d=the value in paragraph (b)(2)(iii)(D) of this
section, and

e=the value in paragraph (b)(2)(iii)(E) of this
section.

(G) If the State determines, based on
site-specific considerations, that a sys-
tem has no means for having a sample
transported and analyzed for HPC by a
certified laboratory within the req-
uisite time and temperature conditions
specified by §141.74(a)(1) and that the
system is providing adequate disinfec-
tion in the distribution system, the re-
quirements of paragraph (b)(2)(iii) (A)-
(F) of this section do not apply.

(iv) A system need not report the
data listed in paragraph (b)(2)(i) of this
section if all data listed in paragraphs
(b)(2) (i)—(iii) of this section remain on
file at the system and the State deter-
mines that the system has submitted
all the information required by para-
graphs (b)(2) (i)—(iii) of this section for
at least 12 months.

(3)(i) Each system, upon discovering
that a waterborne disease outbreak po-
tentially attributable to that water
system has occurred, must report that
occurrence to the State as soon as pos-
sible, but no later than by the end of
the next business day.

(ii) If at any time the turbidity ex-
ceeds 5 NTU, the system must consult
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with the primacy agency as soon as
practical, but no later than 24 hours
after the exceedance is known, in ac-
cordance with the public notification
requirements under §141.203(b)(3).

(iii) If at any time the residual falls
below 0.2 mg/l in the water entering the
distribution system, the system must
notify the State as soon as possible,
but no later than by the end of the next
business day. The system also must no-
tify the State by the end of the next
business day whether or not the resid-
ual was restored to at least 0.2 mg/l
within 4 hours.

[564 FR 27527, June 29, 1989, as amended at 65
FR 26022, May 4, 2000; 69 FR 38856, June 29,
2004]

§141.76 Recycle provisions.

(a) Applicability. All subpart H sys-
tems that employ conventional filtra-
tion or direct filtration treatment and
that recycle spent filter backwash
water, thickener supernatant, or liq-
uids from dewatering processes must
meet the requirements in paragraphs
(b) through (d) of this section.

(b) Reporting. A system must notify
the State in writing by Decemeber 8,
2003, if the system recycles spent filter
backwash water, thickener super-
natant, or liquids from dewatering
processes. This notification must in-
clude, at a minimum, the information
specified in paragraphs (b)(1) and (2) of
this section.

(1) A plant schematic showing the or-
igin of all flows which are recycled (in-
cluding, but not limited to, spent filter
backwash water, thickener super-
natant, and liquids from dewatering
processes), the hydraulic conveyance
used to transport them, and the loca-
tion where they are re-introduced back
into the treatment plant.

(2) Typical recycle flow in gallons per
minute (gpm), the highest observed
plant flow experienced in the previous
year (gpm), design flow for the treat-
ment plant (gpm), and State-approved
operating capacity for the plant where
the State has made such determina-
tions.

(c) Treatment technique requirement.
Any system that recycles spent filter
backwash water, thickener super-
natant, or liquids from dewatering
processes must return these flows

§141.80

through the processes of a system’s ex-
isting conventional or direct filtration
system as defined in §141.2 or at an al-
ternate location approved by the State
by June 8, 2004. If capital improve-
ments are required to modify the recy-
cle location to meet this requirement,
all capital improvements must be com-
pleted no later than June 8, 2006.

(d) Recordkeeping. The system must
collect and retain on file recycle flow
information specified in paragraphs
(d)(1) through (6) of this section for re-
view and evaluation by the State be-
ginning June 8, 2004.

(1) Copy of the recycle notification
and information submitted to the
State under paragraph (b) of this sec-
tion.

(2) List of all recycle flows and the
frequency with which they are re-
turned.

(3) Average and maximum backwash
flow rate through the filters and the
average and maximum duration of the
filter backwash process in minutes.

(4) Typical filter run length and a
written summary of how filter run
length is determined.

(6) The type of treatment provided
for the recycle flow.

(6) Data on the physical dimensions
of the equalization and/or treatment
units, typical and maximum hydraulic
loading rates, type of treatment chemi-
cals used and average dose and fre-
quency of use, and frequency at which
solids are removed, if applicable.

[66 FR 31103, June 8, 2001]

Subpart I—Control of Lead and
Copper

SOURCE: 56 FR 26548, June 7, 1991, unless
otherwise noted.

§141.80 General requirements.

(a) Applicability and effective dates. (1)
The requirements of this subpart I con-
stitute the national primary drinking
water regulations for lead and copper.
Unless otherwise indicated, each of the
provisions of this subpart applies to
community water systems and non-
transient, non-community water sys-
tems (hereinafter referred to as ‘‘water
systems” or ‘‘systems’’).

(2) [Reserved]
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(b) Scope. These regulations establish
a treatment technique that includes re-
quirements for corrosion control treat-
ment, source water treatment, lead
service line replacement, and public
education. These requirements are
triggered, in some cases, by lead and
copper action levels measured in sam-
ples collected at consumers’ taps.

(c) Lead and copper action levels. (1)
The lead action level is exceeded if the
concentration of lead in more than 10
percent of tap water samples collected
during any monitoring period con-
ducted in accordance with §141.86 is
greater than 0.015 mg/L (i.e., if the
““90th percentile’ lead level is greater
than 0.015 mg/L).

(2) The copper action level is exceed-
ed if the concentration of copper in
more than 10 percent of tap water sam-
ples collected during any monitoring
period conducted in accordance with
§141.86 is greater than 1.3 mg/L (i.e., if
the ‘‘90th percentile” copper level is
greater than 1.3 mg/L).

(3) The 90th percentile lead and cop-
per levels shall be computed as follows:

(i) The results of all lead or copper
samples taken during a monitoring pe-
riod shall be placed in ascending order
from the sample with the lowest con-
centration to the sample with the high-
est concentration. Each sampling re-
sult shall be assigned a number, as-
cending by single integers beginning
with the number 1 for the sample with
the lowest contaminant 1level. The
number assigned to the sample with
the highest contaminant level shall be
equal to the total number of samples
taken.

(ii) The number of samples taken
during the monitoring period shall be
multiplied by 0.9.

(iii) The contaminant concentration
in the numbered sample yielded by the
calculation in paragraph (c)(3)(ii) is the
90th percentile contaminant level.

(iv) For water systems serving fewer
than 100 people that collect 5 samples
per monitoring period, the 90th per-
centile is computed by taking the aver-
age of the highest and second highest
concentrations.

(v) For a public water system that
has been allowed by the State to col-
lect fewer than five samples in accord-
ance with §141.86(c), the sample result
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with the highest concentration is con-
sidered the 90th percentile value.

(d) Corrosion control treatment require-
ments. (1) All water systems shall in-
stall and operate optimal corrosion
control treatment as defined in §141.2.

(2) Any water system that complies
with the applicable corrosion control
treatment requirements specified by
the State under §§141.81 and 141.82 shall
be deemed in compliance with the
treatment requirement contained in
paragraph (d)(1) of this section.

(e) Source water treatment require-
ments. Any system exceeding the lead
or copper action level shall implement
all applicable source water treatment
requirements specified by the State
under §141.83.

(f) Lead service line replacement re-
quirements. Any system exceeding the
lead action level after implementation
of applicable corrosion control and
source water treatment requirements
shall complete the lead service line re-
placement requirements contained in
§141.84.

(g) Public education requirements. Pur-
suant to §141.85, all water systems
must provide a consumer notice of lead
tap water monitoring results to per-
sons served at the sites (taps) that are
tested. Any system exceeding the lead
action level shall implement the public
education requirements.

(h) Monitoring and analytical require-
ments. Tap water monitoring for lead
and copper, monitoring for water qual-
ity parameters, source water moni-
toring for lead and copper, and anal-
yses of the monitoring results under
this subpart shall be completed in com-
pliance with §§141.86, 141.87, 141.88, and
141.89.

(i) Reporting requirements. Systems
shall report to the State any informa-
tion required by the treatment provi-
sions of this subpart and §141.90.

(j) Recordkeeping requirements. Sys-
tems shall maintain records in accord-
ance with §141.91.

(k) Violation of national primary drink-
ing water regulations. Failure to comply
with the applicable requirements of
§§141.80-141.91, including requirements
established by the State pursuant to
these provisions, shall constitute a vio-
lation of the national primary drinking
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water regulations for lead and/or cop-
per.

[66 FR 26548, June 7, 1991; 57 FR 28788, June
29, 1992, as amended at 72 FR 57814, Oct. 10,
2007]

§141.81 Applicability of corrosion con-
trol treatment steps to small, me-
dium-size and large water systems.

(a) Systems shall complete the appli-
cable corrosion control treatment re-
quirements described in §141.82 by the
deadlines established in this section.

(1) A large system (serving >50,000
persons) shall complete the corrosion
control treatment steps specified in
paragraph (d) of this section, unless it
is deemed to have optimized corrosion
control under paragraph (b)(2) or (b)(3)
of this section.

(2) A small system (serving <3300 per-
sons) and a medium-size system (serv-
ing >3,300 and <50,000 persons) shall
complete the corrosion control treat-
ment steps specified in paragraph (e) of
this section, unless it is deemed to
have optimized corrosion control under
paragraph (b)(1), (b)(2), or (b)(3) of this
section.

(b) A system is deemed to have opti-
mized corrosion control and is not re-
quired to complete the applicable cor-
rosion control treatment steps identi-
fied in this section if the system satis-
fies one of the criteria specified in
paragraphs (b)(1) through (b)(3) of this
section. Any such system deemed to
have optimized corrosion control under
this paragraph, and which has treat-
ment in place, shall continue to oper-
ate and maintain optimal corrosion
control treatment and meet any re-
quirements that the State determines
appropriate to ensure optimal corro-
sion control treatment is maintained.

(1) A small or medium-size water sys-
tem is deemed to have optimized corro-
sion control if the system meets the
lead and copper action levels during
each of two consecutive six-month
monitoring periods conducted in ac-
cordance with §141.86.

(2) Any water system may be deemed
by the State to have optimized corro-
sion control treatment if the system
demonstrates to the satisfaction of the
State that it has conducted activities
equivalent to the corrosion control
steps applicable to such system under
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this section. If the State makes this
determination, it shall provide the sys-
tem with written notice explaining the
basis for its decision and shall specify
the water quality control parameters
representing optimal corrosion control
in accordance with §141.82(f). Water
systems deemed to have optimized cor-
rosion control under this paragraph
shall operate in compliance with the
State-designated optimal water quality
control parameters in accordance with
§141.82(g) and continue to conduct lead
and copper tap and water quality pa-
rameter sampling in accordance with
§141.86(d)(3) and §141.87(d), respectively.
A system shall provide the State with
the following information in order to
support a determination under this
paragraph:

(i) The results of all test samples col-
lected for each of the water quality pa-
rameters in §141.82(c)(3).

(ii) A report explaining the test
methods used by the water system to
evaluate the corrosion control treat-
ments listed in §141.82(c)(1), the results
of all tests conducted, and the basis for
the system’s selection of optimal cor-
rosion control treatment;

(iii) A report explaining how corro-
sion control has been installed and how
it is being maintained to insure mini-
mal lead and copper concentrations at
consumers’ taps; and

(iv) The results of tap water samples
collected in accordance with §141.86 at
least once every six months for one
year after corrosion control has been
installed.

(3) Any water system is deemed to
have optimized corrosion control if it
submits results of tap water moni-
toring conducted in accordance with
§141.86 and source water monitoring
conducted in accordance with §141.88
that demonstrates for two consecutive
6-month monitoring periods that the
difference between the 90th percentile
tap water lead level computed under
§141.80(c)(3), and the highest source
water lead concentration is less than
the Practical Quantitation Level for
lead specified in §141.89(a)(1)(ii).

(i) Those systems whose highest
source water lead level is below the
Method Detection Limit may also be
deemed to have optimized corrosion
control under this paragraph if the 90th
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percentile tap water lead level is less
than or equal to the Practical Quan-
titation Level for lead for two consecu-
tive 6-month monitoring periods.

(ii) Any water system deemed to have
optimized corrosion control in accord-
ance with this paragraph shall con-
tinue monitoring for lead and copper at
the tap no less frequently than once
every three calendar years using the
reduced number of sites specified in
§141.86(c) and collecting the samples at
times and locations specified in
§141.86(d)(4)(iv). Any such system that
has not conducted a round of moni-
toring pursuant to §141.86(d) since Sep-
tember 30, 1997, shall complete a round
of monitoring pursuant to this para-
graph no later than September 30, 2000.

(iii) Any water system deemed to
have optimized corrosion control pur-
suant to this paragraph shall notify
the State in writing pursuant to
§141.90(a)(3) of any upcoming long-term
change in treatment or addition of a
new source as described in that section.
The State must review and approve the
addition of a new source or long-term
change in water treatment before it is
implemented by the water system. The
State may require any such system to
conduct additional monitoring or to
take other action the State deems ap-
propriate to ensure that such systems
maintain minimal levels of corrosion
in the distribution system.

(iv) As of July 12, 2001, a system is
not deemed to have optimized corro-
sion control under this paragraph, and
shall implement corrosion control
treatment pursuant to paragraph
(b)(3)(v) of this section unless it meets
the copper action level.

(v) Any system triggered into corro-
sion control because it is no longer
deemed to have optimized corrosion
control under this paragraph shall im-
plement corrosion control treatment in
accordance with the deadlines in para-
graph (e) of this section. Any such
large system shall adhere to the sched-
ule specified in that paragraph for me-
dium-size systems, with the time peri-
ods for completing each step being
triggered by the date the system is no
longer deemed to have optimized corro-
sion control under this paragraph.

(c) Any small or medium-size water
system that is required to complete the
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corrosion control steps due to its ex-
ceedance of the lead or copper action
level may cease completing the treat-
ment steps whenever the system meets
both action levels during each of two
consecutive monitoring periods con-
ducted pursuant to §141.86 and submits
the results to the State. If any such
water system thereafter exceeds the
lead or copper action level during any
monitoring period, the system (or the
State, as the case may be) shall recom-
mence completion of the applicable
treatment steps, beginning with the
first treatment step which was not pre-
viously completed in its entirety. The
State may require a system to repeat
treatment steps previously completed
by the system where the State deter-
mines that this is necessary to imple-
ment properly the treatment require-
ments of this section. The State shall
notify the system in writing of such a
determination and explain the basis for
its decision. The requirement for any
small- or medium-size system to imple-
ment corrosion control treatment steps
in accordance with paragraph (e) of
this section (including systems deemed
to have optimized corrosion control
under paragraph (b)(1) of this section)
is triggered whenever any small- or
medium-size system exceeds the lead
or copper action level.

(d) Treatment steps and deadlines for
large systems. Except as provided in
paragraph (b) (2) and (3) of this section,
large systems shall complete the fol-
lowing corrosion control treatment
steps (described in the referenced por-
tions of §§141.82, 141.86, and 141.87) by
the indicated dates.

(1) Step 1: The system shall conduct
initial monitoring (§141.86(d)(1) and
§141.87(b)) during two consecutive six-
month monitoring periods by January
1, 1993.

(2) Step 2: The system shall complete
corrosion control studies (§141.82(c)) by
July 1, 1994.

(3) Step 3: The State shall designate
optimal corrosion control treatment
(§141.82(d)) by January 1, 1995.

(4) Step 4: The system shall install op-
timal corrosion control treatment
(§141.82(e)) by January 1, 1997.

(5) Step 5: The system shall complete
follow-up sampling (§141.86(d)(2) and
§141.87(c)) by January 1, 1998.
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(6) Step 6: The State shall review in-
stallation of treatment and designate
optimal water quality control param-
eters (§141.82(f)) by July 1, 1998.

(7) Step 7: The system shall operate in
compliance with the State-specified op-
timal water quality control parameters
(§141.82(g)) and continue to conduct tap
sampling (§141.86(d)(3) and §141.87(d)).

(e) Treatment Steps and deadlines for
small and medium-size systems. Except as
provided in paragraph (b) of this sec-
tion, small and medium-size systems
shall complete the following corrosion
control treatment steps (described in
the referenced portions of §§141.82,
141.86 and 141.87) by the indicated time
periods.

(1) Step 1: The system shall conduct
initial tap sampling (§141.86(d)(1) and
§141.87(b)) until the system either ex-
ceeds the lead or copper action level or
becomes eligible for reduced moni-
toring under §141.86(d)(4). A system ex-
ceeding the lead or copper action level
shall recommend optimal corrosion
control treatment (§141.82(a)) within
six months after the end of the moni-
toring period during which it exceeds
one of the action levels.

(2) Step 2: Within 12 months after the
end of the monitoring period during
which a system exceeds the lead or cop-
per action level, the State may require
the system to perform corrosion con-
trol studies (§141.82(b)). If the State
does not require the system to perform
such studies, the State shall specify op-
timal corrosion control treatment
(§141.82(d)) within the following time-
frames:

(i) For medium-size systems, within
18 months after the end of the moni-
toring period during which such system
exceeds the lead or copper action level.

(ii) For small systems, within 24
months after the end of the monitoring
period during which such system ex-
ceeds the lead or copper action level.

(3) Step 3: If the State requires a sys-
tem to perform corrosion control stud-
ies under step 2, the system shall com-
plete the studies (§141.82(c)) within 18
months after the State requires that
such studies be conducted.

(4) Step 4: If the system has per-
formed corrosion control studies under
step 2, the State shall designate opti-
mal corrosion control treatment
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(§141.82(d)) within 6 months after com-
pletion of step 3.

(5) Step 5: The system shall install op-
timal corrosion control treatment
(§141.82(e)) within 24 months after the
State designates such treatment.

(6) Step 6: The system shall complete
follow-up sampling (§141.86(d)(2) and
§141.87(c)) within 36 months after the
State designates optimal corrosion
control treatment.

(7) Step 7: The State shall review the
system’s installation of treatment and
designate optimal water quality con-
trol parameters (§141.82(f)) within 6
months after completion of step 6.

(8) Step 8: The system shall operate in
compliance with the State-designated
optimal water quality control param-
eters (§141.82(g)) and continue to con-
duct tap sampling (§141.86(d)(3) and
§141.87(d)).

[66 FR 26548, June 7, 1991, as amended at 59
FR 33862, June 30, 1994; 656 FR 2004, Jan. 12,
2000; 72 FR 57814, Oct. 10, 2007]

§141.82 Description of corrosion con-
trol treatment requirements.

Each system shall complete the cor-
rosion control treatment requirements
described below which are applicable to
such system under §141.81.

(a) System recommendation regarding
corrosion control treatment. Based upon
the results of lead and copper tap mon-
itoring and water quality parameter
monitoring, small and medium-size
water systems exceeding the lead or
copper action level shall recommend
installation of one or more of the cor-
rosion control treatments listed in
paragraph (c)(1) of this section which
the system believes constitutes opti-
mal corrosion control for that system.
The State may require the system to
conduct additional water quality pa-
rameter monitoring in accordance with
§141.87(b) to assist the State in review-
ing the system’s recommendation.

(b) State decision to require studies of
corrosion control treatment (applicable to
small and medium-sice systems). The
State may require any small or me-
dium-size system that exceeds the lead
or copper action level to perform corro-
sion control studies under paragraph
(c) of this section to identify optimal
corrosion control treatment for the
system.
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(c) Performance of corrosion control
studies. (1) Any public water system
performing corrosion control studies
shall evaluate the effectiveness of each
of the following treatments, and, if ap-
propriate, combinations of the fol-
lowing treatments to identify the opti-
mal corrosion control treatment for
that system:

(i) Alkalinity and pH adjustment;

(ii) Calcium hardness adjustment;
and

(iii) The addition of a phosphate or
silicate based corrosion inhibitor at a
concentration sufficient to maintain
an effective residual concentration in
all test tap samples.

(2) The water system shall evaluate
each of the corrosion control treat-
ments using either pipe rig/loop tests,
metal coupon tests, partial-system
tests, or analyses based on documented
analogous treatments with other sys-
tems of similar size, water chemistry
and distribution system configuration.

(3) The water system shall measure
the following water quality parameters
in any tests conducted under this para-
graph before and after evaluating the
corrosion control treatments listed
above:

(i) Lead;

(ii) Copper;

(iii) pH;

(iv) Alkalinity;

(v) Calcium;

(vi) Conductivity;

(vii) Orthophosphate (when an inhib-
itor containing a phosphate compound
is used);

(viii) Silicate (when an inhibitor con-
taining a silicate compound is used);

(ix) Water temperature.

(4) The water system shall identify
all chemical or physical constraints
that limit or prohibit the use of a par-
ticular corrosion control treatment
and document such constraints with at
least one of the following:

(i) Data and documentation showing
that a particular corrosion control
treatment has adversely affected other
water treatment processes when used
by another water system with com-
parable water quality characteristics;
and/or

(ii) Data and documentation dem-
onstrating that the water system has
previously attempted to evaluate a
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particular corrosion control treatment
and has found that the treatment is in-
effective or adversely affects other
water quality treatment processes.

(5) The water system shall evaluate
the effect of the chemicals used for cor-
rosion control treatment on other
water quality treatment processes.

(6) On the basis of an analysis of the
data generated during each evaluation,
the water system shall recommend to
the State in writing the treatment op-
tion that the corrosion control studies
indicate constitutes optimal corrosion
control treatment for that system. The
water system shall provide a rationale
for its recommendation along with all
supporting documentation specified in
paragraphs (c¢) (1) through (5) of this
section.

(d) State designation of optimal corro-
sion control treatment. (1) Based upon
consideration of available information
including, where applicable, studies
performed under paragraph (c) of this
section and a system’s recommended
treatment alternative, the State shall
either approve the corrosion control
treatment option recommended by the
system, or designate alternative corro-
sion control treatment(s) from among
those listed in paragraph (c)(1) of this
section. When designating optimal
treatment the State shall consider the
effects that additional corrosion con-
trol treatment will have on water qual-
ity parameters and on other water
quality treatment processes.

(2) The State shall notify the system
of its decision on optimal corrosion
control treatment in writing and ex-
plain the basis for this determination.
If the State requests additional infor-
mation to aid its review, the water sys-
tem shall provide the information.

(e) Installation of optimal corrosion
control. Each system shall properly in-
stall and operate throughout its dis-
tribution system the optimal corrosion
control treatment designated by the
State under paragraph (d) of this sec-
tion.

(f) State review of treatment and speci-
fication of optimal water quality control
parameters. The State shall evaluate
the results of all lead and copper tap
samples and water quality parameter
samples submitted by the water system
and determine whether the system has
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properly installed and operated the op-
timal corrosion control treatment des-
ignated by the State in paragraph (d)
of this section. Upon reviewing the re-
sults of tap water and water quality
parameter monitoring by the system,
both before and after the system in-
stalls optimal corrosion control treat-
ment, the State shall designate:

(1) A minimum value or a range of
values for pH measured at each entry
point to the distribution system;

(2) A minimum pH value, measured in
all tap samples. Such value shall be
equal to or greater than 7.0, unless the
State determines that meeting a pH
level of 7.0 is not technologically fea-
sible or is not necessary for the system
to optimize corrosion control;

(3) If a corrosion inhibitor is used, a
minimum concentration or a range of
concentrations for the inhibitor, meas-
ured at each entry point to the dis-
tribution system and in all tap sam-
ples, that the State determines is nec-
essary to form a passivating film on
the interior walls of the pipes of the
distribution system;

(4) If alkalinity is adjusted as part of
optimal corrosion control treatment, a
minimum concentration or a range of
concentrations for alkalinity, meas-
ured at each entry point to the dis-
tribution system and in all tap sam-
ples;

(5) If calcium carbonate stabilization
is used as part of corrosion control, a
minimum concentration or a range of
concentrations for calcium, measured
in all tap samples.

The values for the applicable water
quality control parameters listed
above shall be those that the State de-
termines to reflect optimal corrosion
control treatment for the system. The
State may designate values for addi-
tional water quality control param-
eters determined by the State to re-
flect optimal corrosion control for the
system. The State shall notify the sys-
tem in writing of these determinations
and explain the basis for its decisions.

(g) Continued operation and moni-
toring. All systems optimizing corro-
sion control shall continue to operate
and maintain optimal corrosion con-
trol treatment, including maintaining
water quality parameters at or above
minimum values or within ranges des-

§141.82

ignated by the State under paragraph
(f) of this section, in accordance with
this paragraph for all samples collected
under §141.87(d) through (f). Compli-
ance with the requirements of this
paragraph shall be determined every
six months, as specified under
§141.87(d). A water system is out of
compliance with the requirements of
this paragraph for a six-month period if
it has excursions for any State-speci-
fied parameter on more than nine days
during the period. An excursion occurs
whenever the daily value for one or
more of the water quality parameters
measured at a sampling location is
below the minimum value or outside
the range designated by the State.
Daily values are calculated as follows.
States have discretion to delete results
of obvious sampling errors from this
calculation.

(1) On days when more than one
measurement for the water quality pa-
rameter is collected at the sampling lo-
cation, the daily value shall be the av-
erage of all results collected during the
day regardless of whether they are col-
lected through continuous monitoring,
grab sampling, or a combination of
both. If EPA has approved an alter-
native formula under §142.16 of this
chapter in the State’s application for a
program revision submitted pursuant
to §142.12 of this chapter, the State’s
formula shall be used to aggregate
multiple measurements taken at a
sampling point for the water quality
parameter in lieu of the formula in this
paragraph.

(2) On days when only one measure-
ment for the water quality parameter
is collected at the sampling location,
the daily value shall be the result of
that measurement.

(3) On days when no measurement is
collected for the water quality param-
eter at the sampling location, the daily
value shall be the daily value cal-
culated on the most recent day on
which the water quality parameter was
measured at the sample site.

(h) Modification of State treatment de-
cisions. Upon its own initiative or in re-
sponse to a request by a water system
or other interested party, a State may
modify its determination of the opti-
mal corrosion control treatment under
paragraph (d) of this section or optimal
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water quality control parameters
under paragraph (f) of this section. A
request for modification by a system or
other interested party shall be in writ-
ing, explain why the modification is
appropriate, and provide supporting
documentation. The State may modify
its determination where it concludes
that such change is necessary to ensure
that the system continues to optimize
corrosion control treatment. A revised
determination shall be made in writ-
ing, set forth the new treatment re-
quirements, explain the basis for the
State’s decision, and provide an imple-
mentation schedule for completing the
treatment modifications.

(i) Treatment decisions by EPA in lieu
of the State. Pursuant to the procedures
in §142.19, the EPA Regional Adminis-
trator may review treatment deter-
minations made by a State under para-
graphs (d), (f), or (h) of this section and
issue federal treatment determinations
consistent with the requirements of
those paragraphs where the Regional
Administrator finds that:

(1) A State has failed to issue a treat-
ment determination by the applicable
deadlines contained in §141.81,

(2) A State has abused its discretion
in a substantial number of cases or in
cases affecting a substantial popu-
lation, or

(3) The technical aspects of a State’s
determination would be indefensible in
an expected Federal enforcement ac-
tion taken against a system.

[66 FR 26548, June 7, 1991, as amended at 65
FR 2004, Jan. 12, 2000]

§141.83 Source water treatment re-
quirements.

Systems shall complete the applica-
ble source water monitoring and treat-
ment requirements (described in the
referenced portions of paragraph (b) of
this section, and in §§141.86, and 141.88)
by the following deadlines.

(a) Deadlines for completing source
water treatment steps—(1) Step 1: A sys-
tem exceeding the lead or copper ac-
tion level shall complete lead and cop-

per source water monitoring
(§141.88(b)) and make a treatment rec-
ommendation to the State

(§141.83(b)(1)) no later than 180 days
after the end of the monitoring period
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during which the lead or copper action
level was exceeded.

(2) Step 2: The State shall make a de-
termination regarding source water
treatment (§141.83(b)(2)) within 6
months after submission of monitoring
results under step 1.

(3) Step 3: If the State requires instal-
lation of source water treatment, the
system shall install the treatment
(§141.83(b)(3)) within 24 months after
completion of step 2.

(4) Step 4: The system shall complete
follow-up tap water monitoring
(§141.86(d)(2) and source water moni-
toring (§141.88(c)) within 36 months
after completion of step 2.

(b) Step 5: The State shall review the
system’s installation and operation of
source water treatment and specify
maximum permissible source water
levels (§141.83(b)(4)) within 6 months
after completion of step 4.

(6) Step 6: The system shall operate in
compliance with the State-specified
maximum permissible lead and copper
source water levels (§141.83(b)(4)) and
continue source water monitoring
(§141.88(d)).

(b) Description of source water treat-
ment requirements—(1) System treatment
recommendation. Any system which ex-
ceeds the lead or copper action level
shall recommend in writing to the
State the installation and operation of
one of the source water treatments
listed in paragraph (b)(2) of this sec-
tion. A system may recommend that
no treatment be installed based upon a
demonstration that source water treat-
ment is not necessary to minimize lead
and copper levels at users’ taps.

(2) State determination regarding source
water treatment. The State shall com-
plete an evaluation of the results of all
source water samples submitted by the
water system to determine whether
source water treatment is necessary to
minimize lead or copper levels in water
delivered to users’ taps. If the State de-
termines that treatment is needed, the
State shall either require installation
and operation of the source water
treatment recommended by the system
(if any) or require the installation and
operation of another source water
treatment from among the following:
Ion exchange, reverse osmosis, lime
softening or coagulation/filtration. If
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the State requests additional informa-
tion to aid in its review, the water sys-
tem shall provide the information by
the date specified by the State in its
request. The State shall notify the sys-
tem in writing of its determination and
set forth the basis for its decision.

(3) Installation of source water treat-
ment. Bach system shall properly in-
stall and operate the source water
treatment designated by the State
under paragraph (b)(2) of this section.

(4) State review of source water treat-
ment and specification of maximum per-
missible source water levels. The State
shall review the source water samples
taken by the water system both before
and after the system installs source
water treatment, and determine wheth-
er the system has properly installed
and operated the source water treat-
ment designated by the State. Based
upon its review, the State shall des-
ignate the maximum permissible lead
and copper concentrations for finished
water entering the distribution system.
Such levels shall reflect the contami-
nant removal capability of the treat-
ment properly operated and main-
tained. The State shall notify the sys-
tem in writing and explain the basis for
its decision.

(5) Continued operation and mainte-
nance. Each water system shall main-
tain lead and copper levels below the
maximum permissible concentrations
designated by the State at each sam-
pling point monitored in accordance
with §141.88. The system is out of com-
pliance with this paragraph if the level
of lead or copper at any sampling point
is greater than the maximum permis-
sible concentration designated by the
State.

(6) Modification of State treatment deci-
sions. Upon its own initiative or in re-
sponse to a request by a water system
or other interested party, a State may
modify its determination of the source
water treatment under paragraph (b)(2)
of this section, or maximum permis-
sible lead and copper concentrations
for finished water entering the dis-
tribution system under paragraph (b)(4)
of this section. A request for modifica-
tion by a system or other interested
party shall be in writing, explain why
the modification is appropriate, and
provide supporting documentation. The
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State may modify its determination
where it concludes that such change is
necessary to ensure that the system
continues to minimize lead and copper
concentrations in source water. A re-
vised determination shall be made in
writing, set forth the new treatment
requirements, explain the basis for the
State’s decision, and provide an imple-
mentation schedule for completing the
treatment modifications.

() Treatment decisions by EPA in lieu
of the State. Pursuant to the procedures
in §142.19, the EPA Regional Adminis-
trator may review treatment deter-
minations made by a State under para-
graphs (b) (2), (4), or (6) of this section
and issue Federal treatment deter-
minations consistent with the require-
ments of those paragraphs where the
Administrator finds that:

(i) A State has failed to issue a treat-
ment determination by the applicable
deadlines contained in §141.83(a),

(ii) A state has abused its discretion
in a substantial number of cases or in

cases affecting a substantial popu-
lation, or
(iii) The technical aspects of a

State’s determination would be inde-
fensible in an expected Federal enforce-
ment action taken against a system.

[66 FR 26548, June 7, 1991, as amended at 72
FR 57815, Oct. 10, 2007]

§141.84 Lead service line replacement
requirements.

(a) Systems that fail to meet the lead
action level in tap samples taken pur-
suant to §141.86(d)(2), after installing
corrosion control and/or source water
treatment (whichever sampling occurs
later), shall replace lead service lines
in accordance with the requirements of
this section. If a system is in violation
of §141.81 or §141.83 for failure to install
source water or corrosion control
treatment, the State may require the
system to commence lead service line
replacement under this section after
the date by which the system was re-
quired to conduct monitoring under
§141.86(d)(2) has passed.

(b)(1) A water system shall replace
annually at least 7 percent of the ini-
tial number of lead service lines in its
distribution system. The initial num-
ber of lead service lines is the number
of lead lines in place at the time the
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replacement program begins. The sys-
tem shall identify the initial number of
lead service lines in its distribution
system, including an identification of
the portion(s) owned by the system,
based on a materials evaluation, in-
cluding the evaluation required under
§141.86(a) and relevant legal authorities
(e.g., contracts, local ordinances) re-
garding the portion owned by the sys-
tem. The first year of lead service line
replacement shall begin on the first
day following the end of the moni-
toring period in which the action level
was exceeded under paragraph (a) of
this section. If monitoring is required
annually or less frequently, the end of
the monitoring period is September 30
of the calendar year in which the sam-
pling occurs. If the State has estab-
lished an alternate monitoring period,
then the end of the monitoring period
will be the last day of that period.

(2) Any water system resuming a lead
service line replacement program after
the cessation of its lead service line re-
placement program as allowed by para-
graph (f) of this section shall update its
inventory of lead service lines to in-
clude those sites that were previously
determined not to require replacement
through the sampling provision under
paragraph (c) of this section. The sys-
tem will then divide the updated num-
ber of remaining lead service lines by
the number of remaining years in the
program to determine the number of
lines that must be replaced per year (7
percent lead service line replacement is
based on a 15-year replacement pro-
gram, so, for example, systems resum-
ing lead service line replacement after
previously conducting two years of re-
placement would divide the updated in-
ventory by 13). For those systems that
have completed a 15-year lead service
line replacement program, the State
will determine a schedule for replacing
or retesting lines that were previously
tested out under the replacement pro-
gram when the system re-exceeds the
action level.

(c) A system is not required to re-
place an individual lead service line if
the lead concentration in all service
line samples from that line, taken pur-
suant to §141.86(b)(3), is less than or
equal to 0.015 mg/L.
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(d) A water system shall replace that
portion of the lead service line that it
owns. In cases where the system does
not own the entire lead service line,
the system shall notify the owner of
the line, or the owner’s authorized
agent, that the system will replace the
portion of the service line that it owns
and shall offer to replace the owner’s
portion of the line. A system is not re-
quired to bear the cost of replacing the
privately-owned portion of the line, nor
is it required to replace the privately-
owned portion where the owner chooses
not to pay the cost of replacing the pri-
vately-owned portion of the line, or
where replacing the privately-owned
portion would be precluded by State,
local or common law. A water system
that does not replace the entire length
of the service line also shall complete
the following tasks.

(1) At least 45 days prior to com-
mencing with the partial replacement
of a lead service line, the water system
shall provide notice to the resident(s)
of all buildings served by the line ex-
plaining that they may experience a
temporary increase of lead levels in
their drinking water, along with guid-
ance on measures consumers can take
to minimize their exposure to lead. The
State may allow the water system to
provide notice under the previous sen-
tence less than 45 days prior to com-
mencing partial lead service line re-
placement where such replacement is
in conjunction with emergency repairs.
In addition, the water system shall in-
form the resident(s) served by the line
that the system will, at the system’s
expense, collect a sample from each
partially-replaced lead service line
that is representative of the water in
the service line for analysis of lead
content, as prescribed under
§141.86(b)(3), within 72 hours after the
completion of the partial replacement
of the service line. The system shall
collect the sample and report the re-
sults of the analysis to the owner and
the resident(s) served by the line with-
in three business days of receiving the
results. Mailed notices post-marked
within three business days of receiving
the results shall be considered ‘‘on
time.”

(2) The water system shall provide
the information required by paragraph
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(d)(1) of this section to the residents of
individual dwellings by mail or by
other methods approved by the State.
In instances where multi-family dwell-
ings are served by the line, the water
system shall have the option to post
the information at a conspicuous loca-
tion.

(e) The State shall require a system
to replace lead service lines on a short-
er schedule than that required by this
section, taking into account the num-
ber of lead service lines in the system,
where such a shorter replacement
schedule is feasible. The State shall
make this determination in writing
and notify the system of its finding
within 6 months after the system is
triggered into lead service line replace-
ment based on monitoring referenced
in paragraph (a) of this section.

(f) Any system may cease replacing
lead service lines whenever first draw
samples collected pursuant to
§141.86(b)(2) meet the lead action level
during each of two consecutive moni-
toring periods and the system submits
the results to the State. If first draw
tap samples collected in any such sys-
tem thereafter exceeds the lead action
level, the system shall recommence re-
placing lead service lines pursuant to
paragraph (b)(2) of this section.

(g) To demonstrate compliance with
paragraphs (a) through (d) of this sec-
tion, a system shall report to the State
the information specified in §141.90(e).

[66 FR 26548, June 7, 1991; 57 FR 28788, June
29, 1992, as amended at 656 FR 2005, Jan. 12,
2000; 72 FR 57815, Oct. 10, 2007]

§141.85 Public education and supple-
mental monitoring requirements.

All water systems must deliver a
consumer notice of lead tap water mon-
itoring results to persons served by the
water system at sites that are tested,
as specified in paragraph (d) of this sec-
tion. A water system that exceeds the
lead action level based on tap water
samples collected in accordance with
§141.86 shall deliver the public edu-
cation materials contained in para-
graph (a) of this section in accordance
with the requirements in paragraph (b)
of this section. Water systems that ex-
ceed the lead action level must sample
the tap water of any customer who re-
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quests it in accordance with paragraph
(c) of this section.

(a) Content of written public education
materials—(1) Community water systems
and non-transient non-community water
systems. Water systems must include
the following elements in printed ma-
terials (e.g., brochures and pamphlets)
in the same order as listed below. In
addition, language in paragraphs
(a)(1)() through (ii) and (a)(1)(vi) of
this section must be included in the
materials, exactly as written, except
for the text in brackets in these para-
graphs for which the water system
must include system-specific informa-
tion. Any additional information pre-
sented by a water system must be con-
sistent with the information below and
be in plain language that can be under-
stood by the general public. Water sys-
tems must submit all written public
education materials to the State prior
to delivery. The State may require the
system to obtain approval of the con-
tent of written public materials prior
to delivery.

(i) IMPORTANT INFORMATION
ABOUT LEAD IN YOUR DRINKING
WATER. [INSERT NAME OF WATER
SYSTEM] found elevated levels of lead
in drinking water in some homes/build-
ings. Lead can cause serious health
problems, especially for pregnant
women and young children. Please read
this information closely to see what
you can do to reduce lead in your
drinking water.

(i1) Health effects of lead. Lead can
cause serious health problems if too
much enters your body from drinking
water or other sources. It can cause
damage to the brain and kidneys, and
can interfere with the production of
red blood cells that carry oxygen to all
parts of your body. The greatest risk of
lead exposure is to infants, young chil-
dren, and pregnant women. Scientists
have linked the effects of lead on the
brain with lowered IQ in children.
Adults with kidney problems and high
blood pressure can be affected by low
levels of lead more than healthy
adults. Lead is stored in the bones, and
it can be released later in life. During
pregnancy, the child receives lead from
the mother’s bones, which may affect
brain development.
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(iii) Sources of lead. (A) Explain what
lead is.

(B) Explain possible sources of lead
in drinking water and how lead enters
drinking water. Include information on
home/building plumbing materials and
service lines that may contain lead.

(C) Discuss other important sources
of lead exposure in addition to drinking
water (e.g., paint).

(iv) Discuss the steps the consumer
can take to reduce their exposure to
lead in drinking water.

(A) Encourage running the water to
flush out the lead.

(B) Explain concerns with using hot
water from the tap and specifically
caution against the use of hot water
for preparing baby formula.

(C) Explain that boiling water does
not reduce lead levels.

(D) Discuss other options consumers
can take to reduce exposure to lead in
drinking water, such as alternative
sources or treatment of water.

(E) Suggest that parents have their
child’s blood tested for lead.

(v) Explain why there are elevated
levels of lead in the system’s drinking
water (if known) and what the water
system is doing to reduce the lead lev-
els in homes/buildings in this area.

(vi) For more information, call us at
[INSERT YOUR NUMBER] [(IF APPLI-
CABLE), or visit our Web site at [IN-
SERT YOUR WEB SITE HERE]]. For
more information on reducing lead ex-
posure around your home/building and
the health effects of lead, visit EPA’s
Web site at hitp:/www.epa.gov/lead or
contact your health care provider.

(2) Community water systems. In addi-
tion to including the elements speci-
fied in paragraph (a)(1) of this section,
community water systems must:

(i) Tell consumers how to get their
water tested.

(ii) Discuss lead in plumbing compo-
nents and the difference between low
lead and lead free.

(b) Delivery of public education mate-
rials. (1) For public water systems serv-
ing a large proportion of non-English
speaking consumers, as determined by
the State, the public education mate-
rials must contain information in the
appropriate language(s) regarding the
importance of the notice or contain a
telephone number or address where

40 CFR Ch. | (7-1-11 Edition)

persons served may contact the water
system to obtain a translated copy of
the public education materials or to re-
quest assistance in the appropriate lan-
guage.

(2) A community water system that
exceeds the lead action level on the
basis of tap water samples collected in
accordance with §141.86, and that is not
already conducting public education
tasks under this section, must conduct
the public education tasks under this
section within 60 days after the end of
the monitoring period in which the ex-
ceedance occurred:

(i) Deliver printed materials meeting
the content requirements of paragraph
(a) of this section to all bill paying cus-
tomers.

(ii)(A) Contact customers who are
most at risk by delivering education
materials that meet the content re-
quirements of paragraph (a) of this sec-
tion to local public health agencies
even if they are not located within the
water system’s service area, along with
an informational notice that encour-
ages distribution to all the organiza-
tion’s potentially affected customers
or community water system’s users.
The water system must contact the
local public health agencies directly by
phone or in person. The local public
health agencies may provide a specific
list of additional community based or-
ganizations serving target populations,
which may include organizations out-
side the service area of the water sys-
tem. If such lists are provided, systems
must deliver education materials that
meet the content requirements of para-
graph (a) of this section to all organi-
zations on the provided lists.

(B) Contact customers who are most
at risk by delivering materials that
meet the content requirements of para-
graph (a) of this section to the fol-
lowing organizations listed in 1
through 6 that are located within the
water system’s service area, along with
an informational notice that encour-
ages distribution to all the organiza-
tion’s potentially affected customers
or community water system’s users:

(I) Public and private schools or
school boards.

(2) Women, Infants and Children
(WIC) and Head Start programs.
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(3) Public and private hospitals and
medical clinics.

(4) Pediatricians.

(5) Family planning clinics.

(6) Local welfare agencies.

(C) Make a good faith effort to locate
the following organizations within the
service area and deliver materials that
meet the content requirements of para-
graph (a) of this section to them, along
with an informational notice that en-
courages distribution to all potentially
affected customers or users. The good
faith effort to contact at-risk cus-
tomers may include requesting a spe-
cific contact list of these organizations
from the local public health agencies,
even if the agencies are not located
within the water system’s service area:

(1) Licensed childcare centers

(2) Public and private preschools.

(3) Obstetricians-Gynecologists and
Midwives.

(iii) No less often than quarterly,
provide information on or in each
water bill as long as the system ex-
ceeds the action level for lead. The
message on the water bill must include
the following statement exactly as
written except for the text in brackets
for which the water system must in-
clude system-specific information: [IN-
SERT NAME OF WATER SYSTEM]
found high levels of lead in drinking
water in some homes. Lead can cause
serious health problems. For more in-
formation please call [INSERT NAME
OF WATER SYSTEM] [or visit (IN-
SERT YOUR WEB SITE HERE)]. The
message or delivery mechanism can be
modified in consultation with the
State; specifically, the State may
allow a separate mailing of public edu-
cation materials to customers if the
water system cannot place the infor-
mation on water bills.

(iv) Post material meeting the con-
tent requirements of paragraph (a) of
this section on the water system’s Web
site if the system serves a population
greater than 100,000.

(v) Submit a press release to news-
paper, television and radio stations.

(vi) In addition to paragraphs (b)(2)(i)
through (v) of this section, systems
must implement at least three activi-
ties from one or more categories listed
below. The educational content and se-
lection of these activities must be de-

§141.85
termined in consultation with the
State.

(A) Public Service Announcements.

(B) Paid advertisements.

(C) Public Area Information Dis-
plays.

(D) E-mails to customers.

(E) Public Meetings.

(F') Household Deliveries.

(G) Targeted Individual Customer
Contact.

(H) Direct material distribution to
all multi-family homes and institu-
tions.

(I) Other methods approved by the
State.

(vii) For systems that are required to
conduct monitoring annually or less
frequently, the end of the monitoring
period is September 30 of the calendar
year in which the sampling occurs, or,
if the State has established an alter-
nate monitoring period, the last day of
that period.

(3) As long as a community water
system exceeds the action level, it
must repeat the activities pursuant to
paragraph (b)(2) of this section as de-
scribed in paragraphs (b)(3)(i) through
(iv) of this section.

(i) A community water system shall
repeat the tasks contained in para-
graphs (b)(2)(1), (ii) and (vi) of this sec-
tion every 12 months.

(ii) A community water system shall
repeat tasks contained in paragraph
(b)(2)(iii) of this section with each bill-
ing cycle.

(iii) A community water system serv-
ing a population greater than 100,000
shall post and retain material on a
publicly accessible Web site pursuant
to paragraph (b)(2)(iv) of this section.

(iv) The community water system
shall repeat the task in paragraph
(b)(2)(v) of this section twice every 12
months on a schedule agreed upon with
the State. The State can allow activi-
ties in paragraph (b)(2) of this section
to extend beyond the 60-day require-
ment if needed for implementation pur-
poses on a case-by-case basis; however,
this extension must be approved in
writing by the State in advance of the
60-day deadline.
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(4) Within 60 days after the end of the
monitoring period in which the exceed-
ance occurred (unless it already is re-
peating public education tasks pursu-
ant to paragraph (b)(56) of this section),
a non-transient non-community water
system shall deliver the public edu-
cation materials specified by para-
graph (a) of this section as follows:

(i) Post informational posters on lead
in drinking water in a public place or
common area in each of the buildings
served by the system; and

(ii) Distribute informational pam-
phlets and/or brochures on lead in
drinking water to each person served
by the non-transient non-community
water system. The State may allow the
system to utilize electronic trans-
mission in lieu of or combined with
printed materials as long as it achieves
at least the same coverage.

(iii) For systems that are required to
conduct monitoring annually or less
frequently, the end of the monitoring
period is September 30 of the calendar
year in which the sampling occurs, or,
if the State has established an alter-
nate monitoring period, the last day of
that period.

(56) A non-transient non-community
water system shall repeat the tasks
contained in paragraph (b)(4) of this
section at least once during each cal-
endar year in which the system exceeds
the lead action level. The State can
allow activities in (b)(4) of this section
to extend beyond the 60-day require-
ment if needed for implementation pur-
poses on a case-by-case basis; however,
this extension must be approved in
writing by the State in advance of the
60-day deadline.

(6) A water system may discontinue
delivery of public education materials
if the system has met the lead action
level during the most recent six-month
monitoring period conducted pursuant
to §141.86. Such a system shall recom-
mence public education in accordance
with this section if it subsequently ex-
ceeds the lead action level during any
monitoring period.

(7) A community water system may
apply to the State, in writing (unless
the State has waived the requirement
for prior State approval), to use only
the text specified in paragraph (a)(1) of
this section in lieu of the text in para-
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graphs (a)(1) and (a)(2) of this section
and to perform the tasks listed in para-
graphs (b)(4) and (b)(b) of this section
in lieu of the tasks in paragraphs (b)(2)
and (b)(3) of this section if:

(i) The system is a facility, such as a
prison or a hospital, where the popu-
lation served is not capable of or is pre-
vented from making improvements to
plumbing or installing point of use
treatment devices; and

(ii) The system provides water as
part of the cost of services provided
and does not separately charge for
water consumption.

(8) A community water system serv-
ing 3,300 or fewer people may limit cer-
tain aspects of their public education
programs as follows:

(i) With respect to the requirements
of paragraph (b)(2)(vi) of this section, a
system serving 3,300 or fewer must im-
plement at least one of the activities
listed in that paragraph.

(ii) With respect to the requirements
of paragraph (b)(2)(ii) of this section, a
system serving 3,300 or fewer people
may limit the distribution of the pub-
lic education materials required under
that paragraph to facilities and organi-
zations served by the system that are
most likely to be visited regularly by
pregnant women and children.

(iii) With respect to the requirements
of paragraph (b)(2)(v) of this section,
the State may waive this requirement
for systems serving 3,300 or fewer per-
sons as long as system distributes no-
tices to every household served by the
system.

(c) Supplemental monitoring and notifi-
cation of results. A water system that
fails to meet the lead action level on
the basis of tap samples collected in
accordance with §141.86 shall offer to
sample the tap water of any customer
who requests it. The system is not re-
quired to pay for collecting or ana-
lyzing the sample, nor is the system re-
quired to collect and analyze the sam-
ple itself.

(d) Notification of results—(1) Reporting
requirement. All water systems must
provide a notice of the individual tap
results from lead tap water monitoring
carried out under the requirements of
§141.86 to the persons served by the
water system at the specific sampling
site from which the sample was taken
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(e.g., the occupants of the residence
where the tap was tested).

(2) Timing of notification. A water sys-
tem must provide the consumer notice
as soon as practical, but no later than
30 days after the system learns of the
tap monitoring results.

(3) Content. The consumer notice
must include the results of lead tap
water monitoring for the tap that was
tested, an explanation of the health ef-
fects of lead, list steps consumers can
take to reduce exposure to lead in
drinking water and contact informa-
tion for the water utility. The notice
must also provide the maximum con-
taminant level goal and the action
level for lead and the definitions for
these two terms from §141.153(c).

(4) Delivery. The consumer notice
must be provided to persons served at
the tap that was tested, either by mail
or by another method approved by the
State. For example, upon approval by
the State, a non-transient non-commu-
nity water system could post the re-
sults on a bulletin board in the facility
to allow users to review the informa-
tion. The system must provide the no-
tice to customers at sample taps test-
ed, including consumers who do not re-
ceive water bills.

[72 FR 57815, Oct. 10, 2007]

§141.86 Monitoring requirements for
lead and copper in tap water.

(a) Sample site location. (1) By the ap-
plicable date for commencement of
monitoring under paragraph (d)(1) of
this section, each water system shall
complete a materials evaluation of its
distribution system in order to identify
a pool of targeted sampling sites that
meets the requirements of this section,
and which is sufficiently large to en-
sure that the water system can collect
the number of lead and copper tap sam-
ples required in paragraph (c) of this
section. All sites from which first draw
samples are collected shall be selected
from this pool of targeted sampling
sites. Sampling sites may not include
faucets that have point-of-use or point-
of-entry treatment devices designed to
remove inorganic contaminants.

(2) A water system shall use the in-
formation on lead, copper, and galva-
nized steel that it is required to collect
under §141.42(d) of this part [special
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monitoring for corrosivity characteris-
tics] when conducting a materials eval-
uation. When an evaluation of the in-
formation collected  pursuant to
§141.42(d) is insufficient to locate the
requisite number of lead and copper
sampling sites that meet the targeting
criteria in paragraph (a) of this sec-
tion, the water system shall review the
sources of information listed below in
order to identify a sufficient number of
sampling sites. In addition, the system
shall seek to collect such information
where possible in the course of its nor-
mal operations (e.g., checking service
line materials when reading water me-
ters or performing maintenance activi-
ties):

(i) All plumbing codes, permits, and
records in the files of the building de-
partment(s) which indicate the plumb-
ing materials that are installed within
publicly and privately owned struc-
tures connected to the distribution sys-
tem;

(ii) All inspections and records of the
distribution system that indicate the
material composition of the service
connections that connect a structure
to the distribution system; and

(iii) All existing water quality infor-
mation, which includes the results of
all prior analyses of the system or indi-
vidual structures connected to the sys-
tem, indicating locations that may be
particularly susceptible to high lead or
copper concentrations.

(3) The sampling sites selected for a
community water system’s sampling
pool (‘‘tier 1 sampling sites’’) shall con-
sist of single family structures that:

(i) Contain copper pipes with lead sol-
der installed after 1982 or contain lead
pipes; and/or

(ii) Are served by a lead service line.
When multiple-family residences com-
prise at least 20 percent of the struc-
tures served by a water system, the
system may include these types of
structures in its sampling pool.

(4) Any community water system
with insufficient tier 1 sampling sites
shall complete its sampling pool with
“‘tier 2 sampling sites’’, consisting of
buildings, including multiple-family
residences that:

(i) Contain copper pipes with lead sol-
der installed after 1982 or contain lead
pipes; and/or
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(ii) Are served by a lead service line.

(5) Any community water system
with insufficient tier 1 and tier 2 sam-
pling sites shall complete its sampling
pool with ‘“‘tier 3 sampling sites’’, con-
sisting of single family structures that
contain copper pipes with lead solder
installed before 1983. A community
water system with insufficient tier 1,
tier 2, and tier 3 sampling sites shall
complete its sampling pool with rep-
resentative sites throughout the dis-
tribution system. For the purpose of
this paragraph, a representative site is
a site in which the plumbing materials
used at that site would be commonly
found at other sites served by the
water system.

(6) The sampling sites selected for a
non-transient noncommunity water
system (‘‘tier 1 sampling sites’’) shall
consist of buildings that:

(i) Contain copper pipes with lead sol-
der installed after 1982 or contain lead
pipes; and/or

(ii) Are served by a lead service line.

(7) A non-transient non-community
water system with insufficient tier 1
sites that meet the targeting criteria
in paragraph (a)(6) of this section shall
complete its sampling pool with sam-
pling sites that contain copper pipes
with lead solder installed before 1983. If
additional sites are needed to complete
the sampling pool, the non-transient
non-community water system shall use
representative sites throughout the
distribution system. For the purpose of
this paragraph, a representative site is
a site in which the plumbing materials
used at that site would be commonly
found at other sites served by the
water system.

(8) Any water system whose distribu-
tion system contains lead service lines
shall draw 50 percent of the samples it
collects during each monitoring period
from sites that contain lead pipes, or
copper pipes with lead solder, and 50
percent of the samples from sites
served by a lead service line. A water
system that cannot identify a suffi-
cient number of sampling sites served
by a lead service line shall collect first-
draw samples from all of the sites iden-
tified as being served by such lines.

(b) Sample collection methods. (1) All
tap samples for lead and copper col-
lected in accordance with this subpart,
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with the exception of lead service line
samples collected under §141.84(c) and
samples collected under paragraph
(b)(5) of this section, shall be first-draw
samples.

(2) BEach first-draw tap sample for
lead and copper shall be one liter in
volume and have stood motionless in
the plumbing system of each sampling
site for at least six hours. First-draw
samples from residential housing shall
be collected from the cold water kitch-
en tap or bathroom sink tap. First-
draw samples from a nonresidential
building shall be one liter in volume
and shall be collected at an interior tap
from which water is typically drawn
for consumption. Non-first-draw sam-
ples collected in lieu of first-draw sam-
ples pursuant to paragraph (b)(5) of
this section shall be one liter in vol-
ume and shall be collected at an inte-
rior tap from which water is typically
drawn for consumption. First-draw
samples may be collected by the sys-
tem or the system may allow residents
to collect first-draw samples after in-
structing the residents of the sampling
procedures specified in this paragraph.
To avoid problems of residents han-
dling nitric acid, acidification of first-
draw samples may be done up to 14
days after the sample is collected.
After acidification to resolubilize the
metals, the sample must stand in the
original container for the time speci-
fied in the approved EPA method be-
fore the sample can be analyzed. If a
system allows residents to perform
sampling, the system may not chal-
lenge, based on alleged errors in sam-
ple collection, the accuracy of sam-
pling results.

(3) BEach service line sample shall be
one liter in volume and have stood mo-
tionless in the lead service line for at
least six hours. Lead service line sam-
ples shall be collected in one of the fol-
lowing three ways:

(i) At the tap after flushing the vol-
ume of water between the tap and the
lead service line. The volume of water
shall be calculated based on the inte-
rior diameter and length of the pipe be-
tween the tap and the lead service line;

(ii) Tapping directly into the lead
service line; or
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(iii) If the sampling site is a building
constructed as a single-family resi-
dence, allowing the water to run until
there is a significant change in tem-
perature which would be indicative of
water that has been standing in the
lead service line.

(4) A water system shall collect each
first draw tap sample from the same
sampling site from which it collected a
previous sample. If, for any reason, the
water system cannot gain entry to a
sampling site in order to collect a fol-
low-up tap sample, the system may col-
lect the follow-up tap sample from an-
other sampling site in its sampling
pool as long as the new site meets the
same targeting criteria, and is within
reasonable proximity of the original
site.

(56) A non-transient non-community
water system, or a community water
system that meets the criteria of
§141.85(b)(7), that does not have enough
taps that can supply first-draw sam-
ples, as defined in §141.2, may apply to
the State in writing to substitute non-
first-draw samples. Such systems must
collect as many first-draw samples
from appropriate taps as possible and
identify sampling times and locations
that would likely result in the longest
standing time for the remaining sites.
The State has the discretion to waive
the requirement for prior State ap-
proval of non-first-draw sample sites
selected by the system, either through
State regulation or written notifica-
tion to the system.

(c) Number of samples. Water systems
shall collect at least one sample during
each monitoring period specified in
paragraph (d) of this section from the
number of sites listed in the first col-
umn (‘“‘standard monitoring’’) of the
table in this paragraph. A system con-
ducting reduced monitoring under
paragraph (d)(4) of this section shall
collect at least one sample from the
number of sites specified in the second
column (‘‘reduced monitoring’’) of the
table in this paragraph during each
monitoring period specified in para-
graph (d)(4) of this section. Such re-
duced monitoring sites shall be rep-
resentative of the sites required for
standard monitoring. A public water
system that has fewer than five drink-
ing water taps, that can be used for
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human consumption meeting the sam-
ple site criteria of paragraph (a) of this
section to reach the required number of
sample sites listed in paragraph (c) of
this section, must collect at least one
sample from each tap and then must
collect additional samples from those
taps on different days during the moni-
toring period to meet the required
number of sites. Alternatively the
State may allow these public water
systems to collect a number of samples
less than the number of sites specified
in paragraph (c) of this section, pro-
vided that 100 percent of all taps that
can be used for human consumption are
sampled. The State must approve this
reduction of the minimum number of
samples in writing based on a request
from the system or onsite verification
by the State. States may specify sam-
pling locations when a system is con-
ducting reduced monitoring. The table
is as follows:

Number

of sites %ngg
System size (number of people served) (staarr&d- (reduced

moni- moni-

toring) toring)
>100,000 100 50
10,001 to 100,000 .....coovovrveveieiciciiiens 60 30
3,301 to 10,000 .. 40 20
501 to 3,300 ... . 20 10
10110 500 ...oviiiciciicccs 10 5
<100 .. 5 5

(d) Timing of monitoring—(1) Initial tap
sampling.

The first six-month monitoring pe-
riod for small, medium-size and large
systems shall begin on the following
dates:

First six-month moni-

System size (No. people served) toring period begins on

>50,000 January 1, 1992.
3,301 to 50,000 .| July 1, 1992.
<8,300 ..oviiiii s July 1, 1993.

(i) All large systems shall monitor
during two consecutive six-month peri-
ods.

(ii) All small and medium-size sys-
tems shall monitor during each six-
month monitoring period until:

(A) The system exceeds the lead or
copper action level and is therefore re-
quired to implement the corrosion con-
trol treatment requirements under
§141.81, in which case the system shall
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continue monitoring in accordance
with paragraph (d)(2) of this section, or

(B) The system meets the lead and
copper action levels during two con-
secutive six-month monitoring periods,
in which case the system may reduce
monitoring in accordance with para-
graph (d)(4) of this section.

(2) Monitoring after installation of cor-
rosion control and source water treat-
ment. (i) Any large system which in-
stalls optimal corrosion control treat-
ment pursuant to §141.81(d)(4) shall
monitor during two consecutive six-
month monitoring periods by the date
specified in §141.81(d)(5).

(ii) Any small or medium-size system
which installs optimal corrosion con-
trol treatment pursuant to §141.81(e)(5)
shall monitor during two consecutive
six-month monitoring periods by the
date specified in §141.81(e)(6).

(iii) Any system which installs
source water treatment pursuant to
§141.83(a)(3) shall monitor during two
consecutive six-month monitoring pe-
riods by the date specified in
§141.83(a)(4).

(3) Monitoring after State specifies
water quality parameter values for opti-
mal corrosion control. After the State
specifies the values for water quality
control parameters under §141.82(f), the
system shall monitor during each sub-
sequent six-month monitoring period,
with the first monitoring period to
begin on the date the State specifies
the optimal values under §141.82(f).

(4) Reduced monitoring. (i) A small or
medium-size water system that meets
the lead and copper action levels dur-
ing each of two consecutive six-month
monitoring periods may reduce the
number of samples in accordance with
paragraph (c) of this section, and re-
duce the frequency of sampling to once
per year. A small or medium water sys-
tem collecting fewer than five samples
as specified in paragraph (c) of this sec-
tion, that meets the lead and copper
action levels during each of two con-
secutive six-month monitoring periods
may reduce the frequency of sampling
to once per year. In no case can the
system reduce the number of samples
required below the minimum of one
sample per available tap. This sam-
pling shall begin during the calendar
yvear immediately following the end of
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the second consecutive six-month mon-
itoring period.

(ii) Any water system that meets the
lead action level and maintains the
range of values for the water quality
control parameters reflecting optimal
corrosion control treatment specified
by the State under §141.82(f) during
each of two consecutive six-month
monitoring periods may reduce the fre-
quency of monitoring to once per year
and reduce the number of lead and cop-
per samples in accordance with para-
graph (c) of this section if it receives
written approval from the State. This
sampling shall begin during the cal-
endar year immediately following the
end of the second consecutive six-
month monitoring period. The State
shall review monitoring, treatment,
and other relevant information sub-
mitted by the water system in accord-
ance with §141.90, and shall notify the
system in writing when it determines
the system is eligible to commence re-
duced monitoring pursuant to this
paragraph. The State shall review, and
where appropriate, revise its deter-
mination when the system submits new
monitoring or treatment data, or when
other data relevant to the number and
frequency of tap sampling becomes
available.

(iii) A small or medium-size water
system that meets the lead and copper
action levels during three consecutive
yvears of monitoring may reduce the
frequency of monitoring for lead and
copper from annually to once every
three years. Any water system that
meets the lead action level and main-
tains the range of values for the water
quality control parameters reflecting
optimal corrosion control treatment
specified by the State under §141.82(f)
during three consecutive years of mon-
itoring may reduce the frequency of
monitoring from annually to once
every three years if it receives written
approval from the State. Samples col-
lected once every three years shall be
collected no later than every third cal-
endar year. The State shall review
monitoring, treatment, and other rel-
evant information submitted by the
water system in accordance with
§141.90, and shall notify the system in
writing when it determines the system
is eligible to reduce the frequency of
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monitoring to once every three years.
The State shall review, and where ap-
propriate, revise its determination
when the system submits new moni-
toring or treatment data, or when
other data relevant to the number and
frequency of tap sampling becomes
available.

(iv) A water system that reduces the
number and frequency of sampling
shall collect these samples from rep-
resentative sites included in the pool of
targeted sampling sites identified in
paragraph (a) of this section. Systems
sampling annually or less frequently
shall conduct the lead and copper tap
sampling during the months of June,
July, August, or September unless the
State has approved a different sam-
pling period in accordance with para-
graph (d)(4)(iv)(A) of this section.

(A) The State, at its discretion, may
approve a different period for con-
ducting the lead and copper tap sam-
pling for systems collecting a reduced
number of samples. Such a period shall
be no longer than four consecutive
months and must represent a time of
normal operation where the highest
levels of lead are most likely to occur.
For a non-transient non-community
water system that does not operate
during the months of June through
September, and for which the period of
normal operation where the highest
levels of lead are most likely to occur
is not known, the State shall designate
a period that represents a time of nor-
mal operation for the system. This
sampling shall begin during the period
approved or designated by the State in
the calendar year immediately fol-
lowing the end of the second consecu-
tive six-month monitoring period for
systems initiating annual monitoring
and during the three-year period fol-
lowing the end of the third consecutive
calendar year of annual monitoring for
systems initiating triennial moni-
toring.

(B) Systems monitoring annually,
that have been collecting samples dur-
ing the months of June through Sep-
tember and that receive State approval
to alter their sample collection period
under paragraph (d)(4)(iv)(A) of this
section, must collect their next round
of samples during a time period that
ends no later than 21 months after the
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previous round of sampling. Systems
monitoring triennially that have been
collecting samples during the months
of June through September, and re-
ceive State approval to alter the sam-
pling collection period as per para-
graph (d)(4)(iv)(A) of this section, must
collect their next round of samples dur-
ing a time period that ends no later
than 45 months after the previous
round of sampling. Subsequent rounds
of sampling must be collected annually
or triennially, as required by this sec-
tion. Small systems with waivers,
granted pursuant to paragraph (g) of
this section, that have been collecting
samples during the months of June
through September and receive State
approval to alter their sample collec-
tion period under paragraph
(A)(4)(Iv)(A) of this section must collect
their next round of samples before the
end of the 9-year period.

(v) Any water system that dem-
onstrates for two consecutive 6-month
monitoring periods that the tap water
lead level computed under §141.80(c)(3)
is less than or equal to 0.005 mg/Li and
the tap water copper level computed
under §141.80(c)(3) is less than or equal
to 0.65 mg/L may reduce the number of
samples in accordance with paragraph
(c) of this section and reduce the fre-
quency of sampling to once every three
calendar years.

(vi)(A) A small or medium-size water
system subject to reduced monitoring
that exceeds the lead or copper action
level shall resume sampling in accord-
ance with paragraph (d)(3) of this sec-
tion and collect the number of samples
specified for standard monitoring
under paragraph (c) of this section.
Such a system shall also conduct water
quality parameter monitoring in ac-
cordance with §141.87(b), (c) or (d) (as
appropriate) during the monitoring pe-
riod in which it exceeded the action
level. Any such system may resume an-
nual monitoring for lead and copper at
the tap at the reduced number of sites
specified in paragraph (c) of this sec-
tion after it has completed two subse-
quent consecutive six-month rounds of
monitoring that meet the criteria of
paragraph (d)(4)(i) of this section and/
or may resume triennial monitoring
for lead and copper at the reduced
number of sites after it demonstrates
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through subsequent rounds of moni-
toring that it meets the criteria of ei-
ther paragraph (d)(4)(iii) or (d)(4)(v) of
this section.

(B) Any water system subject to the
reduced monitoring frequency that
fails to meet the lead action level dur-
ing any four-month monitoring period
or that fails to operate at or above the
minimum value or within the range of
values for the water quality param-
eters specified by the State under
§141.82(f) for more than nine days in
any six-month period specified in
§141.87(d) shall conduct tap water sam-
pling for lead and copper at the fre-
quency specified in paragraph (d)(3) of
this section, collect the number of
samples specified for standard moni-
toring under paragraph (c) of this sec-
tion, and shall resume monitoring for
water quality parameters within the
distribution system in accordance with
§141.87(d). This standard tap water
sampling shall begin no later than the
six-month period beginning January 1
of the calendar year following the lead
action level exceedance or water qual-
ity parameter excursion. Such a sys-
tem may resume reduced monitoring
for lead and copper at the tap and for
water quality parameters within the
distribution system under the fol-
lowing conditions:

(I) The system may resume annual
monitoring for lead and copper at the
tap at the reduced number of sites
specified in paragraph (c) of this sec-
tion after it has completed two subse-
quent six-month rounds of monitoring
that meet the criteria of paragraph
(d)(4)(ii) of this section and the system
has received written approval from the
State that it is appropriate to resume
reduced monitoring on an annual fre-
quency. This sampling shall begin dur-
ing the calendar year immediately fol-
lowing the end of the second consecu-
tive six-month monitoring period.

(2) The system may resume triennial
monitoring for lead and copper at the
tap at the reduced number of sites
after it demonstrates through subse-
quent rounds of monitoring that it
meets the criteria of either paragraph
(d)(4)(dii) or (d)(4)(v) of this section and
the system has received written ap-
proval from the State that it is appro-
priate to resume triennial monitoring.
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(3) The system may reduce the num-
ber of water quality parameter tap
water samples required in accordance
with §141.87(e)(1) and the frequency
with which it collects such samples in
accordance with §141.87(e)(2). Such a
system may not resume triennial mon-
itoring for water quality parameters at
the tap until it demonstrates, in ac-
cordance with the requirements of
§141.87(e)(2), that it has re-qualified for
triennial monitoring.

(vii) Any water system subject to a
reduced monitoring frequency under
paragraph (d)(4) of this section shall
notify the State in writing in accord-
ance with §141.90(a)(3) of any upcoming
long-term change in treatment or addi-
tion of a new source as described in
that section. The State must review
and approve the addition of a new
source or long-term change in water
treatment before it is implemented by
the water system. The State may re-
quire the system to resume sampling in
accordance with paragraph (d)(3) of
this section and collect the number of
samples specified for standard moni-
toring under paragraph (c) of this sec-
tion or take other appropriate steps
such as increased water quality param-
eter monitoring or re-evaluation of its
corrosion control treatment given the
potentially different water quality con-
siderations.

(e) Additional monitoring by systems.
The results of any monitoring con-
ducted in addition to the minimum re-
quirements of this section shall be con-
sidered by the system and the State in
making any determinations (i.e., calcu-
lating the 90th percentile lead or cop-
per level) under this subpart.

(f) Invalidation of lead or copper tap
water samples. A sample invalidated
under this paragraph does not count to-
ward determining lead or copper 90th
percentile levels under §141.80(c)(3) or
toward meeting the minimum moni-
toring requirements of paragraph (c) of
this section.

(1) The State may invalidate a lead
or copper tap water sample at least if
one of the following conditions is met.

(i) The laboratory establishes that
improper sample analysis caused erro-
neous results.

(ii) The State determines that the
sample was taken from a site that did

488



Environmental Protection Agency

not meet the site selection criteria of
this section.

(iii) The sample container was dam-
aged in transit.

(iv) There is substantial reason to be-
lieve that the sample was subject to
tampering.

(2) The system must report the re-
sults of all samples to the State and all
supporting documentation for samples
the system believes should be invali-
dated.

(3) To invalidate a sample under
paragraph (f)(1) of this section, the de-
cision and the rationale for the deci-
sion must be documented in writing.
States may not invalidate a sample
solely on the grounds that a follow-up
sample result is higher or lower than
that of the original sample.

(4) The water system must collect re-
placement samples for any samples in-
validated under this section if, after
the invalidation of one or more sam-
ples, the system has too few samples to
meet the minimum requirements of
paragraph (c) of this section. Any such
replacement samples must be taken as
soon as possible, but no later than 20
days after the date the State invali-
dates the sample or by the end of the
applicable monitoring period, which-
ever occurs later. Replacement samples
taken after the end of the applicable
monitoring period shall not also be
used to meet the monitoring require-
ments of a subsequent monitoring pe-
riod. The replacement samples shall be
taken at the same locations as the in-
validated samples or, if that is not pos-
sible, at locations other than those al-
ready used for sampling during the
monitoring period.

(g) Monitoring waivers for small sys-
tems. Any small system that meets the
criteria of this paragraph may apply to
the State to reduce the frequency of
monitoring for lead and copper under
this section to once every nine years
(i.e., a ‘“‘full waiver”’) if it meets all of
the materials criteria specified in para-
graph (g)(1) of this section and all of
the monitoring criteria specified in
paragraph (g)(2) of this section. If State
regulations permit, any small system
that meets the criteria in paragraphs
(2)(1) and (2) of this section only for
lead, or only for copper, may apply to
the State for a waiver to reduce the

§141.86

frequency of tap water monitoring to
once every nine years for that contami-
nant only (i.e., a ‘‘partial waiver”’).

(1) Materials criteria. The system must
demonstrate that its distribution sys-
tem and service lines and all drinking
water supply plumbing, including
plumbing conveying drinking water
within all residences and buildings con-
nected to the system, are free of lead-
containing materials and/or copper-
containing materials, as those terms
are defined in this paragraph, as fol-
lows:

(i) Lead. To qualify for a full waiver,
or a waiver of the tap water moni-
toring requirements for lead (i.e., a
“lead waiver’’), the water system must
provide certification and supporting
documentation to the State that the
system is free of all lead-containing
materials, as follows:

(A) It contains no plastic pipes which
contain lead plasticizers, or plastic
service lines which contain lead plasti-
cizers; and

(B) It is free of lead service lines,
lead pipes, lead soldered pipe joints,
and leaded brass or bronze alloy fit-
tings and fixtures, unless such fittings
and fixtures meet the specifications of
any standard established pursuant to 42
U.S.C. 300g-6(e) (SDWA section 1417(e)).

(ii) Copper. To qualify for a full waiv-
er, or a waiver of the tap water moni-
toring requirements for copper (i.e., a
‘“‘copper waiver’’), the water system
must provide certification and sup-
porting documentation to the State
that the system contains no copper
pipes or copper service lines.

(2) Monitoring criteria for waiver
issuance. The system must have com-
pleted at least one 6-month round of
standard tap water monitoring for lead
and copper at sites approved by the
State and from the number of sites re-
quired by paragraph (c) of this section
and demonstrate that the 90th per-
centile levels for any and all rounds of
monitoring conducted since the system
became free of all lead-containing and/
or copper-containing materials, as ap-
propriate, meet the following criteria.

(i) Lead levels. To qualify for a full
waiver, or a lead waiver, the system
must demonstrate that the 90th per-
centile lead level does not exceed 0.005
mg/Li.
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(ii) Copper levels. To qualify for a full
waiver, or a copper waiver, the system
must demonstrate that the 90th per-
centile copper level does not exceed
0.65 mg/L.

(3) State approval of waiver application.
The State shall notify the system of its
waiver determination, in writing, set-
ting forth the basis of its decision and
any condition of the waiver. As a con-
dition of the waiver, the State may re-
quire the system to perform specific
activities (e.g., limited monitoring,
periodic outreach to customers to re-
mind them to avoid installation of ma-
terials that might void the waiver) to
avoid the risk of lead or copper con-
centration of concern in tap water. The
small system must continue moni-
toring for lead and copper at the tap as
required by paragraphs (d)(1) through
(d)(4) of this section, as appropriate,
until it receives written notification
from the State that the waiver has
been approved.

(4) Monitoring frequency for systems
with waivers. (i) A system with a full
waiver must conduct tap water moni-
toring for lead and copper in accord-
ance with paragraph (d)4)(iv) of this
section at the reduced number of sam-
pling sites identified in paragraph (c)
of this section at least once every nine
years and provide the materials certifi-
cation specified in paragraph (g)(1) of
this section for both lead and copper to
the State along with the monitoring
results. Samples collected every nine
years shall be collected no later than
every ninth calendar year.

(ii) A system with a partial waiver
must conduct tap water monitoring for
the waived contaminant in accordance
with paragraph (d)(4)(iv) of this section
at the reduced number of sampling
sites specified in paragraph (c) of this
section at least once every nine years
and provide the materials certification
specified in paragraph (g)(1) of this sec-
tion pertaining to the waived contami-
nant along with the monitoring re-
sults. Such a system also must con-
tinue to monitor for the non-waived
contaminant in accordance with re-
quirements of paragraph (d)(1) through
(d)(4) of this section, as appropriate.

(iii) Any water system with a full or
partial waiver shall notify the State in
writing in accordance with §141.90(a)(3)

40 CFR Ch. | (7-1-11 Edition)

of any upcoming long-term change in
treatment or addition of a new source,
as described in that section. The State
must review and approve the addition
of a new source or long-term change in
water treatment before it is imple-
mented by the water system. The State
has the authority to require the sys-
tem to add or modify waiver conditions
(e.g., require recertification that the
system is free of lead-containing and/or
copper-containing materials, require
additional round(s) of monitoring), if it
deems such modifications are nec-
essary to address treatment or source
water changes at the system.

(iv) If a system with a full or partial
waiver becomes aware that it is no
longer free of lead-containing or cop-
per-containing materials, as appro-
priate, (e.g., as a result of new con-
struction or repairs), the system shall
notify the State in writing no later
than 60 days after becoming aware of
such a change.

(5) Continued eligibility. If the system
continues to satisfy the requirements
of paragraph (g)(4) of this section, the
waiver will be renewed automatically,
unless any of the conditions listed in
paragraph (g)(6)(i) through (g)(5)(iii) of
this section occurs. A system whose
waiver has been revoked may re-apply
for a waiver at such time as it again
meets the appropriate materials and
monitoring criteria of paragraphs (g)(1)
and (g)(2) of this section.

(i) A system with a full waiver or a
lead waiver no longer satisfies the ma-
terials criteria of paragraph (g)(1)(i) of
this section or has a 90th percentile
lead level greater than 0.005 mg/L.

(ii) A system with a full waiver or a
copper waiver no longer satisfies the
materials criteria of paragraph
(2)(1)(ii) of this section or has a 90th
percentile copper level greater than
0.65 mg/L.

(iii) The State notifies the system, in
writing, that the waiver has been re-
voked, setting forth the basis of its de-
cision.

(6) Requirements following waiver rev-
ocation. A system whose full or partial
waiver has been revoked by the State
is subject to the corrosion control
treatment and lead and copper tap
water monitoring requirements, as fol-
lows:
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(i) If the system exceeds the lead and/
or copper action level, the system must
implement corrosion control treatment
in accordance with the deadlines speci-
fied in §141.81(e), and any other appli-
cable requirements of this subpart.

(ii) If the system meets both the lead
and the copper action level, the system
must monitor for lead and copper at
the tap no less frequently than once
every three years using the reduced
number of sample sites specified in
paragraph (c) of this section.

(7) Pre-existing waivers. Small system
waivers approved by the State in writ-
ing prior to April 11, 2000 shall remain
in effect under the following condi-
tions:

(i) If the system has demonstrated
that it is both free of lead-containing
and copper-containing materials, as re-
quired by paragraph (g)(1) of this sec-
tion and that its 90th percentile lead
levels and 90th percentile copper levels
meet the criteria of paragraph (g)(2) of
this section, the waiver remains in ef-
fect so long as the system continues to
meet the waiver eligibility criteria of
paragraph (g)(5) of this section. The
first round of tap water monitoring
conducted pursuant to paragraph (g)(4)
of this section shall be completed no
later than nine years after the last
time the system has monitored for lead
and copper at the tap.

(ii) If the system has met the mate-
rials criteria of paragraph (g)(1) of this
section but has not met the monitoring
criteria of paragraph (g)(2) of this sec-
tion, the system shall conduct a round
of monitoring for lead and copper at
the tap demonstrating that it meets
the criteria of paragraph (g)(2) of this
section no later than September 30,
2000. Thereafter, the waiver shall re-
main in effect as long as the system
meets the continued eligibility criteria
of paragraph (g)(5) of this section. The
first round of tap water monitoring
conducted pursuant to paragraph (g)(4)
of this section shall be completed no
later than nine years after the round of
monitoring conducted pursuant to
paragraph (g)(2) of this section.

[66 FR 265648, June 7, 1991; 56 FR 32113, July
15, 1991; 57 FR 28788, June 29, 1992; as amend-
ed at 66 FR 2007, Jan. 12, 2000; 72 FR 57817,
Oct. 10, 2007]
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§141.87 Monitoring requirements for
water quality parameters.

All large water systems, and all
small- and medium-size systems that
exceed the lead or copper action level
shall monitor water quality param-
eters in addition to lead and copper in
accordance with this section. The re-
quirements of this section are summa-
rized in the table at the end of this sec-
tion.

(a) General requirements—(1) Sample
collection methods. (i) Tap samples shall
be representative of water quality
throughout the distribution system
taking into account the number of per-
sons served, the different sources of
water, the different treatment methods
employed by the system, and seasonal
variability. Tap sampling under this
section is not required to be conducted
at taps targeted for lead and copper
sampling under §141.86(a). [Note: Sys-
tems may find it convenient to conduct
tap sampling for water quality param-
eters at sites used for coliform sam-
pling under 40 CFR 141.21.]

(i) Samples collected at the entry
point(s) to the distribution system
shall be from locations representative
of each source after treatment. If a sys-
tem draws water from more than one
source and the sources are combined
before distribution, the system must
sample at an entry point to the dis-
tribution system during periods of nor-
mal operating conditions (i.e., when
water is representative of all sources
being used).

(2) Number of samples. (i) Systems
shall collect two tap samples for appli-
cable water quality parameters during
each monitoring period specified under
paragraphs (b) through (e) of this sec-
tion from the following number of
sites.

No. of sites for
water quality
parameters

System size (No. people served)

>100,000
10,001-100,000 ..
3,301 to 10,000 ..
501 to 3,300 ...
101 to 500 ..
<100

25
10
3
2
1
1

(ii) Except as provided in paragraph
(c)(3) of this section, systems shall col-
lect two samples for each applicable
water quality parameter at each entry
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point to the distribution system during
each monitoring period specified in
paragraph (b) of this section. During
each monitoring period specified in
paragraphs (c)-(e) of this section, sys-
tems shall collect one sample for each
applicable water quality parameter at
each entry point to the distribution
system.

(b) Initial sampling All large water
systems shall measure the applicable
water quality parameters as specified
below at taps and at each entry point
to the distribution system during each
six-month monitoring period specified
in §141.86(d)(1). All small and medium-
size systems shall measure the applica-
ble water quality parameters at the lo-
cations specified below during each six-
month monitoring period specified in
§141.86(d)(1) during which the system
exceeds the lead or copper action level.

(1) At taps:

(1) pH;

(ii) Alkalinity;

(iii) Orthophosphate, when an inhib-
itor containing a phosphate compound
is used;

(iv) Silica, when an inhibitor con-
taining a silicate compound is used;

(v) Calcium;

(vi) Conductivity; and

(vii) Water temperature.

(2) At each entry point to the dis-
tribution system: all of the applicable
parameters listed in paragraph (b)(1) of
this section.

(c) Monitoring after installation of cor-
rosion control. Any large system which
installs optimal corrosion control
treatment pursuant to §141.81(d)(4)
shall measure the water quality param-
eters at the locations and frequencies
specified below during each six-month
monitoring period specified in
§141.86(d)(2)(1)). Any small or medium-
size system which installs optimal cor-
rosion control treatment shall conduct
such monitoring during each six-month
monitoring period specified in
§141.86(d)(2)(ii) in which the system ex-
ceeds the lead or copper action level.

(1) At taps, two samples for:

(i) pH;

(ii) Alkalinity;

(iii) Orthophosphate, when an inhib-
itor containing a phosphate compound
is used;
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(iv) Silica, when an inhibitor con-
taining a silicate compound is used;

(v) Calcium, when calcium carbonate
stabilization is used as part of corro-
sion control.

(2) Except as provided in paragraph
(c)(3) of this section, at each entry
point to the distribution system, at
least one sample no less frequently
than every two weeks (biweekly) for:

(i) pH;

(ii) When alkalinity is adjusted as
part of optimal corrosion control, a
reading of the dosage rate of the chem-
ical used to adjust alkalinity, and the
alkalinity concentration; and

(iii) When a corrosion inhibitor is
used as part of optimal corrosion con-
trol, a reading of the dosage rate of the
inhibitor used, and the concentration
of orthophosphate or silica (whichever
is applicable).

(3) Any ground water system can
limit entry point sampling described in
paragraph (c)(2) of this section to those
entry points that are representative of
water quality and treatment condi-
tions throughout the system. If water
from untreated ground water sources
mixes with water from treated ground
water sources, the system must mon-
itor for water quality parameters both
at representative entry points receiv-
ing treatment and representative entry
points receiving no treatment. Prior to
the start of any monitoring under this
paragraph, the system shall provide to
the State written information identi-
fying the selected entry points and doc-
umentation, including information on
seasonal variability, sufficient to dem-
onstrate that the sites are representa-
tive of water quality and treatment
conditions throughout the system.

(d) Monitoring after State specifies
water quality parameter values for opti-
mal corrosion control. After the State
specifies the values for applicable
water quality control parameters re-
flecting optimal corrosion control
treatment under §141.82(f), all large
systems shall measure the applicable
water quality parameters in accord-
ance with paragraph (c) of this section
and determine compliance with the re-
quirements of §141.82(g) every six
months with the first six-month period
to begin on either January 1 or July 1,
whichever comes first, after the State
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specifies the optimal values under
§141.82(f). Any small or medium-size
system shall conduct such monitoring
during each six-month period specified
in this paragraph in which the system
exceeds the lead or copper action level.
For any such small and medium-size
system that is subject to a reduced
monitoring frequency pursuant to
§141.86(d)(4) at the time of the action
level exceedance, the start of the appli-
cable six-month monitoring period
under this paragraph shall coincide
with the start of the applicable moni-
toring period under §141.86(d)(4). Com-
pliance with State-designated optimal
water quality parameter values shall
be determined as specified under
§141.82(g).

(e) Reduced monitoring. (1) Any water
system that maintains the range of
values for the water quality param-
eters reflecting optimal corrosion con-
trol treatment during each of two con-
secutive six-month monitoring periods
under paragraph (d) of this section
shall continue monitoring at the entry
point(s) to the distribution system as
specified in paragraph (c)(2) of this sec-
tion. Such system may collect two tap
samples for applicable water quality
parameters from the following reduced
number of sites during each six-month
monitoring period.

Reduced No.

. of sites for

System size (No. of people served) water quality

parameters
>100,000 10
10,001 to 100,000 .. 7
3,301 to 10,000 .. 3
501 to 3,300 ... 2
101 to 500 . 1
<100 ....... 1

(2)(i) Any water system that main-
tains the range of values for the water
quality parameters reflecting optimal
corrosion control treatment specified
by the State under §141.82(f) during
three consecutive years of monitoring
may reduce the frequency with which
it collects the number of tap samples
for applicable water quality param-
eters specified in this paragraph (e)(1)
of this section from every six months
to annually. This sampling begins dur-
ing the calendar year immediately fol-
lowing the end of the monitoring pe-
riod in which the third consecutive
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year of six-month monitoring occurs.
Any water system that maintains the
range of values for the water quality
parameters reflecting optimal corro-
sion control treatment specified by the
State under §141.82(f), during three
consecutive years of annual monitoring
under this paragraph may reduce the
frequency with which it collects the
number of tap samples for applicable
water quality parameters specified in
paragraph (e)(1) of this section from
annually to every three years. This
sampling begins no later than the third
calendar year following the end of the
monitoring period in which the third
consecutive year of monitoring occurs.

(i1) A water system may reduce the
frequency with which it collects tap
samples for applicable water quality
parameters specified in paragraph (e)(1)
of this section to every three years if it
demonstrates during two consecutive
monitoring periods that its tap water
lead level at the 90th percentile is less
than or equal to the PQL for lead speci-
fied in §141.89 (a)(1)(ii), that its tap
water copper level at the 90th per-
centile is less than or equal to 0.65 mg/
L for copper in §141.80(c)(2), and that it
also has maintained the range of values
for the water quality parameters re-
flecting optimal corrosion control
treatment specified by the State under
§141.82(f). Monitoring conducted every
three years shall be done no later than
every third calendar year.

(3) A water system that conducts
sampling annually shall collect these
samples evenly throughout the year so
as to reflect seasonal variability.

(4) Any water system subject to the
reduced monitoring frequency that
fails to operate at or above the min-
imum value or within the range of val-
ues for the water quality parameters
specified by the State in §141.82(f) for
more than nine days in any six-month
period specified in §141.82(g) shall re-
sume distribution system tap water
sampling in accordance with the num-
ber and frequency requirements in
paragraph (d) of this section. Such a
system may resume annual monitoring
for water quality parameters at the tap
at the reduced number of sites speci-
fied in paragraph (e)(1) of this section
after it has completed two subsequent
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consecutive six-month rounds of moni-
toring that meet the criteria of that
paragraph and/or may resume triennial
monitoring for water quality param-
eters at the tap at the reduced number
of sites after it demonstrates through
subsequent rounds of monitoring that
it meets the criteria of either para-
graph (e)(2)(i) or (e)(2)(ii) of this sec-
tion.
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(f) Additional monitoring by systems.
The results of any monitoring con-
ducted in addition to the minimum re-
quirements of this section shall be con-
sidered by the system and the State in
making any determinations (i.e., deter-
mining concentrations of water quality
parameters) under this section or
§141.82.

SUMMARY OF MONITORING REQUIREMENTS FOR WATER QUALITY PARAMETERS 1

Monitoring period Parameters 2

Location Frequency

Initial monitoring ..

ture.
After installation of corro-

pH, alkalinity, orthophosphate or sili-
ca?3, calcium, conductivity, tempera-

Taps and at entry point(s)
to distribution system.

Every 6 months.

sion control.

After State specifies param-
eter values for optimal
corrosion control.

Reduced monitoring ...........

pH, alkalinity, orthophosphate or sili-
ca3, calcium4.

pH, alkalinity, dosage rate and con-
centration (if alkalinity adjusted as
part of corrosion control), inhibitor
dosage rate and inhibitor residual 5.

pH, alkalinity, orthophosphate or sili-
ca3, calcium4.

pH, alkalinity dosage rate and con-
centration (if alkalinity adjusted as
part of corrosion control), inhibitor
dosage rate and inhibitor residual .

pH, alkalinity, orthophosphate or sili-
ca3, calcium4.

pH, alkalinity dosage rate and con-
centration (if alkalinity adjusted as

Entry point(s) to distribution
system®.

Entry point(s) to distribution
system®.

Entry point(s) to distribution
system®.

Every 6 months.

No less frequently than
every two weeks.

Every 6 months.

No less frequently than
every two weeks.

Every 6 months, annually 7
or every 3 years?; re-
duced number of sites.

No less frequently than
every two weeks.

part of corrosion control), inhibitor
dosage rate and inhibitor residual .

1Table is for illustrative purposes; consult the text of this section for precise regulatory requirements.

28mall and medium-size systems have to monitor for water quality parameters only during monitoring periods in which the
system exceeds the lead or copper action level.

3 Orthophosphate must be measured only when an inhibitor containing a phosphate compound is used. Silica must be meas-
ured only when an inhibitor containing silicate compound is used.

4 Calcium must be measured only when calcium carbonate stabilization is used as part of corrosion control.

5nhibitor dosage rates and inhibitor residual concentrations (orthophosphate or silica) must be measured only when an inhib-
itor is used.

6 Ground water systems may limit monitoring to representative locations throughout the system.

7Water systems may reduce frequency of monitoring for water quality parameters at the tap from every six months to annually
if they have maintained the range of values for water quality parameters reflecting optimal corrosion control during 3 consecutive
years of monitoring.

8 Water systems may further reduce the frequency of monitoring for water quality parameters at the tap from annually to once
every 3 years if they have maintained the range of values for water quality parameters reflecting optimal corrosion control during
3 consecutive years of annual monitoring. Water systems may accelerate to triennial monitoring for water quality parameters at
the tap if they have maintained 90th percentile lead levels less than or equal to 0.005 mg/L, 90th percentile copper levels less
than or equal to 0.65 mg/L, and the range of water quality parameters designated by the State under § 141.82(f) as representing
optimal corrosion control during two consecutive six-month monitoring periods.

[66 FR 26548, June 7, 1991; 57 FR 28788, June 29, 1992, as amended at 59 FR 33862, June 30, 1994;
65 FR 2010, Jan. 12, 2000; 72 FR 57818, Oct. 10, 2007]

§141.88 Monitoring requirements for
lead and copper in source water.

(a) Sample location, collection methods,
and number of samples. (1) A water sys-
tem that fails to meet the lead or cop-
per action level on the basis of tap
samples collected in accordance with
§141.86 shall collect lead and copper
source water samples in accordance

with the following requirements re-
garding sample location, number of
samples, and collection methods:

(i) Groundwater systems shall take a
minimum of one sample at every entry
point to the distribution system which
is representative of each well after
treatment (hereafter called a sampling
point). The system shall take one sam-
ple at the same sampling point unless
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conditions make another sampling
point more representative of each
source or treatment plant.

(ii) Surface water systems shall take
a minimum of one sample at every
entry point to the distribution system
after any application of treatment or
in the distribution system at a point
which is representative of each source
after treatment (hereafter called a
sampling point). The system shall take
each sample at the same sampling
point unless conditions make another
sampling point more representative of
each source or treatment plant.

NOTE TO PARAGRAPH (a)(1)(ii): For the pur-
poses of this paragraph, surface water sys-
tems include systems with a combination of
surface and ground sources.

(iii) If a system draws water from
more than one source and the sources
are combined before distribution, the
system must sample at an entry point
to the distribution system during peri-
ods of normal operating conditions
(i.e., when water is representative of all
sources being used).

(iv) The State may reduce the total
number of samples which must be ana-
lyzed by allowing the use of
compositing. Compositing of samples
must be done by certified laboratory
personnel. Composite samples from a
maximum of five samples are allowed,
provided that if the lead concentration
in the composite sample is greater
than or equal to 0.001 mg/L or the cop-
per concentration is greater than or
equal to 0.160 mg/L, then either:

(A) A follow-up sample shall be taken
and analyzed within 14 days at each
sampling point included in the com-
posite; or

(B) If duplicates of or sufficient quan-
tities from the original samples from
each sampling point used in the com-
posite are available, the system may
use these instead of resampling.

(2) Where the results of sampling in-
dicate an exceedance of maximum per-
missible source water levels estab-
lished under §141.83(b)(4), the State
may require that one additional sample
be collected as soon as possible after
the initial sample was taken (but not
to exceed two weeks) at the same sam-
pling point. If a State-required con-
firmation sample is taken for lead or
copper, then the results of the initial
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and confirmation sample shall be aver-
aged in determining compliance with
the State-specified maximum permis-
sible levels. Any sample value below
the detection limit shall be considered
to be zero. Any value above the detec-
tion limit but below the PQL shall ei-
ther be considered as the measured
value or be considered one-half the
PQL.

(b) Monitoring frequency after system
exceeds tap water action level. Any sys-
tem which exceeds the lead or copper
action level at the tap shall collect one
source water sample from each entry
point to the distribution system no
later than six months after the end of
the monitoring period during which the
lead or copper action level was exceed-
ed. For monitoring periods that are an-
nual or less frequent, the end of the
monitoring period is September 30 of
the calendar year in which the sam-
pling occurs, or if the State has estab-
lished an alternate monitoring period,
the last day of that period.

(c) Monitoring frequency after installa-
tion of source water treatment. Any sys-
tem which installs source water treat-
ment pursuant to §141.83(a)(3) shall col-
lect an additional source water sample
from each entry point to the distribu-
tion system during two consecutive
six-month monitoring periods by the
deadline specified in §141.83(a)(4).

(d) Monitoring frequency after State
specifies maximum permissible source
water levels or determines that source
water treatment is not needed. (1) A sys-
tem shall monitor at the frequency
specified below in cases where the
State specifies maximum permissible
source water levels under §141.83(b)(4)
or determines that the system is not
required to install source water treat-
ment under §141.83(b)(2).

(i) A water system using only
groundwater shall collect samples once
during the three-year compliance pe-
riod (as that term is defined in §141.2)
in effect when the applicable State de-
termination under paragraph (d)(1) of
this section is made. Such systems
shall collect samples once during each
subsequent compliance period. Tri-
ennial samples shall be collected every
third calendar year.

(ii) A water system wusing surface
water (or a combination of surface and
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ground water) shall collect samples
once during each calendar year, the
first annual monitoring period to begin
during the year in which the applicable
State determination is made under
paragraph (d)(1) of this section.

(2) A system is not required to con-
duct source water sampling for lead
and/or copper if the system meets the
action level for the specific contami-
nant in tap water samples during the
entire source water sampling period ap-
plicable to the system under paragraph
(d)(1) (i) or (ii) of this section.

(e) Reduced monitoring frequency. (1) A
water system using only ground water
may reduce the monitoring frequency
for lead and copper in source water to
once during each nine-year compliance
cycle (as that term is defined in §141.2)
provided that the samples are collected
no later than every ninth calendar year
and if the system meets one of the fol-
lowing criteria:

(i) The system demonstrates that fin-
ished drinking water entering the dis-
tribution system has been maintained
below the maximum permissible lead
and copper concentrations specified by
the State in §141.83(b)(4) during at least
three consecutive compliance periods
under paragraph (d)(1) of this section;
or

(ii) The State has determined that
source water treatment is not needed
and the system demonstrates that, dur-
ing at least three consecutive compli-
ance periods in which sampling was
conducted under paragraph (d)(1) of
this section, the concentration of lead
in source water was less than or equal
to 0.005 mg/Li and the concentration of
copper in source water was less than or
equal to 0.656 mg/L.

(2) A water system using surface
water (or a combination of surface
water and ground water) may reduce
the monitoring frequency in paragraph
(d)(1) of this section to once during
each nine-year compliance cycle (as
that term is defined in §141.2) provided
that the samples are collected no later
than every ninth calendar year and if
the system meets one of the following
criteria:

(i) The system demonstrates that fin-
ished drinking water entering the dis-
tribution system has been maintained
below the maximum permissible lead
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and copper concentrations specified by
the State in §141.83(b)(4) for at least
three consecutive years; or

(ii) The State has determined that
source water treatment is not needed
and the system demonstrates that, dur-
ing at least three consecutive years,
the concentration of lead in source
water was less than or equal to 0.005
mg/L and the concentration of copper
in source water was less than or equal
to 0.65 mg/L.

(3) A water system that uses a new
source of water is not eligible for re-
duced monitoring for lead and/or cop-
per until concentrations in samples
collected from the new source during
three consecutive monitoring periods
are below the maximum permissible
lead and copper concentrations speci-
fied by the State in §141.83(a)(5).

[66 FR 26548, June 7, 1991; 57 FR 28788 and
28789, June 29, 1992, as amended at 65 FR 2012,
Jan. 12, 2000; 72 FR 57819, Oct. 10, 2007]

§141.89 Analytical methods.

(a) Analyses for lead, copper, pH, con-
ductivity, calcium, alkalinity,
orthophosphate, silica, and tempera-
ture shall be conducted with the meth-
ods in §141.23(k)(1).

(1) Analyses for alkalinity, calcium,
conductivity, orthophosphate, pH, sili-
ca, and temperature may be performed
by any person acceptable to the State.
Analyses under this section for lead
and copper shall only be conducted by
laboratories that have been certified by
EPA or the State. To obtain certifi-
cation to conduct analyses for lead and
copper, laboratories must:

(i) Analyze Performance Evaluation
samples, which include lead and cop-
per, provided by or acceptable to EPA
or the State at least once a year by
each method for which the laboratory
desires certification; and

(ii) Achieve quantitative acceptance
limits as follows:

(A) For lead: £30 percent of the actual
amount in the Performance Evaluation
sample when the actual amount is
greater than or equal to 0.006 mg/L.
The Practical Quantitation Level, or
PQL for lead is 0.005 mg/L.

(B) For Copper: +10 percent of the ac-
tual amount in the Performance Eval-
uation sample when the actual amount
is greater than or equal to 0.050 mg/L.
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The Practical Quantitation Level, or
PQL for copper is 0.050 mg/L.

(iii) Achieve the method detection
limit for lead of 0.001 mg/L according to
the procedures in appendix B of part
136 of this title. This need only be ac-
complished if the laboratory will be
processing source water composite
samples under §141.88(a)(1)(iv).

(iv) Be currently certified by EPA or
the State to perform analyses to the
specifications described in paragraph
(a)(1) of this section.

(2) States have the authority to allow
the use of previously collected moni-
toring data for purposes of monitoring,
if the data were collected and analyzed
in accordance with the requirements of
this subpart.

(3) All lead and copper levels meas-
ured between the PQL and MDL must
be either reported as measured or they
can be reported as one-half the PQL
specified for lead and copper in para-
graph (a)(1)(ii) of this section. All lev-
els below the lead and copper MDLs
must be reported as zero.

(4) All copper levels measured be-
tween the PQL and the MDL must be
either reported as measured or they
can be reported as one-half the PQL
(0.025 mg/L). All levels below the copper
MDL must be reported as zero.

(b) [Reserved]

[66 FR 26548, June 7, 1991, as amended at 57
FR 28789, June 29, 1992; 57 FR 31847, July 17,
1992; 59 FR 33863, June 30, 1994; 59 FR 62470,
Dec. 5, 1994; 64 FR 67466, Dec. 1, 1999; 65 FR
2012, Jan. 12, 2000; 72 FR 57819, Oct. 10, 2007]

§141.90 Reporting requirements.

All water systems shall report all of
the following information to the State
in accordance with this section.

(a) Reporting requirements for tap
water monitoring for lead and copper and
for water quality parameter monitoring.
(1) Except as provided in paragraph
(a)(1)(viii) of this section, a water sys-
tem shall report the information speci-
fied below for all tap water samples
specified in §141.86 and for all water
quality parameter samples specified in
§141.87 within the first 10 days fol-
lowing the end of each applicable moni-
toring period specified in §141.86 and
§141.87 (i.e., every six months, annu-
ally, every 3 years, or every 9 years).
For monitoring periods with a duration
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less than six months, the end of the
monitoring period is the last date sam-
ples can be collected during that period
as specified in §§141.86 and 141.87.

(i) The results of all tap samples for
lead and copper including the location
of each site and the criteria under
§141.86(a) (3), (4), (6), (6), and/or (7)
under which the site was selected for
the system’s sampling pool;

(ii) Documentation for each tap
water lead or copper sample for which
the water system requests invalidation
pursuant to §141.86(f)(2);

(iii) [Reserved]

(iv) The 90th percentile lead and cop-
per concentrations measured from
among all lead and copper tap water
samples collected during each moni-
toring period (calculated in accordance
with §141.80(c)(3)), unless the State cal-
culates the system’s 90th percentile
lead and copper levels under paragraph
(h) of this section;

(v) With the exception of initial tap
sampling conducted pursuant to
§141.86(d)(1), the system shall designate
any site which was not sampled during
previous monitoring periods, and in-
clude an explanation of why sampling
sites have changed;

(vi) The results of all tap samples for
pH, and where applicable, alkalinity,
calcium, conductivity, temperature,
and orthophosphate or silica collected
under §141.87 (b)—(e);

(vii) The results of all samples col-
lected at the entry point(s) to the dis-
tribution system for applicable water
quality parameters under §141.87 (b)-
(e);

(viii) A water system shall report the
results of all water quality parameter
samples collected under §141.87(c)
through (f) during each six-month mon-
itoring period specified in §141.87(d)
within the first 10 days following the
end of the monitoring period unless the
State has specified a more frequent re-
porting requirement.

(2) For a non-transient non-commu-
nity water system, or a community
water system meeting the criteria of
§141.85(b)(7), that does not have enough
taps that can provide first-draw sam-
ples, the system must either:

(i) Provide written documentation to
the State identifying standing times
and locations for enough non-first-draw
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samples to make up its sampling pool
under §141.86(b)(5) by the start of the
first applicable monitoring period
under §141.86(d) that commences after
April 11, 2000, unless the State has
waived prior State approval of non-
first-draw sample sites selected by the
system pursuant to §141.86(b)(5); or

(ii) If the State has waived prior ap-
proval of non-first-draw sample sites
selected by the system, identify, in
writing, each site that did not meet the
six-hour minimum standing time and
the length of standing time for that
particular substitute sample collected
pursuant to §141.86(b)(56) and include
this information with the lead and cop-
per tap sample results required to be
submitted pursuant to paragraph
(a)(1)(1) of this section.

(3) At a time specified by the State,
or if no specific time is designated by
the State, then as early as possible
prior to the addition of a new source or
any long-term change in water treat-
ment, a water system deemed to have
optimized corrosion control under
§141.81(b)(3), a water system subject to
reduced monitoring pursuant to
§141.86(d)(4), or a water system subject
to a monitoring waiver pursuant to
§141.86(g), shall submit written docu-
mentation to the State describing the
change or addition. The State must re-
view and approve the addition of a new
source or long-term change in treat-
ment before it is implemented by the
water system. Examples of long-term
treatment changes include the addition
of a new treatment process or modi-
fication of an existing treatment proc-
ess. Examples of modifications include
switching secondary disinfectants,
switching coagulants (e.g., alum to fer-
ric chloride), and switching corrosion
inhibitor products (e.g.,
orthophosphate to blended phosphate).
Long-term changes can include dose
changes to existing chemicals if the
system is planning long-term changes
to its finished water pH or residual in-
hibitor concentration. Long-term
treatment changes would not include
chemical dose fluctuations associated
with daily raw water quality changes.

(4) Any small system applying for a
monitoring waiver under §141.86(g), or
subject to a waiver granted pursuant to
§141.86(g)(3), shall provide the following
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information to the State in writing by
the specified deadline:

(i) By the start of the first applicable
monitoring period in §141.86(d), any
small water system applying for a
monitoring waiver shall provide the
documentation required to dem-
onstrate that it meets the waiver cri-
teria of §§141.86(g)(1) and (2).

(ii) No later than nine years after the
monitoring previously conducted pur-
suant to §141.86(g)(2) or §141.86(g)(4)(i),
each small system desiring to maintain
its monitoring waiver shall provide the
information required by §§141.86(g)(4)(1)
and (ii).

(iii) No later than 60 days after it be-
comes aware that it is no longer free of
lead-containing and/or copper-con-
taining material, as appropriate, each
small system with a monitoring waiver
shall provide written notification to
the State, setting forth the cir-
cumstances resulting in the lead-con-
taining and/or copper-containing mate-
rials being introduced into the system
and what corrective action, if any, the
system plans to remove these mate-
rials.

(iv) By October 10, 2000, any small
system with a waiver granted prior to
April 11, 2000 and that has not pre-
viously met the requirements of
§141.86(2)(2) shall provide the informa-
tion required by that paragraph.

(6) Each ground water system that
limits water quality parameter moni-
toring to a subset of entry points under
§141.87(c)(3) shall provide, by the com-
mencement of such monitoring, writ-
ten correspondence to the State that
identifies the selected entry points and
includes information sufficient to dem-
onstrate that the sites are representa-
tive of water quality and treatment
conditions throughout the system.

(b) Source water monitoring reporting
requirements. (1) A water system shall
report the sampling results for all
source water samples collected in ac-
cordance with §141.88 within the first 10
days following the end of each source
water monitoring period (i.e., annually,
per compliance period, per compliance
cycle) specified in §141.88.

(2) With the exception of the first
round of source water sampling con-
ducted pursuant to §141.88(b), the sys-
tem shall specify any site which was
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not sampled during previous moni-
toring periods, and include an expla-
nation of why the sampling point has
changed.

(c) Corrosion control treatment report-
ing requirements. By the applicable
dates under §141.81, systems shall re-
port the following information:

(1) For systems demonstrating that
they have already optimized corrosion
control, information required in
§141.81(b) (2) or (3).

(2) For systems required to optimize
corrosion control, their recommenda-
tion regarding optimal corrosion con-
trol treatment under §141.82(a).

(3) For systems required to evaluate
the effectiveness of corrosion control
treatments under §141.82(c), the infor-
mation required by that paragraph.

(4) For systems required to install
optimal corrosion control designated
by the State under §141.82(d), a letter
certifying that the system has com-
pleted installing that treatment.

(d) Source water treatment reporting re-
quirements. By the applicable dates in
§141.83, systems shall provide the fol-
lowing information to the State:

(1) If required under §141.83(b)(1),
their recommendation regarding
source water treatment;

(2) For systems required to install
source water treatment under
§141.83(b)(2), a letter certifying that
the system has completed installing
the treatment designated by the State
within 24 months after the State des-
ignated the treatment.

(e) Lead service line replacement report-
ing requirements. Systems shall report
the following information to the State
to demonstrate compliance with the re-
quirements of §141.84:

(1) No later than 12 months after the
end of a monitoring period in which a
system exceeds the lead action level in
sampling referred to in §141.84(a), the
system must submit written docu-
mentation to the State of the material
evaluation conducted as required in
§141.86(a), identify the initial number
of lead service lines in its distribution
system at the time the system exceeds
the lead action level, and provide the
system’s schedule for annually replac-
ing at least 7 percent of the initial
number of lead service lines in its dis-
tribution system.
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(2) No later than 12 months after the
end of a monitoring period in which a
system exceeds the lead action level in
sampling referred to in §141.84(a), and
every 12 months thereafter, the system
shall demonstrate to the State in writ-
ing that the system has either:

(i) Replaced in the previous 12
months at least 7 percent of the initial
lead service lines (or a greater number
of lines specified by the State under
§141.84(e)) in its distribution system, or

(ii) Conducted sampling which dem-
onstrates that the lead concentration
in all service line samples from an indi-
vidual line(s), taken pursuant to
§141.86(b)(3), is less than or equal to
0.015 mg/L. In such cases, the total
number of lines replaced and/or which
meet the criteria in §141.84(c) shall
equal at least 7 percent of the initial
number of lead lines identified under
paragraph (e)(1) of this section (or the
percentage specified by the State under
§141.84(e)).

(3) The annual letter submitted to
the State under paragraph (e)(2) of this
section shall contain the following in-
formation:

(i) The number of lead service lines
scheduled to be replaced during the
previous year of the system’s replace-
ment schedule;

(ii) The number and location of each
lead service line replaced during the
previous year of the system’s replace-
ment schedule;

(iii) If measured, the water lead con-
centration and location of each lead
service line sampled, the sampling
method, and the date of sampling.

(4) Any system which collects lead
service line samples following partial
lead service line replacement required
by §141.84 shall report the results to
the State within the first ten days of
the month following the month in
which the system receives the labora-
tory results, or as specified by the
State. States, at their discretion may
eliminate this requirement to report
these monitoring results. Systems
shall also report any additional infor-
mation as specified by the State, and
in a time and manner prescribed by the
State, to verify that all partial lead
service line replacement activities
have taken place.
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(f) Public education program reporting
requirements. (1) Any water system that
is subject to the public education re-
quirements in §141.85 shall, within ten
days after the end of each period in
which the system is required to per-
form public education in accordance
with §141.85(b), send written docu-
mentation to the State that contains:

(i) A demonstration that the system
has delivered the public education ma-
terials that meet the content require-
ments in §141.85(a) and the delivery re-
quirements in §141.85(b); and

(ii) A list of all the newspapers, radio
stations, television stations, and facili-
ties and organizations to which the
system delivered public education ma-
terials during the period in which the
system was required to perform public
education tasks.

(2) Unless required by the State, a
system that previously has submitted
the information required by paragraph
(£)(1)(ii) of this section need not resub-
mit the information required by para-
graph (f)(1)(ii) of this section, as long
as there have been no changes in the
distribution list and the system cer-
tifies that the public education mate-
rials were distributed to the same list
submitted previously.

(3) No later than 3 months following
the end of the monitoring period, each
system must mail a sample copy of the
consumer notification of tap results to
the State along with a certification
that the notification has been distrib-
uted in a manner consistent with the
requirements of §141.85(d).

(g) Reporting of additional monitoring
data. Any system which collects sam-
pling data in addition to that required
by this subpart shall report the results
to the State within the first ten days
following the end of the applicable
monitoring period under §§141.86, 141.87
and 141.88 during which the samples are
collected.

(h) Reporting of 90th percentile lead
and copper concentrations where the
State calculates a system’s 90th percentile
concentrations. A water system is not
required to report the 90th percentile
lead and copper concentrations meas-
ured from among all lead and copper
tap water samples collected during
each monitoring period, as required by
paragraph (a)(1)(iv) of this section if:
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(1) The State has previously notified
the water system that it will calculate
the water system’s 90th percentile lead
and copper concentrations, based on
the lead and copper tap results sub-
mitted pursuant to paragraph (h)(2)(i)
of this section, and has specified a date
before the end of the applicable moni-
toring period by which the system
must provide the results of lead and
copper tap water samples;

(2) The system has provided the fol-
lowing information to the State by the
date specified in paragraph (h)(1) of
this section:

(i) The results of all tap samples for
lead and copper including the location
of each site and the criteria under
§141.86(a)(3), (4), (), (6), and/or (7) under
which the site was selected for the sys-
tem’s sampling pool, pursuant to para-
graph (a)(1)(i) of this section; and

(ii) An identification of sampling
sites utilized during the current moni-
toring period that were not sampled
during previous monitoring periods,
and an explanation why sampling sites
have changed; and

(3) The State has provided the results
of the 90th percentile lead and copper
calculations, in writing, to the water
system before the end of the moni-
toring period.

[66 FR 26548, June 7, 1991; 57 FR 28789, June
29, 1992, as amended at 59 FR 33864, June 30,
1994; 65 FR 2012, Jan. 12, 2000; 72 FR 57819,
Oct. 10, 2007]

§141.91 Recordkeeping requirements.

Any system subject to the require-
ments of this subpart shall retain on
its premises original records of all
sampling data and analyses, reports,
surveys, letters, evaluations, sched-
ules, State determinations, and any
other information required by §§141.81
through 141.88. Each water system shall
retain the records required by this sec-
tion for no fewer than 12 years.

Subpart J—Use of Non-Centralized
Treatment Devices

SOURCE: 52 FR 25716, July 8, 1987, unless
otherwise noted.
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§141.100 Criteria and procedures for
public water systems using point-of-
entry devices.

(a) Public water systems may use
point-of-entry devices to comply with
maximum contaminant levels only if
they meet the requirements of this sec-
tion.

(b) It is the responsibility of the pub-
lic water system to operate and main-
tain the point-of-entry treatment sys-
tem.

(c) The public water system must de-
velop and obtain State approval for a
monitoring plan before point-of-entry
devices are installed for compliance.
Under the plan approved by the State,
point-of-entry devices must provide
health protection equivalent to central
water treatment. ‘‘Equivalent’” means
that the water would meet all national
primary drinking water regulations
and would be of acceptable quality
similar to water distributed by a well-
operated central treatment plant. In
addition to the VOCs, monitoring must
include physical measurements and ob-
servations such as total flow treated
and mechanical condition of the treat-
ment equipment.

(d) Effective technology must be
properly applied under a plan approved
by the State and the microbiological
safety of the water must be main-
tained.

(1) The State must require adequate
certification of performance, field test-
ing, and, if not included in the certifi-
cation process, a rigorous engineering
design review of the point-of-entry de-
vices.

(2) The design and application of the
point-of-entry devices must consider
the tendency for increase in
heterotrophic bacteria concentrations
in water treated with activated carbon.
It may be necessary to use frequent
backwashing, post-contactor disinfec-
tion, and Heterotrophic Plate Count
monitoring to ensure that the micro-
biological safety of the water is not
compromised.

(e) All consumers shall be protected.
Every building connected to the sys-
tem must have a point-of-entry device
installed, maintained, and adequately
monitored. The State must be assured
that every building is subject to treat-
ment and monitoring, and that the
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rights and responsibilities of the public
water system customer convey with
title upon sale of property.

[62 FR 25716, July 8, 1987; 53 FR 25111, July 1,
1988]

§141.101 Use of bottled water.

Public water systems shall not use
bottled water to achieve compliance
with an MCL. Bottled water may be
used on a temporary basis to avoid un-
reasonable risk to health.

[63 FR 31934, June 11, 1998]
Subpart K—Treatment Techniques

SOURCE: 56 FR 3594, Jan. 30, 1991, unless
otherwise noted.

§141.110 General requirements.

The requirements of subpart K of this
part constitute national primary
drinking water regulations. These reg-
ulations establish treatment tech-
niques in lieu of maximum contami-
nant levels for specified contaminants.

§141.111 Treatment techniques for ac-
rylamide and epichlorohydrin.

Each public water system must cer-
tify annually in writing to the State
(using third party or manufacturer’s
certification) that when acrylamide
and epichlorohydrin are used in drink-
ing water systems, the combination (or
product) of dose and monomer level
does not exceed the levels specified as
follows:

Acrylamide=0.05% dosed at 1 ppm (or equiva-
lent)

Epichlorohydrin=0.01% dosed at 20 ppm (or
equivalent)

Certifications can rely on manufactur-
ers or third parties, as approved by the
State.

Subpart L—Disinfectant Residuals,
Disinfection Byproducts, and
Disinfection Byproduct Precur-
sors

§141.130 General requirements.

(a) The requirements of this subpart
L constitute national primary drinking
water regulations.
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(1) The regulations in this subpart es-
tablish criteria under which commu-
nity water systems (CWSs) and non-
transient, noncommunity water sys-
tems (NTNCWSs) which add a chemical
disinfectant to the water in any part of
the drinking water treatment process
must modify their practices to meet
MCLs and MRDLs in §§141.64 and 141.65,
respectively, and must meet the treat-
ment technique requirements for dis-
infection byproduct precursors in
§141.135.

(2) The regulations in this subpart es-
tablish criteria under which transient
NCWSs that use chlorine dioxide as a
disinfectant or oxidant must modify
their practices to meet the MRDL for
chlorine dioxide in §141.65.

(3) EPA has established MCLs for
TTHM and HAA5 and treatment tech-
nique requirements for disinfection by-
product precursors to limit the levels
of known and unknown disinfection by-
products which may have adverse
health effects. These disinfection by-

products may include chloroform;
bromodichloromethane;
dibromochloromethane; bromoform;

dichloroacetic acid; and trichloroacetic
acid.

(b) Compliance dates—(1) CWSs and
NTNCWSs. Unless otherwise noted, sys-
tems must comply with the require-
ments of this subpart as follows. Sub-
part H systems serving 10,000 or more
persons must comply with this subpart
beginning January 1, 2002. Subpart H
systems serving fewer than 10,000 per-
sons and systems using only ground
water not under the direct influence of
surface water must comply with this
subpart beginning January 1, 2004.

(2) Transient NCWSs. Subpart H sys-
tems serving 10,000 or more persons and
using chlorine dioxide as a disinfectant
or oxidant must comply with any re-
quirements for chlorine dioxide in this
subpart beginning January 1, 2002. Sub-
part H systems serving fewer than
10,000 persons and using chlorine diox-
ide as a disinfectant or oxidant and
systems using only ground water not
under the direct influence of surface
water and using chlorine dioxide as a
disinfectant or oxidant must comply
with any requirements for chlorine di-
oxide in this subpart beginning Janu-
ary 1, 2004.
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(c) Bach CWS and NTNCWS regulated
under paragraph (a) of this section
must be operated by qualified per-
sonnel who meet the requirements
specified by the State and are included
in a State register of qualified opera-
tors.

(d) Control of disinfectant residuals.
Notwithstanding the MRDLs in §141.65,
systems may increase residual dis-
infectant levels in the distribution sys-
tem of chlorine or chloramines (but not
chlorine dioxide) to a level and for a
time necessary to ©protect public
health, to address specific micro-
biological contamination problems
caused by circumstances such as, but
not limited to, distribution line breaks,
storm run-off events, source water con-
tamination events, or cross-connection
events.

[63 FR 69466, Dec. 16, 1998, as amended at 66
FR 3776, Jan. 16, 2001]

§141.131 Analytical requirements.

(a) General. (1) Systems must use
only the analytical methods specified
in this section, or their equivalent as
approved by EPA, to demonstrate com-
pliance with the requirements of this
subpart and with the requirements of
subparts U and V of this part. These
methods are effective for compliance
monitoring February 16, 1999, unless a
different effective date is specified in
this section or by the State.

(2) The following documents are in-
corporated by reference. The Director
of the Federal Register approves this
incorporation by reference in accord-
ance with 5 U.S.C. 552(a) and 1 CFR
part 51. Copies may be inspected at
EPA’s Drinking Water Docket, 1301
Constitution Avenue, NW., EPA West,
Room B102, Washington, DC 20460, or at
the National Archives and Records Ad-
ministration (NARA). For information
on the availability of this material at
NARA, call 202-741-6030, or go to: http:/
www.archives.gov/federal register/
code of federal regulations/
ibr _locations.html. EPA Method 552.1 is
in Methods for the Determination of
Organic Compounds in Drinking Water-
Supplement II, USEPA, August 1992,
EPA/600/R-92/129 (available through Na-
tional Information Technical Service
(NTIS), PB92-207703). EPA Methods
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502.2, 524.2, 551.1, and 552.2 are in Meth-
ods for the Determination of Organic
Compounds in Drinking Water-Supple-
ment IIT, USEPA, August 1995, EPA/600/
R-95/131 (available through NTIS,
PB95-261616). EPA Method 300.0 is in
Methods for the Determination of Inor-
ganic Substances in Environmental
Samples, USEPA, August 1993, EPA/600/
R-93/100 (available through NTIS,
PB94-121811). EPA Methods 300.1 and
321.8 are in Methods for the Determina-
tion of Organic and Inorganic Com-
pounds in Drinking Water, Volume 1,
USEPA, August 2000, EPA 815-R-00-014
(available through NTIS, PB2000-
106981). EPA Method 317.0, Revision 2.0,
“Determination of Inorganic Oxyhalide
Disinfection By-Products in Drinking
Water Using Ion Chromatography with
the Addition of a Postcolumn Reagent
for Trace Bromate Analysis,”” USEPA,
July 2001, EPA 815-B-01-001, EPA Meth-
od 326.0, Revision 1.0, ‘“Determination
of Inorganic Oxyhalide Disinfection
By-Products in Drinking Water Using
Ion Chromatography Incorporating the
Addition of a Suppressor Acidified
Postcolumn Reagent for Trace Bro-
mate Analysis,”” USEPA, June 2002,
EPA 815-R-03-007, EPA Method 327.0,
Revision 1.1, ‘“‘Determination of Chlo-
rine Dioxide and Chlorite Ion in Drink-
ing Water Using Lissamine Green B
and Horseradish Peroxidase with De-
tection by Visible
Spectrophotometry,”” TUSEPA, May
2005, EPA 815-R-05-008 and EPA Method
5562.3, Revision 1.0, ‘“‘Determination of

Haloacetic Acids and Dalapon in
Drinking Water by Liquid-liquid
Microextraction, Derivatization, and

Gas Chromatography with Electron
Capture Detection,” USEPA, July 2003,
EPA-815-B-03-002 can be accessed and
downloaded directly on-line at http:/
www.epa.gov/safewater/methods/
sourcalt.html. EPA Method 415.3, Revi-
sion 1.1, “‘Determination of Total Or-
ganic Carbon and Specific UV Absorb-
ance at 2564 nm in Source Water and
Drinking Water,”” USEPA, February
2005, EPA/600/R—05/055 can be accessed
and downloaded directly on-line at
www.epa.gov/nerlcwww/ordmeth.htm.
Standard Methods 4500-C1 D, 4500-C1 E,
4500-C1 F, 4500-C1 G, 4500-C1 H, 500-C1 1,
4500-C10, D, 4500-Cl0, E, 6251 B, and
5910 B shall be followed in accordance
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with Standard Methods for the Exam-
ination of Water and Wastewater, 19th
or 20th Editions, American Public
Health Association, 1995 and 1998, re-
spectively. The cited methods pub-
lished in either edition may be used.
Standard Methods 5310 B, 5310 C, and
5310 D shall be followed in accordance
with the Supplement to the 19th Edi-
tion of Standard Methods for the Ex-
amination of Water and Wastewater, or
the Standard Methods for the Exam-
ination of Water and Wastewater, 20th
Edition, American Public Health Asso-
ciation, 1996 and 1998, respectively. The
cited methods published in either edi-
tion may be used. Copies may be ob-
tained from the American Public
Health Association, 1015 Fifteenth
Street, NW., Washington, DC 20005.
Standard Methods 4500-C1 D-00, 4500-C1
E-00, 4500-C1 F-00, 4500-C1 G-00, 4500-C1
H-00, 4500-C1 I-00, 4500-C10, E-00, 6251
B-94, 5310 B-00, 5310 C-00, 5310 D-00 and
5910 B-00 are available at htip:/
www.standardmethods.org or at EPA’s
Water Docket. The year in which each
method was approved by the Standard
Methods Committee is designated by
the last two digits in the method num-
ber. The methods listed are the only
Online versions that are IBR-approved.
ASTM Methods D 1253-86 and D 1253-86
(Reapproved 1996) shall be followed in
accordance with the Annual Book of
ASTM Standards, Volume 11.01, Amer-
ican Society for Testing and Materials
International, 1996 or any ASTM edi-
tion containing the IBR-approved
version of the method may be used.
ASTM Method D1253-03 shall be fol-
lowed in accordance with the Annual
Book of ASTM Standards, Volume
11.01, American Society for Testing and
Materials International, 2004 or any
ASTM edition containing the IBR-ap-
proved version of the method may be
used. ASTM Method D 6581-00 shall be
followed in accordance with the Annual
Book of ASTM Standards, Volume
11.01, American Society for Testing and
Materials International, 2001 or any
ASTM edition containing the IBR-ap-
proved version of the method may be
used; copies may be obtained from the
American Society for Testing and Ma-
terials International, 100 Barr Harbor
Drive, West Conshohocken, PA 19428-
2959.
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(b) Disinfection byproducts. (1) Sys-
tems must measure disinfection by-
products by the methods (as modified
by the footnotes) listed in the fol-
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lowing table or one of the alternative
methods listed in appendix A to sub-
part C of this part:

APPROVED METHODS FOR DISINFECTION BYPRODUCT COMPLIANCE MONITORING

Standard method 2 SM online® ASTM method3

Contaminant and methodology ! EPA method
TTHM
P&T/GC/EICD & PID
P&T/GC/MS ...
LLE/GC/ECD ..
HAA5
LLE (diazomethane)/GC/ECD
SPE (acidic methanol)/GC/ | 552.15 .
ECD.
LLE (acidic methanol)/GC/ | 552.2, 552.3 ..........
ECD.
Bromate
lon chromatography .............. 300.1 i
lon chromatography & post | 317.0 Rev 2.06,
column reaction. 326.06.
IC/ICP-MS ... 321.867 .
Chlorite
Amperometric titration .......... | .o
Spectrophotometry ... 327.0 Rev 1.18 ...
lon chromatography . 300.0, 300.1, 317.0
Rev 2.0, 326.0.

4500-ClO, E®

6251 B-94

D 6581-00

4500-ClO, E-008

D 6581-00

1P&T = purge and trap; GC = gas chromatography; EICD = electrolytic conductivity detector; PID = photoionization detector;
MS = mass spectrometer; LLE = liquid/liquid extraction; ECD = electron capture detector; SPE = solid phase extraction; IC = ion
chromatography; ICP-MS = inductively coupled plasma/mass spectrometer.

219th and 20th editions of Standard Methods for the Examination of Water and Wastewater, 1995 and 1998, respectively,
American Public Health Association; either of these editions may be used.

3 Annual Book of ASTM Standards, 2001 or any year containing the cited version of the method, Vol 11.01.

4If TTHMs are the only analytes being measured in the sample, then a PID is not required.

5The samples must be extracted within 14 days of sample collection.

6lon chromatography & post column reaction or IC/ICP-MS must be used for monitoring of bromate for purposes of dem-
onstrating eligibility of reduced monitoring, as prescribed in § 141.132(b)(3)(ii).

7Samples must be preserved at the time of sampling with 50 mg ethylenediamine (EDA)/L of sample and must be analyzed
within 28 days.

8 Amperometric titration or spectrophotometry may be used for routine daily monitoring of chlorite at the entrance to the dis-
tribution system, as prescribed in § 141.132(b)(2)(i)(A). lon chromatography must be used for routine monthly monitoring of chlo-
rite and additional monitoring of chlorite in the distribution system, as prescribed in § 141.132(b)(2)(i)(B) and (b)(2)(ii).

9The Standard Methods Online version that is approved is indicated by the last two digits in the method number which is the
year of approval by the Standard Method Committee. Standard Methods Online are available at http://www.standardmethods.org.

(2) Analyses under this section for
disinfection byproducts must be con-
ducted by laboratories that have re-
ceived certification by EPA or the
State, except as specified under para-
graph (b)(3) of this section. To receive
certification to conduct analyses for
the DBP contaminants in §§141.64,
141.135, and subparts U and V of this
part, the laboratory must:

(i) Analyze Performance Evaluation
(PE) samples that are acceptable to
EPA or the State at least once during
each consecutive 12 month period by
each method for which the laboratory
desires certification.

(ii) Until March 31, 2007, in these
analyses of PE samples, the laboratory
must achieve quantitative results
within the acceptance limit on a min-
imum of 80% of the analytes included
in each PE sample. The acceptance
limit is defined as the 95% confidence
interval calculated around the mean of
the PE study between a maximum and
minimum acceptance limit of +50% and
+15% of the study mean.

(iii) Beginning April 1, 2007, the lab-
oratory must achieve quantitative re-
sults on the PE sample analyses that
are within the following acceptance
limits:
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Acceptance Acceptance
DBP limits (percent Comments DBP limits (percent Comments
of true value) of true value)
TTHM Dichloroacetic +40
Chloroform ........ +20 | Laboratory must Acid.
meet all 4 indi- Trichloroacetic +40
vidual THM ac- Acid.
ceptance limits in Monobromoacet- +40
order to success- ic Acid.
fully pass a PE P y +
sample for TTHM Dll;rggoacetlc 40
Bromodichlorom- +20 Chiorit : +30
sthane. orite ... +
Dibromochlorom- +20 Bromate ... +30
ethane.
HAA‘gromOfOfm -------- 20 (iv) Beginning April 1, 2007, report
Monochloroaceti- +40 | Laboratory must quantitative data for conceptratipns at
¢ Acid. meet the accept- least as low as the ones listed in the
ance limits for 4 following table for all DBP samples
out of 5 of the . .
HAA5 compounds ~ analyzed for compliance with §§ 141.6f1,
in order to suc- 141.135, and subparts U and V of this
cessfully pass a .
PE sample for part:
HAA5
Minimum re-
DBP porting level Comments
(mg/L)?
TTHM2
Chloroform 0.0010
Bromodichloromethane 0.0010
Dibromochloromethane 0.0010
Bromoform 0.0010
HAA52
Monochloroacetic Acid .........cccccceeviiriiinnene 0.0020
Dichloroacetic Acid ... 0.0010
Trichloroacetic Acid .. 0.0010
Monobromoacetic Acid 0.0010
Dibromoacetic Acid 0.0010
Chlorite ........... 0.020 | Applicable to monitoring as prescribed in
§141.132(b)(2)(1)(B) and (b)(2)(ii).
Bromate .......... 0.0050 or | Laboratories that use EPA Methods 317.0 Revision 2.0,
0.0010 326.0 or 321.8 must meet a 0.0010 mg/L MRL for bro-
mate.

1The calibration curve must encompass the regulatory minimum reporting level (MRL) concentration. Data may be reported for
concentrations lower than the regulatory MRL as long as the precision and accuracy criteria are met by analyzing an MRL check
standard at the lowest reporting limit chosen by the laboratory. The laboratory must verify the accuracy of the calibration curve at
the MRL concentration by analyzing an MRL check standard with a concentration less than or equal to 110% of the MRL with
each batch of samples. The measured concentration for the MRL check standard must be £50% of the expected value, if any
field sample in the batch has a concentration less than 5 times the regulatory MRL. Method requirements to analyze higher con-
centration check standards and meet tighter acceptance criteria for them must be met in addition to the MRL check standard re-
quirement.

2When adding the individual trihalomethane or haloacetic acid concentrations to calculate the TTHM or HAA5 concentrations,
respectively, a zero is used for any analytical result that is less than the MRL concentration for that DBP, unless otherwise speci-
fied by the State.

(3) A party approved by EPA or the
State must measure daily chlorite
samples at the entrance to the dis-
tribution system.

(¢) Disinfectant residuals. (1) Systems
must measure residual disinfectant

concentration for free chlorine, com-
bined chlorine (chloramines), and chlo-
rine dioxide by the methods listed in
the following table or one of the alter-
native methods listed in appendix A to
subpart C of this part:
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Residual measured !
SM (19th or SM ASTM EPA
Methodology 20th ed) Online2 method method Free Com- Total
bined CIO,
Cly Ch Cl,
Amperometric Titration .......... | 4500-Cl D 4500-Cl D-00 | D 1253-86 X X X
(96), 03
Low Level Amperometric Ti- | 4500-Cl E 4500-Cl E-00 X
tration.
DPD Ferrous Titrimetric 4500-CI F 4500-Cl F-00 X X X
DPD Colorimetric ... 4500-Cl G 4500-Cl G-00 X X X
Syringaldazine (FAC 4500-Cl H 4500-Cl H-00 X
lodometric Electrode 4500-Cl | 4500-Cl I-00 X
DPD ... 4500-CIO, D X
Amperol . | 4500-CIO, E | 4500-CIO, E— X
00
Lissamine Green 327.0 Rev 1.1 X
Spectrophotometric.

1X indicates method is approved for measuring specified disinfectant residual. Free chlorine or total chlorine may be measured
for demonstrating compliance with the chlorine MRDL and combined chlorine, or total chlorine may be measured for dem-

onstrating compliance with the chloramine MRDL.

2The Standard Methods Online version that is approved is indicated by the last two digits in the method number which is the
year of approval by the Standard Method Committee. Standard Methods Online are available at http://www.standardmethods.org.

(2) If approved by the State, systems
may also measure residual disinfectant
concentrations for chlorine,
chloramines, and chlorine dioxide by
using DPD colorimetric test kits.

(3) A party approved by EPA or the
State must measure residual disinfect-
ant concentration.

(d) Additional analytical methods. Sys-
tems required to analyze parameters
not included in paragraphs (b) and (c)
of this section must use the following
methods or one of the alternative
methods listed in appendix A to sub-
part C of this part. A party approved by
EPA or the State must measure these
parameters.

(1) Alkalinity. All methods allowed in
§141.89(a) for measuring alkalinity.

(2) Bromide. EPA Methods 300.0, 300.1,
317.0 Revision 2.0, 326.0, or ASTM D
6581-00.

(3) Total Organic Carbon (TOC).
Standard Method 5310 B or 5310 B-00
(High-Temperature Combustion Meth-
od) or Standard Method 5310 C or 5310
C-00 (Persulfate-Ultraviolet or Heated-
Persulfate Oxidation Method) or Stand-
ard Method 5310 D or 5310 D-00 (Wet-Ox-
idation Method) or EPA Method 415.3
Revision 1.1. Inorganic carbon must be
removed from the samples prior to
analysis. TOC samples may not be fil-
tered prior to analysis. TOC samples
must be acidified at the time of sample
collection to achieve pH less than or
equal to 2 with minimal addition of the
acid specified in the method or by the
instrument manufacturer. Acidified

TOC samples must be analyzed within
28 days.

(4) Specific Ultraviolet Absorbance
(SUVA). SUVA is equal to the UV ab-
sorption at 2564nm (UV,ss) (measured in
m-! divided by the dissolved organic
carbon (DOC) concentration (measured
as mg/L). In order to determine SUVA,
it is necessary to separately measure
UV,s4 and DOC. When determining
SUVA, systems must use the methods
stipulated in paragraph (d)(4)(i) of this
section to measure DOC and the meth-
od stipulated in paragraph (d)(4)(ii) of
this section to measure UV,ss. SUVA
must be determined on water prior to
the addition of disinfectants/oxidants
by the system. DOC and UV,ss samples
used to determine a SUVA value must
be taken at the same time and at the
same location.

(1) Dissolved Organic Carbon (DOC).
Standard Method 5310 B or 5310 B-00
(High-Temperature Combustion Meth-
od) or Standard Method 5310 C or 5310
C-00 (Persulfate-Ultraviolet or Heated-
Persulfate Oxidation Method) or Stand-
ard Method 5310 D or 5310 D-00 (Wet-Ox-
idation Method) or EPA Method 415.3
Revision 1.1. DOC samples must be fil-
tered through the 0.45 pm pore-diame-
ter filter as soon as practical after
sampling, not to exceed 48 hours. After
filtration, DOC samples must be acidi-
fied to achieve pH less than or equal to
2 with minimal addition of the acid
specified in the method or by the in-
strument manufacturer. Acidified DOC
samples must be analyzed within 28
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days of sample collection. Inorganic
carbon must be removed from the sam-
ples prior to analysis. Water passed
through the filter prior to filtration of
the sample must serve as the filtered
blank. This filtered blank must be ana-
lyzed using procedures identical to
those used for analysis of the samples
and must meet the following criteria:
DOC < 0.5 mg/L.

(ii) Ultraviolet Absorption at 254 nm
(UVas4). Standard Method 5910 B or 5910
B-00 (Ultraviolet Absorption Method)
or EPA Method 415.3 Revision 1.1. UV
absorption must be measured at 253.7
nm (may be rounded off to 254 nm).
Prior to analysis, UVjys4 samples must
be filtered through a 0.45 pm pore-di-
ameter filter. The pH of UV,ss samples
may not be adjusted. Samples must be
analyzed as soon as practical after
sampling, not to exceed 48 hours.

(6) pH. All methods allowed
§141.23(k)(1) for measuring pH.

(6) Magnesium. All methods allowed
in §141.23(k)(1) for measuring magne-
sium.

in

[63 FR 69466, Dec. 16, 1998, as amended at 66
FR 3776, Jan. 16, 2001; 71 FR 479, Jan. 4, 2006;
71 FR 37168, June 29, 2006; 74 FR 30958, June
29, 2009]
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§141.132 Monitoring requirements.

(a) General requirements. (1) Systems
must take all samples during normal
operating conditions.

(2) Systems may consider multiple
wells drawing water from a single aqui-
fer as one treatment plant for deter-
mining the minimum number of TTHM
and HAAbL samples required, with State
approval in accordance with criteria
developed under §142.16(h)(5) of this
chapter.

(3) Failure to monitor in accordance
with the monitoring plan required
under paragraph (f) of this section is a
monitoring violation.

(4) Failure to monitor will be treated
as a violation for the entire period cov-
ered by the annual average where com-
pliance is based on a running annual
average of monthly or quarterly sam-
ples or averages and the system’s fail-
ure to monitor makes it impossible to
determine compliance with MCLs or
MRDLs.

(5) Systems may use only data col-
lected under the provisions of this sub-
part to qualify for reduced monitoring.

(b) Monitoring requirements for dis-
infection byproducts—(1) TTHMs and
HAA5—(1) Routine monitoring. Systems
must monitor at the frequency indi-
cated in the following table:

ROUTINE MONITORING FREQUENCY FOR TTHM AND HAA5

Type of system

Minimum monitoring frequency

Sample location in the distribution system

Subpart H system serving at
least 10,000 persons.

Subpart H system serving from
500 to 9,999 persons.

Subpart H system serving fewer
than 500 persons.

System using only ground
water not under direct influ-
ence of surface water using
chemical disinfectant and
serving at least 10,000 per-
sons.

Four water samples per quar-
ter per treatment plant.

One water sample per quarter
per treatment plant.

One sample per year per
treatment plant during
month of warmest water
temperature.

One water sample per quarter
per treatment plant2.

At least 25 percent of all samples collected each quarter at
locations representing maximum residence time. Remain-
ing samples taken at locations representative of at least
average residence time in the distribution system and rep-
resenting the entire distribution system, taking into account
number of persons served, different sources of water, and
different treatment methods. !

Locations representing maximum residence time. !

Locations representing maximum residence time.! If the
sample (or average of annual samples, if more than one
sample is taken) exceeds the MCL, the system must in-
crease monitoring to one sample per treatment plant per
quarter, taken at a point reflecting the maximum residence
time in the distribution system, until the system meets cri-
teria in paragraph (b)(1)(iv) of this section.

Locations representing maximum residence time. !
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ROUTINE MONITORING FREQUENCY FOR TTHM AND HAA5—Continued

Type of system

Minimum monitoring frequency

Sample location in the distribution system

System using only ground
water not under direct influ-
ence of surface water using
chemical disinfectant and
serving fewer than 10,000
persons.

One sample per year per
treatment plant2 during
month of warmest water
temperature.

Locations representing maximum residence time.' If the
sample (or average of annual samples, if more than one
sample is taken) exceeds the MCL, the system must in-
crease monitoring to one sample per treatment plant per
quarter, taken at a point reflecting the maximum residence
time in the distribution system, until the system meets cri-
teria in paragraph (b)(1)(iv) of this section.

1If a system elects to sample more frequently than the minimum required, at least 25 percent of all samples collected each
quarter (including those taken in excess of the required frequency) must be taken at locations that represent the maximum resi-
dence time of the water in the distribution system. The remaining samples must be taken at locations representative of at least
average residence time in the distribution system.

2Multiple wells drawing water from a single aquifer may be considered one treatment plant for determining the minimum num-
ber of samples required, with State approval in accordance with criteria developed under § 142.16(h)(5) of this chapter.

(ii) Systems may reduce monitoring, except as otherwise provided, in accord-
ance with the following table:

REDUCED MONITORING FREQUENCY FOR TTHM AND HAA5

Ifyouarea . . .

You may reduce monitoring if
you have monitored at least
one year and your . . .

To this level

Subpart H system serving at
least 10,000 persons which
has a source water annual
average TOC level, before
any treatment, <4.0 mg/L.

Subpart H system serving from
500 to 9,999 persons which
has a source water annual
average TOC level, before
any treatment, <4.0 mg/L.

System using only ground
water not under direct influ-
ence of surface water using
chemical disinfectant and
serving at least 10,000 per-
sons.

System using only ground
water not under direct influ-
ence of surface water using
chemical disinfectant and
serving fewer than 10,000
persons.

TTHM annual average <0.040
mg/L and HAA5 annual av-
erage <0.030 mg/L.

TTHM annual average <0.040
mg/L and HAA5 annual av-
erage <0.030 mg/L.

TTHM annual average <0.040
mg/L and HAA5 annual av-
erage <0.030 mg/L.

TTHM annual average <0.040
mg/L and HAA5 annual av-
erage <0.030 mg/L for two
consecutive years OR
TTHM annual average
<0.020 mg/L and HAA5 an-
nual average <0.015 mg/L
for one year.

One sample per treatment plant per quarter at distribution
system location reflecting maximum residence time.

One sample per treatment plant per year at distribution sys-
tem location reflecting maximum residence time during
month of warmest water temperature. NOTE: Any Subpart
H system serving fewer than 500 persons may not reduce
its monitoring to less than one sample per treatment plant
per year.

One sample per treatment plant per year at distribution sys-
tem location reflecting maximum residence time during
month of warmest water temperature

One sample per treatment plant per three year monitoring
cycle at distribution system location reflecting maximum
residence time during month of warmest water tempera-
ture, with the three-year cycle beginning on January 1 fol-
lowing quarter in which system qualifies for reduced moni-
toring.

(iii) Monitoring requirements for source
water TOC. In order to qualify for re-
duced monitoring for TTHM and HAAbS
under paragraph (b)(1)(ii) of this sec-
tion, subpart H systems not moni-
toring under the provisions of para-
graph (d) of this section must take
monthly TOC samples every 30 days at
a location prior to any treatment, be-
ginning April 1, 2008 or earlier, if speci-
fied by the State. In addition to meet-
ing other criteria for reduced moni-
toring in paragraph (b)(1)(ii) of this
section, the source water TOC running
annual average must be <4.0 mg/L
(based on the most recent four quarters

of monitoring) on a continuing basis at
each treatment plant to reduce or re-
main on reduced monitoring for TTHM
and HAA5. Once qualified for reduced
monitoring for TTHM and HAAbS under
paragraph (b)(1)(ii) of this section, a
system may reduce source water TOC
monitoring to quarterly TOC samples
taken every 90 days at a location prior
to any treatment.

(iv) Systems on a reduced monitoring
schedule may remain on that reduced
schedule as long as the average of all
samples taken in the year (for systems
which must monitor quarterly) or the
result of the sample (for systems which
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must monitor no more frequently than
annually) is no more than 0.060 mg/L
and 0.045 mg/Li for TTHMs and HAAS5,
respectively. Systems that do not meet
these levels must resume monitoring
at the frequency identified in para-
graph (b)(1)(i) of this section (minimum
monitoring frequency column) in the
quarter immediately following the
monitoring period in which the system
exceeds 0.060 mg/Li or 0.0456 mg/L for
TTHMs and HAASb, respectively. For
systems using only ground water not
under the direct influence of surface
water and serving fewer than 10,000 per-
sons, if either the TTHM annual aver-
age is >0.080 mg/Li or the HAAbS annual
average is >0.060 mg/L, the system
must go to the increased monitoring
identified in paragraph (b)(1)(i) of this
section (sample location column) in
the quarter immediately following the
monitoring period in which the system
exceeds 0.080 mg/Li or 0.060 mg/L. for
TTHMs or HAAD respectively.

(v) Systems on increased monitoring
may return to routine monitoring if,
after at least one year of monitoring
their TTHM annual average is <0.060
mg/L and their HAA5 annual average is
<0.045 mg/L.

(vi) The State may return a system
to routine monitoring at the State’s
discretion.

(2) Chlorite. Community and nontran-
sient noncommunity water systems
using chlorine dioxide, for disinfection
or oxidation, must conduct monitoring
for chlorite.

(1) Routine monitoring. (A) Daily moni-
toring. Systems must take daily sam-
ples at the entrance to the distribution
system. For any daily sample that ex-
ceeds the chlorite MCL, the system
must take additional samples in the
distribution system the following day
at the locations required by paragraph
(b)(2)(ii1) of this section, in addition to
the sample required at the entrance to
the distribution system.

(B) Monthly monitoring. Systems must
take a three-sample set each month in
the distribution system. The system
must take one sample at each of the
following locations: near the first cus-
tomer, at a location representative of
average residence time, and at a loca-
tion reflecting maximum residence
time in the distribution system. Any
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additional routine sampling must be
conducted in the same manner (as
three-sample sets, at the specified loca-
tions). The system may use the results
of additional monitoring conducted
under paragraph (b)(2)(ii) of this sec-
tion to meet the requirement for moni-
toring in this paragraph.

(ii) Additional monitoring. On each day
following a routine sample monitoring
result that exceeds the chlorite MCL at
the entrance to the distribution sys-
tem, the system is required to take
three chlorite distribution system sam-
ples at the following locations: as close
to the first customer as possible, in a
location representative of average resi-
dence time, and as close to the end of
the distribution system as possible (re-
flecting maximum residence time in
the distribution system).

(iii) Reduced monitoring. (A) Chlorite
monitoring at the entrance to the dis-
tribution system required by paragraph
(D)(2)(A)(A) of this section may not be
reduced.

(B) Chlorite monitoring in the dis-
tribution system required by paragraph
(b)(2)(1)(B) of this section may be re-
duced to one three-sample set per quar-
ter after one year of monitoring where
no individual chlorite sample taken in
the distribution system under para-
graph (b)(2)(1)(B) of this section has ex-
ceeded the chlorite MCL and the sys-
tem has not been required to conduct
monitoring under paragraph (b)(2)(ii) of
this section. The system may remain
on the reduced monitoring schedule
until either any of the three individual
chlorite samples taken quarterly in the
distribution system under paragraph
(b)(2)(1)(B) of this section exceeds the
chlorite MCL or the system is required
to conduct monitoring under paragraph
(b)(2)(ii) of this section, at which time
the system must revert to routine
monitoring.

(3) Bromate—(i) Routine monitoring.
Community and nontransient non-
community systems using ozone, for
disinfection or oxidation, must take
one sample per month for each treat-
ment plant in the system using ozone.
Systems must take samples monthly
at the entrance to the distribution sys-
tem while the ozonation system is op-
erating under normal conditions.
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(ii) Reduced monitoring. (A) TUntil
March 31, 2009, systems required to
analyze for bromate may reduce moni-
toring from monthly to quarterly, if
the system’s average source water bro-
mide concentration is less than 0.05
mg/L; based on representative monthly
bromide measurements for one year.
The system may remain on reduced
bromate monitoring until the running
annual average source water bromide
concentration, computed quarterly, is
equal to or greater than 0.06 mg/L
based on representative monthly meas-
urements. If the running annual aver-
age source water bromide concentra-
tion is >0.05 mg/L, the system must re-
sume routine monitoring required by
paragraph (b)(3)(i) of this section in the
following month.

(B) Beginning April 1, 2009, systems
may no longer use the provisions of
paragraph (b)(3)(ii)(A) of this section to
qualify for reduced monitoring. A sys-
tem required to analyze for bromate
may reduce monitoring from monthly
to quarterly, if the system’s running
annual average bromate concentration
is <0.0025 mg/L based on monthly bro-
mate measurements under paragraph
(b)(3)(1) of this section for the most re-
cent four quarters, with samples ana-
lyzed using Method 317.0 Revision 2.0,
326.0 or 321.8. If a system has qualified
for reduced bromate monitoring under
paragraph (b)(3)(ii)(A) of this section,
that system may remain on reduced
monitoring as long as the running an-
nual average of quarterly bromate
samples <0.0025 mg/L based on samples
analyzed using Method 317.0 Revision
2.0, 326.0, or 321.8. If the running annual
average bromate concentration is
>0.0025 mg/Li, the system must resume
routine monitoring required by para-
graph (b)(3)(i) of this section.

(c) Monitoring requirements for dis-
infectant residuals—(1) Chlorine and
chloramines—(i)  Routine  monitoring.
Community and nontransient non-
community water systems that use
chlorine or chloramines must measure
the residual disinfectant level in the
distribution system at the same point
in the distribution system and at the
same time as total coliforms are sam-
pled, as specified in §141.21. Subpart H
systems may use the results of residual
disinfectant concentration sampling
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conducted under §141.74(b)(6)(1) for
unfiltered systems or §141.74(c)(3)(i) for
systems which filter, in lieu of taking
separate samples.

(ii) Reduced monitoring. Monitoring
may not be reduced.

(2) Chlorine dioxide—(i) Routine moni-
toring. Community, nontransient non-
community, and transient noncommu-
nity water systems that use chlorine
dioxide for disinfection or oxidation
must take daily samples at the en-
trance to the distribution system. For
any daily sample that exceeds the
MRDL, the system must take samples
in the distribution system the fol-
lowing day at the locations required by
paragraph (c)(2)(ii) of this section, in
addition to the sample required at the
entrance to the distribution system.

(ii) Additional monitoring. On each day
following a routine sample monitoring
result that exceeds the MRDL, the sys-
tem is required to take three chlorine
dioxide distribution system samples. If
chlorine dioxide or chloramines are
used to maintain a disinfectant resid-
ual in the distribution system, or if
chlorine is used to maintain a dis-
infectant residual in the distribution
system and there are no disinfection
addition points after the entrance to
the distribution system (i.e., no booster
chlorination), the system must take
three samples as close to the first cus-
tomer as possible, at intervals of at
least six hours. If chlorine is used to
maintain a disinfectant residual in the
distribution system and there are one
or more disinfection addition points
after the entrance to the distribution
system (i.e., booster chlorination), the
system must take one sample at each
of the following locations: as close to
the first customer as possible, in a lo-
cation representative of average resi-
dence time, and as close to the end of
the distribution system as possible (re-
flecting maximum residence time in
the distribution system).

(iii) Reduced monitoring. Chlorine di-
oxide monitoring may not be reduced.

(d) Monitoring requirements for dis-
infection byproduct precursors (DBPP)—
(1) Routine monitoring. Subpart H sys-
tems which use conventional filtration
treatment (as defined in §141.2) must
monitor each treatment plant for TOC
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no later than the point of combined fil-
ter effluent turbidity monitoring and
representative of the treated water. All
systems required to monitor under this
paragraph (d)(1) must also monitor for
TOC in the source water prior to any
treatment at the same time as moni-
toring for TOC in the treated water.
These samples (source water and treat-
ed water) are referred to as paired sam-
ples. At the same time as the source
water sample is taken, all systems
must monitor for alkalinity in the
source water prior to any treatment.
Systems must take one paired sample
and one source water alkalinity sample
per month per plant at a time rep-
resentative of normal operating condi-
tions and influent water quality.

(2) Reduced monitoring. Subpart H sys-
tems with an average treated water
TOC of less than 2.0 mg/Li for two con-
secutive years, or less than 1.0 mg/L for
one year, may reduce monitoring for
both TOC and alkalinity to one paired
sample and one source water alkalinity
sample per plant per quarter. The sys-
tem must revert to routine monitoring
in the month following the quarter
when the annual average treated water
TOC >2.0 mg/L.

(e) Bromide. Systems required to ana-
lyze for bromate may reduce bromate
monitoring from monthly to once per
quarter, if the system demonstrates
that the average source water bromide
concentration is less than 0.06 mg/L
based upon representative monthly
measurements for one year. The sys-
tem must continue bromide monitoring
to remain on reduced bromate moni-
toring.

(f) Monitoring plans. Each system re-
quired to monitor under this subpart
must develop and implement a moni-
toring plan. The system must maintain
the plan and make it available for in-
spection by the State and the general
public no later than 30 days following
the applicable compliance dates in
§141.130(b). All Subpart H systems serv-
ing more than 3300 people must submit
a copy of the monitoring plan to the
State no later than the date of the first
report required under §141.134. The
State may also require the plan to be
submitted by any other system. After
review, the State may require changes

§141.133

in any plan elements. The plan must
include at least the following elements.

(1) Specific locations and schedules
for collecting samples for any param-
eters included in this subpart.

(2) How the system will calculate
compliance with MCLs, MRDLs, and
treatment techniques.

(3) If approved for monitoring as a
consecutive system, or if providing
water to a consecutive system, under
the provisions of §141.29, the sampling
plan must reflect the entire distribu-
tion system.

[63 FR 69466, Dec. 16, 1998, as amended at 66
FR 3776, Jan. 16, 2001; 69 FR 38856, June 29,
2004; 71 FR 482, Jan. 4, 2006]

§141.133 Compliance requirements.

(a) General requirements. (1) Where
compliance is based on a running an-
nual average of monthly or quarterly
samples or averages and the system
fails to monitor for TTHM, HAAS5, or
bromate, this failure to monitor will be
treated as a monitoring violation for
the entire period covered by the annual
average. Where compliance is based on
a running annual average of monthly
or quarterly samples or averages and
the system failure to monitor makes it
impossible to determine compliance
with MRDLs for chlorine and
chloramines, this failure to monitor
will be treated as a monitoring viola-
tion for the entire period covered by
the annual average.

(2) All samples taken and analyzed
under the provisions of this subpart
must be included in determining com-
pliance, even if that number is greater
than the minimum required.

(3) If, during the first year of moni-
toring under §141.132, any individual
quarter’s average will cause the run-
ning annual average of that system to
exceed the MCL for total
trihalomethanes, haloacetic acids
(five), or bromate; or the MRDL for
chlorine or chloramine, the system is
out of compliance at the end of that
quarter.

(b) Disinfection byproducts—(1) TTHMs
and HAAS. (i) For systems monitoring
quarterly, compliance with MCLs in
§141.64 must be based on a running an-
nual arithmetic average, computed
quarterly, of quarterly arithmetic
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averages of all samples collected by the
system as prescribed by §141.132(b)(1).

(ii) For systems monitoring less fre-
quently than quarterly, systems dem-
onstrate MCL compliance if the aver-
age of samples taken that year under
the provisions of §141.132(b)(1) does not
exceed the MCLs in §141.64. If the aver-
age of these samples exceeds the MCL,
the system must increase monitoring
to once per quarter per treatment
plant and such a system is not in viola-
tion of the MCL until it has completed
one year of quarterly monitoring, un-
less the result of fewer than four quar-
ters of monitoring will cause the run-
ning annual average to exceed the
MCL, in which case the system is in
violation at the end of that quarter.
Systems required to increase moni-
toring frequency to quarterly moni-
toring must calculate compliance by
including the sample which triggered
the increased monitoring plus the fol-
lowing three quarters of monitoring.

(iii) If the running annual arithmetic
average of quarterly averages covering
any consecutive four-quarter period ex-
ceeds the MCL, the system is in viola-
tion of the MCL and must notify the
public pursuant to §141.32 or §141.202,
whichever is effective for your system,
in addition to reporting to the State
pursuant to §141.134.

(iv) If a PWS fails to complete four
consecutive quarters of monitoring,
compliance with the MCL for the last
four-quarter compliance period must
be based on an average of the available
data.

(2) Bromate. Compliance must be
based on a running annual arithmetic
average, computed quarterly, of
monthly samples (or, for months in
which the system takes more than one
sample, the average f all samples taken
during the month) collected by the sys-
tem as prescribed by §141.132(b)(3). If
the average of samples covering any
consecutive four-quarter period ex-
ceeds the MCL, the system is in viola-
tion of the MCL and must notify the
public pursuant to subpart Q, in addi-
tion to reporting to the State pursuant
to §141.134. If a PWS fails to complete
12 consecutive months’ monitoring,
compliance with the MCL for the last
four-quarter compliance period must
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be based on an average of the available
data.

(3) Chlorite. Compliance must be
based on an arithmetic average of each
three sample set taken in the distribu-
tion system as prescribed by
§141.132(b)(2)(1)(B) and §141.132(b)(2)(ii).
If the arithmetic average of any three
sample set exceeds the MCL, the sys-
tem is in violation of the MCL and
must notify the public pursuant to sub-
part Q, in addition to reporting to the
State pursuant to §141.134.

(c) Disinfectant residuals—(1) Chlorine
and chloramines. (i) Compliance must be
based on a running annual arithmetic
average, computed quarterly, of
monthly averages of all samples col-
lected by the system under
§141.132(c)(1). If the average covering
any consecutive four-quarter period ex-
ceeds the MRDL, the system is in vio-
lation of the MRDL and must notify
the public pursuant to subpart Q, in ad-
dition to reporting to the State pursu-
ant to §141.134.

(ii) In cases where systems switch be-
tween the wuse of chlorine and
chloramines for residual disinfection
during the year, compliance must be
determined by including together all
monitoring results of both chlorine and
chloramines in calculating compliance.
Reports submitted pursuant to §141.134
must clearly indicate which residual
disinfectant was analyzed for each
sample.

(2) Chlorine dioxide. (i) Acute viola-
tions. Compliance must be based on
consecutive daily samples collected by
the system under §141.132(c)(2). If any
daily sample taken at the entrance to
the distribution system exceeds the
MRDL, and on the following day one
(or more) of the three samples taken in
the distribution system exceed the
MRDL, the system is in violation of
the MRDL and must take immediate
corrective action to lower the level of
chlorine dioxide below the MRDL and
must notify the public pursuant to the
procedures for acute health risks in
subpart Q in addition to reporting to
the State pursuant to §141.134. Failure
to take samples in the distribution sys-
tem the day following an exceedance of
the chlorine dioxide MRDL at the en-
trance to the distribution system will
also be considered an MRDL violation
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and the system must notify the public
of the violation in accordance with the
provisions for acute violations under
subpart Q in addition to reporting to
the State pursuant to §141.134.

(i1) Nonacute violations. Compliance
must be based on consecutive daily
samples collected by the system under
§141.132(c)(2). If any two consecutive
daily samples taken at the entrance to
the distribution system exceed the
MRDL and all distribution system
samples taken are below the MRDL,
the system is in violation of the MRDL
and must take corrective action to
lower the level of chlorine dioxide
below the MRDL at the point of sam-
pling and will notify the public pursu-
ant to the procedures for nonacute
health risks in subpart Q in addition to
reporting to the State pursuant to
§141.134. Failure to monitor at the en-
trance to the distribution system the
day following an exceedance of the
chlorine dioxide MRDL at the entrance
to the distribution system is also an
MRDL violation and the system must
notify the public of the violation in ac-
cordance with the provisions for
nonacute violations under §141.32(e)(78)
in addition to reporting to the State
pursuant to §141.134.

(d) Disinfection byproduct precursors
(DBPP). Compliance must be deter-
mined as specified by §141.135(c). Sys-
tems may begin monitoring to deter-
mine whether Step 1 TOC removals can
be met 12 months prior to the compli-
ance date for the system. This moni-
toring is not required and failure to
monitor during this period is not a vio-
lation. However, any system that does
not monitor during this period, and
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then determines in the first 12 months
after the compliance date that it is not
able to meet the Step 1 requirements in
§141.135(b)(2) and must therefore apply
for alternate minimum TOC removal
(Step 2) requirements, is not eligible
for retroactive approval of alternate
minimum TOC removal (Step 2) re-
quirements as allowed pursuant to
§141.135(b)(3) and is in violation. Sys-
tems may apply for alternate min-
imum TOC removal (Step 2) require-
ments any time after the compliance
date. For systems required to meet
Step 1 TOC removals, if the value cal-
culated under §141.135(c)(1)(iv) is less
than 1.00, the system is in violation of
the treatment technique requirements
and must notify the public pursuant to
subpart Q of this part, in addition to
reporting to the State pursuant to
§141.134.

[63 FR 69466, Dec. 16, 1998, as amended at 65
FR 26022, May 4, 2000; 66 FR 40521, June 30,
2000; 66 FR 3777, Jan. 16, 2001; 69 FR 38856,
June 29, 2004; 71 FR 482, Jan. 4, 2006]

§141.134 Reporting and recordkeeping
requirements.

(a) Systems required to sample quar-
terly or more frequently must report
to the State within 10 days after the
end of each quarter in which samples
were collected, notwithstanding the
provisions of §141.31. Systems required
to sample less frequently than quar-
terly must report to the State within
10 days after the end of each moni-
toring period in which samples were
collected.

(b) Disinfection byproducts. Systems
must report the information specified
in the following table:

lfyouarea™ * *

You must report * * *

(1) System monitoring for TTHMs and HAA5 under the require-
ments of § 141.132(b) on a quarterly or more frequent basis.

(2) System monitoring for TTHMs and HAA5 under the require-
ments of §141.132(b) less frequently than quarterly (but as
least annually).

(3) System monitoring for TTHMs and HAA5 under the
requriements of § 141.132(b) less frequently than annually.

(i) The number of samples taken during the last quarter.

(i) The location, date, and result of each sample taken during
the last quarter.

(iii) The arithmetic average of all samples taken in the last
quarter.

(iv) The annual arithmetic average of the quarterly arithmetic
averages of this section for the last four quarters.

(v) Whether, based on § 141.133(b)(1), the MCL was violated.

(i) The number of samples taken during the last year.

(i) The location, date, and result of each sample taken during
the last monitoring period.

(i) The arithmetic average of all samples taken over the last
year.

(iv) Whether, based on § 141.133(b)(1), the MCL was violated.

(i) The location, date, and result of each sample taken

(i) Whether, based on § 141.133(b)(1), the MCL was violated.
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If you are a

You must report * * *

(4) System monitoring for chlorite under the requirements of
§141.132(b).

(5) System monitoring for bromate under the requirements of
§141.132(b).

(i) The number of entry point samples taken each month for
the last 3 months.

(i) The location, date, and result of each sample (both entry
point and distribution system) taken during the last quarter.
(iii) For each month in the reporting period, the arithmetic aver-
age of all samples taken in each three samples set taken in

the distribution system.

(iv) Whether, based on § 141.133(b)(3), the MCL was violated,
in which month, and how many times it was violated each
month.

(i) The number of samples taken during the last quarter.

(ii)The location, date, and result of each sample taken during
the last quarter.

(i) The arithmetic average of the monthly arithmetic averages
of all samples taken in the last year.

(iv) Whether, based on § 141.133(b)(2), the MCL was violated.

1The State may choose to perform calculations and determine whether the MCL was exceeded, in lieu of having the system

report that information

(c) Disinfectants. Systems must report the information specified in the following

table:

* o %

If you are a

You must report * * *

(1) System monitoring for chlorine or chloramines under the re-
quirements of § 141.132(c).

(2) System monitoring for chlorine dioxide under the require-
ments of § 141.132(c).

(i) The number of samples taken during each month of the last
quarter.

(i) The month arithmetic average of all samples taken in each
month for the last 12 months.

(i) The arithmetic average of the monthly averages for the last
12 months.

(iv) Whether, based on § 141.133(c)(1), the MRD was violated.

(i) The dates, result, and locations of samples taken during the
last quarter.

(i) Whether, based on § 141.133(c)(2), the MRDL was violated.

(iii) Whether the MRDL was exceeded in any two consecutive
daily samples and whether the resulting violation was acuate
or nonacute.

1The State may choose to perform calculations and determine whether the MRDL was exceeded, in lieu of having the system

report that information.

(d) Disinfection byproduct precursors and enhanced coagulation or enhanced soft-
ening. Systems must report the information specified in the following table:

If you are a...

You must report... 1

(1) System monitoring monthly or quarterly for TOC under the
requirements of §141.132(d) and required to meet the en-
hanced coagulation or enhanced softening requirements in
§141.135(b)(2) or (3).

(2) System monitoring monthly or quarterly for TOC under the
requirements of §141.132(d) and meeting one or more of
the alternative compliance criteria in § 141.135(a)(2) or (3).

(i) The number of paired (source water and treated water)
samples taken during the last quarter.

(i) The location, date, and results of each paired sample and
associated alkalinity taken during the last quarter.

(iii) For each month in the reporting period that paired samples
were taken, the arithmetic average of the percent reduction
of TOC for each paired sample and the required TOC per-
cent removal.

(iv) Calculations for determining compliance with the TOC per-
cent removal requirements, as provided in § 141.135(c)(1).
(v) Whether the system is in compliance with the enhanced co-
agulation or enhanced softening percent removal require-

ments in § 141.135(b) for the last four quarters.

(i) The alternative compliance criterion that the system is
using.

(ii) The number of paired samples taken during the last quar-
ter.

(i) The location, date, and result of each paired sample and
associated alkalinity taken during the last quarter.

(iv) The running annual arithmetic average based on monthly
averages (or quarterly samples) of source water TOC for
systems meeting a criterion in §§ 141.135(a)(2)(i) or (iii) or of
treated water TOC for systems meeting the criterion in
§ 141.135(a)(2)(ii).
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If you are a...

You must report... 1

(v) The running annual arithmetic average based on monthly
averages (or quarterly samples) of source water SUVA for
systems meeting the criterion in §141.135(a)(2)(v) or of
treated water SUVA for systems meeting the criterion in
§ 141.135(a)(2)(vi).

(vi) The running annual average of source water alkalinity for
systems meeting the criterion in §141.135(a)(2)(iii) and of
treated water alkalinity for systems meeting the criterion in
§ 141.135(a)(3)(i)-

(vii) The running annual average for both TTHM and HAA5 for
systems meeting the criterion in § 141.135(a)(2)(iii) or (iv).
(viii) The running annual average of the amount of magnesium
hardness removal (as CaCOs, in mg/L) for systems meeting

the criterion in § 141.135(a)(3)(ii).

(ix) Whether the system is in compliance with the particular al-
ternative compliance criterion in § 141.135(a)(2) or (3).

1The State may choose to perform calculations and determine whether the treatment technique was met, in lieu of having the

system report that information.

[63 FR 69466, Dec. 16, 1998, as amended at 66 FR 3778, Jan. 16, 2001; 66 FR 9903, Feb. 12, 2001]

§141.135 Treatment technique for con-
trol of disinfection byproduct (DBP)

precursors.
(a) Applicability. (1) Subpart H sys-
tems using conventional filtration

treatment (as defined in §141.2 ) must
operate with enhanced coagulation or
enhanced softening to achieve the TOC
percent removal levels specified in
paragraph (b) of this section unless the
system meets at least one of the alter-
native compliance criteria listed in
paragraph (a)(2) or (a)(3) of this sec-
tion.

(2) Alternative compliance criteria for
enhanced coagulation and enhanced soft-
ening systems. Subpart H systems using
conventional filtration treatment may
use the alternative compliance criteria
in paragraphs (a)(2)(i) through (vi) of
this section to comply with this sec-
tion in lieu of complying with para-
graph (b) of this section. Systems must
still comply with monitoring require-
ments in §141.132(d).

(i) The system’s source water TOC
level, measured according to
§141.131(d)(3), is less than 2.0 mg/L, cal-
culated quarterly as a running annual
average.

(ii) The system’s treated water TOC
level, measured according to
§141.131(d)(3), is less than 2.0 mg/L, cal-
culated quarterly as a running annual

average.
(iii) The system’s source water TOC
level, measured according to

§141.131(d)(3), is less than 4.0 mg/L, cal-
culated quarterly as a running annual

average; the source water alkalinity,
measured according to §141.131(d)(1), is
greater than 60 mg/Li (as CaCOs3), cal-
culated quarterly as a running annual
average; and either the TTHM and
HAADb running annual averages are no
greater than 0.040 mg/L: and 0.030 mg/L,,
respectively; or prior to the effective
date for compliance in §141.130(b), the
system has made a clear and irrev-
ocable financial commitment not later
than the effective date for compliance
in §141.130(b) to use of technologies
that will limit the levels of TTHMs and
HAAb5 to no more than 0.040 mg/L and
0.030 mg/L, respectively. Systems must
submit evidence of a clear and irrev-
ocable financial commitment, in addi-
tion to a schedule containing mile-
stones and periodic progress reports for
installation and operation of appro-
priate technologies, to the State for
approval not later than the effective
date for compliance in §141.130(b).
These technologies must be installed
and operating not later than June 30,
2005. Failure to install and operate
these technologies by the date in the
approved schedule will constitute a
violation of National Primary Drink-
ing Water Regulations.

(iv) The TTHM and HAA5 running an-
nual averages are no greater than 0.040
mg/L: and 0.030 mg/Li, respectively, and
the system uses only chlorine for pri-
mary disinfection and maintenance of
a residual in the distribution system.

(v) The system’s source water SUVA,
prior to any treatment and measured
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monthly according to §141.131(d)(4), is
less than or equal to 2.0 L/mg-m, cal-
culated quarterly as a running annual
average.

(vi) The system’s finished water
SUVA, measured monthly according to
§141.131(d)(4), is less than or equal to
2.0 L/mg-m, calculated quarterly as a
running annual average.

(3) Additional alternative compliance
criteria for softening systems. Systems
practicing enhanced softening that
cannot achieve the TOC removals re-
quired by paragraph (b)(2) of this sec-
tion may use the alternative compli-
ance criteria in paragraphs (a)(3)(i) and
(ii) of this section in lieu of complying
with paragraph (b) of this section. Sys-
tems must still comply with moni-
toring requirements in §141.132(d).

(i) Softening that results in lowering
the treated water alkalinity to less
than 60 mg/Li (as CaCO;), measured
monthly according to §141.131(d)(1) and
calculated quarterly as a running an-
nual average.

40 CFR Ch. | (7-1-11 Edition)

(ii) Softening that results in remov-
ing at least 10 mg/LL of magnesium
hardness (as CaCO3), measured monthly
according to §141.131(d)(6) and cal-
culated quarterly as a running annual
average.

(b) Enhanced coagulation and en-
hanced softening performance require-
ments. (1) Systems must achieve the
percent reduction of TOC specified in
paragraph (b)(2) of this section between
the source water and the combined fil-
ter effluent, unless the State approves
a system’s request for alternate min-
imum TOC removal (Step 2) require-
ments under paragraph (b)(3) of this
section.

(2) Required Step 1 TOC reductions,
indicated in the following table, are
based upon specified source water pa-
rameters measured in accordance with
§141.131(d). Systems practicing soft-
ening are required to meet the Step 1
TOC reductions in the far-right column
(Source water alkalinity >120 mg/L) for
the specified source water TOC:

STEP 1 REQUIRED REMOVAL OF TOC BY ENHANCED COAGULATION AND ENHANCED SOFTENING FOR
SUBPART H SYSTEMS USING CONVENTIONAL TREATMENT -2

Source-water

Source-water alkalinity, mg/L as CaCO 3
(in precentages)

TOC, mg/L
0-60 >60-120 >1203
35.0 25.0 15.0
. 45.0 35.0 25.0
............ 50.0 40.0 30.0

1Systems meeting at least one of the conditions in paragraph (a)(2)(i)—(vi) of this section are not required to operate with en-

hanced coagulation.

2 Softening system meeting one of the alternative compliance criteria in paragraph (a)(3) of this section are not required to op-

erate with enhanced softening.

3 System practicing softening must meet the TOC removal requirements in this column.

(3) Subpart H conventional treatment
systems that cannot achieve the Step 1
TOC removals required by paragraph
(b)(2) of this section due to water qual-
ity parameters or operational con-
straints must apply to the State, with-
in three months of failure to achieve
the TOC removals required by para-
graph (b)(2) of this section, for approval
of alternative minimum TOC (Step 2)
removal requirements submitted by
the system. If the State approves the
alternative minimum TOC removal
(Step 2) requirements, the State may
make those requirements retroactive
for the purposes of determining compli-
ance. Until the State approves the al-
ternate minimum TOC removal (Step

2) requirements, the system must meet
the Step 1 TOC removals contained in
paragraph (b)(2) of this section.

(4) Alternate minimum TOC removal
(Step 2) requirements. Applications made
to the State by enhanced coagulation
systems for approval of alternate min-
imum TOC removal (Step 2) require-
ments under paragraph (b)(3) of this
section must include, at a minimum,
results of bench- or pilot-scale testing
conducted under paragraph (b)(4)(i) of
this section. The submitted bench- or
pilot-scale testing must be used to de-
termine the alternate enhanced coagu-
lation level.

(1) Alternate enhanced coagulation level
is defined as coagulation at a coagulant
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dose and pH as determined by the
method described in  paragraphs
(b)(4)(i) through (v) of this section such
that an incremental addition of 10 mg/
L of alum (or equivalent amount of fer-
ric salt) results in a TOC removal of <
0.3 mg/L.. The percent removal of TOC
at this point on the “TOC removal
versus coagulant dose’” curve is then
defined as the minimum TOC removal
required for the system. Once approved
by the State, this minimum require-
ment supersedes the minimum TOC re-
moval required by the table in para-
graph (b)(2) of this section. This re-
quirement will be effective until such
time as the State approves a new value
based on the results of a new bench-
and pilot-scale test. Failure to achieve
State-set alternative minimum TOC
removal levels is a violation of Na-
tional Primary Drinking Water Regu-
lations.

(ii) Bench- or pilot-scale testing of
enhanced coagulation must be con-
ducted by using representative water
samples and adding 10 mg/L increments
of alum (or equivalent amounts of fer-
ric salt) until the pH is reduced to a
level less than or equal to the enhanced
coagulation Step 2 target pH shown in
the following table:

ENHANCED COAGULATION STEP 2 TARGET PH

Alkalinity (mg/L as CaCOs) Target pH
0-60 .......... 55
>60-120 ..... 6.3
>120-240 ... 7.0
>240 ........... 7.5

(iii) For waters with alkalinities of
less than 60 mg/L for which addition of
small amounts of alum or equivalent
addition of iron coagulant drives the
pPH below 5.5 before significant TOC re-
moval occurs, the system must add
necessary chemicals to maintain the
pH between 5.3 and 5.7 in samples until
the TOC removal of 0.3 mg/L per 10 mg/
L alum added (or equivalant addition
of iron coagulant) is reached.

(iv) The system may operate at any
coagulant dose or pH necessary (con-
sistent with other NPDWRs) to achieve
the minimum TOC percent removal ap-
proved under paragraph (b)(3) of this
section.

(v) If the TOC removal is consistently
less than 0.3 mg/Li of TOC per 10 mg/L

§141.135

of incremental alum dose at all dosages
of alum (or equivalant addition of iron
coagulant), the water is deemed to con-
tain TOC not amenable to enhanced co-
agulation. The system may then apply
to the State for a waiver of enhanced
coagulation requirements.

(c) Compliance calculations. (1) Sub-
part H systems other than those identi-
fied in paragraph (a)(2) or (a)(3) of this
section must comply with require-
ments contained in paragraph (b)(2) or
(b)(3) of this section. Systems must cal-
culate compliance quarterly, beginning
after the system has collected 12
months of data, by determining an an-
nual average using the following meth-
od:

(i) Determine actual monthly TOC
percent removal, equal to:

(1-(treated water TOC/source water
TOC)) x 100

(ii) Determine the required monthly
TOC percent removal (from either the
table in paragraph (b)(2) of this section
or from paragraph (b)(3) of this sec-
tion).

(iii) Divide the value in paragraph
(c)(1)(i) of this section by the value in
paragraph (c)(1)(ii) of this section.

(iv) Add together the results of para-
graph (c)(1)(iii) of this section for the
last 12 months and divide by 12.

(v) If the value calculated in para-
graph (c)(1)(iv) of this section is less
than 1.00, the system is not in compli-
ance with the TOC percent removal re-
quirements.

(2) Systems may use the provisions in
paragraphs (¢)(2)(i) through (v) of this
section in lieu of the calculations in
paragraph (c)(1)(i) through (v) of this
section to determine compliance with
TOC percent removal requirements.

(i) In any month that the system’s
treated or source water TOC level,
measured according to §141.131(d)(3), is
less than 2.0 mg/L, the system may as-
sign a monthly value of 1.0 (in lieu of
the value calculated in paragraph
(c)(1)(iii) of this section) when calcu-
lating compliance under the provisions
of paragraph (c)(1) of this section.

(ii) In any month that a system prac-
ticing softening removes at least 10 mg/
L of magnesium hardness (as CaCOs3),
the system may assign a monthly
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value of 1.0 (in lieu of the value cal-
culated in paragraph (c)(1)(iii) of this
section) when calculating compliance
under the provisions of paragraph (c)(1)
of this section.

(iii) In any month that the system’s
source water SUVA, prior to any treat-
ment and measured according to
§141.131(d)(4), is <2.0 L/mg-m, the sys-
tem may assign a monthly value of 1.0
(in lieu of the value calculated in para-
graph (c)(1)(iii) of this section) when
calculating compliance under the pro-
visions of paragraph (c)(1) of this sec-
tion.

(iv) In any month that the system’s
finished water SUVA, measured accord-
ing to §141.131(d)(4), is <2.0 L/mg-m, the
system may assign a monthly value of
1.0 (in lieu of the value calculated in
paragraph (c)(1)(iii) of this section)
when calculating compliance under the
provisions of paragraph (c)(1) of this
section.

(v) In any month that a system prac-
ticing enhanced softening lowers alka-
linity below 60 mg/Li (as CaCOs3), the
system may assign a monthly value of
1.0 (in lieu of the value calculated in
paragraph (c)(1)(iii) of this section)
when calculating compliance under the
provisions of paragraph (c)(1) of this
section.

(3) Subpart H systems using conven-
tional treatment may also comply with
the requirements of this section by
meeting the criteria in paragraph (a)(2)
or (3) of this section.

(d) Treatment technique requirements
for DBP precursors. The Administrator
identifies the following as treatment
techniques to control the level of dis-
infection byproduct precursors in
drinking water treatment and distribu-
tion systems: For Subpart H systems
using conventional treatment, en-
hanced coagulation or enhanced soft-
ening.

[63 FR 69466, Dec. 16, 1998, as amended at 66
FR 3779, Jan. 16, 2001; 71 FR 482, Jan. 4, 2006]
Subparts M-N [Reserved]

Subpart O—Consumer
Confidence Reports

SOURCE: 63 FR 44526, Aug. 19, 1998, unless
otherwise noted.
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§141.151 Purpose and applicability of
this subpart.

(a) This subpart establishes the min-
imum requirements for the content of
annual reports that community water
systems must deliver to their cus-
tomers. These reports must contain in-
formation on the quality of the water
delivered by the systems and charac-
terize the risks (if any) from exposure
to contaminants detected in the drink-
ing water in an accurate and under-
standable manner.

(b) Notwithstanding the provisions of
§141.3, this subpart applies only to
community water systems.

(c) For the purpose of this subpart,
customers are defined as billing units or
service connections to which water is
delivered by a community water sys-
tem.

(d) For the purpose of this subpart,
detected means: at or above the levels
prescribed by §141.23(a)(4) for inorganic
contaminants, at or above the levels
prescribed by §141.24(f)(7) for the con-
taminants listed in §141.61(a), at or
above the levels ©prescribed by
§141.24(h)(18) for the contaminants list-
ed in §141.61(c), at or above the levels
prescribed by §141.131(b)(2)(iv) for the
contaminants or contaminant groups
listed in §141.64, and at or above the
levels prescribed by §141.25(c) for radio-
active contaminants.

(e) A State that has primary enforce-
ment responsibility may adopt by rule,
after notice and comment, alternative
requirements for the form and content
of the reports. The alternative require-
ments must provide the same type and
amount of information as required by
§§141.1563 and 141.154, and must be de-
signed to achieve an equivalent level of
public information and education as
would be achieved under this subpart.

(f) For purpose of §§141.154 and 141.155
of this subpart, the term ‘‘primacy
agency’’ refers to the State or tribal
government entity that has jurisdic-
tion over, and primary enforcement re-
sponsibility for, public water systems,
even if that government does not have
interim or final primary enforcement
responsibility for this rule. Where the
State or tribe does not have primary
enforcement responsibility for public
water systems, the term ‘‘primacy
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agency’’ refers to the appropriate EPA
regional office.

[63 FR 44526, Aug. 19, 1998, as amended at 71
FR 483, Jan. 4, 2006]

§141.152 Effective dates.

(a) The regulations in this subpart
shall take effect on September 18, 1998.

(b) BEach existing community water
system must deliver its first report by
October 19, 1999, its second report by
July 1, 2000, and subsequent reports by
July 1 annually thereafter. The first
report must contain data collected dur-
ing, or prior to, calendar year 1998 as
prescribed in §141.153(d)(3). Each report
thereafter must contain data collected
during, or prior to, the previous cal-
endar year.

(c) A new community water system
must deliver its first report by July 1
of the year after its first full calendar
year in operation and annually there-
after.

(d) A community water system that
sells water to another community
water system must deliver the applica-
ble information required in §141.153 to
the buyer system:

(1) No later than April 19, 1999, by
April 1, 2000, and by April 1 annually
thereafter or

(2) On a date mutually agreed upon
by the seller and the purchaser, and
specifically included in a contract be-
tween the parties.

§141.153 Content of the reports.

(a) Each community water system
must provide to its customers an an-
nual report that contains the informa-
tion specified in this section and
§141.154.

(b) Information on the source of the
water delivered:

(1) Each report must identify the
source(s) of the water delivered by the
community water system by providing
information on:

(i) The type of the water: e.g., surface
water, ground water; and

(ii) The commonly used name (if any)
and location of the body (or bodies) of
water.

(2) If a source water assessment has
been completed, the report must notify
consumers of the availability of this
information and the means to obtain
it. In addition, systems are encouraged

§141.153

to highlight in the report significant
sources of contamination in the source
water area if they have readily avail-
able information. Where a system has
received a source water assessment
from the primacy agency, the report
must include a brief summary of the
system’s susceptibility to potential
sources of contamination, using lan-
guage provided by the primacy agency
or written by the operator.

(c) Definitions. (1) Each report must
include the following definitions:

(i) Mazximum Contaminant Level Goal
or MCLG: The level of a contaminant in
drinking water below which there is no
known or expected risk to health.
MCLGs allow for a margin of safety.

(ii) Maximum Contaminant Level or
MCL: The highest level of a contami-
nant that is allowed in drinking water.
MCLs are set as close to the MCLGs as
feasible using the best available treat-
ment technology.

(2) A report for a community water
system operating under a variance or
an exemption issued under §1415 or 1416
of SDWA must include the following
definition: Variances and Exemptions:
State or EPA permission not to meet
an MCL or a treatment technique
under certain conditions.

(3) A report that contains data on
contaminants that KEPA regulates
using any of the following terms must
include the applicable definitions:

(i) Treatment Technique: A required
process intended to reduce the level of
a contaminant in drinking water.

(ii) Action Level: The concentration of
a contaminant which, if exceeded, trig-
gers treatment or other requirements
which a water system must follow.

(iii) Maximum residual disinfectant
level goal or MRDLG: The level of a
drinking water disinfectant below
which there is no known or expected
risk to health. MRDLGs do not reflect
the benefits of the use of disinfectants
to control microbial contaminants.

(iv) Maximum residual disinfectant
level or MRDL: The highest level of a
disinfectant allowed in drinking water.
There is convincing evidence that addi-
tion of a disinfectant is necessary for
control of microbial contaminants.

(d) Information on detected contami-
nants.
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(1) This sub-section specifies the re-
quirements for information to be in-
cluded in each report for contaminants
subject to mandatory monitoring (ex-
cept Cryptosporidium). It applies to:

(i) Contaminants subject to a MCL,
action level, maximum residual dis-
infectant level, or treatment technique
(regulated contaminants).

(ii) Contaminants for which moni-
toring is required by §141.40 (unregu-
lated contaminants); and

(iii) Disinfection by-products or mi-
crobial contaminants for which moni-
toring 1is required by §§141.142 and
141.143, except as provided under para-
graph (e)(1) of this section, and which
are detected in the finished water.

(2) The data relating to these con-
taminants must be displayed in one
table or in several adjacent tables. Any
additional monitoring results which a
community water system chooses to
include in its report must be displayed
separately.

(3) The data must be derived from
data collected to comply with EPA and
State monitoring and analytical re-
quirements during calendar year 1998
for the first report and subsequent cal-
endar years thereafter except that:

(i) Where a system is allowed to mon-
itor for regulated contaminants less
often than once a year, the table(s)
must include the date and results of
the most recent sampling and the re-
port must include a brief statement in-
dicating that the data presented in the
report are from the most recent testing
done in accordance with the regula-
tions. No data older than 5 years need
be included.

(ii) Results of monitoring in compli-
ance with §§141.142 and 141.143 need
only be included for 5 years from the
date of last sample or until any of the
detected contaminants becomes regu-
lated and subject to routine moni-
toring requirements, whichever comes
first.

(4) For detected regulated contami-
nants (listed in appendix A to this sub-
part), the table(s) must contain:

(i) The MCL for that contaminant ex-
pressed as a number equal to or greater
than 1.0 (as provided in appendix A to
this subpart);
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(ii) The MCLG for that contaminant
expressed in the same units as the
MCL;

(iii) If there is no MCL for a detected
contaminant, the table must indicate
that there is a treatment technique, or
specify the action level, applicable to
that contaminant, and the report must
include the definitions for treatment
technique and/or action level, as appro-
priate, specified in paragraph (c)(3) of
this section;

(iv) For contaminants subject to an
MCL, except turbidity and total coli-
forms, the highest contaminant level
used to determine compliance with an
NPDWR and the range of detected lev-
els, as follows:

(A) When compliance with the MCL
is determined annually or less fre-
quently: The highest detected level at
any sampling point and the range of
detected levels expressed in the same
units as the MCL.

(B) When compliance with the MCL is
determined by calculating a running
annual average of all samples taken at
a monitoring location: the highest av-
erage of any of the monitoring loca-
tions and the range of all monitoring
locations expressed in the same units
as the MCL. For the MCLs for TTHM
and HAAS in §141.64(b)(2), systems must
include the highest locational running
annual average for TTHM and HAA5b
and the range of individual sample re-
sults for all monitoring locations ex-
pressed in the same units as the MCL.
If more than one location exceeds the
TTHM or HAAS5 MCL, the system must
include the locational running annual
averages for all locations that exceed
the MCL.

(C) When compliance with the MCL is
determined on a system-wide basis by
calculating a running annual average
of all samples at all monitoring loca-
tions: the average and range of detec-
tion expressed in the same units as the
MCL. The system is required to include
individual sample results for the IDSE
conducted under subpart U of this part
when determining the range of TTHM
and HAAS results to be reported in the
annual consumer confidence report for
the calendar year that the IDSE sam-
ples were taken.

NOTE TO PARAGRAPH (d)(4)(iv): When round-
ing of results to determine compliance with
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the MCL is allowed by the regulations,
rounding should be done prior to multiplying
the results by the factor listed in appendix A
of this subpart.

(v) For turbidity.

(A) When it is reported pursuant to
§141.13: The highest average monthly
value.

(B) When it is reported pursuant to
the requirements of §141.71: the highest
monthly value. The report should in-
clude an explanation of the reasons for
measuring turbidity.

(C) When it is reported pursuant to
§141.73 or §141.173 or §141.551: the high-
est single measurement and the lowest
monthly percentage of samples meet-
ing the turbidity limits specified in
§141.73 or §141.173, or §141.551 for the
filtration technology being used. The
report should include an explanation of
the reasons for measuring turbidity;

(vi) For lead and copper: the 90th per-
centile value of the most recent round
of sampling and the number of sam-
pling sites exceeding the action level;

(vii) For total coliform:

(A) The highest monthly number of
positive samples for systems collecting
fewer than 40 samples per month; or

(B) The highest monthly percentage
of positive samples for systems col-
lecting at least 40 samples per month;

(viii) For fecal coliform: The total
number of positive samples; and

(ix) The likely source(s) of detected
contaminants to the best of the opera-
tor’s knowledge. Specific information
regarding contaminants may be avail-
able in sanitary surveys and source
water assessments, and should be used
when available to the operator. If the
operator lacks specific information on
the likely source, the report must in-
clude one or more of the typical
sources for that contaminant listed in
appendix A to this subpart that is most
applicable to the system.

(5) If a community water system dis-
tributes water to its customers from
multiple hydraulically independent
distribution systems that are fed by
different raw water sources, the table
should contain a separate column for
each service area and the report should
identify each separate distribution sys-
tem. Alternatively, systems could
produce separate reports tailored to in-
clude data for each service area.

§141.153

(6) The table(s) must clearly identify
any data indicating violations of
MCLs, MRDLs, or treatment tech-
niques, and the report must contain a
clear and readily understandable expla-
nation of the violation including: the
length of the violation, the potential
adverse health effects, and actions
taken by the system to address the vio-
lation. To describe the potential health
effects, the system must use the rel-
evant language of appendix A to this
subpart.

(7) For detected unregulated con-
taminants for which monitoring is re-
quired (except Cryptosporidium), the
table(s) must contain the average and
range at which the contaminant was
detected. The report may include a
brief explanation of the reasons for
monitoring for unregulated contami-
nants.

(e) Information on Cryptosporidium,
radon, and other contaminants:

(1) If the system has performed any
monitoring for Cryptosporidium, includ-
ing monitoring performed to satisfy
the requirements of §141.143, which in-
dicates that Cryptosporidium may be
present in the source water or the fin-
ished water, the report must include:

(i) A summary of the results of the
monitoring; and

(ii) An explanation of the signifi-
cance of the results.

(2) If the system has performed any
monitoring for radon which indicates
that radon may be present in the fin-
ished water, the report must include:

(i) The results of the monitoring; and

(ii) An explanation of the signifi-
cance of the results.

(3) If the system has performed addi-
tional monitoring which indicates the
presence of other contaminants in the
finished water, EPA strongly encour-
ages systems to report any results
which may indicate a health concern.
To determine if results may indicate a
health concern, EPA recommends that
systems find out if EPA has proposed
an NPDWR or issued a health advisory
for that contaminant by calling the
Safe Drinking Water Hotline (800-426-
4791). EPA considers detects above a
proposed MCL or health advisory level
to indicate possible health concerns.
For such contaminants, EPA rec-
ommends that the report include:
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(i) The results of the monitoring; and

(ii) An explanation of the signifi-
cance of the results noting the exist-
ence of a health advisory or a proposed
regulation.

(f) Compliance with NPDWR. In addi-
tion to the requirements of
§141.153(d)(6), the report must note any
violation that occurred during the year
covered by the report of a requirement
listed below, and include a clear and
readily understandable explanation of
the violation, any potential adverse
health effects, and the steps the system
has taken to correct the violation.

(1) Monitoring and reporting of com-
pliance data;

(2) Filtration and disinfection pre-
scribed by subpart H of this part. For
systems which have failed to install
adequate filtration or disinfection
equipment or processes, or have had a
failure of such equipment or processes
which constitutes a violation, the re-
port must include the following lan-
guage as part of the explanation of po-
tential adverse health effects: Inad-
equately treated water may contain
disease-causing organisms. These orga-
nisms include bacteria, viruses, and
parasites which can cause symptoms
such as nausea, cramps, diarrhea, and
associated headaches.

(3) Lead and copper control require-
ments prescribed by subpart I of this
part. For systems that fail to take one
or more actions prescribed Dby
§§141.80(d), 141.81, 141.82, 141.83 or 141.84,
the report must include the applicable
language of appendix A to this subpart
for lead, copper, or both.

(4) Treatment techniques for Acryl-
amide and Epichlorohydrin prescribed
by subpart K of this part. For systems
that violate the requirements of sub-
part K of this part, the report must in-
clude the relevant language from ap-
pendix A to this subpart.

(6) Recordkeeping of
data.

(6) Special monitoring requirements
prescribed by §§141.40 and 141.41; and

(7) Violation of the terms of a vari-
ance, an exemption, or an administra-
tive or judicial order.

(g) Variances and Exemptions. If a
system is operating under the terms of
a variance or an exemption issued

compliance
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under §1415 or 1416 of SDWA, the report
must contain:

(1) An explanation of the reasons for
the variance or exemption;

(2) The date on which the variance or
exemption was issued;

(3) A brief status report on the steps
the system is taking to install treat-
ment, find alternative sources of water,
or otherwise comply with the terms
and schedules of the variance or ex-
emption; and

(4) A notice of any opportunity for
public input in the review, or renewal,
of the variance or exemption.

(h) Additional information:

(1) The report must contain a brief
explanation regarding contaminants
which may reasonably be expected to
be found in drinking water including
bottled water. This explanation may
include the language of paragraphs
(h)(1) (i) through (iii) or systems may
use their own comparable language.
The report also must include the lan-
guage of paragraph (h)(1)(iv) of this
section.

(i) The sources of drinking water
(both tap water and bottled water) in-
clude rivers, lakes, streams, ponds, res-
ervoirs, springs, and wells. As water
travels over the surface of the land or
through the ground, it dissolves natu-
rally-occurring minerals and, in some
cases, radioactive material, and can
pick up substances resulting from the
presence of animals or from human ac-
tivity.

(ii) Contaminants that may be
present in source water include:

(A) Microbial contaminants, such as vi-
ruses and bacteria, which may come
from sewage treatment plants, septic
systems, agricultural livestock oper-
ations, and wildlife.

(B) Inorganic contaminants, such as
salts and metals, which can be natu-
rally-occurring or result from urban
stormwater runoff, industrial or do-
mestic wastewater discharges, oil and
gas production, mining, or farming.

(C) Pesticides and herbicides, which
may come from a variety of sources
such as agriculture, urban stormwater
runoff, and residential uses.

(D) Organic chemical contaminants, in-
cluding synthetic and volatile organic
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chemicals, which are by-products of in-
dustrial processes and petroleum pro-
duction, and can also come from gas
stations, urban stormwater runoff, and
septic systems.

(E) Radioactive contaminants, which
can be naturally-occurring or be the re-
sult of oil and gas production and min-
ing activities.

(iii) In order to ensure that tap water
is safe to drink, EPA prescribes regula-
tions which limit the amount of cer-
tain contaminants in water provided
by public water systems. FDA regula-
tions establish limits for contaminants
in bottled water which must provide
the same protection for public health.

(iv) Drinking water, including bot-
tled water, may reasonably be expected
to contain at least small amounts of
some contaminants. The presence of
contaminants does not necessarily in-
dicate that water poses a health risk.
More information about contaminants
and potential health effects can be ob-
tained by calling the Environmental
Protection Agency’s Safe Drinking
Water Hotline (800-426-4791).

(2) The report must include the tele-
phone number of the owner, operator,
or designee of the community water
system as a source of additional infor-
mation concerning the report.

(3) In communities with a large pro-
portion of non-English speaking resi-
dents, as determined by the Primacy
Agency, the report must contain infor-
mation in the appropriate language(s)
regarding the importance of the report
or contain a telephone number or ad-
dress where such residents may contact
the system to obtain a translated copy
of the report or assistance in the ap-
propriate language.

(4) The report must include informa-
tion (e.g., time and place of regularly
scheduled board meetings) about op-
portunities for public participation in
decisions that may affect the quality of
the water.

(5) The systems may include such ad-
ditional information as they deem nec-
essary for public education consistent
with, and not detracting from, the pur-
pose of the report.

(6) Systems required to comply with sub-
part S. (i) Any ground water system
that receives notice from the State of a
significant deficiency or notice from a

§141.153

laboratory of a fecal indicator-positive
ground water source sample that is not
invalidated by the State under
§141.402(d) must inform its customers
of any significant deficiency that is un-
corrected at the time of the next report
or of any fecal indicator-positive
ground water source sample in the next
report. The system must continue to
inform the public annually until the
State determines that particular sig-
nificant deficiency is corrected or the
fecal contamination in the ground
water source is addressed under
§141.403(a). Each report must include
the following elements.

(A) The nature of the particular sig-
nificant deficiency or the source of the
fecal contamination (if the source is
known) and the date the significant de-
ficiency was identified by the State or
the dates of the fecal indicator-positive
ground water source samples;

(B) If the fecal contamination in the
ground water source has been ad-
dressed under §141.403(a) and the date
of such action;

(C) For each significant deficiency or
fecal contamination in the ground
water source that has not been ad-
dressed under §141.403(a), the State-ap-
proved plan and schedule for correc-
tion, including interim measures,
progress to date, and any interim
measures completed; and

(D) If the system receives notice of a
fecal indicator-positive ground water
source sample that is not invalidated
by the State under §141.402(d), the po-
tential health effects using the health
effects language of Appendix A of sub-
part O.

(ii) If directed by the State, a system
with significant deficiencies that have
been corrected before the next report is
issued must inform its customers of
the significant deficiency, how the de-
ficiency was corrected, and the date of
correction under paragraph (h)(6)(i) of
this section.

[63 FR 44526, Aug. 19, 1998, as amended at 63
FR 69516, Dec. 16, 1998; 64 FR 34733, June 29,
1999; 656 FR 26022, May 4, 2000; 67 FR 1836, Jan.
14, 2002; 71 FR 483, Jan. 4, 2006; 71 FR 65651,
Nov. 8, 2006]
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§141.154 Required
information.

(a) All reports must prominently dis-
play the following language: Some peo-
ple may be more vulnerable to con-
taminants in drinking water than the
general population. Immuno-com-
promised persons such as persons with
cancer undergoing chemotherapy, per-
sons who have undergone organ trans-
plants, people with HIV/AIDS or other
immune system disorders, some elder-
ly, and infants can be particularly at
risk from infections. These people
should seek advice about drinking
water from their health care providers.
EPA/CDC guidelines on appropriate
means to lessen the risk of infection by
Cryptosporidium and other microbial
contaminants are available from the
Safe Drinking Water Hotline (800-426-
4791).

(b) Ending in the report due by July
1, 2001, a system which detects arsenic
at levels above 0.0256 mg/L, but below
the 0.05 mg/L, and beginning in the re-
port due by July 1, 2002, a system that
detects arsenic above 0.006 mg/L and up
to and including 0.010 mg/L:

(1) Must include in its report a short
informational statement about arsenic,
using language such as: While your
drinking water meets EPA’s standard
for arsenic, it does contain low levels
of arsenic. EPA’s standard balances the
current understanding of arsenic’s pos-
sible health effects against the costs of
removing arsenic from drinking water.
EPA continues to research the health
effects of low levels of arsenic, which is
a mineral known to cause cancer in hu-
mans at high concentrations and is
linked to other health effects such as
skin damage and circulatory problems.

(2) May write its own educational
statement, but only in consultation
with the Primacy Agency.

(c) A system which detects nitrate at
levels above 5 mg/l, but below the MCL:

(1) Must include a short informa-
tional statement about the impacts of
nitrate on children using language
such as: Nitrate in drinking water at
levels above 10 ppm is a health risk for
infants of less than six months of age.
High nitrate levels in drinking water
can cause blue baby syndrome. Nitrate
levels may rise quickly for short peri-
ods of time because of rainfall or agri-

additional health
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cultural activity. If you are caring for
an infant you should ask advice from
your health care provider.

(2) May write its own educational
statement, but only in consultation
with the Primacy Agency.

(d) Every report must include the fol-
lowing lead-specific information:

(1) A short informational statement

about lead in drinking water and its ef-
fects on children. The statement must
include the following information:
If present, elevated levels of lead can cause
serious health problems, especially for preg-
nant women and young children. Lead in
drinking water is primarily from materials
and components associated with service lines
and home plumbing. [NAME OF UTILITY] is
responsible for providing high quality drink-
ing water, but cannot control the variety of
materials used in plumbing components.
When your water has been sitting for several
hours, you can minimize the potential for
lead exposure by flushing your tap for 30 sec-
onds to 2 minutes before using water for
drinking or cooking. If you are concerned
about lead in your water, you may wish to
have your water tested. Information on lead
in drinking water, testing methods, and
steps you can take to minimize exposure is
available from the Safe Drinking Water Hot-
line or at Attp:/www.epa.gov/safewater/lead.

(2) A system may write its own edu-
cational statement, but only in con-
sultation with the State.

(e) Community water systems that
detect TTHM above 0.080 mg/l, but
below the MCL in §141.12, as an annual
average, monitored and calculated
under the provisions of §141.30, must
include health effects language for
TTHMSs prescribed by appendix A.

(f) Beginning in the report due by
July 1, 2002, and ending January 22,
2006, a community water system that
detects arsenic above 0.010 mg/L and up
to and including 0.05 mg/Li must in-
clude the arsenic health effects lan-
guage prescribed by appendix A to sub-
part O of this part.

[63 FR 44526, Aug. 19, 1998, as amended at 63
FR 69475, Dec. 16, 1998; 64 FR 34733, June 29,
1999; 656 FR 26023, May 4, 2000; 66 FR 7064, Jan.
22, 2001; 68 FR 14506, Mar. 25, 2003; 72 FR 57820,
Oct. 10, 2007]

§141.155 Report delivery and record-
keeping.
(a) Except as provided in paragraph
(g) of this section, each community
water system must mail or otherwise
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directly deliver one copy of the report
to each customer.

(b) The system must make a good
faith effort to reach consumers who do
not get water bills, using means rec-
ommended by the primacy agency.
EPA expects that an adequate good
faith effort will be tailored to the con-
sumers who are served by the system
but are not bill-paying customers, such
as renters or workers. A good faith ef-
fort to reach consumers would include
a mix of methods appropriate to the
particular system such as: Posting the
reports on the Internet; mailing to
postal patrons in metropolitan areas;
advertising the availability of the re-
port in the news media; publication in
a local newspaper; posting in public
places such as cafeterias or Ilunch
rooms of public buildings; delivery of
multiple copies for distribution by sin-
gle-biller customers such as apartment
buildings or large private employers;
delivery to community organizations.

(c) No later than the date the system
is required to distribute the report to
its customers, each community water
system must mail a copy of the report
to the primacy agency, followed within
3 months by a certification that the re-
port has been distributed to customers,
and that the information is correct and
consistent with the compliance moni-
toring data previously submitted to
the primacy agency.

(d) No later than the date the system
is required to distribute the report to
its customers, each community water
system must deliver the report to any
other agency or clearinghouse identi-
fied by the primacy agency.

(e) BEach community water system
must make its reports available to the
public upon request.

§141.155

(f) Each community water system
serving 100,000 or more persons must
post its current year’s report to a pub-
licly-accessible site on the Internet.

(g) The Governor of a State or his
designee, or the Tribal Leader where
the tribe has met the eligibility re-
quirements contained in §142.72 for the
purposes of waiving the mailing re-
quirement, can waive the requirement
of paragraph (a) of this section for
community water systems serving
fewer than 10,000 persons. In consulta-
tion with the tribal government, the
Regional Administrator may waive the
requirement of §141.155(a) in areas in
Indian country where no tribe has been
deemed eligible.

(1) Such systems must:

(i) Publish the reports in one or more
local newspapers serving the area in
which the system is located;

(ii) Inform the customers that the re-
ports will not be mailed, either in the
newspapers in which the reports are
published or by other means approved
by the State; and

(iii) Make the reports available to
the public upon request.

(2) Systems serving 500 or fewer per-
sons may forego the requirements of
paragraphs (g)(1)(i) and (ii) of this sec-
tion if they provide notice at least once
per year to their customers by mail,
door-to-door delivery or by posting in
an appropriate location that the report
is available upon request.

(h) Any system subject to this sub-
part must retain copies of its Con-
sumer Confidence Report for no less
than 3 years.

[63 FR 44526, Aug. 19, 1998, as amended at 65
FR 26023, May 4, 2000]

525



40 CFR Ch. | (7-1-11 Edition)

Pt. 141, Subpt. O, App. A

‘swia)sAs sunwwi pasiwold
-woo Ajpienas yum sdoad pue
‘Aeple 8y} jJo awos ‘uaip|iyo
BunoA ‘syuejur Joy ¥su yyesy
lepads e asod Aew Asayl
swoydwAs Jayjo Jo ‘sayoe
-peay ‘eesneu ‘sdwesd ‘esays
-lelp SB yons ‘sjoaye uiesy
W8)-UOYS 9SNed Ued So)SEM
9Sayl Ul SOOI\ "SOISEM
[ew(UE JO Uewny UYum pajeu
-lwewod aq Aew Jsjem oy}
ey} sejeolpul soussaid asoym
$9QqOIOILl  BJB  SIOJEdIpUl  |BD94

‘swolshAs
aunwuwi pasiwoidwod-Ajaianas
yum ajdoad pue ‘Auspje auy jo
awos ‘ualp|iyd BunoA ‘syuejul
10} ¥sU yyeay [e1oads e asod
Aew Aay] ‘swoldwAs Jayjo o
‘sayoepeay ‘esasneu ‘sdweld
‘BaYlIBIP SB UYONS ‘S)08ye Wis)
-MJoys 9sned Ued sajsem asay)
Ul S9QOOI|N S8lSeM [ewlue
JO UBWNY YNM PaJeulWEu0D
aq Aew Jayem ay) ley} sajeo
-Ipul @ouasaid asoym euajoeq
ale 1100 "3 puB SWION|0D [ed8

‘swiajqoid [enua)
-od jo Bujuiem B sem S|y} pue
pamojje uey) se|dwes aijow ul
puno} aiem swioyljo ‘jussaid
oq Aew eueyoeq ‘|njuuey
-Alenusajod ‘1ayjo yeyy Joyesipul
uUe se pasn 8le pue juswuol
-Iaud 8y} ul ssald Ajeineu
ale eyl eusyeq ale SWION 0D

* 9)SEM [208) [eWIUE pue UBWNH

* 9)SEM [209) [eWIUE pue UBWNH

usw
-uollnug ay ul jussaid AjeinieN

Ll

‘g|dwes
Alyuow aan
-1sod | (yuow
/se|dwes o>
109]|09 1By} swe}
-sAs) ‘ennsod
ae sajdwes
Alyuow Jo %G
(yuowysajdwes
0%< 109]|00 Jey}
swajsAs) oW

‘a|dwes
Alyyuow aap
-1sod | (yuow
/so|dwes op>
109]|09 Jey} swey
-sAs) ‘ensod
are sajdwes
Alypuow 4o %G
(yyuowysa|dwes
0%< 199]|00 Jey}
swialsAs) O

*(ebeydijoo
10 19009019}UB)
sI0}edIpu| [084

1109
'3 puB WIoy|od [ed084

BLBJ0BY WIOH|0D [BI0 L
:SJUBUIWEIUOD [e0160[0IqOIDIN

abenbue) s1o8ye yjeeH

Jayem Bupjuup ul seainos Jolepy

OT0N

SHun Yoo Ul 10N

Aq Aidiynw ‘400
10} UBAUOD O

/6w
Ul TOIN [euonipel L

(snun) ueuiweuo)

SILNVNINV.LNOD HLVINODHY—IP] LYVd 40 O LIVvVddNS OL V XIANHddV

526



Pt. 141, Subpt. O, App. A

Environmental Protection Agency

"19oue0 Bumeb o ysu
paseasoul ue aney Aew sieah
Auew Jan0 O 9y Jo ss80
-X9 Ul siepiwe eydpe Buiureyuoo
Jayem uup oym ojdoad swog
‘uojelpel eydje se umous| uone
-IpeJ Jo wio} e Jwe Aew pue
SAOBOIPEI BlE S[EJSUIW UIBUSD

"190
-ued Bumeb Jo Msu pesealoul
ue aney Aew sieak Auew Jano
1O 8y} Jo sseaxe ul AuAioe
-olpes uojoyd pue soiued elaq
Bujurejuod Jeyem  Nuup oym
og|doad ewog -uoneipes ejaq
pue suojoyd se umouy uone
-Ipes Jo swio} Jwe Aew pue
SAJOBOIPEI BlE S[BISUIW UIBUSD

‘sayoe
-peay pajeloosse pue eayiielp
‘sdwesd ‘easneu se yons swoy
-dwAs asneo ueo jey) saysesed
pue ‘sesniiA ‘eusjoeq epnjoul
swsjuebio asayl -swsiueblio
Buisneo-asessip jo ooussaid
ayy eeolpul  Aew  Aupiging
‘ymolb [elqosolw Joj wnipaw
® apinoid pue uonddBJuUISIP YHm
aJapelul ued AlpIgin} ‘I9AOMOH

'Sioepe yyesy ou sey Aupiging
“190ue0 Bumeb jo
3SU paseaioul ue o} pes| Aew
pue ‘sjoaye walsAs snoalau Jo
‘swajqoid Asuppy 10 oAl ‘S}o8)
-jo yllesy asianpe 0} pes| Aew
DI By} Jo sSedxa ul sponpoid
-Aq @say) Bujureyuoo sayem Buy
-juuq “(syvH) spioe oneoeojey
pue (SWHL) Seueylwoleyu}
apnjoul syonpoldAq
asay] 'sjonpoid Aq uonosjuisip
JO UOBEWIO} By} Joj wnipaw
e sapinold uoqued oluebio (o}
‘JONOMOH 'S}09je yjesy ou

sey (DOL) uogleo oluebio |ejo]

sysodap [einjeu Jo uoisoig

‘sysodap
epew-uew pue [einjeu jo Aeosq

Jounu |10

‘Jusw
-uoliAue By} ur jussald AjjeinyeN

10d g1

Jfwaiw

* (10d) s1epwe eydyy

*(41h/waiw)
siepIwas uojoydseleg
SJUBUIWEIUOD BAIJOEOIPEY

............ (N.LN) Aupiqun

(wdd)
uogJed ojueblo [ejo ]

527



40 CFR Ch. | (7-1-11 Edition)

Pt. 141, Subpt. O, App. A

suoIs9|
leunsajul dojaaep pjnod sieak
Auew Jano DN Byl Jo SSBO
-xa ul ||em wnyjiAiag Bujureiuod
Jayem uup oym sjdoad swog
ainssaid poojq J1dyy ul
asealoul ue dousuadxa pjnod
sieak Auew Jono O Byl
JO $S99X® Ul wnueq Bulurejuod
Jayem uup oym sjdoad swog
‘sdAjod
leunsaul  ubluaq Buidojgnsp
JO XSl paseasoul ue aaey Aew
sieak Auew Jano QN @y} jo
$S90Xa Ul sojseqse Bulurejuod
Joyem yuup oym ojdoad swos
*Jooued
Bumeb jo su pesealoul ue
aney Aew pue ‘wasAs Aloyeino
19 J9Yl yum swsjqosd Jo
obewep uiys @ousuadxa pinod
sieak Auew Jono O Byl
JO sS993 Ul dlusste Bulurejuod
Jayem Muup oym sjdoad swog
*1ebns poojq ul sasealdap pue
|0JoIS8|0Yd pPoO|q Ul S8SEeaId
-ul @ousuadxa pnood  siesak
Auew Jano QW Oy Jo SS90
-x@ Ul ||om Auownue Bujureyuod
Joyem yuup oym ojdoad swos

Kol
-x0} Asuppy pue Jsoued Bumeb
JO XSl pasealoul ue aney Aew
sieak Auew Jano O Bud jo
$S90X9 Ul wnjuein Buiureyuod
Jayem yuup oym sjdoad swog
“190ued Bumab Jo ysu paseald
-ul ue aney Aew sieah Auew
J19A0 DN 9Yl JO SSeIXe Ul
8ge- 1o ggz-wnipes Buureuod
Joyem yuup oym ojdoad swos

'SelIsNpu| asusep pue ‘eoeds
-ol0B ‘[BOMIOBe WOl obleyo
-sIq ‘seuojoe} Buluing-[eod pue
solauyas [ejow woly abireyosiq

'sjisodap [einjeu Jo uoisoi]
‘sausulyal [elow woyy abreyd
-s1q ‘seysem Buyup jo abieyosig

‘sysod
-9p [eJnjeu JO uoIsoI3 surew
Jajem Juswad sojsagse Jo AeoaQ

*‘SOJSEM Uuol}
-onpoid soluososle pue sse|b
woJ jouny SpIeydIO Wolj Jo
-uny ‘sysodep [einjeu Jo uoisolg

*19p|OS SO1U0J}O8|e
'SOlWeIaD sjueplelal ally ‘sele
-uyal wnsjonad wolyy abieyosiq

......... slisodap [einjeu Jo uoisoi3

......... sysodap [enjeu Jo uoisoi3

...... 000}

T y00

0.

REAWA

...... 000+

0L00+

T oe

000}

/61 og

" nod g

............. (qdd) wnyikieg

(wdd) wnueg

............ (714IN) soiseqsy

................ (qdd) owesiy

(qdd) Auownuy
'sjueUIWEU0D dlueBiou)

............ (n0d) wniuein

A
/10d) wnipes pauiquo)

abenbue| sjoaye yiesH

Jayem Bupjuup ul saainos Jofepy

SHUN YOO Ul TON

Aq Aidiyinw ‘400
10} UBAUOD O

/6w
ur TON [euonipel L

(syun) jueujwejuo)

528



Subpt. O, App. A

Pt. 141,

Environmental Protection Agency

“BlWAUEe 9ouauadxa
Aew ojdoad swos QN By
JO SS20X8 Ul 9}I0jyd Bulureluod
JoJem MuUp OYM USWOM JuBu
-6aid jo sesnig} ul Jnooo Aew
sjoaye JejwIS 'Ssloaye  wel
-sAs snonlau @ousuadxa pjnod
TOIN @Y1 JO SS80X8 Ul 81IoJyd
Bujuieluod Jsjem uup oym
uaip|iyo BunoA pue suejul swos
‘elw
-aue oousuadxe Aew ojdoad
awoS QYN 8yl Jo Ssedxe
ur epixolp auuojyd Bulureluod
JoJem MuUp OYM USWOM Jueu
-6aid jo sesnyg} ul Jnooo Aew
Sjoaye JejwIS 'Slooye  we)
-sAs snonlau @ousuadxa pjnod
AHN 8y Jo sseoxd ul 9p!
-XOIp SULIOJYD JBJEM JUUp Oym
uaip|iyo BunoA pue syuejul swos
"HOJWOTSIP Yyoe
-wols aousuadxa pinod a4
8y} JO SS8OX8 Ul ||[@M BULIo|Yd
Buiuieluod Jsiem uup oym
g|doad swog ‘asou pue sake
J1ayy o} sjoaye Bunep sousu
-adxa p|nod QYN @Y} Jo SS90
-X3 Ul [[8m auulojyo Buiurejuoo
Jolem asn oym ojdoad swog
‘BlaUR
JO HOJWOOSIP YOBWO)S doual
-adxa p|nod QYN @Y} Jo SS90
-X3 Ul [|om saulweiolyo Buiurey
-uod Jayem yuup oym ajdoad
awog ‘esou pue seke Jieyl
0} sjoaya Buneur sousuad
-Xd P|N0d JAHIN 8y} JO SSeoXe
ul [lom saulwelolyo Buiureyuoo
Jorem asn oym ojdoad swos
‘obe
-wep Asupy souspadxa pinod
sieak Auew Jano O @y} jo
$S90X8 Ul wniwped Bujureuod
Jorem yuup oym ojdoad swos
“190ued Buneh
JO ¥slu pesealoul ue arey Aew
sieak Auew Jano O 8y} jo
s$S90Xe ul ojewolq Bujureyuod
Jo Jayem yuup oym sidoad swos

‘uonoajuI
-sIp Jayem Bupjuup jo jonpoid-Ag

'S9QI00IW
|0JJUOD O} PasSn SARIPPE JSJep

'seqoIoIW
|OJJUOD O} PasSn dANIPPE JSleM

'$9q0.oIW
|0JJUOD O} Pasn BAlppPe JaJBM
‘sjured pue salie)}
-Jeq e)sem woJ} jouny ‘seus
-uyes [ejew  woly abieyosiqg
‘sysodep |einjeu Jo UOISOI]
‘sadid peziuenaeb jo uoIsOLI0)

‘uonoajul
-sip Joyem Bijuup jo jonpoid-Ag

....... 008=910HIN

T y=97adIN

=704

.......... 008=104N

¥=1adN

000}

=104

............. oL

000}

T OL0

.............. (wdd) spioyd

" (qdd) apixolp auLolyo

............. (wdd) auoyd

(wdd) sauiweloyn

(qdd) wniwpe)

.............. (qdd) erewoig

529



40 CFR Ch. | (7-1-11 Edition)

Pt. 141, Subpt. O, App. A

‘swnb ay} wouy 1dnia
Aeyy alojeq uyeay Buidojen
-op ul Ajuo sindodo pue ‘yies)
ay) jo Bunnd Jospue Buurels
umoiq apnpul  Aew  ‘sisolo
-nj} [elusp se umouy osfe ‘Bulpy
-0\ "Plo SJeak sulu uey) sss|
uaJp|iyd ul Ajjensn ‘yies) s,usip
yo jo Bujpnow osneo Aew
ajow JO TOIN dY} JleY Je Jojem
Oc_v_c_‘_b ur apuonj4 "sauoq
8y} JO ssaulapus] pue E_NQ mr__
-pnjoul ‘aseasip suoq 196 pinod
sieak Auew Jano QN Byl
Jo ss90X8 Ul apuonjy Bulureuod
Joyem Muup oym ojdoad swog
‘proshuy
J19Y1 yum swejqoid Jo abewep
anau aousuadxe pinod sieah
Auew Jano O 8y Jo sS80
-X9 Ul ||om aplueko Bulureyuod
Jorem yuup oym ojdoad swos
*10J00p
leuosiad J1BY} }NSUOD pInoys
aseasIp S,UOS|IM yum ajdoad
‘afewep Asupp Jo oAl Joyns
pINod sieak Auew Jano |ans|
uofjoe ay} Jo ssaoxa ul Jaddoo
Buiureyuod Jsyem yuup oym ad
-0ad awog ‘ssansip [eunsaul
-onseb  oousuadxe  pnod
awi} Jo junowe uHoys Apanelas
B JOAO |9AS] UONHOER BU} JO SS90
-xa ul Jaddoo Buureyuod isyem
Nuup oym sjdoad awos ing
quaunu |epuasse ue s| Jaddon
‘siiieulsp
olblajje eousladxe pjnod sieak
Auew Jan0 TOIN By} JO SSEOXD
ur em  wnwolyd Bujureuod
Joyem asn oym ojdoad swos

110}
-0B} WNUIWN[E pue JazZI|Iua)
woJy obreyosiq ‘yesr Buons
sajowold ydlym aAlIPpE JSYep
‘sysodep |eJnjeu O uOISOIT

'S9110}08} JZI|IH8) pue
opseld woyy afieyosiq ‘selo}
-oB} [ejowy/|es)s woly abireyosiq

‘syusod
-op [einjeu JO UoIsoI] ‘SwalsAs
Buiquinid pjoyasnoy jo U0ISOLI0D

‘s)l
-sodep [einjeu Jo uoisolg ‘s|jw
dind pue |es)s woly abieyosig

...... 000+

" 00k

* (wdd) apuon|4

" (qdd) spiueid

*+ (wdd) Jaddop

(qdd) wniwoiyn

abenbue| sjoaye yiesH

Jayem Bupjuup ul saainos Jofepy

SHUN YOO Ul TON

Aq Aidiyinw ‘400
10} UBAUOD O

/6w
ur TON [euonipel L

(syun) jueujwejuo)

530



Pt. 141, Subpt. O, App. A

Environmental Protection Agency

“JOAI| 10 ‘seulise}
-ul ‘sAaupny Jiay} yum swajqo.d
Jo ‘poojq Jioyy ur sabueyo
‘sso| Jrey oousuadxa Ppjnod
sieak Auew Jano QN Byl
JO $$99%a Ul wnyjley) Bulurejuod
Joyem Muup oym ojdoad swog
*UoIeNOAIO 1By} Yim swiajqoid
1o ‘sa0} Jo siebuly ul sssuquinu
‘sesso| |leusabuly Jo ey sous
-liadxa pinod sieak Auew Jano
JOW @y Jo sseoxe ul wniu
-olos Bululeluod Jsjem uup
oym ojdoad awos ‘1onamoH
‘JUSLINU [B)USSSS Ue S| WN|USIeS
‘awolp
-uAs Ageq en|q pue ypeaiq
Jo ssaupoys apnjoul swoydwAsg
‘olp Aew ‘pajeasun i ‘pue
Ajsnouas awovaq p|nod JON
oy} Jo sso0xe Ul ayuuu Buiurey
-U0D JOJeM NUuLp OYym syjuow
Xis Jo obe ays Mmojeq sue|
‘awolp
-uAs Ageq en|q pue ypeaiq
Jo ssaupoys apnjoul swojdwAg
‘alp Aew ‘pajeasnun ji ‘pue
1 Ajlsnouas awooaq pinod TON
8y} Jo sseoxa ul sjeau Buiurey
-U0D JBJeM UUP OYm Syuow
Xis Jo obe ey Mmojeq sjuej|
abewep Aoupiy
aoualadxa pinod sieak Auew
19A0 TTON U} JO SSBIXS Ul [|oM
Anojew  oluebiour  Bujurejuod
Jayem Muup oym sjdoad swog
‘ains
-said pooiq ybiy Jo swsajqold
Aoupy dojonep pnod  sieah
Auew JaA0 JajeM SIU} JULp Oym
synpy ‘senjiqe Bujuies] pue
ueds uonuapne ul spoyap ybis
MOYS PIN0O  UBIPIYD  “Jusw
-dojenep |ejusw Jo [edisAyd
Jeyr  ul skejpp  @ousuedxa
pIN0O |9A8] UONOE By} JO SS80
-xa ul pea| Buiureluoo terem
NULUP OYM USIp[IYd pue SjuBju|

‘Sall0}
-oe} Bnip pue ‘sse|f ‘sojuoi}
-09/9 woJy obreyosiq ‘says
Buisseooid-aio  woiy  BuiyoesT

‘Saulw woly
abieyosiq ‘sysodep  |einyeu
Jo uolsolg oleuUlal  [elow
pue wnsjonad woly abireyosiq

‘sjisodep |einjeu Jo uoisosg
‘abe mas ‘syue} ondas wouy Bul
-yoeaT ‘esn Jazl

'sjisodap [einjeu Jo uoisoi]
‘abe mas ‘syue} ondas wouy Bul
-4yoean lesn 4azi|iue) wol jouny

‘puejdoo wouy youny
‘s|lypue| wWoiy youny ‘salio}
-0B} pue Salaual woly abieyo
sig ‘susodep [einjeu jo uoisoI]

‘sysod
-op [eiNjeu JO UoISoI] ‘SswalsAs
Buiquinid pjoyssnoy jo UOISOLI0D

¢ | 000} | o 200

0g | " [00]0] S A S0°

3 Tl

g | e oL
4 000+

GL=qy | e oo | e SL0=1V

............ (qdd) winirey L

........... (qdd) wniusjes

 (wdd) aumN

.............. (wdd) eyeiN

*(qdd)
[oiueBiour] Aindiapy

.................. (qdd) pea

531



40 CFR Ch. | (7-1-11 Edition)

Pt. 141, Subpt. O, App. A

*190uUe0 Bun
-196 Jo ysu pasealoul ue aney
Aew pue sapnoyIp  SAIONP
-oidas eousuadxe Aew siesah
Auew Jan0 DN By} Jo SSEOXD
ul aualAd(e)ozuaq Buureuodo
Joyem yuup oym ojdoad swos
‘san
-Inoyip eAonpoidal 1o walshs
JE|NOSEBAOIPIED JIBY) YNM SWa|
-qoud @ousuadxe pjnod sieak
Auew Jano O Byl Jo SS90
-X9 Ul ||om auizesie Buiurejuod
Jayem uup oym sjdoad swog
*190ued Bumeh
JO ¥su pasealoul ue aney Aew
pue ‘elwsue oousuadxe Jo
‘uaalds 1o ‘sAauply ‘oAl ‘seke
J1ay) yum swejqoid aAey pjnod
sieak Auew Jano O @y} jo
sse0xa Ul Jojyoele Buiurejuoo
Jorem yuup oym ojdoad swos
"18oueo Bumaeb 4o ysu
pasealoul ue aney Aew pue
‘poojq IO WalsAs snoaldu J1sy}
yum swajqoid aAey pinodo awin
jo pouad Buo| B Jano apiwe
-|A1oe jo sjans| ybily Buureuod
Jayem Muup oym sjdoad swog
‘swia|
-qoid JaAll 8ousuadxa pjnod
sieak Auew Jano O Byl
JO SS@9Xa Ul xaA|ls Buiurejuod
Jayem Muup oym sjdoad swog
‘spue|b [euaipe Jo ‘Janl| ‘shau
-pi A9y} yum swsjqoid sous
-liadxa pinod sieak Auew Jano
TOIN 8y} Jo SS8oxa Ul |lom
-p'2 19| peam oy} Bulureuodo
Jorem yuup oym ojdoad swos

‘saul|
uonnquisip pue syue} abelols
Jayem jo sBuiuy woiy Buiyoes

‘sdoJo mos
uo pasn epvIqiay woly jouny

*sdoo mou
uo pasn opIIqiay woly youny

‘Juswiesl) Jeyemalsem
/ebemas Buunp Jsyem 0} pappy

...... apIoIgIay pauueq Jo anpisey

*sdoo mou
uo pasn opIIqiay woly youny

" 000°000°

000}

...... 000}

200

............. 0

...... 0001

............. oL

...... 000}

*(I/sweiboueu)
[Hvd] euaiAd(e)ozuag

.............. (qdd) suizeny

............... (qdd) Joyoely

................... spiwejkioy

 (qdd)[xeAlS] d1-§'v'2

sjueujweuod oluebio onayuAs

abenbue| sjoaye yiesH

Jayem Bupjuup ul saainos Jofepy

OT0N

SHUN YOO Ul TON

Aq Aidiyinw ‘400
10} UBAUOD O

/6w
ur TON [euonipel L

(syun) jueujwejuo)

532



141, Subpt. O, App. A

Pt.

Environmental Protection Agency

‘sjoesered jab pinoo
sieak Auew Jano O @Y}
Jo ssa0xa ul jenbip Bujurejuod
Jarem Muup oym sjdoad swog

-oidas @ousuadxe pjnod sieak
Auew Jano DN Byl Jo SS8O
-X9 Ul [[om gasoulp Buiurejuod
Jayem uup oym sjdoad swog
“190Ued Bueb Jo ysu paseald
-ul ue aney Aew pue swsajqoid
aAonpoidal aousuadxa pjnod
sieak Auew Jan0 O Byl
Jo ss20X8 Ul dogq bBulurejuod
Jayem Muup oym sjdoad swog
“190ued Bumab Jo ysu paseald
-ul Ue aAey Aew pue ‘sannoly
-Jip @Anonpoidal aousuadxs Jo
‘IaNl| 11y} yum swajqoid aaey
Aew sieak Auew Jano O
8y} Jo ssaoxa ul ||om areeyyd
(IAxauiAule-g)Ip Buiureyuod
Jaem uup oym sjdoad swog
‘sanoy
-ip annonpoidas 9qissod 1o
juswabieus Janl ‘sso| yblom
SE UYONns SJodye OIX0} dJUs
-liadxa pinoo sieak Auew Jano
O @y} Jo Ssaoxe ul [|om ajed
-Ipe (IAxeylAyle-g)ip Bulureyuod
Jorem yuup oym ojdoad swos
‘sabueyo Aaupiy
Joulw aousuadxa pinod sieak
Auew Jano O 8y} Jo sSBO
-3 ul [|om uodejep Buiurejuoo
Jalem Muup oym sjdoad swog
*190ued Bumeb Jo ysu paseald
-ul ue oAey Aew pue ‘wa)

swejqoid  edousuedxe  pnod
sieak Auew Jeno QN Byl Jo
$S90Xa Ul aueplojyd Bulurejuod
Joyem Muup oym ojdoad swog
‘swia)sAs aAonpoidal 10 sno
-AJBU 10 ‘pO0|q JIBY} YIM Sw)
-qoud @ousuadxe pjnod sieah
Auew Jano O 8y Jo sS80
-xa ul ueinjogqsed Buureyuoo
Jorem yuup oym ojdoad swos

@SN aploIgIay WOl Jouny

‘sa|qe}eban pue sueaghos
uo pasn epIvIqiay woly jouny

‘spseyolo pue ‘sajddesuid ‘uoy
-}00 ‘sueaghos uo pasn jueb
-lwny los woyy Buyoesyouny

'S9LI0}0B} [E0IWAYD
pue Jaqgns  woy  8bieyosiq

*S9110}
-oe} [eolwayd woly abieyosiq
Rem jo syybu

uo pasn apIgIaY WOl jouny

apIoniwIa) pauueq Jo anpisey

"Bj[EJ[E PUB 90U UO
pasn juebiwny los jo Buiyoea

...... 000} e

L 000} | o £00°
000000

9| 000} | o 900

00y 000} 4
000}

2| 0001 200"

...... 000} Y0

e (qdd) yenbig

(qdd) gesouiq

“(1dd)
auedoidolojyoowoiqiq

*(qdd) a1e
-leyiyd (IAxaulhuie-g)ig

"(qdd)

(qdd) uodejeqg

** (qdd) auepiojyo

 (qdd) ueinjoqien

533



40 CFR Ch. | (7-1-11 Edition)

Pt. 141, Subpt. O, App. A

*190ued Bumeb o ysu paseald
-ul ue aney Aew pue abewep
J9A|| @ousuadxa pinoo  sieak
Auew Jano QN 8yl JO SS9
-xa ul Jojyoeiday Bujureyuod
Jayem Muup oym sjdoad swog
“SalnaIyIp aAonpoid
-a1 40 sAsupiy JIBYl Yum sws|
-qoid eousuadxe pnoo siesah
Auew Jano QW Oy Jo SS90
-xa ul ayesoydA|6 Bujureuoo
Joyem yuup oym ojdoad swos
“190ued Bumeb Jo ysu paseald
-ul ue aney Aew pue ‘sAaupiy
Jo ‘walshs aaonpoidal ‘yoe
-wols ‘JaAl| Jiayy yum swajgoud
aouspadxa pinod sieak Auew
J9A0 DN 9Yl JO SS8IX8 Ul
aplwoiqip ausjAyie Buiureyuod
Jayem Muup oym sjdoad swog
*190uUed Bun
-186 Jo ¥su paseaioul ue aney
Aew pue ‘swsjqoid yoewols
oousuadxe pnod swi Jo pou
-ad 6uoj e Jano uupAyoiojyoide
jJo spAasl  ybly  Buureuod
Jorem yuup oym ojdoad swos
‘swa|
-qoud JaAl| ousuadxe pjnod
sieak Auew Jano O @Y}
JO SS90Xd Ul uupus Bujureuod
Jarem Muup oym sjdoad swog
‘saul}
-S9Jul JO UOBWO}S JIBY}F YUMm
swajqoid sousuadxa  pjnod
sieak Auew Jano QI aui jo
$S90X8 Ul |leyiopus Buiurejuod
Jayem Muup oym sjdoad swog
“190uUed Bueb Jo ysu pesesalo
-ul ue aAey Aew pue saindyIP
aAnonpoidals @ousuadxe pjnod
sieak Auew Jano O By}
Jo sse0xa ul uixolp Buiurejuod
Joyem yuup oym ojdoad swos

aplonsad pauueq jo anpisay

........... asn apIoIgiay Wwoly youny

‘sale
-uyas wnajosad woly abieyosig

's[eo
-lWayD JusWiEal} Jojem awos
jo Aundwi uy ‘seuojoe} [eol
-wayo [emsnpul woly abreyosig

T 9pPIdNdSesUl pauueq JO anpisay

0oy

©00L

' 000°000° " ¥000°
...... 0001 e
* 000000 ' G0000°

-oB} [eolWwayo woyy abieyosiqg
‘uoiSNQqWIod  JaYlo  pue uone
-JulouUl  9}SEM WOJ} SUOISSIWT

...... 000} 200
...... 0001 RENSNNT
“T0€ | T 000 ‘000°000°k | T £0000000°

* (3dd) sojyoerdeH

......... (qdd) eyesoydAin

“(1dd)
aplwoiqip auslA3

uupAyosolyordg

................. (qdd) uupuz

............. (qdd) jrewiopuz

“(bdd)
[aaoL-g'2'e'e] uixoig

abenbue| sjoaye yiesH

Jayem Bupjuup ul saainos Jofepy

SHUN YOO Ul TON

Aq Aidiyinw ‘400
10} UBAUOD O

/6w
ur TON [euonipel L

(syun) jueujwejuo)

534



Pt. 141, Subpt. O, App. A

Environmental Protection Agency

“190ued Buneh
JO ¥su pesealoul ue aney Aew
pue ‘sapnoyip weaisAs snonsu
Jo aaponpoidas o ‘selousio
-yop eunwwi ‘puelf  snwAyy
J1Byl yim swiajqosd ‘upis J1eyy
ul sebueyd sousuadxa pjnod
sieak Auew Jano O By}
Jo ss90xa Ul sg0d Bulurejuoo
Joyem yuup oym ojdoad swos
's}09))e Wwalshs sno
-Mau Wbls eousuadxa pinod
sieak Auew Jono O By}
Jo ss@oxa ul [Awexo Bujurejuod
Joyem yuup oym ojdoad swos
"SSNINJYIP SARONP
-oida) @ousuadxe pjnod sieak
Auew Jano O 8yl Jo sSBO
-xa Ul JojyoAxoyrow Buiurejuoo
Jalem Muup oym sjdoad swog
“JoAI| JO SAaupiy J1I9Y} YyIm
swojqoid dousuadxe  pjnod
sieak Auew Jano QN 8yl
JO ss@0Xx8 ul suepull Bulureluod
Jaem uup oym sjdoad swog
‘yoewols
10 shaupy J19y} yum sws|qoid
aoualadxa pinod sieak Auew
19A0 TTON U} JO SSBIXS Ul [|oM
auaipejuadojoAoololyoexay
Buiureyuoo
Joyem yuup oym ojdoad swos
“190ued Bumeb Jo ysu paseald
-ul ue aAey Aew pue ‘sjosye
annonpoidas asienpe Jo ‘skeu
-p1y 10 JaA| J18y} yum swiajgoud
aousuadxa pinod sieak Auew
J9A0 O 9Yl JO SS8IX8 Ul
auazuaqolojyoexay Bulureluod
Jayem Muup oym sjdoad swog
L oL)
Bumeb jo Msu paseasoul ue
aney Aew pue ‘ebewep Jan|
oouauadxa pinod sieak Auew
Jan0 O 9yl JOo SSeoxa Ul
apixoda Jojyoeyday Buiureyuoo
Jorem yuup oym ojdoad swos

*S[EOIWaYD ISEeM JO
obleyosiqg ‘s|ypue| woly youny

*S90}ewo}
pue saojejod ‘seidde uo pasn
opionoasul woly Buiyoes|/youny

"o01soA]| ‘Bjje}
-le ‘se|qelabon ‘syniy uo pasn
aplonossul woly Buiyoesyyouny

‘suap
-1ef ‘Jequn| ‘oyeo U0 pasn
aplonoasul woyy Bujyoes|/ouny

'S9110}
-oe} [|eojwayd woiy ableyosig

'S9110}
-0B} [EOlWayD [einynoube pue
solaules [ejow woly 8bieyosiq

............ Jolyoelday Jo umopseaig

05

000000

000+

000}

*000°000°

000}

000+

000000+

*(1dd) [sjAuaydiq
pajeunolyokiod] sg0d

(qdd) [evepAn] 1AwexQ

(qdd) 1ojyoAxoyiay

................ (1dd) suepury

*(qdd) aual

-pejuadojohooiojyoexaH

*(qdd)
2U8ZUBJ0IO|YOBXOH

“(1dd)
apixoda JojyorydeaH

535



40 CFR Ch. | (7-1-11 Edition)

Pt. 141, Subpt. O, App. A

‘sAaupy Jo JaAl| JIay) yum sws|
-qoud @ousuadxa pjnod sieah
Auew Jan0 DN 8y} JO SSBOXD
ul euazuaqoltojyo Buureyuoo
Jorem yuup oym ojdoad swos
*190ued Bumeh
JO XSl pasealoul ue aney Aew
pue JaAl Jioyy yum swajgoud
aousuadxa pinod sieak Auew
Jan0 O 8yl JO SSseoxe Ul
apuo|yoe.}e} uoqied Buluieluod
Jayem Muup oym sjdoad swog
*190uUed Bumab Jo ysu
peseaioul ue aAey Aew pue
‘slejeleld poojq ul  eseasdsp
B JO Blweue adousladxe pjnod
sieak Auew Jano IO 8y} jo
$S90X8 Ul 8uazuaq Bujureuod
Jorem yuup oym ojdoad swos

“190ued Bueb Jo ysu pesesalo
-ul ue oaAey Aew pue ‘ploi
-Auy 10 ‘4o ‘sAeupny J1BuL yum
swajgoid oAey pjnod  sieah
Auew Jano O 8y Jo sS80
-xa ul eausydexo} Buiureyuoo
Joyem yuup oym ojdoad swos
'POOIq JIBYY Yum
swajqoid  oousuadxe  pinod
sieak Auew Jano O oui jo
sS90Xa Ul auizewis Buiurejuoo
Jarem Muup oym sjdoad swog
BN JIBYE Yim
swajqoid dousuadxe  pjnod
sieak Auew Jano O 8y Jo
$s90x8 Ul welojoid Bujureyuod
Jarem Muup oym sjdoad swog
“190Ued Bueb Jo ysu paseald
-ul ue aney Aew pue ‘shau
-pI¥ 40 JBAI| JIBY} yum swiajqoid
aoualadxa pinod sieak Auew
Jon0 DI 9yl JOo SSeoxe Ul
Jouaydoiojyoejuad  Bujureyuoo
Joyem yuup oym ojdoad swos

*S9110J0B} [EOIWAYD [BINYNOU
-Be pue [eolwayo woij abireyosiq

"SaIlIAIOE [eLisnpul Jaylo pue
sjue|d [eojwayd wouy abieyosig

‘sliypuel
pue syue} abeiols seb woly Bul
-yoes] ‘sauojoe} woiy abireyosiq

*9|})}ed pue UOJOD UO pasn
oosul wouy Buiyoes|ouny

Jouny apoiqieH

jouny epoiqieH

'S9110}08}
Buiniesaid poom woly abieyosig

000}

000+

000+

' G600

000+

1 €00

...... 000}

T y00

...... 000}

* (qdd) suszuaqoio|yd

*(qdd)
aplIojyoeIe} uogIe)

(qdd) suazuag
:SJUBUIWERIUOD d1UebIO B|IJejoA

* (qdd) suaydexo]

............. (qdd) suizewns

.............. (qdd) wesojoid

*(qdd)
Jouaydoiojyorjuad

abenbue| sjoaye yiesH

Jayem Bupjuup ul saainos Jofepy

SHUN YOO Ul TON

Aq Aidiyinw ‘400
10} UBAUOD O

/6w
ur TON [euonipel L

(syun) jueujwejuo)

536



Pt. 141, Subpt. O, App. A

Environmental Protection Agency

“190ued Bumab Jo ysu pasealo
-ul ue aney Aew sieah Auew
Jon0 DN 9yl JOo SSeoxe Ul
auedoidoiojyoip-z‘L Bulureyuoo
Joyem yuup oym ojdoad swos

“190ued Bumeb Jo ysu paseald
-ul ue eAey Aew pue sws)
-qoud oAl @Aey pnod sieah
Auew Jon0 DN By} JO SSBOXD
ur sueyewololyolp Buiurejuoo
Jalem Muup oym sjdoad swog

BN IBYE Yim
swajqoid dousuadxe  pjnod
sieak Auew Jano O 8y jo
$S90X3 Ul [|om audjAyisolo|yolp
-g‘L-suen Buiureluod
Jayem Muup oym sjdoad swog

“JOAI| Byl ypim
swajqoisd sousuadxe  pjnod
sieak Auew Jano O Byl
Jo ss@oxa ul ausjAyje0I0|yoIp
-2'1-s1o Buiureyuod
Joyem yuup oym ojdoad swos

“JOAI| JIay) yum swiajqosd
ouauadxa pinod sieak Auew
Jan0 DI 9yl Jo SSeoxa Ul
auajAyieoo|yolp- 1L Bulureuoo
Jorem yuup oym ojdoad swos

*180ued Bumeb Jo ysu paseald
-ul ue aney Aew sieak Auew
Jan0 DN 9Yl JO SSeoxa Ul
aueyieolojyoip-g‘L  Buiurejuoo
Jolem Muup oym sjdoad swog

‘Poo|q By} Ul
sabueyo Jo ‘uasids Jo ‘shaupiy

‘oAl 118y} o) abewep ‘elwaue
aouanadxa pinod sieak Auew
19A0 DN 9Yl JO SS8IXe Ul
auazuagoiojyoip-d  Bulureuod
Jayem Muup oym sjdoad swog

‘swia)sAs A101e|n2IIo 4o ‘shau
PR ‘1Al J1Byl yum swsjqoud
ouauadxa pinod sieak Auew
Jan0 TOIN 9y} JO SS80X® Ul [|om
auazuaqolojyoip-o  Buiureyuoo
Jorem yuup oym ojdoad swos

'S9110j08}. [EOI
-weyo [ewsnpul woly abireyosig

*S91I0}0k} [BOIWBYD pue
leonnasewleyd wouy abieyosiq

'S9110}0B} [eo
-weyo [eusnpul woiy abieyosiq

'S9110j08} [EOI
-weyo [eusnpul woly abireyosig

'S9110j08} [EOI
-wayd [ewsnpul woiy abreyosig

'S810}0B} [e)
-wayo [euisnpul woyy abreyosiq

'S8110}0B} [e
-wayo [euisnpul woiy abieyosiq

'S9110j08}. [EOI
-wayd [eusnpul woly abireyosig

000}

0L

000}

000+

000}

000}

000}

000+

000}

..... 200

*(qdd)
auedoidolojyoig-z‘L

(qdd) sueyiswouojyolq

*(qdd)
ausajAuyeoio|yoiq
-2'L-sues}

*(qdd)
auajAyysololyoig-g‘ 1-s1o

*(qdd)
susjfueoiolyolg-1 L

"(qdd)
sueye0Io|YOIa-2' L

*(qdd)
auazuagoliolyaiqg-d

"(qdd)
2UsZUagoIo|YdIg-0

537



40 CFR Ch. | (7-1-11 Edition)

Pt. 141, Subpt. O, App. A

‘swia)sAs sunwwi Jo
‘shaupiy “JaAll JIBUl Yum swa)
-qoid aAey pinod sieah Auew
JaAO0 TOIN 9U} JO SS8IX8 Ul [|om
auey}g0.I0|yoLy-2‘ 1| Bulureuoo
Joyem yuup oym ojdoad swos
‘way}
-sAs A1oyenosrd 1o ‘wesAs sno
-ABU 4Bl J1By) yum swiajgoud
aouauadxa pinod sieak Auew
Jan0 DN Yl JO SSe0Xa Ul
auey1e0.40|youl-| 1} Bulureluoo
Jarem Muup oym sjdoad swog
'spue|f |euaipe 1By}
ur sabueyo eousuadxa pjnodo
sieak Auew Jano QW aui jo
SS9OX9 Ul ||9M SUSZUSJOIO|YdL}
42l Buiureyuoo
Jayem yuup oym sjdoad swog
*190UBd Bun
-186 Jo ¥su pasealoul ue aney
Aew pue ‘JoA|| JIoy} yum sws|
-qoud aney pnod sieak Auew
Jan0 DI 9Yl JO SSeoxa Ul
aus|Ayleoioyoena}  Buiurejuoo
Jalem Muup oym sjdoad swog
‘wayshAs Aloyeno
10 10 ‘sAauppy ‘JOAl| J1I8Y} YUm
swajqoid aAey Ppnoo  sieak
Auew Jano QN 8yl JO SS9
-xa ul ||om suaifis Buiureluod
Jayem Muup oym sjdoad swog
*190uUed Bumab Jo ysu
paseaioul ue aney Aew sieah
Auew 1aA0 QI BY) JO SSBOXd
ul spioe onedeojey Bulurejuod
Jayem Muup oym sjdoad swog
‘sAaupiy 0 JaAl| JIBY) Yim Swa|
-qoid eousuadxe pnoo siesah
Auew Jan0 DN By} Jo SSEOX8
ul ||om auazuaq|Ayie Bulureyuod
Joyem yuup oym ojdoad swos

'S9110j08}. [EOI
-weyo [ewsnpul woly abireyosiq

'S9110}0B} JBUI0 PUB SAYS
Buiseaibap |eyow wouy abreyosiq

'S9110}08}
IJ-o|xa}  wouy abieyosiqg

‘slaues|o
Aip pue sauojoey woly abreyosiq

‘sliypuel
woy Buyoee] ‘ssli0oe} 0N}
-se|d pue Jaqqni woij abieyosig

‘uonoayuI
-sIp Jayem Bupjuup jo jonpoid-Ag

‘sale
-uyas wnajoned woiy abireyosig

...... 000}

...... 000}

............. 0L

........ 0001

09

©00L

...... 000}

...... 000+

...... 0001

*(qdd)
BUBYISOIOIYOUL-Z' | |

‘(qdd)
BUBYIS0I0|YIUL-L L}

*(qdd)
8u8zu8qoIo|yoU | -¥‘2 L

*(qdd)
auajAyieoIo|yoello |

............... (qdd) susifig

*(qdd)
(VVH) spioy oneoeoleH

..... (qdd) suazuaqiAyg

abenbue| sjoaye yiesH

Jayem Bupjuup ul saainos Jofepy

SHUN YOO Ul TON

Aq Aidiyinw ‘400
10} UBAUOD O

/6w
ur TON [euonipel L

(syun) jueujwejuo)

538



Pt. 141, Subpt. O, App. A

Environmental Protection Agency

[900Z ‘8 "AON ‘3999 Td TL :€00Z ‘GZ "TBIA ‘90SHT U 89 3003 ‘6
09 ‘TT0SL g L9 ‘200Z ‘LZ "AON ‘GS80L U L9 ‘T00Z ‘3g "Wer ‘$90L YA 99 :000% ‘L 09 ‘6FLIL A G9 18 POPUSWE S® ‘0007 ‘T ABIN F209¢ Td S9]

(Apoq 8y} Aq paglosge uolelpel Jo ainseaw e) Jeah Jad swal

anbiuyoa] juswyeai]=] |
Jay| Jad sweibooid Jo ‘uoljupenb Jad sped=bdd
Jay| Jad sweiboueu 1o ‘uoljuy Jod sped=jdd

(1/6w) Joy| Jad swebijiw Jo ‘uoiw Jad sped

(AuAnoeoipes Jo ainsesw e) oy Jad saunooaid=|10d
(Ayaeo Jayem jo ainseaw e) spun Aupiging ouyewoleydaN=N1N

9|qeolddy JON=Y/N
w=leak/walw

[e09) [9AST JUBOBjUISI] [ENPISeY WNWIXeN=DTAYN
[9AST JUBOBJUISI] [BNPISSY WNWIXBN=TTAHIN

Jay| Jod siaqy uoliW="T4N

[20D) [9AST JUBUILEIUOD WNWIXBN=DTON
|9AS7 JUBUIWEUOD WNWIXEN="TDN

[9A87 UoOY="Y
pEY

"D\ OU S| 818y} pue /Bw GO'0 SI TOIN BU} ‘UBY} [HUN 9002 ‘€2 Alenuer aAioaye ale sanjeA ouasie asay] |

‘wa)sAs snonsu sy}
0} afewep oousuadxe pnod
sieak Auew Jano O @Y}
JO SS90Xd Ul SaudjAx Bujurejuod
Jorem yuup oym ojdoad swos
"Jeoueo Bumaeb Jo ysu
pasealoul ue aney Aew sieah
Auew Jano O 9yl Jo SS90
-Xa Ul apuojyo [Auin Bujureluod
Jaem uup oym sjdoad swog
*J19A1| 10 ‘shau
-py ‘walsAs snoAlau 1By} Yim
swajqoid aAey Ppnoo siesak
Auew Jano QW Oyl Jo SS90
-X@ Ul [|om auenjo} Bulurejuod
Jayem Muup oym sjdoad swog
*19oue0 Bumeb o ysu
pesealoul ue oAey Aew pue
‘swelsAs snonsu  [eJUSD O
‘skauppy “JOAIl JIBYF YUm Swa)
-qoid oousuadxe Aew sieah
Auew 1aA0 QI Y} JO SSBOXd
ul seueyleworeyu} Bulureluod
Jayem uup oym sjdoad swog
“190Ued Bun
-186 Jo ¥su paseaioul ue aney
Aew pue JaA| JIBY) UM Swa|
-qoud @ousuadxe pjnod sieah
Auew Jan0 DN By} JO SSBOXD
ur suajAyieoiolyoly Buiureyuod
Jorem yuup oym ojdoad swos

'S9110j08}. [EOI
-weyo woly abieyosiq ‘selio}
-oe} wnajoned woiy abireyosiq

'sali0joe} sonse|d woyy abreyo
-s1g ‘Buidid OAd wouy BuiyoesT

'S9110}
-oe} wnajonad woly abieyosig

‘uonoajuI
-sIp Jayem Bupjuup jo jonpoid-Ag

'S91I0}0B} JOUI0 pUE SAYS
Buiseaibap [ejow woly abreyosiqg

g | e | s oL
............. Z | 0001 200
............... == |
.................. 08/00L s 08010150
............... G| 000k 600"

.............. (wdd) seusiAy

..... (qdd) apuoy2 [AuIA

.............. (wdd) auanjo

*(qdd)
[seueylawoleyuy
[e1oL] SWHLL

(qdd) ausjAuieoioyon ]

539



§141.170

Subpart P—Enhanced Filtration
and Disinfection—Systems
Serving 10,000 or More Peo-
ple

SOURCE: 63 FR 69516, Dec. 16, 1998, unless
otherwise noted.

§141.170 General requirements.

(a) The requirements of this subpart
P constitute national primary drinking
water regulations. These regulations
establish requirements for filtration
and disinfection that are in addition to
criteria under which filtration and dis-
infection are required under subpart H
of this part. The requirements of this
subpart are applicable to subpart H
systems serving at least 10,000 people,
beginning January 1, 2002 unless other-
wise specified in this subpart. The reg-
ulations in this subpart establish or ex-
tend treatment technique requirements
in lieu of maximum contaminant levels
for the following contaminants: Giardia

lamblia, viruses, heterotrophic plate
count bacteria, Legionella,
Cryptosporidium, and turbidity. Each

subpart H system serving at least 10,000
people must provide treatment of its
source water that complies with these
treatment technique requirements and
are in addition to those identified in
§141.70. The treatment technique re-
quirements consist of installing and
properly operating water treatment
processes which reliably achieve:

(1) At least 99 percent (2-log) removal
of Cryptosporidium between a point
where the raw water is not subject to
recontamination by surface water run-
off and a point downstream before or at
the first customer for filtered systems,
or Cryptosporidium control under the
watershed control plan for unfiltered
systems.

(2) Compliance with the profiling and
benchmark requirements under the
provisions of §141.172.

(b) A public water system subject to
the requirements of this subpart is con-
sidered to be in compliance with the re-
quirements of paragraph (a) of this sec-
tion if:

(1) It meets the requirements for
avoiding filtration in §§141.71 and
141.171 and the disinfection require-
ments in §§141.72 and 141.172; or

40 CFR Ch. | (7-1-11 Edition)

(2) It meets the applicable filtration
requirements in either §141.73 or
§141.173 and the disinfection require-
ments in §§141.72 and 141.172.

(c) Systems are not permitted to
begin construction of uncovered fin-
ished water storage facilities beginning
February 16, 1999.

(d) Subpart H systems that did not
conduct optional monitoring under
§141.172 because they served fewer than
10,000 persons when such monitoring
was required, but serve more than
10,000 persons prior to January 1, 2005
must comply with §§141.170, 141.171,
141.173, 141.174, and 141.175. These sys-
tems must also consult with the State
to establish a disinfection benchmark.
A system that decides to make a sig-
nificant change to its disinfection
practice, as described in §141.172(c)(1)(1)
through (iv) must consult with the
State prior to making such change.

[63 FR 69516, Dec. 16, 1998, as amended at 66
FR 3779, Jan. 16, 2001; 67 FR 1836, Jan. 14,
2002; 69 FR 38856, June 29, 2004]

§141.171 Criteria for avoiding filtra-
tion.

In addition to the requirements of
§141.71, a public water system subject
to the requirements of this subpart
that does not provide filtration must
meet all of the conditions of para-
graphs (a) and (b) of this section.

(a) Site-specific conditions. In addition
to site-specific conditions in §141.71(b),
systems must maintain the watershed
control program under §141.71(b)(2) to
minimize the potential for contamina-
tion by Cryptosporidium oocysts in the
source water. The watershed control
program must, for Cryptosporidium:

(1) Identify watershed characteristics
and activities which may have an ad-
verse effect on source water quality;
and

(2) Monitor the occurrence of activi-
ties which may have an adverse effect
on source water quality.

(b) During the onsite inspection con-
ducted under the ©provisions of
§141.71(b)(3), the State must determine
whether the watershed control pro-
gram established under §141.71(b)(2) is
adequate to limit potential contamina-
tion by Cryptosporidium oocysts. The
adequacy of the program must be based
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on the comprehensiveness of the water-
shed review; the effectiveness of the
system’s program to monitor and con-
trol detrimental activities occurring in
the watershed; and the extent to which
the water system has maximized land
ownership and/or controlled land use
within the watershed.

§141.172 Disinfection
benchmarking.

(a) Determination of systems required to
profile. A public water system subject
to the requirements of this subpart
must determine its TTHM annual aver-
age using the procedure in paragraph
(a)(1) of this section and its HAAbS an-
nual average using the procedure in
paragraph (a)(2) of this section. The an-
nual average is the arithmetic average
of the quarterly averages of four con-
secutive quarters of monitoring.

(1) The TTHM annual average must
be the annual average during the same
period as is used for the HAAbS annual
average.

(i) Those systems that collected data
under the provisions of subpart M (In-
formation Collection Rule) must use
the results of the samples collected
during the last four quarters of re-
quired monitoring under §141.142.

(ii) Those systems that use ‘‘grand-
fathered” HAAH occurrence data that
meet the provisions of paragraph
(a)(2)(ii) of this section must use TTHM
data collected at the same time under
the provisions of §§141.12 and 141.30.

(iii) Those systems that use HAAb oc-
currence data that meet the provisions
of paragraph (a)(2)(iii)(A) of this sec-
tion must use TTHM data collected at
the same time under the provisions of
§§141.12 and 141.30.

(2) The HAAS annual average must be
the annual average during the same pe-
riod as is used for the TTHM annual
average.

(i) Those systems that collected data
under the provisions of subpart M (In-
formation Collection Rule) must use
the results of the samples collected
during the last four quarters of re-
quired monitoring under §141.142.

(ii) Those systems that have col-
lected four quarters of HAA5 occur-
rence data that meets the routine mon-
itoring sample number and location re-
quirements for TTHM in §§141.12 and

profiling and

§141.172

141.30 and handling and analytical
method requirements of §141.142(b)(1)
may use those data to determine
whether the requirements of this sec-
tion apply.

(iii) Those systems that have not col-
lected four quarters of HAAbL occur-
rence data that meets the provisions of
either paragraph (a)(2)(i) or (ii) of this
section by March 16, 1999 must either:

(A) Conduct monitoring for HAAbS
that meets the routine monitoring
sample number and location require-
ments for TTHM in §§141.12 and 141.30
and handling and analytical method re-
quirements of §141.142(b)(1) to deter-
mine the HAA5 annual average and
whether the requirements of paragraph
(b) of this section apply. This moni-
toring must be completed so that the
applicability determination can be
made no later than March 31, 2000, or

(B) Comply with all other provisions
of this section as if the HAA5 moni-
toring had been conducted and the re-
sults required compliance with para-
graph (b) of this section.

(3) The system may request that the
State approve a more representative
annual data set than the data set de-
termined under paragraph (a)(1) or (2)
of this section for the purpose of deter-
mining applicability of the require-
ments of this section.

(4) The State may require that a sys-
tem use a more representative annual
data set than the data set determined
under paragraph (a)(1) or (2) of this sec-
tion for the purpose of determining ap-
plicability of the requirements of this
section.

(6) The system must submit data to
the State on the schedule in para-
graphs (a)(5)(i) through (v) of this sec-
tion.

(1) Those systems that collected
TTHM and HAAbS data under the provi-
sions of subpart M (Information Collec-
tion Rule), as required by paragraphs
(a)(1)() and (a)(2)(i) of this section,
must submit the results of the samples
collected during the last 12 months of
required monitoring under §141.142 not
later than December 31, 1999.

(ii) Those systems that have col-
lected four consecutive quarters of
HAAb occurrence data that meets the
routine monitoring sample number and
location for TTHM in §§141.12 and 141.30
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and handling and analytical method re-
quirements of §141.142(b)(1), as allowed
by paragraphs (a)(1)(ii) and (a)(2)(ii) of
this section, must submit those data to
the State not later than April 16, 1999.
Until the State has approved the data,
the system must conduct monitoring
for HAAD using the monitoring require-
ments specified under paragraph
(a)(2)(iii) of this section.

(iii) Those systems that conduct
monitoring for HAAS5 using the moni-
toring requirements specified by para-
graphs (a)(1)(dii) and (a)(2)(iii)(A) of
this section, must submit TTHM and
HAAb5 data not later than March 31,
2000.

(iv) Those systems that elect to com-
ply with all other provisions of this
section as if the HAAS monitoring had
been conducted and the results re-
quired compliance with this section, as
allowed under paragraphs (a)(2)(iii)(B)
of this section, must notify the State
in writing of their election not later
than December 31, 1999.

(v) If the system elects to request
that the State approve a more rep-
resentative annual data set than the
data set determined under paragraph
(a)(2)(i) of this section, the system
must submit this request in writing
not later than December 31, 1999.

(6) Any system having either a TTHM
annual average >0.064 mg/L or an HAAbS
annual average >0.048 mg/L during the
period identified in paragraphs (a)(1)
and (2) of this section must comply
with paragraph (b) of this section.

(b) Disinfection profiling. (1) Any sys-
tem that meets the criteria in para-
graph (a)(6) of this section must de-
velop a disinfection profile of its dis-
infection practice for a period of up to
three years.

(2) The system must monitor daily
for a period of 12 consecutive calendar
months to determine the total logs of
inactivation for each day of operation,
based on the CT99.9 values in Tables
1.1-1.6, 2.1, and 3.1 of §141.74(b), as ap-
propriate, through the entire treat-
ment plant. This system must begin
this monitoring not later than April 1,
2000. As a minimum, the system with a
single point of disinfectant application
prior to entrance to the distribution
system must conduct the monitoring
in paragraphs (b)(2)(i) through (iv) of

40 CFR Ch. | (7-1-11 Edition)

this section. A system with more than
one point of disinfectant application
must conduct the monitoring in para-
graphs (b)(2)(1) through (iv) of this sec-
tion for each disinfection segment. The
system must monitor the parameters
necessary to determine the total inac-
tivation ratio, using analytical meth-
ods in §141.74(a), as follows:

(i) The temperature of the disinfected
water must be measured once per day
at each residual disinfectant con-
centration sampling point during peak
hourly flow.

(ii) If the system uses chlorine, the
pH of the disinfected water must be
measured once per day at each chlorine
residual disinfectant concentration
sampling point during peak hourly
flow.

(iii) The disinfectant contact time(s)
(““T”’) must be determined for each day
during peak hourly flow.

(iv) The residual disinfectant con-
centration(s) (‘‘C’) of the water before
or at the first customer and prior to
each additional point of disinfection
must be measured each day during
peak hourly flow.

(3) In lieu of the monitoring con-
ducted under the provisions of para-
graph (b)(2) of this section to develop
the disinfection profile, the system
may elect to meet the requirements of
paragraph (b)(3)(i) of this section. In
addition to the monitoring conducted
under the provisions of paragraph (b)(2)
of this section to develop the disinfec-
tion profile, the system may elect to
meet the requirements of paragraph
(b)(3)(ii) of this section.

(i) A PWS that has three years of ex-
isting operational data may submit
those data, a profile generated using
those data, and a request that the
State approve use of those data in lieu
of monitoring under the provisions of
paragraph (b)(2) of this section not
later than March 31, 2000. The State
must determine whether these oper-
ational data are substantially equiva-
lent to data collected under the provi-
sions of paragraph (b)(2) of this section.
These data must also be representative
of Giardia lamblia inactivation through
the entire treatment plant and not just
of certain treatment segments. Until
the State approves this request, the
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system is required to conduct moni-
toring under the provisions of para-
graph (b)(2) of this section.

(ii) In addition to the disinfection
profile generated under paragraph
(b)(2) of this section, a PWS that has
existing operational data may use
those data to develop a disinfection
profile for additional years. Such sys-
tems may use these additional yearly
disinfection profiles to develop a
benchmark under the provisions of
paragraph (c) of this section. The State
must determine whether these oper-
ational data are substantially equiva-
lent to data collected under the provi-
sions of paragraph (b)(2) of this section.
These data must also be representative
of inactivation through the entire
treatment plant and not just of certain
treatment segments.

(4) The system must calculate the
total inactivation ratio as follows:

(i) If the system uses only one point
of disinfectant application, the system
may determine the total inactivation
ratio for the disinfection segment
based on either of the methods in para-
graph (b)(4)(1)(A) or (b)(4)({)(B) of this
section.

(A) Determine one inactivation ratio
(CTcalc/CTo90) before or at the first
customer during peak hourly flow.

(B) Determine successive CTcalc/
CTeo values, representing sequential
inactivation ratios, between the point
of disinfectant application and a point
before or at the first customer during
peak hourly flow. Under this alter-
native, the system must calculate the
total inactivation ratio by determining
(CTcalc/CTyo) for each sequence and
then adding the (CTcalc/CTeoy) values
together to determine (X (CTcalc/
CT99.9)).

(ii) If the system uses more than one
point of disinfectant application before
the first customer, the system must de-
termine the CT value of each disinfec-
tion segment immediately prior to the
next point of disinfectant application,
or for the final segment, before or at
the first customer, during peak hourly
flow. The (CTcalc/CTy9) value of each
segment and (Z(CTcalc/CTye0)) must be
calculated using the method in para-
graph (b)(4)(i) of this section.

(iii) The system must determine the
total logs of inactivation by multi-
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plying the value calculated in para-
graph (b)(4)(i) or (ii) of this section by
3.0

(5) A system that uses either
chloramines or ozone for primary dis-
infection must also calculate the logs
of inactivation for viruses using a
method approved by the State.

(6) The system must retain disinfec-
tion profile data in graphic form, as a
spreadsheet, or in some other format
acceptable to the State for review as
part of sanitary surveys conducted by
the State.

(c) Disinfection benchmarking. (1) Any
system required to develop a disinfec-
tion profile under the provisions of
paragraphs (a) and (b) of this section
and that decides to make a significant
change to its disinfection practice
must consult with the State prior to
making such change. Significant
changes to disinfection practice are:

(i) Changes to the point of disinfec-
tion;

(ii) Changes to the disinfectant(s)
used in the treatment plant;

(iii) Changes to the disinfection proc-
ess; and

(iv) Any other modification identi-
fied by the State.

(2) Any system that is modifying its
disinfection practice must calculate its
disinfection benchmark using the pro-
cedure specified in paragraphs (c)(2)(1)
through (ii) of this section.

(i) For each year of profiling data
collected and calculated under para-
graph (b) of this section, the system
must determine the lowest average
monthly Giardia lamblia inactivation in
each year of profiling data. The system
must determine the average Giardia
lamblia inactivation for each calendar
month for each year of profiling data
by dividing the sum of daily Giardia
lamblia of inactivation by the number
of values calculated for that month.

(ii) The disinfection benchmark is
the lowest monthly average value (for
systems with one year of profiling
data) or average of lowest monthly av-
erage values (for systems with more
than one year of profiling data) of the
monthly logs of Giardia lamblia inac-
tivation in each year of profiling data.
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3) A system that wuses either
chloramines or ozone for primary dis-
infection must also calculate the dis-
infection benchmark for viruses using
a method approved by the State.

(4) The system must submit informa-
tion in paragraphs (c¢)(4)(i) through (iii)
of this section to the State as part of
its consultation process.

(i) A description of the proposed
change;

(ii) The disinfection profile for
Giardia lamblia (and, if necessary, vi-
ruses) under paragraph (b) of this sec-
tion and benchmark as required by
paragraph (c¢)(2) of this section; and

(iii) An analysis of how the proposed
change will affect the current levels of
disinfection.

[63 FR 69516, Dec. 16, 1998, as amended at 66
FR 3779, Jan. 16, 2001]

§141.173 Filtration.

A public water system subject to the
requirements of this subpart that does
not meet all of the criteria in this sub-
part and subpart H of this part for
avoiding filtration must provide treat-
ment consisting of both disinfection, as
specified in §141.72(b), and filtration
treatment which complies with the re-
quirements of paragraph (a) or (b) of
this section or §141.73 (b) or (c) by De-
cember 31, 2001.

(a) Conventional filtration treatment or
direct filtration. (1) For systems using
conventional filtration or direct filtra-
tion, the turbidity level of representa-
tive samples of a system’s filtered
water must be less than or equal to 0.3
NTU in at least 95 percent of the meas-
urements taken each month, measured
as specified in §141.74(a) and (c).

(2) The turbidity level of representa-
tive samples of a system’s filtered
water must at no time exceed 1 NTU,
measured as specified in §141.74(a) and
(c).

(3) A system that uses lime softening
may acidify representative samples
prior to analysis using a protocol ap-
proved by the State.

(b) Filtration technologies other than
conventional filtration treatment, direct
filtration, slow sand filtration, or diato-
maceous earth filtration. A public water
system may use a filtration technology
not listed in paragraph (a) of this sec-
tion or in §141.73(b) or (c) if it dem-
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onstrates to the State, using pilot
plant studies or other means, that the
alternative filtration technology, in
combination with disinfection treat-
ment that meets the requirements of
§141.72(b), consistently achieves 99.9
percent removal and/or inactivation of
Giardia lamblia cysts and 99.99 percent
removal and/or inactivation of viruses,
and 99 percent removal of
Cryptosporidium oocysts, and the State
approves the use of the filtration tech-
nology. For each approval, the State
will set turbidity performance require-
ments that the system must meet at
least 95 percent of the time and that
the system may not exceed at any time
at a level that consistently achieves
99.9 percent removal and/or inactiva-
tion of Giardia lamblia cysts, 99.99 per-
cent removal and/or inactivation of vi-
ruses, and 99 percent removal of
Cryptosporidium oocysts.

[63 FR 69516, Dec. 16, 1998, as amended at 65
FR 20313, Apr. 14, 2000; 66 FR 3779, Jan. 16,
2001]

§141.174 Filtration sampling require-
ments.

(a) Monitoring requirements for sys-
tems using filtration treatment. In ad-
dition to monitoring required by
§141.74, a public water system subject
to the requirements of this subpart
that provides conventional filtration
treatment or direct filtration must
conduct continuous monitoring of tur-
bidity for each individual filter using
an approved method in §141.74(a) and
must calibrate turbidimeters using the
procedure specified by the manufac-
turer. Systems must record the results
of individual filter monitoring every 15
minutes.

(b) If there is a failure in the contin-
uous turbidity monitoring equipment,
the system must conduct grab sam-
pling every four hours in lieu of contin-
uous monitoring, but for no more than
five working days following the failure
of the equipment.

§141.175 Reporting and recordkeeping
requirements.

In addition to the reporting and rec-
ordkeeping requirements in §141.75, a
public water system subject to the re-
quirements of this subpart that pro-
vides conventional filtration treatment
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or direct filtration must report month-
ly to the State the information speci-
fied in paragraphs (a) and (b) of this
section beginning January 1, 2002. In
addition to the reporting and record-
keeping requirements in §141.75, a pub-
lic water system subject to the require-
ments of this subpart that provides fil-
tration approved under §141.173(b) must
report monthly to the State the infor-
mation specified in paragraph (a) of
this section beginning January 1, 2002.
The reporting in paragraph (a) of this
section is in lieu of the reporting speci-
fied in §141.75(b)(1).

(a) Turbidity measurements as re-
quired by §141.173 must be reported
within 10 days after the end of each
month the system serves water to the
public. Information that must be re-
ported includes:

(1) The total number of filtered water
turbidity measurements taken during
the month.

(2) The number and percentage of fil-
tered water turbidity measurements
taken during the month which are less
than or equal to the turbidity limits
specified in §141.173(a) or (b).

(3) The date and value of any tur-
bidity measurements taken during the
month which exceed 1 NTU for systems
using conventional filtration treat-
ment or direct filtration, or which ex-
ceed the maximum level set by the
State under §141.173(b).

(b) Systems must maintain the re-
sults of individual filter monitoring
taken under §141.174 for at least three
years. Systems must report that they
have conducted individual filter tur-
bidity monitoring under §141.174 within
10 days after the end of each month the
system serves water to the public. Sys-
tems must report individual filter tur-
bidity measurement results taken
under §141.174 within 10 days after the
end of each month the system serves
water to the public only if measure-
ments demonstrate one or more of the
conditions in paragraphs (b)(1) through
(4) of this section. Systems that use
lime softening may apply to the State
for alternative exceedance levels for
the levels specified in paragraphs (b)(1)
through (4) of this section if they can
demonstrate that higher turbidity lev-
els in individual filters are due to lime
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carryover only and not due to degraded
filter performance.

(1) For any individual filter that has
a measured turbidity level of greater
than 1.0 NTU in two consecutive meas-
urements taken 15 minutes apart, the
system must report the filter number,
the turbidity measurement, and the
date(s) on which the exceedance oc-
curred. In addition, the system must
either produce a filter profile for the
filter within 7 days of the exceedance
(if the system is not able to identify an
obvious reason for the abnormal filter
performance) and report that the pro-
file has been produced or report the ob-
vious reason for the exceedance.

(2) For any individual filter that has
a measured turbidity level of greater
than 0.5 NTU in two consecutive meas-
urements taken 15 minutes apart at
the end of the first four hours of con-
tinuous filter operation after the filter
has been backwashed or otherwise
taken offline, the system must report
the filter number, the turbidity, and
the date(s) on which the exceedance oc-
curred. In addition, the system must
either produce a filter profile for the
filter within 7 days of the exceedance
(if the system is not able to identify an
obvious reason for the abnormal filter
performance) and report that the pro-
file has been produced or report the ob-
vious reason for the exceedance.

(3) For any individual filter that has
a measured turbidity level of greater
than 1.0 NTU in two consecutive meas-
urements taken 15 minutes apart at
any time in each of three consecutive
months, the system must report the
filter number, the turbidity measure-
ment, and the date(s) on which the ex-
ceedance occurred. In addition, the sys-
tem must conduct a self-assessment of
the filter within 14 days of the exceed-
ance and report that the self-assess-
ment was conducted. The self assess-
ment must consist of at least the fol-
lowing components: assessment of fil-
ter performance; development of a fil-
ter profile; identification and
prioritization of factors limiting filter
performance; assessment of the appli-
cability of corrections; and preparation
of a filter self-assessment report.

(4) For any individual filter that has
a measured turbidity level of greater
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than 2.0 NTU in two consecutive meas-
urements taken 15 minutes apart at
any time in each of two consecutive
months, the system must report the
filter number, the turbidity measure-
ment, and the date(s) on which the ex-
ceedance occurred. In addition, the sys-
tem must arrange for the conduct of a
comprehensive performance evaluation
by the State or a third party approved
by the State no later than 30 days fol-
lowing the exceedance and have the
evaluation completed and submitted to
the State no later than 90 days fol-
lowing the exceedance.

(c) Additional reporting requirements.
(1) If at any time the turbidity exceeds
1 NTU in representative samples of fil-
tered water in a system using conven-
tional filtration treatment or direct
filtration, the system must inform the
State as soon as possible, but no later
than the end of the next business day.

(2) If at any time the turbidity in
representative samples of filtered
water exceeds the maximum level set
by the State under §141.173(b) for filtra-
tion technologies other than conven-
tional filtration treatment, direct fil-
tration, slow sand filtration, or diato-
maceous earth filtration, the system
must inform the State as soon as pos-
sible, but no later than the end of the
next business day.

[63 FR 69516, Dec. 16, 1998, as amended at 66
FR 3779, Jan. 16, 2001]

Subpart @—Public Notification of
Drinking Water Violations

SOURCE: 65 FR 26035, May 4, 2000, unless
otherwise noted.

§141.201 General public notification
requirements.

Public water systems in States with
primacy for the public water system
supervision (PWSS) program must
comply with the requirements in this
subpart no later than May 6, 2002 or on
the date the State-adopted rule be-
comes effective, whichever comes first.
Public water systems in jurisdictions
where EPA directly implements the
PWSS program must comply with the
requirements in this subpart on Octo-
ber 31, 2000. Prior to these dates, public
water systems must continue to com-
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ply with the public notice require-
ments in §141.32 of this part. The term
“primacy agency’’ is used in this sub-
part to refer to either EPA or the State
or the Tribe in cases where EPA, the
State, or the Tribe exercises primary
enforcement responsibility for this sub-
part.

(a) Who must give public notice? Each
owner or operator of a public water
system (community water systems,
non-transient non-community water
systems, and transient non-community
water systems) must give notice for all
violations of national primary drink-
ing water regulations (NPDWR) and for
other situations, as listed in Table 1.
The term “NPDWR violations’ is used
in this subpart to include violations of
the maximum contaminant level
(MCL), maximum residual disinfection
level (MRDL), treatment technique
(TT), monitoring requirements, and
testing procedures in this part 141. Ap-
pendix A to this subpart identifies the
tier assignment for each specific viola-
tion or situation requiring a public no-
tice.

TABLE 1 TO § 141.201—VIOLATION CATEGORIES
AND OTHER SITUATIONS REQUIRING A PUBLIC
NOTICE

(1) NPDWR violations:

(i) Failure to comply with an applicable
maximum contaminant level (MCL) or
maximum residual disinfectant level
(MRDL).

(i) Failure to comply with a prescribed
treatment technique (TT).

(iii) Failure to perform water quality mon-
itoring, as required by the drinking
water regulations.

(iv) Failure to comply with testing proce-
dures as prescribed by a drinking
water regulation.

(2) Variance and exemptions under sections
1415 and 1416 of SDWA:

(i) Operation under a variance or an ex-
emption.

(ii) Failure to comply with the require-
ments of any schedule that has been
set under a variance or exemption.

(8) Special public notices:

(i) Occurrence of a waterborne disease
outbreak or other waterborne emer-
gency.
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TABLE 1 TO § 141.201—VIOLATION CATEGORIES
AND OTHER SITUATIONS REQUIRING A PUBLIC
NoTICE—Continued

(ii) Exceedance of the nitrate MCL by
non-community water systems
(NCWS), where granted permission by
the primacy agency under 141.11(d) of
this part.

(iii) Exceedance of the secondary max-
imum contaminant level (SMCL) for
fluoride.

(iv) Availability of unregulated contami-
nant monitoring data.

(v) Other violations and situations deter-
mined by the primacy agency to re-
quire a public notice under this sub-
part, not already listed in Appendix A.

(b) What type of public notice is re-
quired for each wviolation or situation?
Public notice requirements are divided
into three tiers, to take into account
the seriousness of the violation or situ-
ation and of any potential adverse
health effects that may be involved.
The public notice requirements for
each violation or situation listed in
Table 1 of this section are determined
by the tier to which it is assigned.
Table 2 of this section provides the def-
inition of each tier. Appendix A of this
part identifies the tier assignment for
each specific violation or situation.

TABLE 2 TO § 141.201—DEFINITION OF PUBLIC
NOTICE TIERS

(1) Tier 1 public notice—required for NPDWR
violations and situations with significant po-
tential to have serious adverse effects on
human health as a result of short-term ex-
posure.

(2) Tier 2 public notice—required for all other
NPDWR violations and situations with po-
tential to have serious adverse effects on
human health.

(8) Tier 3 public notice—required for all other
NPDWR violations and situations not in-
cluded in Tier 1 and Tier 2.

(c) Who must be notified? (1) Each pub-
lic water system must provide public
notice to persons served by the water
system, in accordance with this sub-
part. Public water systems that sell or
otherwise provide drinking water to
other public water systems (i.e., to con-
secutive systems) are required to give

§141.202

public notice to the owner or operator
of the consecutive system; the consecu-
tive system is responsible for providing
public notice to the persons it serves.

(2) If a public water system has a vio-
lation in a portion of the distribution
system that is physically or hydrau-
lically isolated from other parts of the
distribution system, the primacy agen-
cy may allow the system to limit dis-
tribution of the public notice to only
persons served by that portion of the
system which is out of compliance.
Permission by the primacy agency for
limiting distribution of the notice
must be granted in writing.

(3) A copy of the notice must also be
sent to the primacy agency, in accord-
ance with the requirements under
§141.31(d).

§141.202 Tier 1 Public Notice—Form,
manner, and frequency of notice.

(a) Which violations or situations re-
quire a Tier 1 public notice? Table 1 of
this section lists the violation cat-
egories and other situations requiring
a Tier 1 public notice. Appendix A to
this subpart identifies the tier assign-
ment for each specific violation or sit-
uation.

TABLE 1 TO § 141.202—VIOLATION CATEGORIES
AND OTHER SITUATIONS REQUIRING A TIER 1
PuBLIC NOTICE

(1) Violation of the MCL for total coliforms
when fecal coliform or E. coli are present
in the water distribution system (as speci-
fied in § 141.63(b)), or when the water sys-
tem fails to test for fecal coliforms or E.
coli when any repeat sample tests positive
for coliform (as specified in § 141.21(e));

(2) Violation of the MCL for nitrate, nitrite, or
total nitrate and nitrite, as defined in
§141.62, or when the water system fails to
take a confirmation sample within 24 hours
of the system’s receipt of the first sample
showing an exceedance of the nitrate or
nitrite MCL, as specified in § 141.23(f)(2);

(3) Exceedance of the nitrate MCL by non-
community water systems, where permitted
to exceed the MCL by the primacy agency
under §141.11(d), as required under
§141.209;
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TABLE 1 TO § 141.202—VIOLATION CATEGORIES
AND OTHER SITUATIONS REQUIRING A TIER 1
PuBLIC NOTICE—Continued

(4) Violation of the MRDL for chlorine diox-
ide, as defined in § 141.65(a), when one or
more samples taken in the distribution sys-
tem the day following an exceedance of
the MRDL at the entrance of the distribu-
tion system exceed the MRDL, or when
the water system does not take the re-
quired samples in the distribution system,
as specified in § 141.133(c)(2)(i);

(5) Violation of the turbidity MCL under
§141.13(b), where the primacy agency de-
termines after consultation that a Tier 1 no-
tice is required or where consultation does
not take place within 24 hours after the
system learns of the violation;

(6) Violation of the Surface Water Treatment
Rule (SWTR), Interim Enhanced Surface
Water Treatment Rule (IESWTR) or Long
Term 1 Enhanced Surface Water Treat-
ment Rule (LT1ESWTR) treatment tech-
nique requirement resulting from a single
exceedance of the maximum allowable tur-
bidity limit (as identified in appendix A),
where the primacy agency determines after
consultation that a Tier 1 notice is required
or where consultation does not take place
within 24 hours after the system learns of
the violation;

(7) Occurrence of a waterborne disease out-
break, as defined in §141.2, or other wa-
terborne emergency (such as a failure or
significant interruption in key water treat-
ment processes, a natural disaster that dis-
rupts the water supply or distribution sys-
tem, or a chemical spill or unexpected
loading of possible pathogens into the
source water that significantly increases
the potential for drinking water contamina-
tion);

(8) Detection of E. coli, enterococci, or
coliphage in source water samples as
specified in §141.402(a) and § 141.402(b);

(9) Other violations or situations with signifi-
cant potential to have serious adverse ef-
fects on human health as a result of short-
term exposure, as determined by the pri-
macy agency either in its regulations or on
a case-by-case basis.

(b) When is the Tier 1 public notice to
be provided? What additional steps are
required? Public water systems must:

(1) Provide a public notice as soon as
practical but no later than 24 hours
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after the system learns of the viola-
tion;

(2) Initiate consultation with the pri-
macy agency as soon as practical, but
no later than 24 hours after the public
water system learns of the violation or
situation, to determine additional pub-
lic notice requirements; and

(3) Comply with any additional public
notification requirements (including
any repeat notices or direction on the
duration of the posted notices) that are
established as a result of the consulta-
tion with the primacy agency. Such re-
quirements may include the timing,
form, manner, frequency, and content
of repeat notices (if any) and other ac-
tions designed to reach all persons
served.

(c) What is the form and manner of the
public notice? Public water systems
must provide the notice within 24
hours in a form and manner reasonably
calculated to reach all persons served.
The form and manner used by the pub-
lic water system are to fit the specific
situation, but must be designed to
reach residential, transient, and non-
transient users of the water system. In
order to reach all persons served, water
systems are to use, at a minimum, one
or more of the following forms of deliv-
ery:

(1) Appropriate broadcast
(such as radio and television);

(2) Posting of the notice in con-
spicuous locations throughout the area
served by the water system;

(3) Hand delivery of the notice to per-
sons served by the water system; or

(4) Another delivery method approved
in writing by the primacy agency.

media

[66 FR 26035, May 4, 2000, as amended at 67
FR 1836, Jan. 14, 2002; 71 FR 65652, Nov. 8,
2006]

§141.203 Tier 2 Public Notice—Form,
manner, and frequency of notice.

(a) Which violations or situations re-
quire a Tier 2 public notice? Table 1 of
this section lists the violation cat-
egories and other situations requiring
a Tier 2 public notice. Appendix A to
this subpart identifies the tier assign-
ment for each specific violation or sit-
uation.
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TABLE 1 TO § 141.203—VIOLATION CATEGORIES
AND OTHER SITUATIONS REQUIRING A TIER 2
PuBLIC NOTICE

(1) All violations of the MCL, MRDL, and
treatment technique requirements, except
where a Tier 1 notice is required under
§141.202(a) or where the primacy agency
determines that a Tier 1 notice is required;

(2) Violations of the monitoring and testing
procedure requirements, where the pri-
macy agency determines that a Tier 2 rath-
er than a Tier 3 public notice is required,
taking into account potential health impacts
and persistence of the violation; and

(3) Failure to comply with the terms and con-
ditions of any variance or exemption in
place.

(4) Failure to take corrective action or failure
to maintain at least 4-log treatment of vi-
ruses (using inactivation, removal, or a
State-approved combination of 4-log virus
inactivation and removal) before or at the
first customer under § 141.403(a).

(b) When is the Tier 2 public notice to
be provided? (1) Public water systems
must provide the public notice as soon
as practical, but no later than 30 days
after the system learns of the viola-
tion. If the public notice is posted, the
notice must remain in place for as long
as the violation or situation persists,
but in no case for less than seven days,
even if the violation or situation is re-
solved. The primacy agency may, in ap-
propriate circumstances, allow addi-
tional time for the initial notice of up
to three months from the date the sys-
tem learns of the violation. It is not
appropriate for the primacy agency to
grant an extension to the 30-day dead-
line for any unresolved violation or to
allow across-the-board extensions by
rule or policy for other violations or
situations requiring a Tier 2 public no-
tice. Extensions granted by the pri-
macy agency must be in writing.

(2) The public water system must re-
peat the notice every three months as
long as the violation or situation per-
sists, unless the primacy agency deter-
mines that appropriate circumstances
warrant a different repeat notice fre-
quency. In no circumstance may the
repeat notice be given less frequently
than once per year. It is not appro-
priate for the primacy agency to allow
less frequent repeat notice for an MCL
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violation under the Total Coliform
Rule or a treatment technique viola-
tion under the Surface Water Treat-
ment Rule or Interim Enhanced Sur-
face Water Treatment Rule. It is also
not appropriate for the primacy agency
to allow through its rules or policies
across-the-board reductions in the re-
peat notice frequency for other ongoing
violations requiring a Tier 2 repeat no-
tice. Primacy agency determinations
allowing repeat notices to be given less
frequently than once every three
months must be in writing.

(3) For the turbidity violations speci-
fied in this paragraph, public water
systems must consult with the primacy
agency as soon as practical but no
later than 24 hours after the public
water system learns of the violation, to
determine whether a Tier 1 public no-
tice under §141.202(a) is required to pro-
tect public health. When consultation
does not take place within the 24-hour
period, the water system must dis-
tribute a Tier 1 notice of the violation
within the next 24 hours (i.e., no later
than 48 hours after the system learns of
the violation), following the require-
ments under §141.202(b) and (c). Con-
sultation with the primacy agency is
required for:

(i) Violation of the turbidity MCL
under §141.13(b); or

(ii) Violation of the SWTR, IESWTR
or LTIESWTR treatment technique re-
quirement resulting from a single ex-
ceedance of the maximum allowable
turbidity limit.

(c) What is the form and manner of the
Tier 2 public notice? Public water sys-
tems must provide the initial public
notice and any repeat notices in a form
and manner that is reasonably cal-
culated to reach persons served in the
required time period. The form and
manner of the public notice may vary
based on the specific situation and type
of water system, but it must at a min-
imum meet the following require-
ments:

(1) Unless directed otherwise by the
primacy agency in writing, community
water systems must provide notice by:

(i) Mail or other direct delivery to
each customer receiving a bill and to
other service connections to which
water is delivered by the public water
system; and
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(ii) Any other method reasonably cal-
culated to reach other persons regu-
larly served by the system, if they
would not normally be reached by the
notice required in paragraph (c)(1)(i) of
this section. Such persons may include
those who do not pay water bills or do
not have service connection addresses
(e.g., house renters, apartment dwell-
ers, university students, nursing home
patients, prison inmates, etc.). Other
methods may include: Publication in a
local newspaper; delivery of multiple
copies for distribution by customers
that provide their drinking water to
others (e.g., apartment building owners
or large private employers); posting in
public places served by the system or
on the Internet; or delivery to commu-
nity organizations.

(2) Unless directed otherwise by the
primacy agency in writing, non-com-
munity water systems must provide
notice by:

(i) Posting the notice in conspicuous
locations throughout the distribution
system frequented by persons served by
the system, or by mail or direct deliv-
ery to each customer and service con-
nection (where known); and

(ii) Any other method reasonably cal-
culated to reach other persons served
by the system if they would not nor-
mally be reached by the notice re-
quired in paragraph (c)(2)(i) of this sec-
tion. Such persons may include those
served who may not see a posted notice
because the posted notice is not in a lo-
cation they routinely pass by. Other
methods may include: Publication in a
local newspaper or newsletter distrib-
uted to customers; use of E-mail to no-
tify employees or students; or, delivery
of multiple copies in central locations
(e.g., community centers).

[66 FR 26035, May 4, 2000, as amended at 67
FR 1836, Jan. 14, 2002; 71 FR 65652, Nov. 8,
2006]

§141.204 Tier 3 Public Notice—Form,
manner, and frequency of notice.

(a) Which violations or situations re-
quire a Tier 3 public notice? Table 1 of
this section lists the violation cat-
egories and other situations requiring
a Tier 3 public notice. Appendix A to
this subpart identifies the tier assign-
ment for each specific violation or sit-
uation.
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TABLE 1 TO § 141.204—VIOLATION CATEGORIES
AND OTHER SITUATIONS REQUIRING A TIER 3
PuBLIC NOTICE

(1) Monitoring violations under 40 CFR part
141, except where a Tier 1 notice is re-
quired under § 141.202(a) or where the pri-
macy agency determines that a Tier 2 no-
tice is required;

(2) Failure to comply with a testing procedure
established in 40 CFR part 141, except
where a Tier 1 notice is required under
§141.202(a)) or where the primacy agency
determines that a Tier 2 notice is required;

(8) Operation under a variance granted under
Section 1415 or an exemption granted
under Section 1416 of the Safe Drinking
Water Act;

(4) Availability of unregulated contaminant
monitoring results, as required under
§141.207; and

(5) Exceedance of the fluoride secondary
maximum contaminant level (SMCL), as
required under § 141.208.

(b) When is the Tier 3 public notice to
be provided? (1) Public water systems
must provide the public notice not
later than one year after the public
water system learns of the violation or
situation or begins operating under a
variance or exemption. Following the
initial notice, the public water system
must repeat the notice annually for as
long as the violation, variance, exemp-
tion, or other situation persists. If the
public notice is posted, the notice must
remain in place for as long as the viola-
tion, variance, exemption, or other sit-
uation persists, but in no case less than
seven days (even if the violation or sit-
uation is resolved).

(2) Instead of individual Tier 3 public
notices, a public water system may use
an annual report detailing all viola-
tions and situations that occurred dur-
ing the previous twelve months, as
long as the timing requirements of
paragraph (b)(1) of this section are met.

(c) What is the form and manner of the
Tier 3 public notice? Public water sys-
tems must provide the initial notice
and any repeat notices in a form and
manner that is reasonably calculated
to reach persons served in the required
time period. The form and manner of
the public notice may vary based on
the specific situation and type of water
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system, but it must at a minimum
meet the following requirements:

(1) Unless directed otherwise by the
primacy agency in writing, community
water systems must provide notice by:

(i) Mail or other direct delivery to
each customer receiving a bill and to
other service connections to which
water is delivered by the public water
system; and

(ii) Any other method reasonably cal-
culated to reach other persons regu-
larly served by the system, if they
would not normally be reached by the
notice required in paragraph (c¢)(1)(i) of
this section. Such persons may include
those who do not pay water bills or do
not have service connection addresses
(e.g., house renters, apartment dwell-
ers, university students, nursing home
patients, prison inmates, etc.). Other
methods may include: Publication in a
local newspaper; delivery of multiple
copies for distribution by customers
that provide their drinking water to
others (e.g., apartment building owners
or large private employers); posting in
public places or on the Internet; or de-
livery to community organizations.

(2) Unless directed otherwise by the
primacy agency in writing, non-com-
munity water systems must provide
notice by:

(i) Posting the notice in conspicuous
locations throughout the distribution
system frequented by persons served by
the system, or by mail or direct deliv-
ery to each customer and service con-
nection (where known); and

(ii) Any other method reasonably cal-
culated to reach other persons served
by the system, if they would not nor-
mally be reached by the notice re-
quired in paragraph (c)(2)(i) of this sec-
tion. Such persons may include those
who may not see a posted notice be-
cause the notice is not in a location
they routinely pass by. Other methods
may include: Publication in a Ilocal
newspaper or newsletter distributed to
customers; use of E-mail to notify em-
ployees or students; or, delivery of
multiple copies in central locations
(e.g., community centers).

(d) In what situations may the Con-
sumer Confidence Report be used to meet
the Tier 3 public notice requirements? For
community water systems, the Con-
sumer Confidence Report (CCR) re-

§141.205

quired under Subpart O of this part
may be used as a vehicle for the initial
Tier 3 public notice and all required re-
peat notices, as long as:

(1) The CCR is provided to persons
served no later than 12 months after
the system learns of the violation or
situation as required under §141.204(b);

(2) The Tier 3 notice contained in the
CCR follows the content requirements
under §141.205; and

(3) The CCR is distributed following
the delivery requirements under
§141.204(c).

[656 FR 26035, May 4, 2000; 65 FR 38629, June 21,
2000]

§141.205 Content of the public notice.

(a) What elements must be included in
the public notice for violations of National
Primary Drinking Water Regulations
(NPDWR) or other situations requiring a
public notice? When a public water sys-
tem violates a NPDWR or has a situa-
tion requiring public notification, each
public notice must include the fol-
lowing elements:

(1) A description of the violation or
situation, including the contaminant(s)
of concern, and (as applicable) the con-
taminant level(s);

(2) When the violation or situation
occurred;

(3) Any potential adverse health ef-
fects from the violation or situation,
including the standard language under
paragraph (d)(1) or (d)(2) of this sec-
tion, whichever is applicable;

(4) The population at risk, including
subpopulations particularly vulnerable
if exposed to the contaminant in their
drinking water;

(6) Whether alternative water sup-
plies should be used;

(6) What actions consumers should
take, including when they should seek
medical help, if known;

(7) What the system is doing to cor-
rect the violation or situation;

(8) When the water system expects to
return to compliance or resolve the sit-
uation;

(9) The name, business address, and
phone number of the water system
owner, operator, or designee of the pub-
lic water system as a source of addi-
tional information concerning the no-
tice; and
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(10) A statement to encourage the no-
tice recipient to distribute the public
notice to other persons served, using
the standard language under paragraph
(d)(3) of this section, where applicable.

(b) What elements must be included in
the public notice for public water systems
operating under a variance or exemption?
(1) If a public water system has been
granted a variance or an exemption,
the public notice must contain:

(i) An explanation of the reasons for
the variance or exemption;

(ii) The date on which the variance or
exemption was issued;

(iii) A brief status report on the steps
the system is taking to install treat-
ment, find alternative sources of water,
or otherwise comply with the terms
and schedules of the variance or ex-
emption; and

(iv) A notice of any opportunity for
public input in the review of the vari-
ance or exemption.

(2) If a public water system violates
the conditions of a variance or exemp-
tion, the public notice must contain
the ten elements listed in paragraph (a)
of this section.

(c) How is the public notice to be pre-
sented? (1) Each public notice required
by this section:

(i) Must be displayed in a con-
spicuous way when printed or posted;

(ii) Must not contain overly technical
language or very small print;

(iii) Must not be formatted in a way
that defeats the purpose of the notice;

(iv) Must not contain language which
nullifies the purpose of the notice.

(2) Bach public notice required by
this section must comply with multi-
lingual requirements, as follows:

(i) For public water systems serving
a large proportion of non-English
speaking consumers, as determined by
the primacy agency, the public notice
must contain information in the appro-
priate language(s) regarding the impor-
tance of the notice or contain a tele-
phone number or address where persons
served may contact the water system
to obtain a translated copy of the no-
tice or to request assistance in the ap-
propriate language.

(ii) In cases where the primacy agen-
cy has not determined what con-
stitutes a large proportion of non-
English speaking consumers, the public

40 CFR Ch. | (7-1-11 Edition)

water system must include in the pub-
lic notice the same information as in
paragraph (c)(2)(i) of this section,
where appropriate to reach a large pro-
portion of non-English speaking per-
sons served by the water system.

(d) What standard language must pub-
lic water systems include in their public
notice? Public water systems are re-
quired to include the following stand-
ard language in their public notice:

(1) Standard health effects language
for MCL or MRDL violations, treat-
ment technique violations, and viola-
tions of the condition of a variance or
exemption. Public water systems must
include in each public notice the
health effects language specified in ap-
pendix B to this subpart corresponding
to each MCL, MRDL, and treatment
technique violation listed in appendix
A to this subpart, and for each viola-
tion of a condition of a variance or ex-
emption.

(2) Standard language for monitoring
and testing procedure violations. Pub-
lic water systems must include the fol-
lowing language in their notice, includ-
ing the language necessary to fill in
the blanks, for all monitoring and test-
ing procedure violations listed in ap-
pendix A to this subpart:

We are required to monitor your drinking
water for specific contaminants on a regular
basis. Results of regular monitoring are an
indicator of whether or not your drinking
water meets health standards. During [com-
pliance period], we ‘‘did not monitor or test’’
or ‘‘did not complete all monitoring or test-
ing”’ for [contaminant(s)], and therefore can-
not be sure of the quality of your drinking
water during that time.

(3) Standard language to encourage
the distribution of the public notice to
all persons served. Public water sys-
tems must include in their notice the
following language (where applicable):

Please share this information with all the
other people who drink this water, especially
those who may not have received this notice
directly (for example, people in apartments,
nursing homes, schools, and businesses). You
can do this by posting this notice in a public
place or distributing copies by hand or mail.

§141.206 Notice to new billing units or
new customers.

(a) What is the requirement for commu-

nity water systems? Community water

systems must give a copy of the most
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recent public notice for any continuing
violation, the existence of a variance
or exemption, or other ongoing situa-
tions requiring a public notice to all
new billing units or new customers
prior to or at the time service begins.

(b) What is the requirement for non-
community water systems? Non-commu-
nity water systems must continuously
post the public notice in conspicuous
locations in order to inform new con-
sumers of any continuing violation,
variance or exemption, or other situa-
tion requiring a public notice for as
long as the violation, variance, exemp-
tion, or other situation persists.

§141.207 Special notice of the avail-
ability of unregulated contaminant
monitoring results.

(a) When is the special notice to be
given? The owner or operator of a com-
munity water system or non-transient,
non-community water system required
to monitor under §141.40 must notify
persons served by the system of the
availability of the results of such sam-
pling no later than 12 months after the
monitoring results are known.

(b) What is the form and manner of the
special notice? The form and manner of
the public notice must follow the re-
quirements for a Tier 3 public notice
prescribed in §§141.204(c), (d)(1), and
(d)(3). The notice must also identify a
person and provide the telephone num-
ber to contact for information on the
monitoring results.

§141.208 Special notice for exceedance
of the SMCL for fluoride.

(a) When is the special notice to be
given? Community water systems that
exceed the fluoride secondary max-
imum contaminant level (SMCL) of 2
mg/l as specified in §143.3 (determined
by the last single sample taken in ac-
cordance with §141.23), but do not ex-
ceed the maximum contaminant level
(MCL) of 4 mg/l for fluoride (as speci-
fied in §141.62), must provide the public
notice in paragraph (c) of this section
to persons served. Public notice must
be provided as soon as practical but no
later than 12 months from the day the
water system learns of the exceedance.
A copy of the notice must also be sent
to all new billing units and new cus-
tomers at the time service begins and

§141.208

to the State public health officer. The
public water system must repeat the
notice at least annually for as long as
the SMCL is exceeded. If the public no-
tice is posted, the notice must remain
in place for as long as the SMCL is ex-
ceeded, but in no case less than seven
days (even if the exceedance is elimi-
nated). On a case-by-case basis, the pri-
macy agency may require an initial no-
tice sooner than 12 months and repeat
notices more frequently than annually.

(b) What is the form and manner of the
special notice? The form and manner of
the public notice (including repeat no-
tices) must follow the requirements for
a Tier 3 public notice in §141.204(c) and
(A)(1) and (A)(3).

(¢c) What mandatory language must be
contained in the special notice? The no-
tice must contain the following lan-
guage, including the language nec-
essary to fill in the blanks:

This is an alert about your drinking water
and a cosmetic dental problem that might
affect children under nine years of age. At
low levels, fluoride can help prevent cavities,
but children drinking water containing more
than 2 milligrams per liter (mg/l) of fluoride
may develop cosmetic discoloration of their
permanent teeth (dental fluorosis). The
drinking water provided by your community
water system [name] has a fluoride con-
centration of [insert value] mg/l.

Dental fluorosis, in its moderate or severe
forms, may result in a brown staining and/or
pitting of the permanent teeth. This problem
occurs only in developing teeth, before they
erupt from the gums. Children under nine
should be provided with alternative sources
of drinking water or water that has been
treated to remove the fluoride to avoid the
possibility of staining and pitting of their
permanent teeth. You may also want to con-
tact your dentist about proper use by young
children of fluoride-containing products.
Older children and adults may safely drink
the water.

Drinking water containing more than 4
mg/L of fluoride (the U.S. Environmental
Protection Agency’s drinking water stand-
ard) can increase your risk of developing
bone disease. Your drinking water does not
contain more than 4 mg/l of fluoride, but
we’re required to notify you when we dis-
cover that the fluoride levels in your drink-
ing water exceed 2 mg/l because of this cos-
metic dental problem.

For more information, please call [name of
water system contact] of [name of commu-
nity water system] at [phone number]. Some
home water treatment units are also avail-
able to remove fluoride from drinking water.
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To learn more about available home water
treatment units, you may call NSF Inter-
national at 1-877-8-NSF-HELP.”

§141.209 Special notice for nitrate
exceedances above MCL by non-
community water systems (NCWS),
where granted permission by the
primacy agency under § 141.11(d)

(a) When is the special motice to be
given? The owner or operator of a non-
community water system granted per-
mission by the primacy agency under
§141.11(d) to exceed the nitrate MCL
must provide notice to persons served
according to the requirements for a
Tier 1 notice under §141.202(a) and (b).

(b) What is the form and manner of the
special mnotice? Non-community water
systems granted permission by the pri-
macy agency to exceed the nitrate
MCL under §141.11(d) must provide con-
tinuous posting of the fact that nitrate
levels exceed 10 mg/l and the potential
health effects of exposure, according to
the requirements for Tier 1 notice de-
livery under §141.202(c) and the content
requirements under §141.205.

§141.210 Notice by primacy agency on
behalf of the public water system.

(a) May the primacy agency give the
notice on behalf of the public water sys-
tem? The primacy agency may give the
notice required by this subpart on be-
half of the owner and operator of the
public water system if the primacy
agency complies with the requirements
of this subpart.

(b) What is the responsibility of the
public water system when notice is given
by the primacy agency? The owner or op-
erator of the public water system re-
mains responsible for ensuring that the
requirements of this subpart are met.

§141.211 Special notice for repeated
failure to conduct monitoring of the
source water for Cryptosporidium
and for failure to determine bin
classification or mean
Cryptosporidium level.

(a) When is the special motice for re-
peated failure to monitor to be given? The
owner or operator of a community or
non-community water system that is
required to monitor source water under
§141.701 must notify persons served by
the water system that monitoring has
not been completed as specified no
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later than 30 days after the system has
failed to collect any 3 months of moni-
toring as specified in §141.701(c). The
notice must be repeated as specified in
§141.203(b).

(b) When is the special notice for failure
to determine bin classification or mean
Cryptosporidium level to be given? The
owner or operator of a community or
non-community water system that is
required to determine a bin classifica-
tion under §141.710, or to determine
mean Cryptosporidium level under
§141.712, must notify persons served by
the water system that the determina-
tion has not been made as required no
later than 30 days after the system has
failed report the determination as
specified in §141.710(e) or §141.712(a), re-
spectively. The notice must be re-
peated as specified in §141.203(b). The
notice is not required if the system is
complying with a State-approved
schedule to address the violation.

(c) What is the form and manner of the
special notice? The form and manner of
the public notice must follow the re-
quirements for a Tier 2 public notice
prescribed in §141.203(c). The public no-
tice must be presented as required in
§141.205(c).

(d) What mandatory language must be
contained in the special notice? The no-
tice must contain the following lan-
guage, including the language nec-
essary to fill in the blanks.

(1) The special notice for repeated
failure to conduct monitoring must
contain the following language:

We are required to monitor the source of
your drinking water for Cryptosporidium. Re-
sults of the monitoring are to be used to de-
termine whether water treatment at the
(treatment plant name) is sufficient to ade-
quately remove Cryptosporidium from your
drinking water. We are required to complete
this monitoring and make this determina-
tion by (required bin determination date).
We ‘‘did not monitor or test’” or ‘‘did not
complete all monitoring or testing’” on
schedule and, therefore, we may not be able
to determine by the required date what
treatment modifications, if any, must be
made to ensure adequate Cryptosporidium re-
moval. Missing this deadline may, in turn,
jeopardize our ability to have the required
treatment modifications, if any, completed
by the deadline required, (date).

For more information, please call (name of
water system contact) of (name of water sys-
tem) at (phone number).
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(2) The special notice for failure to
determine bin classification or mean
Cryptosporidium level must contain the
following language:

We are required to monitor the source of
your drinking water for Cryptosporidium in
order to determine by (date) whether water
treatment at the (treatment plant name) is
sufficient to adequately remove
Cryptosporidium from your drinking water.
We have not made this determination by the
required date. Our failure to do this may

§141.211

jeopardize our ability to have the required
treatment modifications, if any, completed
by the required deadline of (date). For more
information, please call (name of water sys-
tem contact) of (name of water system) at
(phone number).

(3) Each special notice must also in-
clude a description of what the system
is doing to correct the violation and
when the system expects to return to
compliance or resolve the situation.

[71 FR 768, Jan. 5, 2006]
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Environmental Protection Agency
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